


































COLUMN DESIGN - Column: 1  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: No Slenderness Considered.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 3500.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 3586.6 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From

ft
To
ft

Hook
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Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.

Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch

in
From

ft
To
ft

Design values used - ( e-min effect included ).

4.93 15C -100.8 2767.0 0.0 -511.9 0.0 2705.1
62.14 15C 86.2 2598.9 0.0 -480.8 -0.0 2581.6
4.93 23C -45.5 2925.3 56.0 2993.5 2.5 1133.8
62.14 23C 37.4 2757.1 -45.0 -510.1 2.5 1185.5

Loc
ft

Comb
Fx

kips
Fy

kips
Fz

kips
Mx

kips-ft
My

kips-ft
Mz

kips-ft

COLUMN DESIGN

4.93 23C 2925.3 2993.5 1133.8 4581.6 20.74 1.00 1.43128 
62.14 15C 2598.9 480.8 2581.6 4748.1 79.45 1.00 1.80811 

Bot/Top Elev.
ft

Comb
Pu

kips
Mux

kips-ft
Muz

kips-ft
pMn

kips-ft
Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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PROJECT DATA

PROJECT DATA

Project:
User Job No.:
Designer:
Date: Jun/15/2015
Checker:
Checked date: Jun/15/2015
State:
State Job No.:
Structure type: Pier.
Pier View: Upstation.
Code: AASHTO STANDARD (17th Edition 2002)
Comments:
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PIER GEOMETRY

Pier Info:

Pier View: Upstation.
Pier Type: Multi Column

Cap Shape

Cap Shape: Stepped
Top Elevations: start = 65.14 ft end = 65.14 ft 
Depth(Z) = 60.00 in Skew angle = 0.00 Reduction of I = 1.000 

Variable Cap Properties

8.40 72.00
8.40 72.00
8.40 72.00
8.40 72.00
8.40 72.00

Distance(X)
ft

Height(Y)
in

Column Shape : Round

Number of columns: 2

Column number 1

Location from the left edge of the cap(X): 10.00 ft
Elevations: bottom = 4.93 ft top = 62.14 ft Reduction of I = 1.000
Column Bottom is Fixed

Column Section Dimensions

Diameter = 54.00 in 

Column number 2

Location from the left edge of the cap(X): 32.00 ft
Elevations: bottom = 4.93 ft top = 62.14 ft Reduction of I = 1.000
Column Bottom is Fixed

Column Section Dimensions

Diameter = 54.00 in 
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STRUCTURE MODEL

Frame Model Structure:

Column No. 1
1 1 - 0.00

2 - 57.21 57.21
Column No. 2

2 3 - 0.00
4 - 57.21 57.21

Cap
3 5 - 0.00

6 - 2.63 2.63
4 6 - 2.63

7 - f 8.01 5.38
5 7 - f 8.01

8 - 8.40 0.39
6 8 - 8.40

2 - 10.00 1.60
7 2 - 10.00

9 - 11.81 1.81
8 9 - 11.81

10 - f 11.99 0.18
9 10 - f 11.99

11 - 16.80 4.81
10 11 - 16.80

12 - 21.00 4.20
11 12 - 21.00

13 - 25.20 4.20
12 13 - 25.20

14 - f 30.01 4.81
13 14 - f 30.01

15 - 30.19 0.18
14 15 - 30.19

4 - 32.00 1.81
15 4 - 32.00

16 - 33.60 1.60
16 16 - 33.60

17 - f 33.99 0.39
17 17 - f 33.99

18 - 39.38 5.38
18 18 - 39.38

19 - 42.00 2.63

Member Node Hinge Check Pt
Dist 
ft

Memb length 

ft
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Node coordinates

1 10.00 4.93 fixed at ground
2 10.00 62.14 column-cap
3 32.00 4.93 fixed at ground
4 32.00 62.14 column-cap
5 0.00 62.14
6 2.63 62.14 bearing
7 8.01 62.14 face of support
8 8.40 62.14
9 11.81 62.14 bearing
10 11.99 62.14 face of support
11 16.80 62.14
12 21.00 62.14 bearing
13 25.20 62.14
14 30.01 62.14 face of support
15 30.19 62.14 bearing
16 33.60 62.14
17 33.99 62.14 face of support
18 39.38 62.14 bearing
19 42.00 62.14

Number
X
ft

Y
ft

Node type
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SUPERSTRUCTURE INFO

Superstructure info:

Total number of spans: 15
Span number rear to current pier: 7
Number of traffic lanes: 3
Barrier height : 32.00 in
Depth of slab : 7.63 in
Curb to curb distance: 38.000 ft

Beam info:

92.24 6480.00 1.00 1.00 46.12

Height
in

Section area
in^2

Inertia 

(Ixx)
in^4

Inertia 

(Iyy)
in^4

Beam CG
in

1 130.000 41.917
2 130.000 41.917
3 130.000 41.917
4 130.000 41.917
5 130.000 41.917
6 130.000 41.917
7 175.000 41.917
8 250.000 41.917
9 175.000 41.917
10 130.000 41.917
11 130.000 41.917
12 130.000 41.917
13 130.000 41.917
14 130.000 41.917
15 130.000 41.917

41.917

Span #
Span length

ft
Bridge Width

ft
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BEARING POINTS

Number of bearing lines: 1

First bearing line      Eccentricity = -0.00 ft

1 2.63
2 11.81
3 21.00
4 30.19
5 39.38

Point
Distance

ft
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MATERIAL PROPERTIES

MATERIAL PROPERTIES

Concrete Type normal normal normal
Concrete Strength (psi) 3500.00 3500.00 3500.00
Concrete Density (lb/ft3) 150.00 150.00 150.00
Concrete Modulus Ec (ksi) 3586.62 3586.62 3586.62
Steel Strength Fy (ksi) 60.00 60.00 60.00

Cap Column Footing
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DESIGN PARAMETERS

DESIGN PARAMETERS

AASHTO STANDARD Code

Strength Reduction factors for reinf. concrete

Flexure and tension 0.90
Shear and torsion (normal) 0.85
Shear and torsion (lightweight) 0.85
Axial compression (ties) 0.70
Axial compression (spiral) 0.75

Multi presence factors for live load

1 Lane 1.00
2 Lanes 1.00
3 Lanes 0.90
4 Lanes 0.75
5 Lanes 0.75
6 Lanes 0.75

Cap 170.00 2.00 2.00 1.15
Column 170.00 2.00 1.15
Footing 130.00 3.00 3.00 1.00

Crack control factor
kip/ft

Clear cover
in

Clear side cover
in

Impact factors
(auto calculation)

Degree of fixity in foundations for Moment Magnify Method: Ga = 1.00

SEISMIC DESIGN PARAMETERS

Strength Reduction factors for reinf. Concrete Seismic Design

Flexure and tension 0.90
Shear and torsion (normal) 0.85
Shear and torsion (lightweight) 0.85
Axial compression ( ties ) 0.70
Axial compression ( spiral ) 0.75

Seismic Overstrength

Flexure and tension 1.30
Axial compression ( ties ) 1.30
Axial compression ( spiral ) 1.30

Response Modification Factor 1.00

Use core area for plastic hinging calculations.
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Design Factors

Cap Design Factor 1.20
Footing Design Factor 1.20

Plastic Hinge Moment

Use actual computed Plastic Hinging Moment for each column in all combinations.
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LOADS

Pier Info:

Pier View: Upstation.

Load Cases: 12

Loadcase ID: D1     Name: 

Multiplier = 1.000

Bearing loads

1 1 Y -770.00
1 2 Y -887.00
1 3 Y -887.00
1 4 Y -887.00
1 5 Y -770.00

Line # Bearing # Dir
Load
kips

Loadcase ID: SF1     Name: 

Multiplier = 1.000

Column loads

1 Force X 1.410 kips 0.09
2 Force X 1.410 kips 0.09

Col # Type Dir Mag1 y1/L Mag2 y2/L
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Loadcase ID: W1     Name: Angle: 0

Multiplier = 1.000

Cap loads

Force X 0.00 -1.20 kips 0.50

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.180 klf 0.00 0.95
1 UDL X -0.180 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -23.35
1 1 Y -32.62
1 1 Z -0.00
1 2 X -23.35
1 2 Y 35.63
1 2 Z -0.00
1 3 X -23.35
1 3 Y 35.63
1 3 Z -0.00
1 4 X -23.35
1 4 Y 35.63
1 4 Z -0.00
1 5 X -23.35
1 5 Y 103.88
1 5 Z -0.00

Line # Bearing # Dir
Load
kips
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Auto generation details:

Generated Wind Load on Structure

Angle of wind = 0.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 50.000 psf Cap 40.000 psf
Longitudinal 0.000 psf Column 40.000 psf
Overturning 20.000 psf

Loadcase ID: W2     Name: Angle: 15

Multiplier = 1.000

Cap loads

Force X 0.00 -3.20 kips 0.50
UDL Z 0.02 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.174 klf 0.00 0.95
2 UDL Z 0.047 klf 0.00 0.95
1 UDL X -0.174 klf 0.00 0.95
1 UDL Z 0.047 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L
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Bearing loads

1 1 X -20.55
1 1 Y -15.36
1 1 Z 3.95
1 2 X -20.55
1 2 Y 0.00
1 2 Z 3.95
1 3 X -20.55
1 3 Y 0.00
1 3 Z 3.95
1 4 X -20.55
1 4 Y 0.00
1 4 Z 3.95
1 5 X -20.55
1 5 Y 15.36
1 5 Z 3.95

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 15.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 44.000 psf Cap 40.000 psf
Longitudinal 6.000 psf Column 40.000 psf
Overturning not considered

Loadcase ID: W3     Name: Angle: 30

Multiplier = 1.000

Cap loads

Force X 0.00 -4.50 kips 0.50
UDL Z 0.06 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L
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Column loads

2 UDL X -0.156 klf 0.00 0.95
2 UDL Z 0.090 klf 0.00 0.95
1 UDL X -0.156 klf 0.00 0.95
1 UDL Z 0.090 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -19.15
1 1 Y -14.31
1 1 Z 7.90
1 2 X -19.15
1 2 Y 0.00
1 2 Z 7.90
1 3 X -19.15
1 3 Y 0.00
1 3 Z 7.90
1 4 X -19.15
1 4 Y 0.00
1 4 Z 7.90
1 5 X -19.15
1 5 Y 14.31
1 5 Z 0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 30.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 41.000 psf Cap 40.000 psf
Longitudinal 12.000 psf Column 40.000 psf
Overturning not considered
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Loadcase ID: W4     Name: Angle: 45

Multiplier = 1.000

Cap loads

Force X 0.00 -4.75 kips 0.50
UDL Z 0.11 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.127 klf 0.00 0.95
2 UDL Z 0.127 klf 0.00 0.95
1 UDL X -0.127 klf 0.00 0.95
1 UDL Z 0.127 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L
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Bearing loads

1 1 X -15.41
1 1 Y -11.52
1 1 Z 10.54
1 2 X -15.41
1 2 Y 0.00
1 2 Z 10.54
1 3 X -15.41
1 3 Y 0.00
1 3 Z 10.54
1 4 X -15.41
1 4 Y 0.00
1 4 Z 10.54
1 5 X -15.41
1 5 Y 11.52
1 5 Z 10.54
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 45.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 33.000 psf Cap 40.000 psf
Longitudinal 16.000 psf Column 40.000 psf
Overturning not considered
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Loadcase ID: W5     Name: Angle: 60

Multiplier = 1.000

Cap loads

Force X 0.00 -3.90 kips 0.50
UDL Z 0.16 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.090 klf 0.00 0.95
2 UDL Z 0.156 klf 0.00 0.95
1 UDL X -0.090 klf 0.00 0.95
1 UDL Z 0.156 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -7.94
1 1 Y -5.93
1 1 Z 12.51
1 2 X -7.94
1 2 Y 0.00
1 2 Z 12.51
1 3 X -7.94
1 3 Y 0.00
1 3 Z 12.51
1 4 X -7.94
1 4 Y 0.00
1 4 Z 12.51
1 5 X -7.94
1 5 Y 5.93
1 5 Z 12.51

Line # Bearing # Dir
Load
kips

Auto generation details:
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Generated Wind Load on Structure

Angle of wind = 60.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 17.000 psf Cap 40.000 psf
Longitudinal 19.000 psf Column 40.000 psf
Overturning not considered

Loadcase ID: WL1     Name: Angle: 0

Multiplier = 1.000

Bearing loads

1 1 X -4.25
1 1 Y -8.28
1 1 Z -0.00
1 2 X -4.25
1 2 Y -0.00
1 2 Z -0.00
1 3 X -4.25
1 3 Y -0.00
1 3 Z -0.00
1 4 X -4.25
1 4 Y -0.00
1 4 Z -0.00
1 5 X -4.25
1 5 Y 8.28
1 5 Z -0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 0.00 deg Live load length = 212.50 ft 
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Loadcase ID: WL2     Name: Angle: 15

Multiplier = 1.000

Bearing loads

1 1 X -3.74
1 1 Y -7.29
1 1 Z 0.72
1 2 X -3.74
1 2 Y 0.00
1 2 Z 0.72
1 3 X -3.74
1 3 Y 0.00
1 3 Z 0.72
1 4 X -3.74
1 4 Y 0.00
1 4 Z 0.72
1 5 X -3.74
1 5 Y 7.29
1 5 Z 0.72

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 15.00 deg Live load length = 212.50 ft 

Loadcase ID: WL3     Name: Angle: 30

Multiplier = 1.000
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Bearing loads

1 1 X -3.48
1 1 Y -6.79
1 1 Z 1.44
1 2 X -3.48
1 2 Y 0.00
1 2 Z 1.44
1 3 X -3.48
1 3 Y 0.00
1 3 Z 1.44
1 4 X -3.48
1 4 Y 0.00
1 4 Z 1.44
1 5 X -3.48
1 5 Y 6.79
1 5 Z 1.44

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 30.00 deg Live load length = 212.50 ft 

Loadcase ID: WL4     Name: Angle: 45

Multiplier = 1.000
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Bearing loads

1 1 X -2.81
1 1 Y -5.47
1 1 Z 1.92
1 2 X -2.81
1 2 Y 0.00
1 2 Z 1.92
1 3 X -2.81
1 3 Y 0.00
1 3 Z 1.92
1 4 X -2.81
1 4 Y 0.00
1 4 Z 1.92
1 5 X -2.81
1 5 Y 5.47
1 5 Z 1.92

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 45.00 deg Live load length = 212.50 ft 

Loadcase ID: WL5     Name: Angle: 60

Multiplier = 1.000
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Bearing loads

1 1 X -1.45
1 1 Y -2.82
1 1 Z 2.28
1 2 X -1.45
1 2 Y 0.00
1 2 Z 2.28
1 3 X -1.45
1 3 Y 0.00
1 3 Z 2.28
1 4 X -1.45
1 4 Y 0.00
1 4 Z 2.28
1 5 X -1.45
1 5 Y 2.82
1 5 Z 2.28

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 60.00 deg Live load length = 212.50 ft 
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Selected load groups

SERVICE GROUP I
SERVICE GROUP IA
SERVICE GROUP II
SERVICE GROUP III
SERVICE GROUP IV
SERVICE GROUP V
SERVICE GROUP VI
SERVICE GROUP VII
SERVICE GROUP VIII
SERVICE GROUP IX
LOAD FACTOR GROUP I
LOAD FACTOR GROUP IA
LOAD FACTOR GROUP II
LOAD FACTOR GROUP III
LOAD FACTOR GROUP IV
LOAD FACTOR GROUP V
LOAD FACTOR GROUP VI
LOAD FACTOR GROUP VII
LOAD FACTOR GROUP VIII
LOAD FACTOR GROUP IX
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COMBINATIONS

LOAD COMBINATIONS - AASHTO STANDARD

Comb #     1  (SER GP I        ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #     2  (SER GP IA       ) = 1.00 (  1.00 D1 )
Comb #     3  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     4  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     5  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #     6  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #     7  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #     8  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #     9  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    10  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    11  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    12  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    13  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    14  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    15  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    16  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    17  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    18  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    19  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    20  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    21  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    22  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    23  (SER GP IV       ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    24  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    25  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    26  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    27  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    28  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    29  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    30  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    31  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    32  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    33  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    34  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    35  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    36  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    37  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    38  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    39  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    40  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    41  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    42  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    43  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
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Comb #    44  (SER GP VII      ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    45  (SER GP VIII     ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    46  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    47  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    48  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    49  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    50  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    51  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    52  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    53  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    54  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    55  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    56  (LFR GP I        ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    57  (LFR GP IA       ) = 1.30 (  1.00 D1 )
Comb #    58  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    59  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    60  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    61  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    62  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    63  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    64  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    65  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    66  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    67  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    68  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    69  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    70  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    71  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    72  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    73  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    74  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    75  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    76  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    77  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    78  (LFR GP IV       ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    79  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    80  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    81  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    82  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    83  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    84  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    85  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    86  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    87  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    88  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    89  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    90  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    91  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    92  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    93  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    94  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
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Comb #    95  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    96  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    97  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    98  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    99  (LFR GP VII      ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #   100  (LFR GP VIII     ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #   101  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #   102  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #   103  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #   104  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #   105  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   106  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   107  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   108  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   109  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   110  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )

Load Combinations for Columns only: 

Comb #     1C (LFR GP I        ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #     2C (LFR GP I        ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #     3C (LFR GP IA       ) = 1.30 (  1.00 D1 )
Comb #     4C (LFR GP IA       ) = 1.30 (  0.75 D1 )
Comb #     5C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     6C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     7C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     8C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     9C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    10C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    11C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    12C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    13C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    14C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    15C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    16C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    17C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    18C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    19C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    20C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    21C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    22C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    23C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    24C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    25C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    26C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    27C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    28C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
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Comb #    29C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    30C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    31C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    32C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    33C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    34C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    35C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    36C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    37C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    38C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    39C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    40C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    41C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    42C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    43C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    44C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    45C (LFR GP IV       ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    46C (LFR GP IV       ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    47C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    48C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    49C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    50C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    51C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    52C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    53C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    54C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    55C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    56C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    57C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    58C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    59C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    60C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    61C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    62C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    63C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    64C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    65C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    66C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    67C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    68C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    69C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    70C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    71C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    72C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    73C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    74C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    75C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    76C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    77C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    78C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    79C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
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Comb #    80C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    81C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    82C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    83C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    84C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    85C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    86C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    87C (LFR GP VII      ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    88C (LFR GP VII      ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    89C (LFR GP VIII     ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    90C (LFR GP VIII     ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    91C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    92C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    93C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    94C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    95C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    96C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    97C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    98C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    99C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   100C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   101C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   102C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   103C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   104C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   105C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   106C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   107C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   108C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   109C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #   110C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
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ANALYSIS RESULTS

Global Coordinate System, Units: kip kft

LOAD CASES RESULTS FROM FRAME ANALYSIS:

Loadcase ID: SELF     Name: Self Load of Structure

1 1 -0.17 223.83 0.00 -0.00 0.00 3.19
1 2 0.17 -94.50 0.00 -0.00 0.00 6.38
2 3 0.17 223.83 0.00 -0.00 0.00 -3.19
2 4 -0.17 -94.50 0.00 -0.00 0.00 -6.38
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 0.00 -11.81 0.00 0.00 0.00 15.50
4 7 0.00 36.03 0.00 0.00 0.00 -144.22
5 7 0.00 -36.03 0.00 0.00 0.00 144.22
5 8 0.00 37.80 0.00 0.00 0.00 -158.76
6 8 0.00 -37.80 0.00 0.00 0.00 158.76
6 2 0.00 45.00 0.00 0.00 0.00 -225.00
7 2 -0.17 49.50 0.00 0.00 0.00 218.62
7 9 0.17 -41.34 0.00 0.00 0.00 -136.29
8 9 -0.17 41.34 0.00 0.00 0.00 136.29
8 10 0.17 -40.53 0.00 0.00 0.00 -128.86
9 10 -0.17 40.53 0.00 0.00 0.00 128.86
9 11 0.17 -18.90 0.00 0.00 0.00 13.94
10 11 -0.17 18.90 0.00 0.00 0.00 -13.94
10 12 0.17 0.00 0.00 0.00 0.00 53.63
11 12 -0.17 0.00 0.00 0.00 0.00 -53.63
11 13 0.17 18.90 0.00 0.00 0.00 13.94
12 13 -0.17 -18.90 0.00 0.00 0.00 -13.94
12 14 0.17 40.53 0.00 0.00 0.00 -128.86
13 14 -0.17 -40.53 0.00 0.00 0.00 128.86
13 15 0.17 41.34 0.00 0.00 0.00 -136.29
14 15 -0.17 -41.34 0.00 0.00 0.00 136.29
14 4 0.17 49.50 0.00 0.00 0.00 -218.62
15 4 0.00 45.00 0.00 0.00 0.00 225.00
15 16 0.00 -37.80 0.00 0.00 0.00 -158.76
16 16 0.00 37.80 0.00 0.00 0.00 158.76
16 17 0.00 -36.03 0.00 0.00 0.00 -144.22
17 17 0.00 36.03 0.00 0.00 0.00 144.22
17 18 0.00 -11.81 0.00 0.00 0.00 -15.50
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: D1     Name: 

1 1 -6.79 2100.50 0.00 -0.00 0.00 129.38
1 2 6.79 -2100.50 0.00 -0.00 0.00 258.86
2 3 6.79 2100.50 0.00 -0.00 0.00 -129.38
2 4 -6.79 -2100.50 0.00 -0.00 0.00 -258.86
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 0.00 -770.00 0.00 0.00 0.00 0.00
4 7 0.00 770.00 0.00 0.00 0.00 -4143.36
5 7 0.00 -770.00 0.00 0.00 0.00 4143.36
5 8 0.00 770.00 0.00 0.00 0.00 -4446.75
6 8 0.00 -770.00 0.00 0.00 0.00 4446.75
6 2 0.00 770.00 0.00 0.00 0.00 -5678.75
7 2 -6.79 1330.50 0.00 0.00 0.00 5419.89
7 9 6.79 -1330.50 0.00 0.00 0.00 -3008.36
8 9 -6.79 443.50 0.00 0.00 0.00 3008.36
8 10 6.79 -443.50 0.00 0.00 0.00 -2927.86
9 10 -6.79 443.50 0.00 0.00 0.00 2927.86
9 11 6.79 -443.50 0.00 0.00 0.00 -796.41
10 11 -6.79 443.50 0.00 0.00 0.00 796.41
10 12 6.79 -443.50 0.00 0.00 0.00 1066.29
11 12 -6.79 -443.50 0.00 0.00 0.00 -1066.29
11 13 6.79 443.50 0.00 0.00 0.00 -796.41
12 13 -6.79 -443.50 0.00 0.00 0.00 796.41
12 14 6.79 443.50 0.00 0.00 0.00 -2927.86
13 14 -6.79 -443.50 0.00 0.00 0.00 2927.86
13 15 6.79 443.50 0.00 0.00 0.00 -3008.36
14 15 -6.79 -1330.50 0.00 0.00 0.00 3008.36
14 4 6.79 1330.50 0.00 0.00 0.00 -5419.89
15 4 0.00 770.00 0.00 0.00 0.00 5678.75
15 16 0.00 -770.00 0.00 0.00 0.00 -4446.75
16 16 0.00 770.00 0.00 0.00 0.00 4446.75
16 17 0.00 -770.00 0.00 0.00 0.00 -4143.36
17 17 0.00 770.00 0.00 0.00 0.00 4143.36
17 18 0.00 -770.00 0.00 0.00 0.00 0.00
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: SF1     Name: 

1 1 -1.41 -0.03 0.00 -0.00 0.00 6.79
1 2 -0.00 0.03 0.00 -0.00 0.00 0.30
2 3 -1.41 0.03 0.00 -0.00 0.00 6.79
2 4 -0.00 -0.03 0.00 -0.00 0.00 0.30
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 0.00 0.00 0.00 0.00 0.00 0.00
4 7 0.00 0.00 0.00 0.00 0.00 0.00
5 7 0.00 0.00 0.00 0.00 0.00 0.00
5 8 0.00 0.00 0.00 0.00 0.00 0.00
6 8 0.00 0.00 0.00 0.00 0.00 0.00
6 2 0.00 0.00 0.00 0.00 0.00 0.00
7 2 0.00 -0.03 0.00 0.00 0.00 -0.30
7 9 0.00 0.03 0.00 0.00 0.00 0.25
8 9 0.00 -0.03 0.00 0.00 0.00 -0.25
8 10 0.00 0.03 0.00 0.00 0.00 0.25
9 10 0.00 -0.03 0.00 0.00 0.00 -0.25
9 11 0.00 0.03 0.00 0.00 0.00 0.12

10 11 0.00 -0.03 0.00 0.00 0.00 -0.12
10 12 0.00 0.03 0.00 0.00 0.00 0.00
11 12 0.00 -0.03 0.00 0.00 0.00 0.00
11 13 0.00 0.03 0.00 0.00 0.00 -0.12
12 13 0.00 -0.03 0.00 0.00 0.00 0.12
12 14 0.00 0.03 0.00 0.00 0.00 -0.25
13 14 0.00 -0.03 0.00 0.00 0.00 0.25
13 15 0.00 0.03 0.00 0.00 0.00 -0.25
14 15 0.00 -0.03 0.00 0.00 0.00 0.25
14 4 0.00 0.03 0.00 0.00 0.00 -0.30
15 4 0.00 0.00 0.00 0.00 0.00 0.00
15 16 0.00 0.00 0.00 0.00 0.00 0.00
16 16 0.00 0.00 0.00 0.00 0.00 0.00
16 17 0.00 0.00 0.00 0.00 0.00 0.00
17 17 0.00 0.00 0.00 0.00 0.00 0.00
17 18 0.00 0.00 0.00 0.00 0.00 0.00
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W1     Name: Angle: 0

1 1 69.14 195.85 0.00 -0.00 0.00 -1941.45
1 2 -59.38 -195.85 0.00 -0.00 0.00 -1720.32
2 3 68.33 -373.99 0.00 -0.00 0.00 -1925.98
2 4 -58.57 373.99 0.00 -0.00 0.00 -1689.35
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -23.35 -32.62 0.00 0.00 0.00 70.05
4 7 23.35 32.62 0.00 0.00 0.00 -245.60
5 7 -23.35 -32.62 0.00 0.00 0.00 245.60
5 8 23.35 32.62 0.00 0.00 0.00 -258.45
6 8 -23.35 -32.62 0.00 0.00 0.00 258.45
6 2 23.35 32.62 0.00 0.00 0.00 -310.65
7 2 36.03 163.22 0.00 0.00 0.00 2030.97
7 9 -36.03 -163.22 0.00 0.00 0.00 -1735.13
8 9 12.68 198.85 0.00 0.00 0.00 1805.18
8 10 -12.68 -198.85 0.00 0.00 0.00 -1769.09
9 10 12.68 198.85 0.00 0.00 0.00 1769.09
9 11 -12.68 -198.85 0.00 0.00 0.00 -813.41

10 11 12.68 198.85 0.00 0.00 0.00 813.41
10 12 -12.68 -198.85 0.00 0.00 0.00 21.77
11 12 -11.87 234.48 0.00 0.00 0.00 48.28
11 13 11.87 -234.48 0.00 0.00 0.00 936.54
12 13 -11.87 234.48 0.00 0.00 0.00 -936.54
12 14 11.87 -234.48 0.00 0.00 0.00 2063.45
13 14 -11.87 234.48 0.00 0.00 0.00 -2063.45
13 15 11.87 -234.48 0.00 0.00 0.00 2106.01
14 15 -35.22 270.11 0.00 0.00 0.00 -2035.96
14 4 35.22 -270.11 0.00 0.00 0.00 2525.53
15 4 23.35 -103.88 0.00 0.00 0.00 -836.18
15 16 -23.35 103.88 0.00 0.00 0.00 669.97
16 16 23.35 -103.88 0.00 0.00 0.00 -669.97
16 17 -23.35 103.88 0.00 0.00 0.00 629.04
17 17 23.35 -103.88 0.00 0.00 0.00 -629.04
17 18 -23.35 103.88 0.00 0.00 0.00 70.05
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W2     Name: Angle: 15

1 1 62.39 180.59 -12.80 -686.15 -0.58 -1735.74
1 2 -52.97 -180.59 10.28 29.63 0.58 -1550.12
2 3 62.39 -180.59 -12.80 -686.15 0.58 -1735.74
2 4 -52.97 180.59 10.28 29.63 -0.58 -1550.12
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.05 0.00 -0.07 0.00
4 6 -20.55 -15.36 4.00 11.85 0.07 61.65
4 7 20.55 15.36 -4.10 -11.85 -21.87 -144.30
5 7 -20.55 -15.36 4.10 11.85 21.87 144.30
5 8 20.55 15.36 -4.11 -11.85 -23.49 -150.35
6 8 -20.55 -15.36 4.11 11.85 23.49 150.35
6 2 20.55 15.36 -4.14 -11.85 -30.09 -174.93
7 2 32.42 165.23 -6.14 -17.78 29.51 1725.05
7 9 -32.42 -165.23 6.10 17.78 -18.42 -1425.57
8 9 11.87 165.23 -2.15 -5.93 18.42 1487.22
8 10 -11.87 -165.23 2.15 5.93 -18.03 -1457.22
9 10 11.87 165.23 -2.15 -5.93 18.03 1457.22
9 11 -11.87 -165.23 2.06 5.93 -7.93 -663.14

10 11 11.87 165.23 -2.06 -5.93 7.93 663.14
10 12 -11.87 -165.23 1.98 5.93 0.54 30.82
11 12 -11.87 165.23 1.98 5.93 -0.54 30.82
11 13 11.87 -165.23 -2.06 -5.93 -7.93 663.14
12 13 -11.87 165.23 2.06 5.93 7.93 -663.14
12 14 11.87 -165.23 -2.15 -5.93 -18.03 1457.22
13 14 -11.87 165.23 2.15 5.93 18.03 -1457.22
13 15 11.87 -165.23 -2.15 -5.93 -18.42 1487.22
14 15 -32.42 165.23 6.10 17.78 18.42 -1425.57
14 4 32.42 -165.23 -6.14 -17.78 -29.51 1725.05
15 4 20.55 -15.36 -4.14 -11.85 30.09 -174.93
15 16 -20.55 15.36 4.11 11.85 -23.49 150.35
16 16 20.55 -15.36 -4.11 -11.85 23.49 -150.35
16 17 -20.55 15.36 4.10 11.85 -21.87 144.30
17 17 20.55 -15.36 -4.10 -11.85 21.87 -144.30
17 18 -20.55 15.36 4.00 11.85 -0.07 61.65
18 18 0.00 0.00 -0.05 0.00 0.07 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W3     Name: Angle: 30

1 1 58.57 169.95 -23.96 -1217.49 -50.02 -1633.40
1 2 -50.12 -169.95 19.09 -6.63 50.02 -1462.84
2 3 58.57 -169.95 -19.91 -1093.35 -50.53 -1633.40
2 4 -50.12 169.95 15.03 101.46 50.53 -1462.84
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.16 0.00 -0.21 0.00
4 6 -19.15 -14.31 8.06 23.71 0.21 57.44
4 7 19.15 14.31 -8.38 -23.71 -44.43 -134.46
5 7 -19.15 -14.31 8.38 23.71 44.43 134.46
5 8 19.15 14.31 -8.40 -23.71 -47.74 -140.10
6 8 -19.15 -14.31 8.40 23.71 47.74 140.10
6 2 19.15 14.31 -8.50 -23.71 -61.26 -163.00
7 2 30.97 155.64 -10.59 30.34 11.24 1625.84
7 9 -30.97 -155.64 10.48 -30.34 7.85 -1343.75
8 9 11.82 155.64 -2.58 54.04 -7.85 1401.19
8 10 -11.82 -155.64 2.57 -54.04 8.32 -1372.94
9 10 11.82 155.64 -2.57 54.04 -8.32 1372.94
9 11 -11.82 -155.64 2.28 -54.04 19.97 -624.95

10 11 11.82 155.64 -2.28 54.04 -19.97 624.95
10 12 -11.82 -155.64 2.03 -54.04 29.02 28.72
11 12 -11.82 155.64 5.87 77.75 -29.02 28.72
11 13 11.82 -155.64 -6.12 -77.75 3.83 624.95
12 13 -11.82 155.64 6.12 77.75 -3.83 -624.95
12 14 11.82 -155.64 -6.41 -77.75 -26.29 1372.94
13 14 -11.82 155.64 6.41 77.75 26.29 -1372.94
13 15 11.82 -155.64 -6.42 -77.75 -27.45 1401.19
14 15 -30.97 155.64 14.32 101.46 27.45 -1343.75
14 4 30.97 -155.64 -14.43 -101.46 -53.51 1625.84
15 4 19.15 -14.31 -0.60 0.00 2.98 -163.00
15 16 -19.15 14.31 0.50 0.00 -2.10 140.10
16 16 19.15 -14.31 -0.50 0.00 2.10 -140.10
16 17 -19.15 14.31 0.48 0.00 -1.91 134.46
17 17 19.15 -14.31 -0.48 0.00 1.91 -134.46
17 18 -19.15 14.31 0.16 0.00 -0.21 57.44
18 18 0.00 0.00 -0.16 0.00 0.21 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W4     Name: Angle: 45

1 1 47.80 138.30 -35.56 -1905.83 -1.58 -1333.13
1 2 -40.90 -138.30 28.66 79.02 1.58 -1194.04
2 3 47.80 -138.30 -35.56 -1905.83 1.58 -1333.13
2 4 -40.90 138.30 28.66 79.02 -1.58 -1194.04
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.29 0.00 -0.38 0.00
4 6 -15.41 -11.52 10.83 31.61 0.38 46.23
4 7 15.41 11.52 -11.42 -31.61 -60.24 -108.23
5 7 -15.41 -11.52 11.42 31.61 60.24 108.23
5 8 15.41 11.52 -11.47 -31.61 -64.75 -112.76
6 8 -15.41 -11.52 11.47 31.61 64.75 112.76
6 2 15.41 11.52 -11.64 -31.61 -83.23 -131.20
7 2 25.49 126.78 -17.02 -47.41 81.65 1325.24
7 9 -25.49 -126.78 16.82 47.41 -50.98 -1095.45
8 9 10.08 126.78 -6.28 -15.80 50.98 1141.69
8 10 -10.08 -126.78 6.26 15.80 -49.84 -1118.67
9 10 10.08 126.78 -6.26 -15.80 49.84 1118.67
9 11 -10.08 -126.78 5.73 15.80 -21.01 -509.36

10 11 10.08 126.78 -5.73 -15.80 21.01 509.36
10 12 -10.08 -126.78 5.27 15.80 2.09 23.12
11 12 -10.08 126.78 5.27 15.80 -2.09 23.12
11 13 10.08 -126.78 -5.73 -15.80 -21.01 509.36
12 13 -10.08 126.78 5.73 15.80 21.01 -509.36
12 14 10.08 -126.78 -6.26 -15.80 -49.84 1118.67
13 14 -10.08 126.78 6.26 15.80 49.84 -1118.67
13 15 10.08 -126.78 -6.28 -15.80 -50.98 1141.69
14 15 -25.49 126.78 16.82 47.41 50.98 -1095.45
14 4 25.49 -126.78 -17.02 -47.41 -81.65 1325.24
15 4 15.41 -11.52 -11.64 -31.61 83.23 -131.20
15 16 -15.41 11.52 11.47 31.61 -64.75 112.77
16 16 15.41 -11.52 -11.47 -31.61 64.75 -112.77
16 17 -15.41 11.52 11.42 31.61 -60.24 108.23
17 17 15.41 -11.52 -11.42 -31.61 60.24 -108.23
17 18 -15.41 11.52 10.83 31.61 -0.38 46.23
18 18 0.00 0.00 -0.29 0.00 0.38 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W5     Name: Angle: 60

1 1 26.67 74.09 -43.06 -2302.72 -1.89 -732.81
1 2 -21.80 -74.09 34.61 93.84 1.89 -646.38
2 3 26.67 -74.09 -43.06 -2302.72 1.89 -732.81
2 4 -21.80 74.09 34.61 93.84 -1.89 -646.38
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.42 0.00 -0.55 0.00
4 6 -7.94 -5.93 12.93 37.53 0.55 23.82
4 7 7.94 5.93 -13.78 -37.53 -72.40 -55.75
5 7 -7.94 -5.93 13.78 37.53 72.40 55.75
5 8 7.94 5.93 -13.84 -37.53 -77.84 -58.09
6 8 -7.94 -5.93 13.84 37.53 77.84 58.09
6 2 7.94 5.93 -14.10 -37.53 -100.20 -67.59
7 2 13.86 68.15 -20.51 -56.30 98.30 713.97
7 9 -13.86 -68.15 20.22 56.30 -61.39 -590.44
8 9 5.92 68.15 -7.71 -18.77 61.39 614.26
8 10 -5.92 -68.15 7.68 18.77 -59.99 -601.89
9 10 5.92 68.15 -7.68 -18.77 59.99 601.89
9 11 -5.92 -68.15 6.92 18.77 -24.90 -274.34

10 11 5.92 68.15 -6.92 -18.77 24.90 274.34
10 12 -5.92 -68.15 6.26 18.77 2.78 11.91
11 12 -5.92 68.15 6.26 18.77 -2.78 11.91
11 13 5.92 -68.15 -6.92 -18.77 -24.90 274.34
12 13 -5.92 68.15 6.92 18.77 24.90 -274.34
12 14 5.92 -68.15 -7.68 -18.77 -59.99 601.89
13 14 -5.92 68.15 7.68 18.77 59.99 -601.89
13 15 5.92 -68.15 -7.71 -18.77 -61.39 614.26
14 15 -13.86 68.15 20.22 56.30 61.39 -590.44
14 4 13.86 -68.15 -20.51 -56.30 -98.30 713.97
15 4 7.94 -5.93 -14.10 -37.53 100.20 -67.59
15 16 -7.94 5.93 13.84 37.53 -77.84 58.09
16 16 7.94 -5.93 -13.84 -37.53 77.84 -58.09
16 17 -7.94 5.93 13.78 37.53 -72.40 55.75
17 17 7.94 -5.93 -13.78 -37.53 72.40 -55.75
17 18 -7.94 5.93 12.93 37.53 -0.55 23.82
18 18 0.00 0.00 -0.42 0.00 0.55 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL1     Name: Angle: 0

1 1 10.63 43.42 0.00 -0.00 0.00 -314.25
1 2 -10.63 -43.42 0.00 -0.00 0.00 -293.61
2 3 10.63 -43.42 0.00 -0.00 0.00 -314.25
2 4 -10.63 43.42 0.00 -0.00 0.00 -293.61
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -4.25 -8.28 0.00 0.00 0.00 12.75
4 7 4.25 8.28 0.00 0.00 0.00 -57.31
5 7 -4.25 -8.28 0.00 0.00 0.00 57.31
5 8 4.25 8.28 0.00 0.00 0.00 -60.57
6 8 -4.25 -8.28 0.00 0.00 0.00 60.57
6 2 4.25 8.28 0.00 0.00 0.00 -73.83
7 2 6.38 35.14 0.00 0.00 0.00 367.44
7 9 -6.38 -35.14 0.00 0.00 0.00 -303.74
8 9 2.13 35.14 0.00 0.00 0.00 316.49
8 10 -2.13 -35.14 0.00 0.00 0.00 -310.11
9 10 2.13 35.14 0.00 0.00 0.00 310.11
9 11 -2.13 -35.14 0.00 0.00 0.00 -141.22

10 11 2.13 35.14 0.00 0.00 0.00 141.22
10 12 -2.13 -35.14 0.00 0.00 0.00 6.38
11 12 -2.13 35.14 0.00 0.00 0.00 6.38
11 13 2.13 -35.14 0.00 0.00 0.00 141.22
12 13 -2.13 35.14 0.00 0.00 0.00 -141.22
12 14 2.13 -35.14 0.00 0.00 0.00 310.11
13 14 -2.13 35.14 0.00 0.00 0.00 -310.11
13 15 2.13 -35.14 0.00 0.00 0.00 316.49
14 15 -6.38 35.14 0.00 0.00 0.00 -303.74
14 4 6.38 -35.14 0.00 0.00 0.00 367.44
15 4 4.25 -8.28 0.00 0.00 0.00 -73.83
15 16 -4.25 8.28 0.00 0.00 0.00 60.57
16 16 4.25 -8.28 0.00 0.00 0.00 -60.57
16 17 -4.25 8.28 0.00 0.00 0.00 57.31
17 17 4.25 -8.28 0.00 0.00 0.00 -57.31
17 18 -4.25 8.28 0.00 0.00 0.00 12.75
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL2     Name: Angle: 15

1 1 9.35 38.21 -1.80 -108.24 -0.10 -276.54
1 2 -9.35 -38.21 1.80 5.39 0.10 -258.38
2 3 9.35 -38.21 -1.80 -108.24 0.10 -276.54
2 4 -9.35 38.21 1.80 5.39 -0.10 -258.38
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -3.74 -7.29 0.72 2.16 0.00 11.22
4 7 3.74 7.29 -0.72 -2.16 -3.87 -50.43
5 7 -3.74 -7.29 0.72 2.16 3.87 50.43
5 8 3.74 7.29 -0.72 -2.16 -4.15 -53.31
6 8 -3.74 -7.29 0.72 2.16 4.15 53.31
6 2 3.74 7.29 -0.72 -2.16 -5.30 -64.97
7 2 5.61 30.92 -1.08 -3.24 5.20 323.34
7 9 -5.61 -30.92 1.08 3.24 -3.24 -267.29
8 9 1.87 30.92 -0.36 -1.08 3.24 278.51
8 10 -1.87 -30.92 0.36 1.08 -3.18 -272.90
9 10 1.87 30.92 -0.36 -1.08 3.18 272.90
9 11 -1.87 -30.92 0.36 1.08 -1.45 -124.27

10 11 1.87 30.92 -0.36 -1.08 1.45 124.27
10 12 -1.87 -30.92 0.36 1.08 0.06 5.61
11 12 -1.87 30.92 0.36 1.08 -0.06 5.61
11 13 1.87 -30.92 -0.36 -1.08 -1.45 124.27
12 13 -1.87 30.92 0.36 1.08 1.45 -124.27
12 14 1.87 -30.92 -0.36 -1.08 -3.18 272.90
13 14 -1.87 30.92 0.36 1.08 3.18 -272.90
13 15 1.87 -30.92 -0.36 -1.08 -3.24 278.51
14 15 -5.61 30.92 1.08 3.24 3.24 -267.29
14 4 5.61 -30.92 -1.08 -3.24 -5.20 323.34
15 4 3.74 -7.29 -0.72 -2.16 5.30 -64.97
15 16 -3.74 7.29 0.72 2.16 -4.15 53.31
16 16 3.74 -7.29 -0.72 -2.16 4.15 -53.31
16 17 -3.74 7.29 0.72 2.16 -3.87 50.43
17 17 3.74 -7.29 -0.72 -2.16 3.87 -50.43
17 18 -3.74 7.29 0.72 2.16 0.00 11.22
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00

Memb Node
Fx
kip

Fy
kip

Fz
kip

Mx
kft

My
kft

Mz
kft

Sheet # 38 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: 1_ElasticAnalysis_3500psi_1.0Ig.rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Loadcase ID: WL3     Name: Angle: 30

1 1 8.71 35.61 -3.60 -216.49 -0.21 -257.68
1 2 -8.71 -35.61 3.60 10.79 0.21 -240.76
2 3 8.71 -35.61 -3.60 -216.49 0.21 -257.68
2 4 -8.71 35.61 3.60 10.79 -0.21 -240.76
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -3.49 -6.79 1.44 4.31 0.00 10.46
4 7 3.49 6.79 -1.44 -4.31 -7.74 -47.00
5 7 -3.49 -6.79 1.44 4.31 7.74 47.00
5 8 3.49 6.79 -1.44 -4.31 -8.31 -49.67
6 8 -3.49 -6.79 1.44 4.31 8.31 49.67
6 2 3.49 6.79 -1.44 -4.31 -10.61 -60.54
7 2 5.23 28.82 -2.16 -6.47 10.40 301.30
7 9 -5.23 -28.82 2.16 6.47 -6.49 -249.07
8 9 1.74 28.82 -0.72 -2.16 6.49 259.52
8 10 -1.74 -28.82 0.72 2.16 -6.36 -254.29
9 10 1.74 28.82 -0.72 -2.16 6.36 254.29
9 11 -1.74 -28.82 0.72 2.16 -2.90 -115.80

10 11 1.74 28.82 -0.72 -2.16 2.90 115.80
10 12 -1.74 -28.82 0.72 2.16 0.12 5.23
11 12 -1.74 28.82 0.72 2.16 -0.12 5.23
11 13 1.74 -28.82 -0.72 -2.16 -2.90 115.80
12 13 -1.74 28.82 0.72 2.16 2.90 -115.80
12 14 1.74 -28.82 -0.72 -2.16 -6.36 254.29
13 14 -1.74 28.82 0.72 2.16 6.36 -254.29
13 15 1.74 -28.82 -0.72 -2.16 -6.49 259.52
14 15 -5.23 28.82 2.16 6.47 6.49 -249.07
14 4 5.23 -28.82 -2.16 -6.47 -10.40 301.30
15 4 3.49 -6.79 -1.44 -4.31 10.61 -60.54
15 16 -3.49 6.79 1.44 4.31 -8.31 49.67
16 16 3.49 -6.79 -1.44 -4.31 8.31 -49.67
16 17 -3.49 6.79 1.44 4.31 -7.74 47.00
17 17 3.49 -6.79 -1.44 -4.31 7.74 -47.00
17 18 -3.49 6.79 1.44 4.31 0.00 10.46
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL4     Name: Angle: 45

1 1 7.01 28.66 -4.79 -288.65 -0.28 -207.40
1 2 -7.01 -28.66 4.79 14.38 0.28 -193.78
2 3 7.01 -28.66 -4.79 -288.65 0.28 -207.40
2 4 -7.01 28.66 4.79 14.38 -0.28 -193.78
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -2.81 -5.47 1.92 5.75 0.00 8.42
4 7 2.81 5.47 -1.92 -5.75 -10.32 -37.83
5 7 -2.81 -5.47 1.92 5.75 10.32 37.83
5 8 2.81 5.47 -1.92 -5.75 -11.07 -39.98
6 8 -2.81 -5.47 1.92 5.75 11.07 39.98
6 2 2.81 5.47 -1.92 -5.75 -14.14 -48.72
7 2 4.21 23.19 -2.88 -8.63 13.86 242.51
7 9 -4.21 -23.19 2.88 8.63 -8.65 -200.47
8 9 1.40 23.19 -0.96 -2.88 8.65 208.88
8 10 -1.40 -23.19 0.96 2.88 -8.48 -204.67
9 10 1.40 23.19 -0.96 -2.88 8.48 204.67
9 11 -1.40 -23.19 0.96 2.88 -3.87 -93.21

10 11 1.40 23.19 -0.96 -2.88 3.87 93.21
10 12 -1.40 -23.19 0.96 2.88 0.16 4.21
11 12 -1.40 23.19 0.96 2.88 -0.16 4.21
11 13 1.40 -23.19 -0.96 -2.88 -3.87 93.21
12 13 -1.40 23.19 0.96 2.88 3.87 -93.21
12 14 1.40 -23.19 -0.96 -2.88 -8.48 204.67
13 14 -1.40 23.19 0.96 2.88 8.48 -204.67
13 15 1.40 -23.19 -0.96 -2.88 -8.65 208.88
14 15 -4.21 23.19 2.88 8.63 8.65 -200.47
14 4 4.21 -23.19 -2.88 -8.63 -13.86 242.51
15 4 2.81 -5.47 -1.92 -5.75 14.14 -48.72
15 16 -2.81 5.47 1.92 5.75 -11.07 39.98
16 16 2.81 -5.47 -1.92 -5.75 11.07 -39.98
16 17 -2.81 5.47 1.92 5.75 -10.32 37.83
17 17 2.81 -5.47 -1.92 -5.75 10.32 -37.83
17 18 -2.81 5.47 1.92 5.75 0.00 8.42
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL5     Name: Angle: 60

1 1 3.61 14.76 -5.69 -342.77 -0.33 -106.84
1 2 -3.61 -14.76 5.69 17.08 0.33 -99.83
2 3 3.61 -14.76 -5.69 -342.77 0.33 -106.84
2 4 -3.61 14.76 5.69 17.08 -0.33 -99.83
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -1.45 -2.82 2.28 6.83 0.00 4.34
4 7 1.45 2.82 -2.28 -6.83 -12.25 -19.49
5 7 -1.45 -2.82 2.28 6.83 12.25 19.49
5 8 1.45 2.82 -2.28 -6.83 -13.15 -20.60
6 8 -1.45 -2.82 2.28 6.83 13.15 20.60
6 2 1.45 2.82 -2.28 -6.83 -16.79 -25.10
7 2 2.17 11.95 -3.42 -10.25 16.46 124.93
7 9 -2.17 -11.95 3.42 10.25 -10.27 -103.27
8 9 0.72 11.95 -1.14 -3.42 10.27 107.61
8 10 -0.72 -11.95 1.14 3.42 -10.07 -105.44
9 10 0.72 11.95 -1.14 -3.42 10.07 105.44
9 11 -0.72 -11.95 1.14 3.42 -4.59 -48.02
10 11 0.72 11.95 -1.14 -3.42 4.59 48.02
10 12 -0.72 -11.95 1.14 3.42 0.19 2.17
11 12 -0.72 11.95 1.14 3.42 -0.19 2.17
11 13 0.72 -11.95 -1.14 -3.42 -4.59 48.02
12 13 -0.72 11.95 1.14 3.42 4.59 -48.02
12 14 0.72 -11.95 -1.14 -3.42 -10.07 105.44
13 14 -0.72 11.95 1.14 3.42 10.07 -105.44
13 15 0.72 -11.95 -1.14 -3.42 -10.27 107.61
14 15 -2.17 11.95 3.42 10.25 10.27 -103.27
14 4 2.17 -11.95 -3.42 -10.25 -16.46 124.93
15 4 1.45 -2.82 -2.28 -6.83 16.79 -25.10
15 16 -1.45 2.82 2.28 6.83 -13.15 20.60
16 16 1.45 -2.82 -2.28 -6.83 13.15 -20.60
16 17 -1.45 2.82 2.28 6.83 -12.25 19.49
17 17 1.45 -2.82 -2.28 -6.83 12.25 -19.49
17 18 -1.45 2.82 2.28 6.83 0.00 4.34
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 3

1 1 60.78 2520.14 0.00 -0.00 0.00 -1802.09
1 2 -52.43 -2390.82 0.00 -0.00 0.00 -1454.77
2 3 73.87 1950.36 0.00 -0.00 0.00 -2051.76
2 4 -65.52 -1821.04 0.00 -0.00 0.00 -1954.29
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 -23.35 -814.44 0.00 0.00 0.00 85.56
4 7 23.35 838.65 0.00 0.00 0.00 -4533.18
5 7 -23.35 -838.65 0.00 0.00 0.00 4533.18
5 8 23.35 840.42 0.00 0.00 0.00 -4863.96
6 8 -23.35 -840.42 0.00 0.00 0.00 4863.96
6 2 23.35 847.62 0.00 0.00 0.00 -6214.40
7 2 29.08 1543.20 0.00 0.00 0.00 7669.18
7 9 -29.08 -1535.04 0.00 0.00 0.00 -4879.53
8 9 5.73 683.67 0.00 0.00 0.00 4949.58
8 10 -5.73 -682.85 0.00 0.00 0.00 -4825.56
9 10 5.73 682.85 0.00 0.00 0.00 4825.56
9 11 -5.73 -661.22 0.00 0.00 0.00 -1595.76
10 11 5.73 661.22 0.00 0.00 0.00 1595.76
10 12 -5.73 -642.32 0.00 0.00 0.00 1141.70
11 12 -18.82 -209.05 0.00 0.00 0.00 -1071.64
11 13 18.82 227.95 0.00 0.00 0.00 153.96
12 13 -18.82 -227.95 0.00 0.00 0.00 -153.96
12 14 18.82 249.57 0.00 0.00 0.00 -993.52
13 14 -18.82 -249.57 0.00 0.00 0.00 993.52
13 15 18.82 250.39 0.00 0.00 0.00 -1038.90
14 15 -42.17 -1101.76 0.00 0.00 0.00 1108.95
14 4 42.17 1109.92 0.00 0.00 0.00 -3113.28
15 4 23.35 711.12 0.00 0.00 0.00 5067.57
15 16 -23.35 -703.92 0.00 0.00 0.00 -3935.54
16 16 23.35 703.92 0.00 0.00 0.00 3935.54
16 17 -23.35 -702.14 0.00 0.00 0.00 -3658.54
17 17 23.35 702.14 0.00 0.00 0.00 3658.54
17 18 -23.35 -677.93 0.00 0.00 0.00 54.55
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 8

Group Id: SER GP II Name: SERVICE GROUP II

Sheet # 42 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: 1_ElasticAnalysis_3500psi_1.0Ig.rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Combination No. 8

1 1 -77.50 2128.45 0.00 -0.00 0.00 2080.82
1 2 66.34 -1999.13 0.00 -0.00 0.00 1985.86
2 3 -62.79 2698.35 0.00 -0.00 0.00 1800.20
2 4 51.62 -2569.02 0.00 -0.00 0.00 1424.42
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 23.35 -749.19 0.00 0.00 0.00 -54.55
4 7 -23.35 773.40 0.00 0.00 0.00 -4041.98
5 7 23.35 -773.40 0.00 0.00 0.00 4041.98
5 8 -23.35 775.18 0.00 0.00 0.00 -4347.06
6 8 23.35 -775.18 0.00 0.00 0.00 4347.06
6 2 -23.35 782.38 0.00 0.00 0.00 -5593.10
7 2 -42.99 1216.75 0.00 0.00 0.00 3607.24
7 9 42.99 -1208.59 0.00 0.00 0.00 -1409.27
8 9 -19.63 285.96 0.00 0.00 0.00 1339.22
8 10 19.63 -285.15 0.00 0.00 0.00 -1287.39
9 10 -19.63 285.15 0.00 0.00 0.00 1287.39
9 11 19.63 -263.52 0.00 0.00 0.00 31.06
10 11 -19.63 263.52 0.00 0.00 0.00 -31.06
10 12 19.63 -244.62 0.00 0.00 0.00 1098.16
11 12 4.92 -678.01 0.00 0.00 0.00 -1168.21
11 13 -4.92 696.91 0.00 0.00 0.00 -1719.12
12 13 4.92 -696.91 0.00 0.00 0.00 1719.12
12 14 -4.92 718.54 0.00 0.00 0.00 -5120.42
13 14 4.92 -718.54 0.00 0.00 0.00 5120.42
13 15 -4.92 719.35 0.00 0.00 0.00 -5250.92
14 15 28.27 -1641.98 0.00 0.00 0.00 5180.87
14 4 -28.27 1650.14 0.00 0.00 0.00 -8164.35
15 4 -23.35 918.88 0.00 0.00 0.00 6739.93
15 16 23.35 -911.68 0.00 0.00 0.00 -5275.48
16 16 -23.35 911.68 0.00 0.00 0.00 5275.48
16 17 23.35 -909.91 0.00 0.00 0.00 -4916.62
17 17 -23.35 909.91 0.00 0.00 0.00 4916.62
17 18 23.35 -885.69 0.00 0.00 0.00 -85.56
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 56

Group Id: LFR GP I Name: LOAD FACTOR GROUP I

Sheet # 43 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: 1_ElasticAnalysis_3500psi_1.0Ig.rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Combination No. 56

1 1 -10.87 3021.59 0.00 -0.00 0.00 181.18
1 2 9.04 -2853.46 0.00 -0.00 0.00 345.21
2 3 7.21 3021.66 0.00 -0.00 0.00 -163.51
2 4 -9.04 -2853.54 0.00 -0.00 0.00 -344.41
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 0.00 -1016.36 0.00 0.00 0.00 20.16
4 7 0.00 1047.84 0.00 0.00 0.00 -5573.85
5 7 0.00 -1047.84 0.00 0.00 0.00 5573.85
5 8 0.00 1050.14 0.00 0.00 0.00 -5987.16
6 8 0.00 -1050.14 0.00 0.00 0.00 5987.16
6 2 0.00 1059.50 0.00 0.00 0.00 -7674.88
7 2 -9.04 1793.96 0.00 0.00 0.00 7329.67
7 9 9.04 -1783.36 0.00 0.00 0.00 -4087.72
8 9 -9.04 630.26 0.00 0.00 0.00 4087.72
8 10 9.04 -629.20 0.00 0.00 0.00 -3973.42
9 10 -9.04 629.20 0.00 0.00 0.00 3973.42
9 11 9.04 -601.08 0.00 0.00 0.00 -1017.05
10 11 -9.04 601.08 0.00 0.00 0.00 1017.05
10 12 9.04 -576.51 0.00 0.00 0.00 1455.90
11 12 -9.04 -576.59 0.00 0.00 0.00 -1455.90
11 13 9.04 601.16 0.00 0.00 0.00 -1017.35
12 13 -9.04 -601.16 0.00 0.00 0.00 1017.35
12 14 9.04 629.27 0.00 0.00 0.00 -3974.06
13 14 -9.04 -629.27 0.00 0.00 0.00 3974.06
13 15 9.04 630.33 0.00 0.00 0.00 -4088.38
14 15 -9.04 -1783.43 0.00 0.00 0.00 4088.38
14 4 9.04 1794.04 0.00 0.00 0.00 -7330.46
15 4 0.00 1059.50 0.00 0.00 0.00 7674.88
15 16 0.00 -1050.14 0.00 0.00 0.00 -5987.17
16 16 0.00 1050.14 0.00 0.00 0.00 5987.17
16 17 0.00 -1047.84 0.00 0.00 0.00 -5573.85
17 17 0.00 1047.84 0.00 0.00 0.00 5573.85
17 18 0.00 -1016.36 0.00 0.00 0.00 -20.16
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 58

Group Id: LFR GP II Name: LOAD FACTOR GROUP II
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Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 
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Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: 1_ElasticAnalysis_3500psi_1.0Ig.rcp Date Jun/15/2015 
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Combination No. 58

1 1 79.01 3276.19 0.00 -0.00 0.00 -2342.72
1 2 -68.16 -3108.06 0.00 -0.00 0.00 -1891.21
2 3 96.03 2535.47 0.00 -0.00 0.00 -2667.28
2 4 -85.18 -2367.35 0.00 -0.00 0.00 -2540.57
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 -30.36 -1058.77 0.00 0.00 0.00 111.22
4 7 30.36 1090.25 0.00 0.00 0.00 -5893.13
5 7 -30.36 -1090.25 0.00 0.00 0.00 5893.13
5 8 30.36 1092.55 0.00 0.00 0.00 -6323.15
6 8 -30.36 -1092.55 0.00 0.00 0.00 6323.15
6 2 30.36 1101.91 0.00 0.00 0.00 -8078.72
7 2 37.80 2006.15 0.00 0.00 0.00 9969.93
7 9 -37.80 -1995.55 0.00 0.00 0.00 -6343.39
8 9 7.45 888.77 0.00 0.00 0.00 6434.46
8 10 -7.45 -887.71 0.00 0.00 0.00 -6273.23
9 10 7.45 887.71 0.00 0.00 0.00 6273.23
9 11 -7.45 -859.59 0.00 0.00 0.00 -2074.48
10 11 7.45 859.59 0.00 0.00 0.00 2074.48
10 12 -7.45 -835.02 0.00 0.00 0.00 1484.20
11 12 -24.47 -271.76 0.00 0.00 0.00 -1393.14
11 13 24.47 296.33 0.00 0.00 0.00 200.15
12 13 -24.47 -296.33 0.00 0.00 0.00 -200.15
12 14 24.47 324.45 0.00 0.00 0.00 -1291.58
13 14 -24.47 -324.45 0.00 0.00 0.00 1291.58
13 15 24.47 325.51 0.00 0.00 0.00 -1350.56
14 15 -54.83 -1432.29 0.00 0.00 0.00 1441.63
14 4 54.83 1442.89 0.00 0.00 0.00 -4047.27
15 4 30.36 924.45 0.00 0.00 0.00 6587.84
15 16 -30.36 -915.09 0.00 0.00 0.00 -5116.20
16 16 30.36 915.09 0.00 0.00 0.00 5116.20
16 17 -30.36 -912.79 0.00 0.00 0.00 -4756.10
17 17 30.36 912.79 0.00 0.00 0.00 4756.10
17 18 -30.36 -881.31 0.00 0.00 0.00 70.91
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 60

Group Id: LFR GP II Name: LOAD FACTOR GROUP II

Sheet # 45 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 
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Combination No. 60

1 1 65.27 3242.52 -31.15 -1582.74 -65.03 -1942.25
1 2 -56.11 -3074.40 24.81 -8.62 65.03 -1556.48
2 3 83.34 2800.72 -25.88 -1421.35 -65.68 -2286.93
2 4 -74.19 -2632.60 19.53 131.89 65.68 -2246.10
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.20 0.00 -0.27 -20.16
4 6 -24.89 -1034.96 10.48 30.82 0.27 94.83
4 7 24.89 1066.44 -10.89 -30.82 -57.76 -5748.65
5 7 -24.89 -1066.44 10.89 30.82 57.76 5748.65
5 8 24.89 1068.75 -10.92 -30.82 -62.06 -6169.30
6 8 -24.89 -1068.75 10.92 30.82 62.06 6169.30
6 2 24.89 1078.11 -11.05 -30.82 -79.64 -7886.78
7 2 31.22 1996.29 -13.76 39.44 14.61 9443.26
7 9 -31.22 -1985.69 13.62 -39.44 10.21 -5834.59
8 9 6.33 832.59 -3.35 70.26 -10.21 5909.27
8 10 -6.33 -831.53 3.34 -70.26 10.82 -5758.24
9 10 6.33 831.53 -3.34 70.26 -10.82 5758.24
9 11 -6.33 -803.41 2.96 -70.26 25.96 -1829.49
10 11 6.33 803.41 -2.96 70.26 -25.96 1829.49
10 12 -6.33 -778.84 2.64 -70.26 37.72 1493.24
11 12 -24.41 -374.26 7.63 101.08 -37.72 -1418.57
11 13 24.41 398.83 -7.96 -101.08 4.98 -204.92
12 13 -24.41 -398.83 7.96 101.08 -4.98 204.92
12 14 24.41 426.94 -8.33 -101.08 -34.17 -2189.24
13 14 -24.41 -426.94 8.33 101.08 34.17 2189.24
13 15 24.41 428.01 -8.35 -101.08 -35.69 -2266.83
14 15 -49.30 -1581.11 18.62 131.89 35.69 2341.51
14 4 49.30 1591.71 -18.76 -131.89 -69.56 -5216.87
15 4 24.89 1040.89 -0.78 0.00 3.88 7462.97
15 16 -24.89 -1031.53 0.65 0.00 -2.73 -5805.03
16 16 24.89 1031.53 -0.65 0.00 2.73 5805.03
16 17 -24.89 -1029.23 0.62 0.00 -2.48 -5399.05
17 17 24.89 1029.23 -0.62 0.00 2.48 5399.05
17 18 -24.89 -997.75 0.20 0.00 -0.27 54.52
18 18 0.00 15.36 -0.20 0.00 0.27 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 62

Group Id: LFR GP II Name: LOAD FACTOR GROUP II

Sheet # 46 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 
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Combination No. 62

1 1 23.80 3117.90 -55.97 -2993.53 -2.46 -771.47
1 2 -19.30 -2949.78 44.99 121.99 2.46 -495.09
2 3 41.88 2925.34 -55.97 -2993.53 2.46 -1116.16
2 4 -37.37 -2757.22 44.99 121.99 -2.46 -1184.71
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.54 0.00 -0.71 -20.16
4 6 -10.32 -1024.07 16.81 48.79 0.71 51.12
4 7 10.32 1055.55 -17.91 -48.79 -94.12 -5646.33
5 7 -10.32 -1055.55 17.91 48.79 94.12 5646.33
5 8 10.32 1057.86 -18.00 -48.79 -101.20 -6062.68
6 8 -10.32 -1057.86 18.00 48.79 101.20 6062.68
6 2 10.32 1067.22 -18.32 -48.79 -130.25 -7762.74
7 2 8.97 1882.56 -26.66 -73.19 127.79 8257.83
7 9 -8.97 -1871.96 26.29 73.19 -79.80 -4855.29
8 9 -1.35 718.86 -10.03 -24.40 79.80 4886.25
8 10 1.35 -717.80 9.99 24.40 -77.99 -4755.87
9 10 -1.35 717.80 -9.99 -24.40 77.99 4755.87
9 11 1.35 -689.68 9.00 24.40 -32.36 -1373.69
10 11 -1.35 689.68 -9.00 -24.40 32.36 1373.69
10 12 1.35 -665.11 8.13 24.40 3.61 1471.39
11 12 -16.73 -487.99 8.13 24.40 -3.61 -1440.42
11 13 16.73 512.56 -9.00 -24.40 -32.36 -660.71
12 13 -16.73 -512.56 9.00 24.40 32.36 660.71
12 14 16.73 540.67 -9.99 -24.40 -77.99 -3191.61
13 14 -16.73 -540.67 9.99 24.40 77.99 3191.61
13 15 16.73 541.73 -10.03 -24.40 -79.80 -3289.84
14 15 -27.05 -1694.83 26.29 73.19 79.80 3320.81
14 4 27.05 1705.44 -26.66 -73.19 -127.79 -6402.30
15 4 10.32 1051.78 -18.32 -48.79 130.25 7587.01
15 16 -10.32 -1042.42 18.00 48.79 -101.20 -5911.65
16 16 10.32 1042.42 -18.00 -48.79 101.20 5911.65
16 17 -10.32 -1040.12 17.91 48.79 -94.12 -5501.37
17 17 10.32 1040.12 -17.91 -48.79 94.12 5501.37
17 18 -10.32 -1008.64 16.81 48.79 -0.71 10.81
18 18 0.00 15.36 -0.54 0.00 0.71 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 63
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Program: LEAP® Bridge V8i (SELECTseries 7) 
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Combination No. 63

1 1 -100.76 2766.99 0.00 -0.00 0.00 2705.07
1 2 86.24 -2598.86 0.00 -0.00 0.00 2581.62
2 3 -81.62 3507.85 0.00 -0.00 0.00 2340.26
2 4 67.10 -3339.73 0.00 -0.00 0.00 1851.74
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 30.36 -973.95 0.00 0.00 0.00 -70.91
4 7 -30.36 1005.42 0.00 0.00 0.00 -5254.57
5 7 30.36 -1005.42 0.00 0.00 0.00 5254.57
5 8 -30.36 1007.73 0.00 0.00 0.00 -5651.17
6 8 30.36 -1007.73 0.00 0.00 0.00 5651.17
6 2 -30.36 1017.09 0.00 0.00 0.00 -7271.03
7 2 -55.88 1581.77 0.00 0.00 0.00 4689.41
7 9 55.88 -1571.17 0.00 0.00 0.00 -1832.05
8 9 -25.53 371.75 0.00 0.00 0.00 1740.98
8 10 25.53 -370.69 0.00 0.00 0.00 -1673.60
9 10 -25.53 370.69 0.00 0.00 0.00 1673.60
9 11 25.53 -342.58 0.00 0.00 0.00 40.38
10 11 -25.53 342.58 0.00 0.00 0.00 -40.38
10 12 25.53 -318.01 0.00 0.00 0.00 1427.60
11 12 6.39 -881.41 0.00 0.00 0.00 -1518.67
11 13 -6.39 905.98 0.00 0.00 0.00 -2234.85
12 13 6.39 -905.98 0.00 0.00 0.00 2234.85
12 14 -6.39 934.10 0.00 0.00 0.00 -6656.55
13 14 6.39 -934.10 0.00 0.00 0.00 6656.55
13 15 -6.39 935.16 0.00 0.00 0.00 -6826.20
14 15 36.75 -2134.58 0.00 0.00 0.00 6735.13
14 4 -36.75 2145.18 0.00 0.00 0.00 -10613.66
15 4 -30.36 1194.55 0.00 0.00 0.00 8761.91
15 16 30.36 -1185.19 0.00 0.00 0.00 -6858.13
16 16 -30.36 1185.19 0.00 0.00 0.00 6858.13
16 17 30.36 -1182.88 0.00 0.00 0.00 -6391.60
17 17 -30.36 1182.88 0.00 0.00 0.00 6391.60
17 18 30.36 -1151.40 0.00 0.00 0.00 -111.22
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 65

Group Id: LFR GP II Name: LOAD FACTOR GROUP II
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Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 
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Combination No. 65

1 1 -87.01 2800.65 31.15 1582.74 65.03 2304.60
1 2 74.19 -2632.53 -24.81 8.62 -65.03 2246.89
2 3 -68.93 3242.59 25.88 1421.35 65.68 1959.91
2 4 56.11 -3074.47 -19.53 -131.89 -65.68 1557.27
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.20 0.00 0.27 -20.16
4 6 24.89 -997.75 -10.48 -30.82 -0.27 -54.52
4 7 -24.89 1029.23 10.89 30.82 57.76 -5399.05
5 7 24.89 -1029.23 -10.89 -30.82 -57.76 5399.05
5 8 -24.89 1031.53 10.92 30.82 62.06 -5805.03
6 8 24.89 -1031.53 -10.92 -30.82 -62.06 5805.03
6 2 -24.89 1040.89 11.05 30.82 79.64 -7462.97
7 2 -49.30 1591.64 13.76 -39.44 -14.61 5216.08
7 9 49.30 -1581.03 -13.62 39.44 -10.21 -2340.85
8 9 -24.41 427.93 3.35 -70.26 10.21 2266.17
8 10 24.41 -426.87 -3.34 70.26 -10.82 -2188.59
9 10 -24.41 426.87 3.34 -70.26 10.82 2188.59
9 11 24.41 -398.76 -2.96 70.26 -25.96 -204.61
10 11 -24.41 398.76 2.96 -70.26 25.96 204.61
10 12 24.41 -374.19 -2.64 70.26 -37.72 1418.57
11 12 6.33 -778.91 -7.63 -101.08 37.72 -1493.24
11 13 -6.33 803.48 7.96 101.08 -4.98 -1829.79
12 13 6.33 -803.48 -7.96 -101.08 4.98 1829.79
12 14 -6.33 831.60 8.33 101.08 34.17 -5758.89
13 14 6.33 -831.60 -8.33 -101.08 -34.17 5758.89
13 15 -6.33 832.66 8.35 101.08 35.69 -5909.93
14 15 31.22 -1985.76 -18.62 -131.89 -35.69 5835.25
14 4 -31.22 1996.36 18.76 131.89 69.56 -9444.05
15 4 -24.89 1078.11 0.78 0.00 -3.88 7886.78
15 16 24.89 -1068.75 -0.65 0.00 2.73 -6169.30
16 16 -24.89 1068.75 0.65 0.00 -2.73 6169.30
16 17 24.89 -1066.44 -0.62 0.00 2.48 -5748.65
17 17 -24.89 1066.44 0.62 0.00 -2.48 5748.65
17 18 24.89 -1034.96 -0.20 0.00 0.27 -94.83
18 18 0.00 15.36 0.20 0.00 -0.27 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00

Memb Node
Fx
kip

Fy
kip

Fz
kip

Mx
kft

My
kft

Mz
kft

Combination No. 67

Group Id: LFR GP II Name: LOAD FACTOR GROUP II

Sheet # 49 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: 1_ElasticAnalysis_3500psi_1.0Ig.rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Combination No. 67

1 1 -45.55 2925.27 55.97 2993.53 2.46 1133.83
1 2 37.37 -2757.15 -44.99 -121.99 -2.46 1185.51
2 3 -27.47 3117.98 55.97 2993.53 -2.46 789.14
2 4 19.30 -2949.85 -44.99 -121.99 2.46 495.89
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.54 0.00 0.71 -20.16
4 6 10.32 -1008.64 -16.81 -48.79 -0.71 -10.81
4 7 -10.32 1040.12 17.91 48.79 94.12 -5501.37
5 7 10.32 -1040.12 -17.91 -48.79 -94.12 5501.37
5 8 -10.32 1042.42 18.00 48.79 101.20 -5911.64
6 8 10.32 -1042.42 -18.00 -48.79 -101.20 5911.64
6 2 -10.32 1051.78 18.32 48.79 130.25 -7587.01
7 2 -27.05 1705.36 26.66 73.19 -127.79 6401.51
7 9 27.05 -1694.76 -26.29 -73.19 79.80 -3320.15
8 9 -16.73 541.66 10.03 24.40 -79.80 3289.18
8 10 16.73 -540.60 -9.99 -24.40 77.99 -3190.96
9 10 -16.73 540.60 9.99 24.40 -77.99 3190.96
9 11 16.73 -512.48 -9.00 -24.40 32.36 -660.41
10 11 -16.73 512.48 9.00 24.40 -32.36 660.41
10 12 16.73 -487.91 -8.13 -24.40 -3.61 1440.42
11 12 -1.35 -665.19 -8.13 -24.40 3.61 -1471.39
11 13 1.35 689.76 9.00 24.40 32.36 -1373.99
12 13 -1.35 -689.76 -9.00 -24.40 -32.36 1373.99
12 14 1.35 717.87 9.99 24.40 77.99 -4756.52
13 14 -1.35 -717.87 -9.99 -24.40 -77.99 4756.52
13 15 1.35 718.93 10.03 24.40 79.80 -4886.92
14 15 8.97 -1872.03 -26.29 -73.19 -79.80 4855.95
14 4 -8.97 1882.64 26.66 73.19 127.79 -8258.62
15 4 -10.32 1067.22 18.32 48.79 -130.25 7762.74
15 16 10.32 -1057.86 -18.00 -48.79 101.20 -6062.68
16 16 -10.32 1057.86 18.00 48.79 -101.20 6062.68
16 17 10.32 -1055.55 -17.91 -48.79 94.12 -5646.33
17 17 -10.32 1055.55 17.91 48.79 -94.12 5646.33
17 18 10.32 -1024.07 -16.81 -48.79 0.71 -51.12
18 18 0.00 15.36 0.54 0.00 -0.71 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 5 C

1 1 79.01 3276.19 0.00 -0.00 0.00 -2342.72
1 2 -68.16 -3108.06 0.00 -0.00 0.00 -1891.21
2 3 96.03 2535.47 0.00 -0.00 0.00 -2667.28
2 4 -85.18 -2367.35 0.00 -0.00 0.00 -2540.57
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 -30.36 -1058.77 0.00 0.00 0.00 111.22
4 7 30.36 1090.25 0.00 0.00 0.00 -5893.13
5 7 -30.36 -1090.25 0.00 0.00 0.00 5893.13
5 8 30.36 1092.55 0.00 0.00 0.00 -6323.15
6 8 -30.36 -1092.55 0.00 0.00 0.00 6323.15
6 2 30.36 1101.91 0.00 0.00 0.00 -8078.72
7 2 37.80 2006.15 0.00 0.00 0.00 9969.93
7 9 -37.80 -1995.55 0.00 0.00 0.00 -6343.39
8 9 7.45 888.77 0.00 0.00 0.00 6434.46
8 10 -7.45 -887.71 0.00 0.00 0.00 -6273.23
9 10 7.45 887.71 0.00 0.00 0.00 6273.23
9 11 -7.45 -859.59 0.00 0.00 0.00 -2074.48
10 11 7.45 859.59 0.00 0.00 0.00 2074.48
10 12 -7.45 -835.02 0.00 0.00 0.00 1484.20
11 12 -24.47 -271.76 0.00 0.00 0.00 -1393.14
11 13 24.47 296.33 0.00 0.00 0.00 200.15
12 13 -24.47 -296.33 0.00 0.00 0.00 -200.15
12 14 24.47 324.45 0.00 0.00 0.00 -1291.58
13 14 -24.47 -324.45 0.00 0.00 0.00 1291.58
13 15 24.47 325.51 0.00 0.00 0.00 -1350.56
14 15 -54.83 -1432.29 0.00 0.00 0.00 1441.63
14 4 54.83 1442.89 0.00 0.00 0.00 -4047.27
15 4 30.36 924.45 0.00 0.00 0.00 6587.84
15 16 -30.36 -915.09 0.00 0.00 0.00 -5116.20
16 16 30.36 915.09 0.00 0.00 0.00 5116.20
16 17 -30.36 -912.79 0.00 0.00 0.00 -4756.10
17 17 30.36 912.79 0.00 0.00 0.00 4756.10
17 18 -30.36 -881.31 0.00 0.00 0.00 70.91
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 13 C

1 1 23.80 3117.90 -55.97 -2993.53 -2.46 -771.47
1 2 -19.30 -2949.78 44.99 121.99 2.46 -495.09
2 3 41.88 2925.34 -55.97 -2993.53 2.46 -1116.16
2 4 -37.37 -2757.22 44.99 121.99 -2.46 -1184.71
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.54 0.00 -0.71 -20.16
4 6 -10.32 -1024.07 16.81 48.79 0.71 51.12
4 7 10.32 1055.55 -17.91 -48.79 -94.12 -5646.33
5 7 -10.32 -1055.55 17.91 48.79 94.12 5646.33
5 8 10.32 1057.86 -18.00 -48.79 -101.20 -6062.68
6 8 -10.32 -1057.86 18.00 48.79 101.20 6062.68
6 2 10.32 1067.22 -18.32 -48.79 -130.25 -7762.74
7 2 8.97 1882.56 -26.66 -73.19 127.79 8257.83
7 9 -8.97 -1871.96 26.29 73.19 -79.80 -4855.29
8 9 -1.35 718.86 -10.03 -24.40 79.80 4886.25
8 10 1.35 -717.80 9.99 24.40 -77.99 -4755.87
9 10 -1.35 717.80 -9.99 -24.40 77.99 4755.87
9 11 1.35 -689.68 9.00 24.40 -32.36 -1373.69
10 11 -1.35 689.68 -9.00 -24.40 32.36 1373.69
10 12 1.35 -665.11 8.13 24.40 3.61 1471.39
11 12 -16.73 -487.99 8.13 24.40 -3.61 -1440.42
11 13 16.73 512.56 -9.00 -24.40 -32.36 -660.71
12 13 -16.73 -512.56 9.00 24.40 32.36 660.71
12 14 16.73 540.67 -9.99 -24.40 -77.99 -3191.61
13 14 -16.73 -540.67 9.99 24.40 77.99 3191.61
13 15 16.73 541.73 -10.03 -24.40 -79.80 -3289.84
14 15 -27.05 -1694.83 26.29 73.19 79.80 3320.81
14 4 27.05 1705.44 -26.66 -73.19 -127.79 -6402.30
15 4 10.32 1051.78 -18.32 -48.79 130.25 7587.01
15 16 -10.32 -1042.42 18.00 48.79 -101.20 -5911.65
16 16 10.32 1042.42 -18.00 -48.79 101.20 5911.65
16 17 -10.32 -1040.12 17.91 48.79 -94.12 -5501.37
17 17 10.32 1040.12 -17.91 -48.79 94.12 5501.37
17 18 -10.32 -1008.64 16.81 48.79 -0.71 10.81
18 18 0.00 15.36 -0.54 0.00 0.71 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 15 C

1 1 -100.76 2766.99 0.00 -0.00 0.00 2705.07
1 2 86.24 -2598.86 0.00 -0.00 0.00 2581.62
2 3 -81.62 3507.85 0.00 -0.00 0.00 2340.26
2 4 67.10 -3339.73 0.00 -0.00 0.00 1851.74
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 30.36 -973.95 0.00 0.00 0.00 -70.91
4 7 -30.36 1005.42 0.00 0.00 0.00 -5254.57
5 7 30.36 -1005.42 0.00 0.00 0.00 5254.57
5 8 -30.36 1007.73 0.00 0.00 0.00 -5651.17
6 8 30.36 -1007.73 0.00 0.00 0.00 5651.17
6 2 -30.36 1017.09 0.00 0.00 0.00 -7271.03
7 2 -55.88 1581.77 0.00 0.00 0.00 4689.41
7 9 55.88 -1571.17 0.00 0.00 0.00 -1832.05
8 9 -25.53 371.75 0.00 0.00 0.00 1740.98
8 10 25.53 -370.69 0.00 0.00 0.00 -1673.60
9 10 -25.53 370.69 0.00 0.00 0.00 1673.60
9 11 25.53 -342.58 0.00 0.00 0.00 40.38
10 11 -25.53 342.58 0.00 0.00 0.00 -40.38
10 12 25.53 -318.01 0.00 0.00 0.00 1427.60
11 12 6.39 -881.41 0.00 0.00 0.00 -1518.67
11 13 -6.39 905.98 0.00 0.00 0.00 -2234.85
12 13 6.39 -905.98 0.00 0.00 0.00 2234.85
12 14 -6.39 934.10 0.00 0.00 0.00 -6656.55
13 14 6.39 -934.10 0.00 0.00 0.00 6656.55
13 15 -6.39 935.16 0.00 0.00 0.00 -6826.20
14 15 36.75 -2134.58 0.00 0.00 0.00 6735.13
14 4 -36.75 2145.18 0.00 0.00 0.00 -10613.66
15 4 -30.36 1194.55 0.00 0.00 0.00 8761.91
15 16 30.36 -1185.19 0.00 0.00 0.00 -6858.13
16 16 -30.36 1185.19 0.00 0.00 0.00 6858.13
16 17 30.36 -1182.88 0.00 0.00 0.00 -6391.60
17 17 -30.36 1182.88 0.00 0.00 0.00 6391.60
17 18 30.36 -1151.40 0.00 0.00 0.00 -111.22
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 23 C

1 1 -45.55 2925.27 55.97 2993.53 2.46 1133.83
1 2 37.37 -2757.15 -44.99 -121.99 -2.46 1185.51
2 3 -27.47 3117.98 55.97 2993.53 -2.46 789.14
2 4 19.30 -2949.85 -44.99 -121.99 2.46 495.89
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.54 0.00 0.71 -20.16
4 6 10.32 -1008.64 -16.81 -48.79 -0.71 -10.81
4 7 -10.32 1040.12 17.91 48.79 94.12 -5501.37
5 7 10.32 -1040.12 -17.91 -48.79 -94.12 5501.37
5 8 -10.32 1042.42 18.00 48.79 101.20 -5911.64
6 8 10.32 -1042.42 -18.00 -48.79 -101.20 5911.64
6 2 -10.32 1051.78 18.32 48.79 130.25 -7587.01
7 2 -27.05 1705.36 26.66 73.19 -127.79 6401.51
7 9 27.05 -1694.76 -26.29 -73.19 79.80 -3320.15
8 9 -16.73 541.66 10.03 24.40 -79.80 3289.18
8 10 16.73 -540.60 -9.99 -24.40 77.99 -3190.96
9 10 -16.73 540.60 9.99 24.40 -77.99 3190.96
9 11 16.73 -512.48 -9.00 -24.40 32.36 -660.41
10 11 -16.73 512.48 9.00 24.40 -32.36 660.41
10 12 16.73 -487.91 -8.13 -24.40 -3.61 1440.42
11 12 -1.35 -665.19 -8.13 -24.40 3.61 -1471.39
11 13 1.35 689.76 9.00 24.40 32.36 -1373.99
12 13 -1.35 -689.76 -9.00 -24.40 -32.36 1373.99
12 14 1.35 717.87 9.99 24.40 77.99 -4756.52
13 14 -1.35 -717.87 -9.99 -24.40 -77.99 4756.52
13 15 1.35 718.93 10.03 24.40 79.80 -4886.92
14 15 8.97 -1872.03 -26.29 -73.19 -79.80 4855.95
14 4 -8.97 1882.64 26.66 73.19 127.79 -8258.62
15 4 -10.32 1067.22 18.32 48.79 -130.25 7762.74
15 16 10.32 -1057.86 -18.00 -48.79 101.20 -6062.68
16 16 -10.32 1057.86 18.00 48.79 -101.20 6062.68
16 17 10.32 -1055.55 -17.91 -48.79 94.12 -5646.33
17 17 -10.32 1055.55 17.91 48.79 -94.12 5646.33
17 18 10.32 -1024.07 -16.81 -48.79 0.71 -51.12
18 18 0.00 15.36 0.54 0.00 -0.71 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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COLUMN DESIGN

COLUMN DESIGN - Column: 2  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: No Slenderness Considered.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 3500.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 3586.6 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From

ft
To
ft

Hook
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Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.

Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch

in
From

ft
To
ft

Design values used - ( e-min effect included ).

4.93 5C 96.0 2535.5 0.0 -469.1 0.0 -2667.3
62.14 5C -85.2 2367.3 0.0 -438.0 -0.0 -2540.6
4.93 13C 41.9 2925.3 -56.0 -2993.5 2.5 -1116.2
62.14 13C -37.4 2757.2 45.0 510.1 2.5 -1184.7

Loc
ft

Comb
Fx

kips
Fy

kips
Fz

kips
Mx

kips-ft
My

kips-ft
Mz

kips-ft

COLUMN DESIGN

4.93 13C 2925.3 2993.5 1116.2 4582.4 20.45 1.00 1.43430 
62.14 5C 2367.3 438.0 2540.6 4853.9 80.22 1.00 1.88278 

Bot/Top Elev.
ft

Comb
Pu

kips
Mux

kips-ft
Muz

kips-ft
pMn

kips-ft
Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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COLUMN DESIGN - Column: 1  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: No Slenderness Considered.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 3500.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 3586.6 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From

ft
To
ft

Hook

Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.
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Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch

in
From

ft
To
ft

Design values used - ( e-min effect included ).

4.93 15C -100.8 2767.0 0.0 -511.9 0.0 2705.1
62.14 15C 86.2 2598.9 0.0 -480.8 -0.0 2581.6
4.93 23C -45.5 2925.3 56.0 2993.5 2.5 1133.8
62.14 23C 37.4 2757.1 -45.0 -510.1 2.5 1185.5

Loc
ft

Comb
Fx

kips
Fy

kips
Fz

kips
Mx

kips-ft
My

kips-ft
Mz

kips-ft

COLUMN DESIGN

4.93 23C 2925.3 2993.5 1133.8 4581.6 20.74 1.00 1.43128 
62.14 15C 2598.9 480.8 2581.6 4748.1 79.45 1.00 1.80811 

Bot/Top Elev.
ft

Comb
Pu

kips
Mux

kips-ft
Muz

kips-ft
pMn

kips-ft
Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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COLUMN DESIGN - Column: 1  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: P - Delta.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 3500.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 3586.6 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From

ft
To
ft

Hook
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Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.

Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch

in
From

ft
To
ft

Design values used after P-Delta Analysis ( e-min effect included ).

4.93 13C 23.8 3125.4 -55.3 -4376.5 -9.6 -849.8
62.14 13C -19.3 2957.3 44.3 547.1 -9.6 -586.6
4.93 15C -101.9 2745.6 0.0 -507.9 0.0 2945.7
62.14 15C 87.3 2577.5 0.0 -476.8 -0.0 2811.1

Loc
ft

Comb
Fx

kips
Fy

kips
Fz

kips
Mx

kips-ft
My

kips-ft
Mz

kips-ft

COLUMN DESIGN

4.93 13C 3125.4 4376.5 849.8 4480.6 10.99 1.00 1.00501 
62.14 15C 2577.5 476.8 2811.1 4754.8 80.37 1.00 1.66762 

Bot/Top Elev.
ft

Comb
Pu

kips
Mux

kips-ft
Muz

kips-ft
pMn

kips-ft
Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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PROJECT DATA

PROJECT DATA

Project:
User Job No.:
Designer:
Date: Jun/15/2015
Checker:
Checked date: Jun/15/2015
State:
State Job No.:
Structure type: Pier.
Pier View: Upstation.
Code: AASHTO STANDARD (17th Edition 2002)
Comments:
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PIER GEOMETRY

Pier Info:

Pier View: Upstation.
Pier Type: Multi Column

Cap Shape

Cap Shape: Stepped
Top Elevations: start = 65.14 ft end = 65.14 ft 
Depth(Z) = 60.00 in Skew angle = 0.00 Reduction of I = 1.000 

Variable Cap Properties

8.40 72.00
8.40 72.00
8.40 72.00
8.40 72.00
8.40 72.00

Distance(X)
ft

Height(Y)
in

Column Shape : Round

Number of columns: 2

Column number 1

Location from the left edge of the cap(X): 10.00 ft
Elevations: bottom = 4.93 ft top = 62.14 ft Reduction of I = 1.000
Column Bottom is Fixed

Column Section Dimensions

Diameter = 54.00 in 

Column number 2

Location from the left edge of the cap(X): 32.00 ft
Elevations: bottom = 4.93 ft top = 62.14 ft Reduction of I = 1.000
Column Bottom is Fixed

Column Section Dimensions

Diameter = 54.00 in 
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STRUCTURE MODEL

Frame Model Structure:

Column No. 1
1 1 - 0.00

2 - 57.21 57.21
Column No. 2

2 3 - 0.00
4 - 57.21 57.21

Cap
3 5 - 0.00

6 - 2.63 2.63
4 6 - 2.63

7 - f 8.01 5.38
5 7 - f 8.01

8 - 8.40 0.39
6 8 - 8.40

2 - 10.00 1.60
7 2 - 10.00

9 - 11.81 1.81
8 9 - 11.81

10 - f 11.99 0.18
9 10 - f 11.99

11 - 16.80 4.81
10 11 - 16.80

12 - 21.00 4.20
11 12 - 21.00

13 - 25.20 4.20
12 13 - 25.20

14 - f 30.01 4.81
13 14 - f 30.01

15 - 30.19 0.18
14 15 - 30.19

4 - 32.00 1.81
15 4 - 32.00

16 - 33.60 1.60
16 16 - 33.60

17 - f 33.99 0.39
17 17 - f 33.99

18 - 39.38 5.38
18 18 - 39.38

19 - 42.00 2.63

Member Node Hinge Check Pt
Dist 
ft

Memb length 

ft
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Node coordinates

1 10.00 4.93 fixed at ground
2 10.00 62.14 column-cap
3 32.00 4.93 fixed at ground
4 32.00 62.14 column-cap
5 0.00 62.14
6 2.63 62.14 bearing
7 8.01 62.14 face of support
8 8.40 62.14
9 11.81 62.14 bearing
10 11.99 62.14 face of support
11 16.80 62.14
12 21.00 62.14 bearing
13 25.20 62.14
14 30.01 62.14 face of support
15 30.19 62.14 bearing
16 33.60 62.14
17 33.99 62.14 face of support
18 39.38 62.14 bearing
19 42.00 62.14

Number
X
ft

Y
ft

Node type
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SUPERSTRUCTURE INFO

Superstructure info:

Total number of spans: 15
Span number rear to current pier: 7
Number of traffic lanes: 3
Barrier height : 32.00 in
Depth of slab : 7.63 in
Curb to curb distance: 38.000 ft

Beam info:

92.24 6480.00 1.00 1.00 46.12

Height
in

Section area
in^2

Inertia 

(Ixx)
in^4

Inertia 

(Iyy)
in^4

Beam CG
in

1 130.000 41.917
2 130.000 41.917
3 130.000 41.917
4 130.000 41.917
5 130.000 41.917
6 130.000 41.917
7 175.000 41.917
8 250.000 41.917
9 175.000 41.917
10 130.000 41.917
11 130.000 41.917
12 130.000 41.917
13 130.000 41.917
14 130.000 41.917
15 130.000 41.917

41.917

Span #
Span length

ft
Bridge Width

ft
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BEARING POINTS

Number of bearing lines: 1

First bearing line      Eccentricity = -0.00 ft

1 2.63
2 11.81
3 21.00
4 30.19
5 39.38

Point
Distance

ft
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MATERIAL PROPERTIES

MATERIAL PROPERTIES

Concrete Type normal normal normal
Concrete Strength (psi) 3500.00 3500.00 3500.00
Concrete Density (lb/ft3) 150.00 150.00 150.00
Concrete Modulus Ec (ksi) 3586.62 3586.62 3586.62
Steel Strength Fy (ksi) 60.00 60.00 60.00

Cap Column Footing
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DESIGN PARAMETERS

DESIGN PARAMETERS

AASHTO STANDARD Code

Strength Reduction factors for reinf. concrete

Flexure and tension 0.90
Shear and torsion (normal) 0.85
Shear and torsion (lightweight) 0.85
Axial compression (ties) 0.70
Axial compression (spiral) 0.75

Multi presence factors for live load

1 Lane 1.00
2 Lanes 1.00
3 Lanes 0.90
4 Lanes 0.75
5 Lanes 0.75
6 Lanes 0.75

Cap 170.00 2.00 2.00 1.15
Column 170.00 2.00 1.15
Footing 130.00 3.00 3.00 1.00

Crack control factor
kip/ft

Clear cover
in

Clear side cover
in

Impact factors
(auto calculation)

Degree of fixity in foundations for Moment Magnify Method: Ga = 1.00

SEISMIC DESIGN PARAMETERS

Strength Reduction factors for reinf. Concrete Seismic Design

Flexure and tension 0.90
Shear and torsion (normal) 0.85
Shear and torsion (lightweight) 0.85
Axial compression ( ties ) 0.70
Axial compression ( spiral ) 0.75

Seismic Overstrength

Flexure and tension 1.30
Axial compression ( ties ) 1.30
Axial compression ( spiral ) 1.30

Response Modification Factor 1.00

Use core area for plastic hinging calculations.
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Design Factors

Cap Design Factor 1.20
Footing Design Factor 1.20

Plastic Hinge Moment

Use actual computed Plastic Hinging Moment for each column in all combinations.
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LOADS

Pier Info:

Pier View: Upstation.

Load Cases: 12

Loadcase ID: D1     Name: 

Multiplier = 1.000

Bearing loads

1 1 Y -770.00
1 2 Y -887.00
1 3 Y -887.00
1 4 Y -887.00
1 5 Y -770.00

Line # Bearing # Dir
Load
kips

Loadcase ID: SF1     Name: 

Multiplier = 1.000

Column loads

1 Force X 1.410 kips 0.09
2 Force X 1.410 kips 0.09

Col # Type Dir Mag1 y1/L Mag2 y2/L
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Loadcase ID: W1     Name: Angle: 0

Multiplier = 1.000

Cap loads

Force X 0.00 -1.20 kips 0.50

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.180 klf 0.00 0.95
1 UDL X -0.180 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -23.35
1 1 Y -32.62
1 1 Z -0.00
1 2 X -23.35
1 2 Y 35.63
1 2 Z -0.00
1 3 X -23.35
1 3 Y 35.63
1 3 Z -0.00
1 4 X -23.35
1 4 Y 35.63
1 4 Z -0.00
1 5 X -23.35
1 5 Y 103.88
1 5 Z -0.00

Line # Bearing # Dir
Load
kips
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Auto generation details:

Generated Wind Load on Structure

Angle of wind = 0.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 50.000 psf Cap 40.000 psf
Longitudinal 0.000 psf Column 40.000 psf
Overturning 20.000 psf

Loadcase ID: W2     Name: Angle: 15

Multiplier = 1.000

Cap loads

Force X 0.00 -3.20 kips 0.50
UDL Z 0.02 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.174 klf 0.00 0.95
2 UDL Z 0.047 klf 0.00 0.95
1 UDL X -0.174 klf 0.00 0.95
1 UDL Z 0.047 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L
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Bearing loads

1 1 X -20.55
1 1 Y -15.36
1 1 Z 3.95
1 2 X -20.55
1 2 Y 0.00
1 2 Z 3.95
1 3 X -20.55
1 3 Y 0.00
1 3 Z 3.95
1 4 X -20.55
1 4 Y 0.00
1 4 Z 3.95
1 5 X -20.55
1 5 Y 15.36
1 5 Z 3.95

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 15.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 44.000 psf Cap 40.000 psf
Longitudinal 6.000 psf Column 40.000 psf
Overturning not considered

Loadcase ID: W3     Name: Angle: 30

Multiplier = 1.000

Cap loads

Force X 0.00 -4.50 kips 0.50
UDL Z 0.06 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L
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Column loads

2 UDL X -0.156 klf 0.00 0.95
2 UDL Z 0.090 klf 0.00 0.95
1 UDL X -0.156 klf 0.00 0.95
1 UDL Z 0.090 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -19.15
1 1 Y -14.31
1 1 Z 7.90
1 2 X -19.15
1 2 Y 0.00
1 2 Z 7.90
1 3 X -19.15
1 3 Y 0.00
1 3 Z 7.90
1 4 X -19.15
1 4 Y 0.00
1 4 Z 7.90
1 5 X -19.15
1 5 Y 14.31
1 5 Z 0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 30.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 41.000 psf Cap 40.000 psf
Longitudinal 12.000 psf Column 40.000 psf
Overturning not considered
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Loadcase ID: W4     Name: Angle: 45

Multiplier = 1.000

Cap loads

Force X 0.00 -4.75 kips 0.50
UDL Z 0.11 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.127 klf 0.00 0.95
2 UDL Z 0.127 klf 0.00 0.95
1 UDL X -0.127 klf 0.00 0.95
1 UDL Z 0.127 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L
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Bearing loads

1 1 X -15.41
1 1 Y -11.52
1 1 Z 10.54
1 2 X -15.41
1 2 Y 0.00
1 2 Z 10.54
1 3 X -15.41
1 3 Y 0.00
1 3 Z 10.54
1 4 X -15.41
1 4 Y 0.00
1 4 Z 10.54
1 5 X -15.41
1 5 Y 11.52
1 5 Z 10.54
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 45.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 33.000 psf Cap 40.000 psf
Longitudinal 16.000 psf Column 40.000 psf
Overturning not considered
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Loadcase ID: W5     Name: Angle: 60

Multiplier = 1.000

Cap loads

Force X 0.00 -3.90 kips 0.50
UDL Z 0.16 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.090 klf 0.00 0.95
2 UDL Z 0.156 klf 0.00 0.95
1 UDL X -0.090 klf 0.00 0.95
1 UDL Z 0.156 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -7.94
1 1 Y -5.93
1 1 Z 12.51
1 2 X -7.94
1 2 Y 0.00
1 2 Z 12.51
1 3 X -7.94
1 3 Y 0.00
1 3 Z 12.51
1 4 X -7.94
1 4 Y 0.00
1 4 Z 12.51
1 5 X -7.94
1 5 Y 5.93
1 5 Z 12.51

Line # Bearing # Dir
Load
kips

Auto generation details:
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Generated Wind Load on Structure

Angle of wind = 60.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 17.000 psf Cap 40.000 psf
Longitudinal 19.000 psf Column 40.000 psf
Overturning not considered

Loadcase ID: WL1     Name: Angle: 0

Multiplier = 1.000

Bearing loads

1 1 X -4.25
1 1 Y -8.28
1 1 Z -0.00
1 2 X -4.25
1 2 Y -0.00
1 2 Z -0.00
1 3 X -4.25
1 3 Y -0.00
1 3 Z -0.00
1 4 X -4.25
1 4 Y -0.00
1 4 Z -0.00
1 5 X -4.25
1 5 Y 8.28
1 5 Z -0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 0.00 deg Live load length = 212.50 ft 
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Loadcase ID: WL2     Name: Angle: 15

Multiplier = 1.000

Bearing loads

1 1 X -3.74
1 1 Y -7.29
1 1 Z 0.72
1 2 X -3.74
1 2 Y 0.00
1 2 Z 0.72
1 3 X -3.74
1 3 Y 0.00
1 3 Z 0.72
1 4 X -3.74
1 4 Y 0.00
1 4 Z 0.72
1 5 X -3.74
1 5 Y 7.29
1 5 Z 0.72

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 15.00 deg Live load length = 212.50 ft 

Loadcase ID: WL3     Name: Angle: 30

Multiplier = 1.000
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Bearing loads

1 1 X -3.48
1 1 Y -6.79
1 1 Z 1.44
1 2 X -3.48
1 2 Y 0.00
1 2 Z 1.44
1 3 X -3.48
1 3 Y 0.00
1 3 Z 1.44
1 4 X -3.48
1 4 Y 0.00
1 4 Z 1.44
1 5 X -3.48
1 5 Y 6.79
1 5 Z 1.44

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 30.00 deg Live load length = 212.50 ft 

Loadcase ID: WL4     Name: Angle: 45

Multiplier = 1.000
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Bearing loads

1 1 X -2.81
1 1 Y -5.47
1 1 Z 1.92
1 2 X -2.81
1 2 Y 0.00
1 2 Z 1.92
1 3 X -2.81
1 3 Y 0.00
1 3 Z 1.92
1 4 X -2.81
1 4 Y 0.00
1 4 Z 1.92
1 5 X -2.81
1 5 Y 5.47
1 5 Z 1.92

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 45.00 deg Live load length = 212.50 ft 

Loadcase ID: WL5     Name: Angle: 60

Multiplier = 1.000
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Bearing loads

1 1 X -1.45
1 1 Y -2.82
1 1 Z 2.28
1 2 X -1.45
1 2 Y 0.00
1 2 Z 2.28
1 3 X -1.45
1 3 Y 0.00
1 3 Z 2.28
1 4 X -1.45
1 4 Y 0.00
1 4 Z 2.28
1 5 X -1.45
1 5 Y 2.82
1 5 Z 2.28

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 60.00 deg Live load length = 212.50 ft 
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Selected load groups

SERVICE GROUP I
SERVICE GROUP IA
SERVICE GROUP II
SERVICE GROUP III
SERVICE GROUP IV
SERVICE GROUP V
SERVICE GROUP VI
SERVICE GROUP VII
SERVICE GROUP VIII
SERVICE GROUP IX
LOAD FACTOR GROUP I
LOAD FACTOR GROUP IA
LOAD FACTOR GROUP II
LOAD FACTOR GROUP III
LOAD FACTOR GROUP IV
LOAD FACTOR GROUP V
LOAD FACTOR GROUP VI
LOAD FACTOR GROUP VII
LOAD FACTOR GROUP VIII
LOAD FACTOR GROUP IX

Sheet # 23 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: 2_PDeltaAnalysis_3500psi_1.0Ig.rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



COMBINATIONS

LOAD COMBINATIONS - AASHTO STANDARD

Comb #     1  (SER GP I        ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #     2  (SER GP IA       ) = 1.00 (  1.00 D1 )
Comb #     3  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     4  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     5  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #     6  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #     7  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #     8  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #     9  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    10  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    11  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    12  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    13  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    14  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    15  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    16  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    17  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    18  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    19  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    20  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    21  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    22  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    23  (SER GP IV       ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    24  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    25  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    26  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    27  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    28  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    29  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    30  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    31  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    32  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    33  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    34  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    35  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    36  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    37  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    38  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    39  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    40  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    41  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    42  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    43  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )

Sheet # 24 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: 2_PDeltaAnalysis_3500psi_1.0Ig.rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Comb #    44  (SER GP VII      ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    45  (SER GP VIII     ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    46  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    47  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    48  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    49  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    50  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    51  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    52  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    53  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    54  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    55  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    56  (LFR GP I        ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    57  (LFR GP IA       ) = 1.30 (  1.00 D1 )
Comb #    58  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    59  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    60  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    61  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    62  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    63  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    64  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    65  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    66  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    67  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    68  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    69  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    70  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    71  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    72  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    73  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    74  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    75  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    76  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    77  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    78  (LFR GP IV       ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    79  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    80  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    81  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    82  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    83  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    84  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    85  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    86  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    87  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    88  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    89  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    90  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    91  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    92  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    93  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    94  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )

Sheet # 25 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: 2_PDeltaAnalysis_3500psi_1.0Ig.rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Comb #    95  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    96  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    97  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    98  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    99  (LFR GP VII      ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #   100  (LFR GP VIII     ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #   101  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #   102  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #   103  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #   104  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #   105  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   106  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   107  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   108  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   109  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   110  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )

Load Combinations for Columns only: 

Comb #     1C (LFR GP I        ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #     2C (LFR GP I        ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #     3C (LFR GP IA       ) = 1.30 (  1.00 D1 )
Comb #     4C (LFR GP IA       ) = 1.30 (  0.75 D1 )
Comb #     5C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     6C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     7C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     8C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     9C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    10C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    11C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    12C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    13C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    14C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    15C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    16C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    17C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    18C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    19C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    20C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    21C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    22C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    23C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    24C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    25C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    26C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    27C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    28C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
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Comb #    29C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    30C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    31C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    32C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    33C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    34C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    35C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    36C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    37C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    38C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    39C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    40C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    41C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    42C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    43C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    44C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    45C (LFR GP IV       ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    46C (LFR GP IV       ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    47C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    48C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    49C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    50C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    51C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    52C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    53C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    54C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    55C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    56C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    57C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    58C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    59C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    60C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    61C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    62C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    63C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    64C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    65C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    66C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    67C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    68C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    69C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    70C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    71C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    72C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    73C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    74C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    75C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    76C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    77C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    78C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    79C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
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Comb #    80C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    81C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    82C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    83C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    84C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    85C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    86C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    87C (LFR GP VII      ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    88C (LFR GP VII      ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    89C (LFR GP VIII     ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    90C (LFR GP VIII     ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    91C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    92C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    93C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    94C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    95C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    96C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    97C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    98C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    99C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   100C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   101C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   102C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   103C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   104C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   105C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   106C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   107C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   108C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   109C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #   110C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
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ANALYSIS RESULTS

Global Coordinate System, Units: kip kft

LOAD CASES RESULTS FROM FRAME ANALYSIS:

Loadcase ID: SELF     Name: Self Load of Structure

1 1 -0.17 223.83 0.00 -0.00 0.00 3.19
1 2 0.17 -94.50 0.00 -0.00 0.00 6.38
2 3 0.17 223.83 0.00 -0.00 0.00 -3.19
2 4 -0.17 -94.50 0.00 -0.00 0.00 -6.38
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 0.00 -11.81 0.00 0.00 0.00 15.50
4 7 0.00 36.03 0.00 0.00 0.00 -144.22
5 7 0.00 -36.03 0.00 0.00 0.00 144.22
5 8 0.00 37.80 0.00 0.00 0.00 -158.76
6 8 0.00 -37.80 0.00 0.00 0.00 158.76
6 2 0.00 45.00 0.00 0.00 0.00 -225.00
7 2 -0.17 49.50 0.00 0.00 0.00 218.62
7 9 0.17 -41.34 0.00 0.00 0.00 -136.29
8 9 -0.17 41.34 0.00 0.00 0.00 136.29
8 10 0.17 -40.53 0.00 0.00 0.00 -128.86
9 10 -0.17 40.53 0.00 0.00 0.00 128.86
9 11 0.17 -18.90 0.00 0.00 0.00 13.94
10 11 -0.17 18.90 0.00 0.00 0.00 -13.94
10 12 0.17 0.00 0.00 0.00 0.00 53.63
11 12 -0.17 0.00 0.00 0.00 0.00 -53.63
11 13 0.17 18.90 0.00 0.00 0.00 13.94
12 13 -0.17 -18.90 0.00 0.00 0.00 -13.94
12 14 0.17 40.53 0.00 0.00 0.00 -128.86
13 14 -0.17 -40.53 0.00 0.00 0.00 128.86
13 15 0.17 41.34 0.00 0.00 0.00 -136.29
14 15 -0.17 -41.34 0.00 0.00 0.00 136.29
14 4 0.17 49.50 0.00 0.00 0.00 -218.62
15 4 0.00 45.00 0.00 0.00 0.00 225.00
15 16 0.00 -37.80 0.00 0.00 0.00 -158.76
16 16 0.00 37.80 0.00 0.00 0.00 158.76
16 17 0.00 -36.03 0.00 0.00 0.00 -144.22
17 17 0.00 36.03 0.00 0.00 0.00 144.22
17 18 0.00 -11.81 0.00 0.00 0.00 -15.50
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: D1     Name: 

1 1 -6.79 2100.50 0.00 -0.00 0.00 129.38
1 2 6.79 -2100.50 0.00 -0.00 0.00 258.86
2 3 6.79 2100.50 0.00 -0.00 0.00 -129.38
2 4 -6.79 -2100.50 0.00 -0.00 0.00 -258.86
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 0.00 -770.00 0.00 0.00 0.00 0.00
4 7 0.00 770.00 0.00 0.00 0.00 -4143.36
5 7 0.00 -770.00 0.00 0.00 0.00 4143.36
5 8 0.00 770.00 0.00 0.00 0.00 -4446.75
6 8 0.00 -770.00 0.00 0.00 0.00 4446.75
6 2 0.00 770.00 0.00 0.00 0.00 -5678.75
7 2 -6.79 1330.50 0.00 0.00 0.00 5419.89
7 9 6.79 -1330.50 0.00 0.00 0.00 -3008.36
8 9 -6.79 443.50 0.00 0.00 0.00 3008.36
8 10 6.79 -443.50 0.00 0.00 0.00 -2927.86
9 10 -6.79 443.50 0.00 0.00 0.00 2927.86
9 11 6.79 -443.50 0.00 0.00 0.00 -796.41
10 11 -6.79 443.50 0.00 0.00 0.00 796.41
10 12 6.79 -443.50 0.00 0.00 0.00 1066.29
11 12 -6.79 -443.50 0.00 0.00 0.00 -1066.29
11 13 6.79 443.50 0.00 0.00 0.00 -796.41
12 13 -6.79 -443.50 0.00 0.00 0.00 796.41
12 14 6.79 443.50 0.00 0.00 0.00 -2927.86
13 14 -6.79 -443.50 0.00 0.00 0.00 2927.86
13 15 6.79 443.50 0.00 0.00 0.00 -3008.36
14 15 -6.79 -1330.50 0.00 0.00 0.00 3008.36
14 4 6.79 1330.50 0.00 0.00 0.00 -5419.89
15 4 0.00 770.00 0.00 0.00 0.00 5678.75
15 16 0.00 -770.00 0.00 0.00 0.00 -4446.75
16 16 0.00 770.00 0.00 0.00 0.00 4446.75
16 17 0.00 -770.00 0.00 0.00 0.00 -4143.36
17 17 0.00 770.00 0.00 0.00 0.00 4143.36
17 18 0.00 -770.00 0.00 0.00 0.00 0.00
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: SF1     Name: 

1 1 -1.41 -0.03 0.00 -0.00 0.00 6.79
1 2 -0.00 0.03 0.00 -0.00 0.00 0.30
2 3 -1.41 0.03 0.00 -0.00 0.00 6.79
2 4 -0.00 -0.03 0.00 -0.00 0.00 0.30
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 0.00 0.00 0.00 0.00 0.00 0.00
4 7 0.00 0.00 0.00 0.00 0.00 0.00
5 7 0.00 0.00 0.00 0.00 0.00 0.00
5 8 0.00 0.00 0.00 0.00 0.00 0.00
6 8 0.00 0.00 0.00 0.00 0.00 0.00
6 2 0.00 0.00 0.00 0.00 0.00 0.00
7 2 0.00 -0.03 0.00 0.00 0.00 -0.30
7 9 0.00 0.03 0.00 0.00 0.00 0.25
8 9 0.00 -0.03 0.00 0.00 0.00 -0.25
8 10 0.00 0.03 0.00 0.00 0.00 0.25
9 10 0.00 -0.03 0.00 0.00 0.00 -0.25
9 11 0.00 0.03 0.00 0.00 0.00 0.12

10 11 0.00 -0.03 0.00 0.00 0.00 -0.12
10 12 0.00 0.03 0.00 0.00 0.00 0.00
11 12 0.00 -0.03 0.00 0.00 0.00 0.00
11 13 0.00 0.03 0.00 0.00 0.00 -0.12
12 13 0.00 -0.03 0.00 0.00 0.00 0.12
12 14 0.00 0.03 0.00 0.00 0.00 -0.25
13 14 0.00 -0.03 0.00 0.00 0.00 0.25
13 15 0.00 0.03 0.00 0.00 0.00 -0.25
14 15 0.00 -0.03 0.00 0.00 0.00 0.25
14 4 0.00 0.03 0.00 0.00 0.00 -0.30
15 4 0.00 0.00 0.00 0.00 0.00 0.00
15 16 0.00 0.00 0.00 0.00 0.00 0.00
16 16 0.00 0.00 0.00 0.00 0.00 0.00
16 17 0.00 0.00 0.00 0.00 0.00 0.00
17 17 0.00 0.00 0.00 0.00 0.00 0.00
17 18 0.00 0.00 0.00 0.00 0.00 0.00
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W1     Name: Angle: 0

1 1 69.14 195.85 0.00 -0.00 0.00 -1941.45
1 2 -59.38 -195.85 0.00 -0.00 0.00 -1720.32
2 3 68.33 -373.99 0.00 -0.00 0.00 -1925.98
2 4 -58.57 373.99 0.00 -0.00 0.00 -1689.35
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -23.35 -32.62 0.00 0.00 0.00 70.05
4 7 23.35 32.62 0.00 0.00 0.00 -245.60
5 7 -23.35 -32.62 0.00 0.00 0.00 245.60
5 8 23.35 32.62 0.00 0.00 0.00 -258.45
6 8 -23.35 -32.62 0.00 0.00 0.00 258.45
6 2 23.35 32.62 0.00 0.00 0.00 -310.65
7 2 36.03 163.22 0.00 0.00 0.00 2030.97
7 9 -36.03 -163.22 0.00 0.00 0.00 -1735.13
8 9 12.68 198.85 0.00 0.00 0.00 1805.18
8 10 -12.68 -198.85 0.00 0.00 0.00 -1769.09
9 10 12.68 198.85 0.00 0.00 0.00 1769.09
9 11 -12.68 -198.85 0.00 0.00 0.00 -813.41

10 11 12.68 198.85 0.00 0.00 0.00 813.41
10 12 -12.68 -198.85 0.00 0.00 0.00 21.77
11 12 -11.87 234.48 0.00 0.00 0.00 48.28
11 13 11.87 -234.48 0.00 0.00 0.00 936.54
12 13 -11.87 234.48 0.00 0.00 0.00 -936.54
12 14 11.87 -234.48 0.00 0.00 0.00 2063.45
13 14 -11.87 234.48 0.00 0.00 0.00 -2063.45
13 15 11.87 -234.48 0.00 0.00 0.00 2106.01
14 15 -35.22 270.11 0.00 0.00 0.00 -2035.96
14 4 35.22 -270.11 0.00 0.00 0.00 2525.53
15 4 23.35 -103.88 0.00 0.00 0.00 -836.18
15 16 -23.35 103.88 0.00 0.00 0.00 669.97
16 16 23.35 -103.88 0.00 0.00 0.00 -669.97
16 17 -23.35 103.88 0.00 0.00 0.00 629.04
17 17 23.35 -103.88 0.00 0.00 0.00 -629.04
17 18 -23.35 103.88 0.00 0.00 0.00 70.05
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W2     Name: Angle: 15

1 1 62.39 180.59 -12.80 -686.15 -0.58 -1735.74
1 2 -52.97 -180.59 10.28 29.63 0.58 -1550.12
2 3 62.39 -180.59 -12.80 -686.15 0.58 -1735.74
2 4 -52.97 180.59 10.28 29.63 -0.58 -1550.12
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.05 0.00 -0.07 0.00
4 6 -20.55 -15.36 4.00 11.85 0.07 61.65
4 7 20.55 15.36 -4.10 -11.85 -21.87 -144.30
5 7 -20.55 -15.36 4.10 11.85 21.87 144.30
5 8 20.55 15.36 -4.11 -11.85 -23.49 -150.35
6 8 -20.55 -15.36 4.11 11.85 23.49 150.35
6 2 20.55 15.36 -4.14 -11.85 -30.09 -174.93
7 2 32.42 165.23 -6.14 -17.78 29.51 1725.05
7 9 -32.42 -165.23 6.10 17.78 -18.42 -1425.57
8 9 11.87 165.23 -2.15 -5.93 18.42 1487.22
8 10 -11.87 -165.23 2.15 5.93 -18.03 -1457.22
9 10 11.87 165.23 -2.15 -5.93 18.03 1457.22
9 11 -11.87 -165.23 2.06 5.93 -7.93 -663.14

10 11 11.87 165.23 -2.06 -5.93 7.93 663.14
10 12 -11.87 -165.23 1.98 5.93 0.54 30.82
11 12 -11.87 165.23 1.98 5.93 -0.54 30.82
11 13 11.87 -165.23 -2.06 -5.93 -7.93 663.14
12 13 -11.87 165.23 2.06 5.93 7.93 -663.14
12 14 11.87 -165.23 -2.15 -5.93 -18.03 1457.22
13 14 -11.87 165.23 2.15 5.93 18.03 -1457.22
13 15 11.87 -165.23 -2.15 -5.93 -18.42 1487.22
14 15 -32.42 165.23 6.10 17.78 18.42 -1425.57
14 4 32.42 -165.23 -6.14 -17.78 -29.51 1725.05
15 4 20.55 -15.36 -4.14 -11.85 30.09 -174.93
15 16 -20.55 15.36 4.11 11.85 -23.49 150.35
16 16 20.55 -15.36 -4.11 -11.85 23.49 -150.35
16 17 -20.55 15.36 4.10 11.85 -21.87 144.30
17 17 20.55 -15.36 -4.10 -11.85 21.87 -144.30
17 18 -20.55 15.36 4.00 11.85 -0.07 61.65
18 18 0.00 0.00 -0.05 0.00 0.07 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W3     Name: Angle: 30

1 1 58.57 169.95 -23.96 -1217.49 -50.02 -1633.40
1 2 -50.12 -169.95 19.09 -6.63 50.02 -1462.84
2 3 58.57 -169.95 -19.91 -1093.35 -50.53 -1633.40
2 4 -50.12 169.95 15.03 101.46 50.53 -1462.84
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.16 0.00 -0.21 0.00
4 6 -19.15 -14.31 8.06 23.71 0.21 57.44
4 7 19.15 14.31 -8.38 -23.71 -44.43 -134.46
5 7 -19.15 -14.31 8.38 23.71 44.43 134.46
5 8 19.15 14.31 -8.40 -23.71 -47.74 -140.10
6 8 -19.15 -14.31 8.40 23.71 47.74 140.10
6 2 19.15 14.31 -8.50 -23.71 -61.26 -163.00
7 2 30.97 155.64 -10.59 30.34 11.24 1625.84
7 9 -30.97 -155.64 10.48 -30.34 7.85 -1343.75
8 9 11.82 155.64 -2.58 54.04 -7.85 1401.19
8 10 -11.82 -155.64 2.57 -54.04 8.32 -1372.94
9 10 11.82 155.64 -2.57 54.04 -8.32 1372.94
9 11 -11.82 -155.64 2.28 -54.04 19.97 -624.95

10 11 11.82 155.64 -2.28 54.04 -19.97 624.95
10 12 -11.82 -155.64 2.03 -54.04 29.02 28.72
11 12 -11.82 155.64 5.87 77.75 -29.02 28.72
11 13 11.82 -155.64 -6.12 -77.75 3.83 624.95
12 13 -11.82 155.64 6.12 77.75 -3.83 -624.95
12 14 11.82 -155.64 -6.41 -77.75 -26.29 1372.94
13 14 -11.82 155.64 6.41 77.75 26.29 -1372.94
13 15 11.82 -155.64 -6.42 -77.75 -27.45 1401.19
14 15 -30.97 155.64 14.32 101.46 27.45 -1343.75
14 4 30.97 -155.64 -14.43 -101.46 -53.51 1625.84
15 4 19.15 -14.31 -0.60 0.00 2.98 -163.00
15 16 -19.15 14.31 0.50 0.00 -2.10 140.10
16 16 19.15 -14.31 -0.50 0.00 2.10 -140.10
16 17 -19.15 14.31 0.48 0.00 -1.91 134.46
17 17 19.15 -14.31 -0.48 0.00 1.91 -134.46
17 18 -19.15 14.31 0.16 0.00 -0.21 57.44
18 18 0.00 0.00 -0.16 0.00 0.21 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W4     Name: Angle: 45

1 1 47.80 138.30 -35.56 -1905.83 -1.58 -1333.13
1 2 -40.90 -138.30 28.66 79.02 1.58 -1194.04
2 3 47.80 -138.30 -35.56 -1905.83 1.58 -1333.13
2 4 -40.90 138.30 28.66 79.02 -1.58 -1194.04
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.29 0.00 -0.38 0.00
4 6 -15.41 -11.52 10.83 31.61 0.38 46.23
4 7 15.41 11.52 -11.42 -31.61 -60.24 -108.23
5 7 -15.41 -11.52 11.42 31.61 60.24 108.23
5 8 15.41 11.52 -11.47 -31.61 -64.75 -112.76
6 8 -15.41 -11.52 11.47 31.61 64.75 112.76
6 2 15.41 11.52 -11.64 -31.61 -83.23 -131.20
7 2 25.49 126.78 -17.02 -47.41 81.65 1325.24
7 9 -25.49 -126.78 16.82 47.41 -50.98 -1095.45
8 9 10.08 126.78 -6.28 -15.80 50.98 1141.69
8 10 -10.08 -126.78 6.26 15.80 -49.84 -1118.67
9 10 10.08 126.78 -6.26 -15.80 49.84 1118.67
9 11 -10.08 -126.78 5.73 15.80 -21.01 -509.36

10 11 10.08 126.78 -5.73 -15.80 21.01 509.36
10 12 -10.08 -126.78 5.27 15.80 2.09 23.12
11 12 -10.08 126.78 5.27 15.80 -2.09 23.12
11 13 10.08 -126.78 -5.73 -15.80 -21.01 509.36
12 13 -10.08 126.78 5.73 15.80 21.01 -509.36
12 14 10.08 -126.78 -6.26 -15.80 -49.84 1118.67
13 14 -10.08 126.78 6.26 15.80 49.84 -1118.67
13 15 10.08 -126.78 -6.28 -15.80 -50.98 1141.69
14 15 -25.49 126.78 16.82 47.41 50.98 -1095.45
14 4 25.49 -126.78 -17.02 -47.41 -81.65 1325.24
15 4 15.41 -11.52 -11.64 -31.61 83.23 -131.20
15 16 -15.41 11.52 11.47 31.61 -64.75 112.77
16 16 15.41 -11.52 -11.47 -31.61 64.75 -112.77
16 17 -15.41 11.52 11.42 31.61 -60.24 108.23
17 17 15.41 -11.52 -11.42 -31.61 60.24 -108.23
17 18 -15.41 11.52 10.83 31.61 -0.38 46.23
18 18 0.00 0.00 -0.29 0.00 0.38 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W5     Name: Angle: 60

1 1 26.67 74.09 -43.06 -2302.72 -1.89 -732.81
1 2 -21.80 -74.09 34.61 93.84 1.89 -646.38
2 3 26.67 -74.09 -43.06 -2302.72 1.89 -732.81
2 4 -21.80 74.09 34.61 93.84 -1.89 -646.38
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.42 0.00 -0.55 0.00
4 6 -7.94 -5.93 12.93 37.53 0.55 23.82
4 7 7.94 5.93 -13.78 -37.53 -72.40 -55.75
5 7 -7.94 -5.93 13.78 37.53 72.40 55.75
5 8 7.94 5.93 -13.84 -37.53 -77.84 -58.09
6 8 -7.94 -5.93 13.84 37.53 77.84 58.09
6 2 7.94 5.93 -14.10 -37.53 -100.20 -67.59
7 2 13.86 68.15 -20.51 -56.30 98.30 713.97
7 9 -13.86 -68.15 20.22 56.30 -61.39 -590.44
8 9 5.92 68.15 -7.71 -18.77 61.39 614.26
8 10 -5.92 -68.15 7.68 18.77 -59.99 -601.89
9 10 5.92 68.15 -7.68 -18.77 59.99 601.89
9 11 -5.92 -68.15 6.92 18.77 -24.90 -274.34

10 11 5.92 68.15 -6.92 -18.77 24.90 274.34
10 12 -5.92 -68.15 6.26 18.77 2.78 11.91
11 12 -5.92 68.15 6.26 18.77 -2.78 11.91
11 13 5.92 -68.15 -6.92 -18.77 -24.90 274.34
12 13 -5.92 68.15 6.92 18.77 24.90 -274.34
12 14 5.92 -68.15 -7.68 -18.77 -59.99 601.89
13 14 -5.92 68.15 7.68 18.77 59.99 -601.89
13 15 5.92 -68.15 -7.71 -18.77 -61.39 614.26
14 15 -13.86 68.15 20.22 56.30 61.39 -590.44
14 4 13.86 -68.15 -20.51 -56.30 -98.30 713.97
15 4 7.94 -5.93 -14.10 -37.53 100.20 -67.59
15 16 -7.94 5.93 13.84 37.53 -77.84 58.09
16 16 7.94 -5.93 -13.84 -37.53 77.84 -58.09
16 17 -7.94 5.93 13.78 37.53 -72.40 55.75
17 17 7.94 -5.93 -13.78 -37.53 72.40 -55.75
17 18 -7.94 5.93 12.93 37.53 -0.55 23.82
18 18 0.00 0.00 -0.42 0.00 0.55 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL1     Name: Angle: 0

1 1 10.63 43.42 0.00 -0.00 0.00 -314.25
1 2 -10.63 -43.42 0.00 -0.00 0.00 -293.61
2 3 10.63 -43.42 0.00 -0.00 0.00 -314.25
2 4 -10.63 43.42 0.00 -0.00 0.00 -293.61
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -4.25 -8.28 0.00 0.00 0.00 12.75
4 7 4.25 8.28 0.00 0.00 0.00 -57.31
5 7 -4.25 -8.28 0.00 0.00 0.00 57.31
5 8 4.25 8.28 0.00 0.00 0.00 -60.57
6 8 -4.25 -8.28 0.00 0.00 0.00 60.57
6 2 4.25 8.28 0.00 0.00 0.00 -73.83
7 2 6.38 35.14 0.00 0.00 0.00 367.44
7 9 -6.38 -35.14 0.00 0.00 0.00 -303.74
8 9 2.13 35.14 0.00 0.00 0.00 316.49
8 10 -2.13 -35.14 0.00 0.00 0.00 -310.11
9 10 2.13 35.14 0.00 0.00 0.00 310.11
9 11 -2.13 -35.14 0.00 0.00 0.00 -141.22

10 11 2.13 35.14 0.00 0.00 0.00 141.22
10 12 -2.13 -35.14 0.00 0.00 0.00 6.38
11 12 -2.13 35.14 0.00 0.00 0.00 6.38
11 13 2.13 -35.14 0.00 0.00 0.00 141.22
12 13 -2.13 35.14 0.00 0.00 0.00 -141.22
12 14 2.13 -35.14 0.00 0.00 0.00 310.11
13 14 -2.13 35.14 0.00 0.00 0.00 -310.11
13 15 2.13 -35.14 0.00 0.00 0.00 316.49
14 15 -6.38 35.14 0.00 0.00 0.00 -303.74
14 4 6.38 -35.14 0.00 0.00 0.00 367.44
15 4 4.25 -8.28 0.00 0.00 0.00 -73.83
15 16 -4.25 8.28 0.00 0.00 0.00 60.57
16 16 4.25 -8.28 0.00 0.00 0.00 -60.57
16 17 -4.25 8.28 0.00 0.00 0.00 57.31
17 17 4.25 -8.28 0.00 0.00 0.00 -57.31
17 18 -4.25 8.28 0.00 0.00 0.00 12.75
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL2     Name: Angle: 15

1 1 9.35 38.21 -1.80 -108.24 -0.10 -276.54
1 2 -9.35 -38.21 1.80 5.39 0.10 -258.38
2 3 9.35 -38.21 -1.80 -108.24 0.10 -276.54
2 4 -9.35 38.21 1.80 5.39 -0.10 -258.38
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -3.74 -7.29 0.72 2.16 0.00 11.22
4 7 3.74 7.29 -0.72 -2.16 -3.87 -50.43
5 7 -3.74 -7.29 0.72 2.16 3.87 50.43
5 8 3.74 7.29 -0.72 -2.16 -4.15 -53.31
6 8 -3.74 -7.29 0.72 2.16 4.15 53.31
6 2 3.74 7.29 -0.72 -2.16 -5.30 -64.97
7 2 5.61 30.92 -1.08 -3.24 5.20 323.34
7 9 -5.61 -30.92 1.08 3.24 -3.24 -267.29
8 9 1.87 30.92 -0.36 -1.08 3.24 278.51
8 10 -1.87 -30.92 0.36 1.08 -3.18 -272.90
9 10 1.87 30.92 -0.36 -1.08 3.18 272.90
9 11 -1.87 -30.92 0.36 1.08 -1.45 -124.27

10 11 1.87 30.92 -0.36 -1.08 1.45 124.27
10 12 -1.87 -30.92 0.36 1.08 0.06 5.61
11 12 -1.87 30.92 0.36 1.08 -0.06 5.61
11 13 1.87 -30.92 -0.36 -1.08 -1.45 124.27
12 13 -1.87 30.92 0.36 1.08 1.45 -124.27
12 14 1.87 -30.92 -0.36 -1.08 -3.18 272.90
13 14 -1.87 30.92 0.36 1.08 3.18 -272.90
13 15 1.87 -30.92 -0.36 -1.08 -3.24 278.51
14 15 -5.61 30.92 1.08 3.24 3.24 -267.29
14 4 5.61 -30.92 -1.08 -3.24 -5.20 323.34
15 4 3.74 -7.29 -0.72 -2.16 5.30 -64.97
15 16 -3.74 7.29 0.72 2.16 -4.15 53.31
16 16 3.74 -7.29 -0.72 -2.16 4.15 -53.31
16 17 -3.74 7.29 0.72 2.16 -3.87 50.43
17 17 3.74 -7.29 -0.72 -2.16 3.87 -50.43
17 18 -3.74 7.29 0.72 2.16 0.00 11.22
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL3     Name: Angle: 30

1 1 8.71 35.61 -3.60 -216.49 -0.21 -257.68
1 2 -8.71 -35.61 3.60 10.79 0.21 -240.76
2 3 8.71 -35.61 -3.60 -216.49 0.21 -257.68
2 4 -8.71 35.61 3.60 10.79 -0.21 -240.76
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -3.49 -6.79 1.44 4.31 0.00 10.46
4 7 3.49 6.79 -1.44 -4.31 -7.74 -47.00
5 7 -3.49 -6.79 1.44 4.31 7.74 47.00
5 8 3.49 6.79 -1.44 -4.31 -8.31 -49.67
6 8 -3.49 -6.79 1.44 4.31 8.31 49.67
6 2 3.49 6.79 -1.44 -4.31 -10.61 -60.54
7 2 5.23 28.82 -2.16 -6.47 10.40 301.30
7 9 -5.23 -28.82 2.16 6.47 -6.49 -249.07
8 9 1.74 28.82 -0.72 -2.16 6.49 259.52
8 10 -1.74 -28.82 0.72 2.16 -6.36 -254.29
9 10 1.74 28.82 -0.72 -2.16 6.36 254.29
9 11 -1.74 -28.82 0.72 2.16 -2.90 -115.80

10 11 1.74 28.82 -0.72 -2.16 2.90 115.80
10 12 -1.74 -28.82 0.72 2.16 0.12 5.23
11 12 -1.74 28.82 0.72 2.16 -0.12 5.23
11 13 1.74 -28.82 -0.72 -2.16 -2.90 115.80
12 13 -1.74 28.82 0.72 2.16 2.90 -115.80
12 14 1.74 -28.82 -0.72 -2.16 -6.36 254.29
13 14 -1.74 28.82 0.72 2.16 6.36 -254.29
13 15 1.74 -28.82 -0.72 -2.16 -6.49 259.52
14 15 -5.23 28.82 2.16 6.47 6.49 -249.07
14 4 5.23 -28.82 -2.16 -6.47 -10.40 301.30
15 4 3.49 -6.79 -1.44 -4.31 10.61 -60.54
15 16 -3.49 6.79 1.44 4.31 -8.31 49.67
16 16 3.49 -6.79 -1.44 -4.31 8.31 -49.67
16 17 -3.49 6.79 1.44 4.31 -7.74 47.00
17 17 3.49 -6.79 -1.44 -4.31 7.74 -47.00
17 18 -3.49 6.79 1.44 4.31 0.00 10.46
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL4     Name: Angle: 45

1 1 7.01 28.66 -4.79 -288.65 -0.28 -207.40
1 2 -7.01 -28.66 4.79 14.38 0.28 -193.78
2 3 7.01 -28.66 -4.79 -288.65 0.28 -207.40
2 4 -7.01 28.66 4.79 14.38 -0.28 -193.78
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -2.81 -5.47 1.92 5.75 0.00 8.42
4 7 2.81 5.47 -1.92 -5.75 -10.32 -37.83
5 7 -2.81 -5.47 1.92 5.75 10.32 37.83
5 8 2.81 5.47 -1.92 -5.75 -11.07 -39.98
6 8 -2.81 -5.47 1.92 5.75 11.07 39.98
6 2 2.81 5.47 -1.92 -5.75 -14.14 -48.72
7 2 4.21 23.19 -2.88 -8.63 13.86 242.51
7 9 -4.21 -23.19 2.88 8.63 -8.65 -200.47
8 9 1.40 23.19 -0.96 -2.88 8.65 208.88
8 10 -1.40 -23.19 0.96 2.88 -8.48 -204.67
9 10 1.40 23.19 -0.96 -2.88 8.48 204.67
9 11 -1.40 -23.19 0.96 2.88 -3.87 -93.21

10 11 1.40 23.19 -0.96 -2.88 3.87 93.21
10 12 -1.40 -23.19 0.96 2.88 0.16 4.21
11 12 -1.40 23.19 0.96 2.88 -0.16 4.21
11 13 1.40 -23.19 -0.96 -2.88 -3.87 93.21
12 13 -1.40 23.19 0.96 2.88 3.87 -93.21
12 14 1.40 -23.19 -0.96 -2.88 -8.48 204.67
13 14 -1.40 23.19 0.96 2.88 8.48 -204.67
13 15 1.40 -23.19 -0.96 -2.88 -8.65 208.88
14 15 -4.21 23.19 2.88 8.63 8.65 -200.47
14 4 4.21 -23.19 -2.88 -8.63 -13.86 242.51
15 4 2.81 -5.47 -1.92 -5.75 14.14 -48.72
15 16 -2.81 5.47 1.92 5.75 -11.07 39.98
16 16 2.81 -5.47 -1.92 -5.75 11.07 -39.98
16 17 -2.81 5.47 1.92 5.75 -10.32 37.83
17 17 2.81 -5.47 -1.92 -5.75 10.32 -37.83
17 18 -2.81 5.47 1.92 5.75 0.00 8.42
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL5     Name: Angle: 60

1 1 3.61 14.76 -5.69 -342.77 -0.33 -106.84
1 2 -3.61 -14.76 5.69 17.08 0.33 -99.83
2 3 3.61 -14.76 -5.69 -342.77 0.33 -106.84
2 4 -3.61 14.76 5.69 17.08 -0.33 -99.83
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -1.45 -2.82 2.28 6.83 0.00 4.34
4 7 1.45 2.82 -2.28 -6.83 -12.25 -19.49
5 7 -1.45 -2.82 2.28 6.83 12.25 19.49
5 8 1.45 2.82 -2.28 -6.83 -13.15 -20.60
6 8 -1.45 -2.82 2.28 6.83 13.15 20.60
6 2 1.45 2.82 -2.28 -6.83 -16.79 -25.10
7 2 2.17 11.95 -3.42 -10.25 16.46 124.93
7 9 -2.17 -11.95 3.42 10.25 -10.27 -103.27
8 9 0.72 11.95 -1.14 -3.42 10.27 107.61
8 10 -0.72 -11.95 1.14 3.42 -10.07 -105.44
9 10 0.72 11.95 -1.14 -3.42 10.07 105.44
9 11 -0.72 -11.95 1.14 3.42 -4.59 -48.02
10 11 0.72 11.95 -1.14 -3.42 4.59 48.02
10 12 -0.72 -11.95 1.14 3.42 0.19 2.17
11 12 -0.72 11.95 1.14 3.42 -0.19 2.17
11 13 0.72 -11.95 -1.14 -3.42 -4.59 48.02
12 13 -0.72 11.95 1.14 3.42 4.59 -48.02
12 14 0.72 -11.95 -1.14 -3.42 -10.07 105.44
13 14 -0.72 11.95 1.14 3.42 10.07 -105.44
13 15 0.72 -11.95 -1.14 -3.42 -10.27 107.61
14 15 -2.17 11.95 3.42 10.25 10.27 -103.27
14 4 2.17 -11.95 -3.42 -10.25 -16.46 124.93
15 4 1.45 -2.82 -2.28 -6.83 16.79 -25.10
15 16 -1.45 2.82 2.28 6.83 -13.15 20.60
16 16 1.45 -2.82 -2.28 -6.83 13.15 -20.60
16 17 -1.45 2.82 2.28 6.83 -12.25 19.49
17 17 1.45 -2.82 -2.28 -6.83 12.25 -19.49
17 18 -1.45 2.82 2.28 6.83 0.00 4.34
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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COMBINATION OF LOADS FROM FRAME ANALYSIS (only controlling ones):

Combination No. 3

Group Id: SER GP II Name: SERVICE GROUP II

Sheet # 41 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 
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Combination No. 3

1 1 60.78 2520.14 0.00 -0.00 0.00 -1802.09
1 2 -52.43 -2390.82 0.00 -0.00 0.00 -1454.77
2 3 73.87 1950.36 0.00 -0.00 0.00 -2051.76
2 4 -65.52 -1821.04 0.00 -0.00 0.00 -1954.29
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 -23.35 -814.44 0.00 0.00 0.00 85.56
4 7 23.35 838.65 0.00 0.00 0.00 -4533.18
5 7 -23.35 -838.65 0.00 0.00 0.00 4533.18
5 8 23.35 840.42 0.00 0.00 0.00 -4863.96
6 8 -23.35 -840.42 0.00 0.00 0.00 4863.96
6 2 23.35 847.62 0.00 0.00 0.00 -6214.40
7 2 29.08 1543.20 0.00 0.00 0.00 7669.18
7 9 -29.08 -1535.04 0.00 0.00 0.00 -4879.53
8 9 5.73 683.67 0.00 0.00 0.00 4949.58
8 10 -5.73 -682.85 0.00 0.00 0.00 -4825.56
9 10 5.73 682.85 0.00 0.00 0.00 4825.56
9 11 -5.73 -661.22 0.00 0.00 0.00 -1595.76
10 11 5.73 661.22 0.00 0.00 0.00 1595.76
10 12 -5.73 -642.32 0.00 0.00 0.00 1141.70
11 12 -18.82 -209.05 0.00 0.00 0.00 -1071.64
11 13 18.82 227.95 0.00 0.00 0.00 153.96
12 13 -18.82 -227.95 0.00 0.00 0.00 -153.96
12 14 18.82 249.57 0.00 0.00 0.00 -993.52
13 14 -18.82 -249.57 0.00 0.00 0.00 993.52
13 15 18.82 250.39 0.00 0.00 0.00 -1038.90
14 15 -42.17 -1101.76 0.00 0.00 0.00 1108.95
14 4 42.17 1109.92 0.00 0.00 0.00 -3113.28
15 4 23.35 711.12 0.00 0.00 0.00 5067.57
15 16 -23.35 -703.92 0.00 0.00 0.00 -3935.54
16 16 23.35 703.92 0.00 0.00 0.00 3935.54
16 17 -23.35 -702.14 0.00 0.00 0.00 -3658.54
17 17 23.35 702.14 0.00 0.00 0.00 3658.54
17 18 -23.35 -677.93 0.00 0.00 0.00 54.55
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 8

Group Id: SER GP II Name: SERVICE GROUP II

Sheet # 42 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 
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Combination No. 8

1 1 -77.50 2128.45 0.00 -0.00 0.00 2080.82
1 2 66.34 -1999.13 0.00 -0.00 0.00 1985.86
2 3 -62.79 2698.35 0.00 -0.00 0.00 1800.20
2 4 51.62 -2569.02 0.00 -0.00 0.00 1424.42
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 23.35 -749.19 0.00 0.00 0.00 -54.55
4 7 -23.35 773.40 0.00 0.00 0.00 -4041.98
5 7 23.35 -773.40 0.00 0.00 0.00 4041.98
5 8 -23.35 775.18 0.00 0.00 0.00 -4347.06
6 8 23.35 -775.18 0.00 0.00 0.00 4347.06
6 2 -23.35 782.38 0.00 0.00 0.00 -5593.10
7 2 -42.99 1216.75 0.00 0.00 0.00 3607.24
7 9 42.99 -1208.59 0.00 0.00 0.00 -1409.27
8 9 -19.63 285.96 0.00 0.00 0.00 1339.22
8 10 19.63 -285.15 0.00 0.00 0.00 -1287.39
9 10 -19.63 285.15 0.00 0.00 0.00 1287.39
9 11 19.63 -263.52 0.00 0.00 0.00 31.06
10 11 -19.63 263.52 0.00 0.00 0.00 -31.06
10 12 19.63 -244.62 0.00 0.00 0.00 1098.16
11 12 4.92 -678.01 0.00 0.00 0.00 -1168.21
11 13 -4.92 696.91 0.00 0.00 0.00 -1719.12
12 13 4.92 -696.91 0.00 0.00 0.00 1719.12
12 14 -4.92 718.54 0.00 0.00 0.00 -5120.42
13 14 4.92 -718.54 0.00 0.00 0.00 5120.42
13 15 -4.92 719.35 0.00 0.00 0.00 -5250.92
14 15 28.27 -1641.98 0.00 0.00 0.00 5180.87
14 4 -28.27 1650.14 0.00 0.00 0.00 -8164.35
15 4 -23.35 918.88 0.00 0.00 0.00 6739.93
15 16 23.35 -911.68 0.00 0.00 0.00 -5275.48
16 16 -23.35 911.68 0.00 0.00 0.00 5275.48
16 17 23.35 -909.91 0.00 0.00 0.00 -4916.62
17 17 -23.35 909.91 0.00 0.00 0.00 4916.62
17 18 23.35 -885.69 0.00 0.00 0.00 -85.56
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 56

Group Id: LFR GP I Name: LOAD FACTOR GROUP I
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Program: LEAP® Bridge V8i (SELECTseries 7) 
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Combination No. 56

1 1 -10.87 3021.59 0.00 -0.00 0.00 181.18
1 2 9.04 -2853.46 0.00 -0.00 0.00 345.21
2 3 7.21 3021.66 0.00 -0.00 0.00 -163.51
2 4 -9.04 -2853.54 0.00 -0.00 0.00 -344.41
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 0.00 -1016.36 0.00 0.00 0.00 20.16
4 7 0.00 1047.84 0.00 0.00 0.00 -5573.85
5 7 0.00 -1047.84 0.00 0.00 0.00 5573.85
5 8 0.00 1050.14 0.00 0.00 0.00 -5987.16
6 8 0.00 -1050.14 0.00 0.00 0.00 5987.16
6 2 0.00 1059.50 0.00 0.00 0.00 -7674.88
7 2 -9.04 1793.96 0.00 0.00 0.00 7329.67
7 9 9.04 -1783.36 0.00 0.00 0.00 -4087.72
8 9 -9.04 630.26 0.00 0.00 0.00 4087.72
8 10 9.04 -629.20 0.00 0.00 0.00 -3973.42
9 10 -9.04 629.20 0.00 0.00 0.00 3973.42
9 11 9.04 -601.08 0.00 0.00 0.00 -1017.05
10 11 -9.04 601.08 0.00 0.00 0.00 1017.05
10 12 9.04 -576.51 0.00 0.00 0.00 1455.90
11 12 -9.04 -576.59 0.00 0.00 0.00 -1455.90
11 13 9.04 601.16 0.00 0.00 0.00 -1017.35
12 13 -9.04 -601.16 0.00 0.00 0.00 1017.35
12 14 9.04 629.27 0.00 0.00 0.00 -3974.06
13 14 -9.04 -629.27 0.00 0.00 0.00 3974.06
13 15 9.04 630.33 0.00 0.00 0.00 -4088.38
14 15 -9.04 -1783.43 0.00 0.00 0.00 4088.38
14 4 9.04 1794.04 0.00 0.00 0.00 -7330.46
15 4 0.00 1059.50 0.00 0.00 0.00 7674.88
15 16 0.00 -1050.14 0.00 0.00 0.00 -5987.17
16 16 0.00 1050.14 0.00 0.00 0.00 5987.17
16 17 0.00 -1047.84 0.00 0.00 0.00 -5573.85
17 17 0.00 1047.84 0.00 0.00 0.00 5573.85
17 18 0.00 -1016.36 0.00 0.00 0.00 -20.16
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 58
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Combination No. 58

1 1 79.01 3276.19 0.00 -0.00 0.00 -2342.72
1 2 -68.16 -3108.06 0.00 -0.00 0.00 -1891.21
2 3 96.03 2535.47 0.00 -0.00 0.00 -2667.28
2 4 -85.18 -2367.35 0.00 -0.00 0.00 -2540.57
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 -30.36 -1058.77 0.00 0.00 0.00 111.22
4 7 30.36 1090.25 0.00 0.00 0.00 -5893.13
5 7 -30.36 -1090.25 0.00 0.00 0.00 5893.13
5 8 30.36 1092.55 0.00 0.00 0.00 -6323.15
6 8 -30.36 -1092.55 0.00 0.00 0.00 6323.15
6 2 30.36 1101.91 0.00 0.00 0.00 -8078.72
7 2 37.80 2006.15 0.00 0.00 0.00 9969.93
7 9 -37.80 -1995.55 0.00 0.00 0.00 -6343.39
8 9 7.45 888.77 0.00 0.00 0.00 6434.46
8 10 -7.45 -887.71 0.00 0.00 0.00 -6273.23
9 10 7.45 887.71 0.00 0.00 0.00 6273.23
9 11 -7.45 -859.59 0.00 0.00 0.00 -2074.48
10 11 7.45 859.59 0.00 0.00 0.00 2074.48
10 12 -7.45 -835.02 0.00 0.00 0.00 1484.20
11 12 -24.47 -271.76 0.00 0.00 0.00 -1393.14
11 13 24.47 296.33 0.00 0.00 0.00 200.15
12 13 -24.47 -296.33 0.00 0.00 0.00 -200.15
12 14 24.47 324.45 0.00 0.00 0.00 -1291.58
13 14 -24.47 -324.45 0.00 0.00 0.00 1291.58
13 15 24.47 325.51 0.00 0.00 0.00 -1350.56
14 15 -54.83 -1432.29 0.00 0.00 0.00 1441.63
14 4 54.83 1442.89 0.00 0.00 0.00 -4047.27
15 4 30.36 924.45 0.00 0.00 0.00 6587.84
15 16 -30.36 -915.09 0.00 0.00 0.00 -5116.20
16 16 30.36 915.09 0.00 0.00 0.00 5116.20
16 17 -30.36 -912.79 0.00 0.00 0.00 -4756.10
17 17 30.36 912.79 0.00 0.00 0.00 4756.10
17 18 -30.36 -881.31 0.00 0.00 0.00 70.91
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 60

Group Id: LFR GP II Name: LOAD FACTOR GROUP II
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Heath & Lineback Engineers Inc 
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Combination No. 60

1 1 65.27 3242.52 -31.15 -1582.74 -65.03 -1942.25
1 2 -56.11 -3074.40 24.81 -8.62 65.03 -1556.48
2 3 83.34 2800.72 -25.88 -1421.35 -65.68 -2286.93
2 4 -74.19 -2632.60 19.53 131.89 65.68 -2246.10
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.20 0.00 -0.27 -20.16
4 6 -24.89 -1034.96 10.48 30.82 0.27 94.83
4 7 24.89 1066.44 -10.89 -30.82 -57.76 -5748.65
5 7 -24.89 -1066.44 10.89 30.82 57.76 5748.65
5 8 24.89 1068.75 -10.92 -30.82 -62.06 -6169.30
6 8 -24.89 -1068.75 10.92 30.82 62.06 6169.30
6 2 24.89 1078.11 -11.05 -30.82 -79.64 -7886.78
7 2 31.22 1996.29 -13.76 39.44 14.61 9443.26
7 9 -31.22 -1985.69 13.62 -39.44 10.21 -5834.59
8 9 6.33 832.59 -3.35 70.26 -10.21 5909.27
8 10 -6.33 -831.53 3.34 -70.26 10.82 -5758.24
9 10 6.33 831.53 -3.34 70.26 -10.82 5758.24
9 11 -6.33 -803.41 2.96 -70.26 25.96 -1829.49
10 11 6.33 803.41 -2.96 70.26 -25.96 1829.49
10 12 -6.33 -778.84 2.64 -70.26 37.72 1493.24
11 12 -24.41 -374.26 7.63 101.08 -37.72 -1418.57
11 13 24.41 398.83 -7.96 -101.08 4.98 -204.92
12 13 -24.41 -398.83 7.96 101.08 -4.98 204.92
12 14 24.41 426.94 -8.33 -101.08 -34.17 -2189.24
13 14 -24.41 -426.94 8.33 101.08 34.17 2189.24
13 15 24.41 428.01 -8.35 -101.08 -35.69 -2266.83
14 15 -49.30 -1581.11 18.62 131.89 35.69 2341.51
14 4 49.30 1591.71 -18.76 -131.89 -69.56 -5216.87
15 4 24.89 1040.89 -0.78 0.00 3.88 7462.97
15 16 -24.89 -1031.53 0.65 0.00 -2.73 -5805.03
16 16 24.89 1031.53 -0.65 0.00 2.73 5805.03
16 17 -24.89 -1029.23 0.62 0.00 -2.48 -5399.05
17 17 24.89 1029.23 -0.62 0.00 2.48 5399.05
17 18 -24.89 -997.75 0.20 0.00 -0.27 54.52
18 18 0.00 15.36 -0.20 0.00 0.27 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 62

Group Id: LFR GP II Name: LOAD FACTOR GROUP II

Sheet # 46 
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Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 
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Combination No. 62

1 1 23.80 3117.90 -55.97 -2993.53 -2.46 -771.47
1 2 -19.30 -2949.78 44.99 121.99 2.46 -495.09
2 3 41.88 2925.34 -55.97 -2993.53 2.46 -1116.16
2 4 -37.37 -2757.22 44.99 121.99 -2.46 -1184.71
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.54 0.00 -0.71 -20.16
4 6 -10.32 -1024.07 16.81 48.79 0.71 51.12
4 7 10.32 1055.55 -17.91 -48.79 -94.12 -5646.33
5 7 -10.32 -1055.55 17.91 48.79 94.12 5646.33
5 8 10.32 1057.86 -18.00 -48.79 -101.20 -6062.68
6 8 -10.32 -1057.86 18.00 48.79 101.20 6062.68
6 2 10.32 1067.22 -18.32 -48.79 -130.25 -7762.74
7 2 8.97 1882.56 -26.66 -73.19 127.79 8257.83
7 9 -8.97 -1871.96 26.29 73.19 -79.80 -4855.29
8 9 -1.35 718.86 -10.03 -24.40 79.80 4886.25
8 10 1.35 -717.80 9.99 24.40 -77.99 -4755.87
9 10 -1.35 717.80 -9.99 -24.40 77.99 4755.87
9 11 1.35 -689.68 9.00 24.40 -32.36 -1373.69
10 11 -1.35 689.68 -9.00 -24.40 32.36 1373.69
10 12 1.35 -665.11 8.13 24.40 3.61 1471.39
11 12 -16.73 -487.99 8.13 24.40 -3.61 -1440.42
11 13 16.73 512.56 -9.00 -24.40 -32.36 -660.71
12 13 -16.73 -512.56 9.00 24.40 32.36 660.71
12 14 16.73 540.67 -9.99 -24.40 -77.99 -3191.61
13 14 -16.73 -540.67 9.99 24.40 77.99 3191.61
13 15 16.73 541.73 -10.03 -24.40 -79.80 -3289.84
14 15 -27.05 -1694.83 26.29 73.19 79.80 3320.81
14 4 27.05 1705.44 -26.66 -73.19 -127.79 -6402.30
15 4 10.32 1051.78 -18.32 -48.79 130.25 7587.01
15 16 -10.32 -1042.42 18.00 48.79 -101.20 -5911.65
16 16 10.32 1042.42 -18.00 -48.79 101.20 5911.65
16 17 -10.32 -1040.12 17.91 48.79 -94.12 -5501.37
17 17 10.32 1040.12 -17.91 -48.79 94.12 5501.37
17 18 -10.32 -1008.64 16.81 48.79 -0.71 10.81
18 18 0.00 15.36 -0.54 0.00 0.71 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 63
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Program: LEAP® Bridge V8i (SELECTseries 7) 
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Combination No. 63

1 1 -100.76 2766.99 0.00 -0.00 0.00 2705.07
1 2 86.24 -2598.86 0.00 -0.00 0.00 2581.62
2 3 -81.62 3507.85 0.00 -0.00 0.00 2340.26
2 4 67.10 -3339.73 0.00 -0.00 0.00 1851.74
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 30.36 -973.95 0.00 0.00 0.00 -70.91
4 7 -30.36 1005.42 0.00 0.00 0.00 -5254.57
5 7 30.36 -1005.42 0.00 0.00 0.00 5254.57
5 8 -30.36 1007.73 0.00 0.00 0.00 -5651.17
6 8 30.36 -1007.73 0.00 0.00 0.00 5651.17
6 2 -30.36 1017.09 0.00 0.00 0.00 -7271.03
7 2 -55.88 1581.77 0.00 0.00 0.00 4689.41
7 9 55.88 -1571.17 0.00 0.00 0.00 -1832.05
8 9 -25.53 371.75 0.00 0.00 0.00 1740.98
8 10 25.53 -370.69 0.00 0.00 0.00 -1673.60
9 10 -25.53 370.69 0.00 0.00 0.00 1673.60
9 11 25.53 -342.58 0.00 0.00 0.00 40.38
10 11 -25.53 342.58 0.00 0.00 0.00 -40.38
10 12 25.53 -318.01 0.00 0.00 0.00 1427.60
11 12 6.39 -881.41 0.00 0.00 0.00 -1518.67
11 13 -6.39 905.98 0.00 0.00 0.00 -2234.85
12 13 6.39 -905.98 0.00 0.00 0.00 2234.85
12 14 -6.39 934.10 0.00 0.00 0.00 -6656.55
13 14 6.39 -934.10 0.00 0.00 0.00 6656.55
13 15 -6.39 935.16 0.00 0.00 0.00 -6826.20
14 15 36.75 -2134.58 0.00 0.00 0.00 6735.13
14 4 -36.75 2145.18 0.00 0.00 0.00 -10613.66
15 4 -30.36 1194.55 0.00 0.00 0.00 8761.91
15 16 30.36 -1185.19 0.00 0.00 0.00 -6858.13
16 16 -30.36 1185.19 0.00 0.00 0.00 6858.13
16 17 30.36 -1182.88 0.00 0.00 0.00 -6391.60
17 17 -30.36 1182.88 0.00 0.00 0.00 6391.60
17 18 30.36 -1151.40 0.00 0.00 0.00 -111.22
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 65

1 1 -87.01 2800.65 31.15 1582.74 65.03 2304.60
1 2 74.19 -2632.53 -24.81 8.62 -65.03 2246.89
2 3 -68.93 3242.59 25.88 1421.35 65.68 1959.91
2 4 56.11 -3074.47 -19.53 -131.89 -65.68 1557.27
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.20 0.00 0.27 -20.16
4 6 24.89 -997.75 -10.48 -30.82 -0.27 -54.52
4 7 -24.89 1029.23 10.89 30.82 57.76 -5399.05
5 7 24.89 -1029.23 -10.89 -30.82 -57.76 5399.05
5 8 -24.89 1031.53 10.92 30.82 62.06 -5805.03
6 8 24.89 -1031.53 -10.92 -30.82 -62.06 5805.03
6 2 -24.89 1040.89 11.05 30.82 79.64 -7462.97
7 2 -49.30 1591.64 13.76 -39.44 -14.61 5216.08
7 9 49.30 -1581.03 -13.62 39.44 -10.21 -2340.85
8 9 -24.41 427.93 3.35 -70.26 10.21 2266.17
8 10 24.41 -426.87 -3.34 70.26 -10.82 -2188.59
9 10 -24.41 426.87 3.34 -70.26 10.82 2188.59
9 11 24.41 -398.76 -2.96 70.26 -25.96 -204.61
10 11 -24.41 398.76 2.96 -70.26 25.96 204.61
10 12 24.41 -374.19 -2.64 70.26 -37.72 1418.57
11 12 6.33 -778.91 -7.63 -101.08 37.72 -1493.24
11 13 -6.33 803.48 7.96 101.08 -4.98 -1829.79
12 13 6.33 -803.48 -7.96 -101.08 4.98 1829.79
12 14 -6.33 831.60 8.33 101.08 34.17 -5758.89
13 14 6.33 -831.60 -8.33 -101.08 -34.17 5758.89
13 15 -6.33 832.66 8.35 101.08 35.69 -5909.93
14 15 31.22 -1985.76 -18.62 -131.89 -35.69 5835.25
14 4 -31.22 1996.36 18.76 131.89 69.56 -9444.05
15 4 -24.89 1078.11 0.78 0.00 -3.88 7886.78
15 16 24.89 -1068.75 -0.65 0.00 2.73 -6169.30
16 16 -24.89 1068.75 0.65 0.00 -2.73 6169.30
16 17 24.89 -1066.44 -0.62 0.00 2.48 -5748.65
17 17 -24.89 1066.44 0.62 0.00 -2.48 5748.65
17 18 24.89 -1034.96 -0.20 0.00 0.27 -94.83
18 18 0.00 15.36 0.20 0.00 -0.27 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 67

1 1 -45.55 2925.27 55.97 2993.53 2.46 1133.83
1 2 37.37 -2757.15 -44.99 -121.99 -2.46 1185.51
2 3 -27.47 3117.98 55.97 2993.53 -2.46 789.14
2 4 19.30 -2949.85 -44.99 -121.99 2.46 495.89
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.54 0.00 0.71 -20.16
4 6 10.32 -1008.64 -16.81 -48.79 -0.71 -10.81
4 7 -10.32 1040.12 17.91 48.79 94.12 -5501.37
5 7 10.32 -1040.12 -17.91 -48.79 -94.12 5501.37
5 8 -10.32 1042.42 18.00 48.79 101.20 -5911.64
6 8 10.32 -1042.42 -18.00 -48.79 -101.20 5911.64
6 2 -10.32 1051.78 18.32 48.79 130.25 -7587.01
7 2 -27.05 1705.36 26.66 73.19 -127.79 6401.51
7 9 27.05 -1694.76 -26.29 -73.19 79.80 -3320.15
8 9 -16.73 541.66 10.03 24.40 -79.80 3289.18
8 10 16.73 -540.60 -9.99 -24.40 77.99 -3190.96
9 10 -16.73 540.60 9.99 24.40 -77.99 3190.96
9 11 16.73 -512.48 -9.00 -24.40 32.36 -660.41
10 11 -16.73 512.48 9.00 24.40 -32.36 660.41
10 12 16.73 -487.91 -8.13 -24.40 -3.61 1440.42
11 12 -1.35 -665.19 -8.13 -24.40 3.61 -1471.39
11 13 1.35 689.76 9.00 24.40 32.36 -1373.99
12 13 -1.35 -689.76 -9.00 -24.40 -32.36 1373.99
12 14 1.35 717.87 9.99 24.40 77.99 -4756.52
13 14 -1.35 -717.87 -9.99 -24.40 -77.99 4756.52
13 15 1.35 718.93 10.03 24.40 79.80 -4886.92
14 15 8.97 -1872.03 -26.29 -73.19 -79.80 4855.95
14 4 -8.97 1882.64 26.66 73.19 127.79 -8258.62
15 4 -10.32 1067.22 18.32 48.79 -130.25 7762.74
15 16 10.32 -1057.86 -18.00 -48.79 101.20 -6062.68
16 16 -10.32 1057.86 18.00 48.79 -101.20 6062.68
16 17 10.32 -1055.55 -17.91 -48.79 94.12 -5646.33
17 17 -10.32 1055.55 17.91 48.79 -94.12 5646.33
17 18 10.32 -1024.07 -16.81 -48.79 0.71 -51.12
18 18 0.00 15.36 0.54 0.00 -0.71 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 5 C

1 1 79.01 3276.19 0.00 -0.00 0.00 -2342.72
1 2 -68.16 -3108.06 0.00 -0.00 0.00 -1891.21
2 3 96.03 2535.47 0.00 -0.00 0.00 -2667.28
2 4 -85.18 -2367.35 0.00 -0.00 0.00 -2540.57
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 -30.36 -1058.77 0.00 0.00 0.00 111.22
4 7 30.36 1090.25 0.00 0.00 0.00 -5893.13
5 7 -30.36 -1090.25 0.00 0.00 0.00 5893.13
5 8 30.36 1092.55 0.00 0.00 0.00 -6323.15
6 8 -30.36 -1092.55 0.00 0.00 0.00 6323.15
6 2 30.36 1101.91 0.00 0.00 0.00 -8078.72
7 2 37.80 2006.15 0.00 0.00 0.00 9969.93
7 9 -37.80 -1995.55 0.00 0.00 0.00 -6343.39
8 9 7.45 888.77 0.00 0.00 0.00 6434.46
8 10 -7.45 -887.71 0.00 0.00 0.00 -6273.23
9 10 7.45 887.71 0.00 0.00 0.00 6273.23
9 11 -7.45 -859.59 0.00 0.00 0.00 -2074.48
10 11 7.45 859.59 0.00 0.00 0.00 2074.48
10 12 -7.45 -835.02 0.00 0.00 0.00 1484.20
11 12 -24.47 -271.76 0.00 0.00 0.00 -1393.14
11 13 24.47 296.33 0.00 0.00 0.00 200.15
12 13 -24.47 -296.33 0.00 0.00 0.00 -200.15
12 14 24.47 324.45 0.00 0.00 0.00 -1291.58
13 14 -24.47 -324.45 0.00 0.00 0.00 1291.58
13 15 24.47 325.51 0.00 0.00 0.00 -1350.56
14 15 -54.83 -1432.29 0.00 0.00 0.00 1441.63
14 4 54.83 1442.89 0.00 0.00 0.00 -4047.27
15 4 30.36 924.45 0.00 0.00 0.00 6587.84
15 16 -30.36 -915.09 0.00 0.00 0.00 -5116.20
16 16 30.36 915.09 0.00 0.00 0.00 5116.20
16 17 -30.36 -912.79 0.00 0.00 0.00 -4756.10
17 17 30.36 912.79 0.00 0.00 0.00 4756.10
17 18 -30.36 -881.31 0.00 0.00 0.00 70.91
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 13 C

1 1 23.80 3117.90 -55.97 -2993.53 -2.46 -771.47
1 2 -19.30 -2949.78 44.99 121.99 2.46 -495.09
2 3 41.88 2925.34 -55.97 -2993.53 2.46 -1116.16
2 4 -37.37 -2757.22 44.99 121.99 -2.46 -1184.71
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.54 0.00 -0.71 -20.16
4 6 -10.32 -1024.07 16.81 48.79 0.71 51.12
4 7 10.32 1055.55 -17.91 -48.79 -94.12 -5646.33
5 7 -10.32 -1055.55 17.91 48.79 94.12 5646.33
5 8 10.32 1057.86 -18.00 -48.79 -101.20 -6062.68
6 8 -10.32 -1057.86 18.00 48.79 101.20 6062.68
6 2 10.32 1067.22 -18.32 -48.79 -130.25 -7762.74
7 2 8.97 1882.56 -26.66 -73.19 127.79 8257.83
7 9 -8.97 -1871.96 26.29 73.19 -79.80 -4855.29
8 9 -1.35 718.86 -10.03 -24.40 79.80 4886.25
8 10 1.35 -717.80 9.99 24.40 -77.99 -4755.87
9 10 -1.35 717.80 -9.99 -24.40 77.99 4755.87
9 11 1.35 -689.68 9.00 24.40 -32.36 -1373.69
10 11 -1.35 689.68 -9.00 -24.40 32.36 1373.69
10 12 1.35 -665.11 8.13 24.40 3.61 1471.39
11 12 -16.73 -487.99 8.13 24.40 -3.61 -1440.42
11 13 16.73 512.56 -9.00 -24.40 -32.36 -660.71
12 13 -16.73 -512.56 9.00 24.40 32.36 660.71
12 14 16.73 540.67 -9.99 -24.40 -77.99 -3191.61
13 14 -16.73 -540.67 9.99 24.40 77.99 3191.61
13 15 16.73 541.73 -10.03 -24.40 -79.80 -3289.84
14 15 -27.05 -1694.83 26.29 73.19 79.80 3320.81
14 4 27.05 1705.44 -26.66 -73.19 -127.79 -6402.30
15 4 10.32 1051.78 -18.32 -48.79 130.25 7587.01
15 16 -10.32 -1042.42 18.00 48.79 -101.20 -5911.65
16 16 10.32 1042.42 -18.00 -48.79 101.20 5911.65
16 17 -10.32 -1040.12 17.91 48.79 -94.12 -5501.37
17 17 10.32 1040.12 -17.91 -48.79 94.12 5501.37
17 18 -10.32 -1008.64 16.81 48.79 -0.71 10.81
18 18 0.00 15.36 -0.54 0.00 0.71 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 15 C

1 1 -100.76 2766.99 0.00 -0.00 0.00 2705.07
1 2 86.24 -2598.86 0.00 -0.00 0.00 2581.62
2 3 -81.62 3507.85 0.00 -0.00 0.00 2340.26
2 4 67.10 -3339.73 0.00 -0.00 0.00 1851.74
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 30.36 -973.95 0.00 0.00 0.00 -70.91
4 7 -30.36 1005.42 0.00 0.00 0.00 -5254.57
5 7 30.36 -1005.42 0.00 0.00 0.00 5254.57
5 8 -30.36 1007.73 0.00 0.00 0.00 -5651.17
6 8 30.36 -1007.73 0.00 0.00 0.00 5651.17
6 2 -30.36 1017.09 0.00 0.00 0.00 -7271.03
7 2 -55.88 1581.77 0.00 0.00 0.00 4689.41
7 9 55.88 -1571.17 0.00 0.00 0.00 -1832.05
8 9 -25.53 371.75 0.00 0.00 0.00 1740.98
8 10 25.53 -370.69 0.00 0.00 0.00 -1673.60
9 10 -25.53 370.69 0.00 0.00 0.00 1673.60
9 11 25.53 -342.58 0.00 0.00 0.00 40.38
10 11 -25.53 342.58 0.00 0.00 0.00 -40.38
10 12 25.53 -318.01 0.00 0.00 0.00 1427.60
11 12 6.39 -881.41 0.00 0.00 0.00 -1518.67
11 13 -6.39 905.98 0.00 0.00 0.00 -2234.85
12 13 6.39 -905.98 0.00 0.00 0.00 2234.85
12 14 -6.39 934.10 0.00 0.00 0.00 -6656.55
13 14 6.39 -934.10 0.00 0.00 0.00 6656.55
13 15 -6.39 935.16 0.00 0.00 0.00 -6826.20
14 15 36.75 -2134.58 0.00 0.00 0.00 6735.13
14 4 -36.75 2145.18 0.00 0.00 0.00 -10613.66
15 4 -30.36 1194.55 0.00 0.00 0.00 8761.91
15 16 30.36 -1185.19 0.00 0.00 0.00 -6858.13
16 16 -30.36 1185.19 0.00 0.00 0.00 6858.13
16 17 30.36 -1182.88 0.00 0.00 0.00 -6391.60
17 17 -30.36 1182.88 0.00 0.00 0.00 6391.60
17 18 30.36 -1151.40 0.00 0.00 0.00 -111.22
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 23 C

1 1 -45.55 2925.27 55.97 2993.53 2.46 1133.83
1 2 37.37 -2757.15 -44.99 -121.99 -2.46 1185.51
2 3 -27.47 3117.98 55.97 2993.53 -2.46 789.14
2 4 19.30 -2949.85 -44.99 -121.99 2.46 495.89
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.54 0.00 0.71 -20.16
4 6 10.32 -1008.64 -16.81 -48.79 -0.71 -10.81
4 7 -10.32 1040.12 17.91 48.79 94.12 -5501.37
5 7 10.32 -1040.12 -17.91 -48.79 -94.12 5501.37
5 8 -10.32 1042.42 18.00 48.79 101.20 -5911.64
6 8 10.32 -1042.42 -18.00 -48.79 -101.20 5911.64
6 2 -10.32 1051.78 18.32 48.79 130.25 -7587.01
7 2 -27.05 1705.36 26.66 73.19 -127.79 6401.51
7 9 27.05 -1694.76 -26.29 -73.19 79.80 -3320.15
8 9 -16.73 541.66 10.03 24.40 -79.80 3289.18
8 10 16.73 -540.60 -9.99 -24.40 77.99 -3190.96
9 10 -16.73 540.60 9.99 24.40 -77.99 3190.96
9 11 16.73 -512.48 -9.00 -24.40 32.36 -660.41
10 11 -16.73 512.48 9.00 24.40 -32.36 660.41
10 12 16.73 -487.91 -8.13 -24.40 -3.61 1440.42
11 12 -1.35 -665.19 -8.13 -24.40 3.61 -1471.39
11 13 1.35 689.76 9.00 24.40 32.36 -1373.99
12 13 -1.35 -689.76 -9.00 -24.40 -32.36 1373.99
12 14 1.35 717.87 9.99 24.40 77.99 -4756.52
13 14 -1.35 -717.87 -9.99 -24.40 -77.99 4756.52
13 15 1.35 718.93 10.03 24.40 79.80 -4886.92
14 15 8.97 -1872.03 -26.29 -73.19 -79.80 4855.95
14 4 -8.97 1882.64 26.66 73.19 127.79 -8258.62
15 4 -10.32 1067.22 18.32 48.79 -130.25 7762.74
15 16 10.32 -1057.86 -18.00 -48.79 101.20 -6062.68
16 16 -10.32 1057.86 18.00 48.79 -101.20 6062.68
16 17 10.32 -1055.55 -17.91 -48.79 94.12 -5646.33
17 17 -10.32 1055.55 17.91 48.79 -94.12 5646.33
17 18 10.32 -1024.07 -16.81 -48.79 0.71 -51.12
18 18 0.00 15.36 0.54 0.00 -0.71 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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COLUMN DESIGN

COLUMN DESIGN - Column: 2  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: P - Delta.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 3500.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 3586.6 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From

ft
To
ft

Hook
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Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.

Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch
in

From
ft

To
ft

Design values used after P-Delta Analysis ( e-min effect included ).

4.93 5C 97.1 2515.9 0.0 -465.4 0.0 -2887.7
62.14 5C -86.3 2347.7 0.0 -434.3 -0.0 -2751.9
4.93 23C -27.4 3125.5 55.3 4376.5 -9.6 867.7
62.14 23C 19.3 2957.4 -44.3 -547.1 -9.6 587.6

Loc
ft

Comb
Fx
kips

Fy
kips

Fz
kips

Mx
kips-ft

My
kips-ft

Mz
kips-ft

COLUMN DESIGN

4.93 23C 3125.5 4376.5 867.7 4481.6 11.21 1.00 1.00448 
62.14 5C 2347.7 434.3 2751.9 4858.9 81.03 1.00 1.74405 

Bot/Top Elev.
ft

Comb
Pu
kips

Mux
kips-ft

Muz
kips-ft

pMn
kips-ft

Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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COLUMN DESIGN - Column: 1  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: P - Delta.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 3500.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 3586.6 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From
ft

To
ft

Hook

Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.
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Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch
in

From
ft

To
ft

Design values used after P-Delta Analysis ( e-min effect included ).

4.93 13C 23.8 3125.4 -55.3 -4376.5 -9.6 -849.8
62.14 13C -19.3 2957.3 44.3 547.1 -9.6 -586.6
4.93 15C -101.9 2745.6 0.0 -507.9 0.0 2945.7
62.14 15C 87.3 2577.5 0.0 -476.8 -0.0 2811.1

Loc
ft

Comb
Fx
kips

Fy
kips

Fz
kips

Mx
kips-ft

My
kips-ft

Mz
kips-ft

COLUMN DESIGN

4.93 13C 3125.4 4376.5 849.8 4480.6 10.99 1.00 1.00501 
62.14 15C 2577.5 476.8 2811.1 4754.8 80.37 1.00 1.66762 

Bot/Top Elev.
ft

Comb
Pu
kips

Mux
kips-ft

Muz
kips-ft

pMn
kips-ft

Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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COLUMN DESIGN - Column: 1  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: P - Delta.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 3500.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 3586.6 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From

ft
To
ft

Hook
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Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.

Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch

in
From

ft
To
ft

Design values used after P-Delta Analysis ( e-min effect included ).

4.93 15C -99.9 2733.7 0.0 -505.7 0.0 2979.6
62.14 15C 85.4 2565.6 0.0 -474.6 -0.0 2845.9
4.93 23C -43.2 2913.6 32.8 3082.7 -6.2 1205.2
62.14 23C 35.0 2745.5 -26.5 -507.9 -6.2 1212.2

Loc
ft

Comb
Fx

kips
Fy

kips
Fz

kips
Mx

kips-ft
My

kips-ft
Mz

kips-ft

COLUMN DESIGN

4.93 23C 2913.6 3082.7 1205.2 4586.4 21.35 1.00 1.38564 
62.14 15C 2565.6 474.6 2845.9 4760.0 80.53 1.00 1.64979 

Bot/Top Elev.
ft

Comb
Pu

kips
Mux

kips-ft
Muz

kips-ft
pMn

kips-ft
Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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PROJECT DATA

PROJECT DATA

Project:
User Job No.:
Designer:
Date: Jun/15/2015
Checker:
Checked date: Jun/15/2015
State:
State Job No.:
Structure type: Pier.
Pier View: Upstation.
Code: AASHTO STANDARD (17th Edition 2002)
Comments:
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PIER GEOMETRY

Pier Info:

Pier View: Upstation.
Pier Type: Multi Column

Cap Shape

Cap Shape: Stepped
Top Elevations: start = 65.14 ft end = 65.14 ft 
Depth(Z) = 60.00 in Skew angle = 0.00 Reduction of I = 1.000 

Variable Cap Properties

8.40 72.00
8.40 72.00
8.40 72.00
8.40 72.00
8.40 72.00

Distance(X)
ft

Height(Y)
in

Column Shape : Round

Number of columns: 2

Column number 1

Location from the left edge of the cap(X): 10.00 ft
Elevations: bottom = 4.93 ft top = 62.14 ft Reduction of I = 0.700
Column Bottom is Fixed

Column Section Dimensions

Diameter = 54.00 in 

Column number 2

Location from the left edge of the cap(X): 32.00 ft
Elevations: bottom = 4.93 ft top = 62.14 ft Reduction of I = 0.700
Column Bottom is Fixed

Column Section Dimensions

Diameter = 54.00 in 
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STRUCTURE MODEL

Frame Model Structure:

Column No. 1
1 1 - 0.00

2 - 57.21 57.21
Column No. 2

2 3 - 0.00
4 - 57.21 57.21

Cap
3 5 - 0.00

6 - 2.63 2.63
4 6 - 2.63

7 - f 8.01 5.38
5 7 - f 8.01

8 - 8.40 0.39
6 8 - 8.40

2 - 10.00 1.60
7 2 - 10.00

9 - 11.81 1.81
8 9 - 11.81

10 - f 11.99 0.18
9 10 - f 11.99

11 - 16.80 4.81
10 11 - 16.80

12 - 21.00 4.20
11 12 - 21.00

13 - 25.20 4.20
12 13 - 25.20

14 - f 30.01 4.81
13 14 - f 30.01

15 - 30.19 0.18
14 15 - 30.19

4 - 32.00 1.81
15 4 - 32.00

16 - 33.60 1.60
16 16 - 33.60

17 - f 33.99 0.39
17 17 - f 33.99

18 - 39.38 5.38
18 18 - 39.38

19 - 42.00 2.63

Member Node Hinge Check Pt
Dist 
ft

Memb length 

ft
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Node coordinates

1 10.00 4.93 fixed at ground
2 10.00 62.14 column-cap
3 32.00 4.93 fixed at ground
4 32.00 62.14 column-cap
5 0.00 62.14
6 2.63 62.14 bearing
7 8.01 62.14 face of support
8 8.40 62.14
9 11.81 62.14 bearing
10 11.99 62.14 face of support
11 16.80 62.14
12 21.00 62.14 bearing
13 25.20 62.14
14 30.01 62.14 face of support
15 30.19 62.14 bearing
16 33.60 62.14
17 33.99 62.14 face of support
18 39.38 62.14 bearing
19 42.00 62.14

Number
X
ft

Y
ft

Node type

Sheet # 4 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: BRWWorking3_PDeltaAnalysis_3500psi_0.7Ig... .rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



SUPERSTRUCTURE INFO

Superstructure info:

Total number of spans: 15
Span number rear to current pier: 7
Number of traffic lanes: 3
Barrier height : 32.00 in
Depth of slab : 7.63 in
Curb to curb distance: 38.000 ft

Beam info:

92.24 6480.00 1.00 1.00 46.12

Height
in

Section area
in^2

Inertia 

(Ixx)
in^4

Inertia 

(Iyy)
in^4

Beam CG
in

1 130.000 41.917
2 130.000 41.917
3 130.000 41.917
4 130.000 41.917
5 130.000 41.917
6 130.000 41.917
7 175.000 41.917
8 250.000 41.917
9 175.000 41.917
10 130.000 41.917
11 130.000 41.917
12 130.000 41.917
13 130.000 41.917
14 130.000 41.917
15 130.000 41.917

41.917

Span #
Span length

ft
Bridge Width

ft
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BEARING POINTS

Number of bearing lines: 1

First bearing line      Eccentricity = -0.00 ft

1 2.63
2 11.81
3 21.00
4 30.19
5 39.38

Point
Distance

ft
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MATERIAL PROPERTIES

MATERIAL PROPERTIES

Concrete Type normal normal normal
Concrete Strength (psi) 3500.00 3500.00 3500.00
Concrete Density (lb/ft3) 150.00 150.00 150.00
Concrete Modulus Ec (ksi) 3586.62 3586.62 3586.62
Steel Strength Fy (ksi) 60.00 60.00 60.00

Cap Column Footing
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DESIGN PARAMETERS

DESIGN PARAMETERS

AASHTO STANDARD Code

Strength Reduction factors for reinf. concrete

Flexure and tension 0.90
Shear and torsion (normal) 0.85
Shear and torsion (lightweight) 0.85
Axial compression (ties) 0.70
Axial compression (spiral) 0.75

Multi presence factors for live load

1 Lane 1.00
2 Lanes 1.00
3 Lanes 0.90
4 Lanes 0.75
5 Lanes 0.75
6 Lanes 0.75

Cap 170.00 2.00 2.00 1.15
Column 170.00 2.00 1.15
Footing 130.00 3.00 3.00 1.00

Crack control factor
kip/ft

Clear cover
in

Clear side cover
in

Impact factors
(auto calculation)

Degree of fixity in foundations for Moment Magnify Method: Ga = 1.00

SEISMIC DESIGN PARAMETERS

Strength Reduction factors for reinf. Concrete Seismic Design

Flexure and tension 0.90
Shear and torsion (normal) 0.85
Shear and torsion (lightweight) 0.85
Axial compression ( ties ) 0.70
Axial compression ( spiral ) 0.75

Seismic Overstrength

Flexure and tension 1.30
Axial compression ( ties ) 1.30
Axial compression ( spiral ) 1.30

Response Modification Factor 1.00

Use core area for plastic hinging calculations.
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Design Factors

Cap Design Factor 1.20
Footing Design Factor 1.20

Plastic Hinge Moment

Use actual computed Plastic Hinging Moment for each column in all combinations.
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LOADS

Pier Info:

Pier View: Upstation.

Load Cases: 12

Loadcase ID: D1     Name: 

Multiplier = 1.000

Bearing loads

1 1 Y -770.00
1 2 Y -887.00
1 3 Y -887.00
1 4 Y -887.00
1 5 Y -770.00

Line # Bearing # Dir
Load
kips

Loadcase ID: SF1     Name: 

Multiplier = 1.000

Column loads

1 Force X 1.410 kips 0.09
2 Force X 1.410 kips 0.09

Col # Type Dir Mag1 y1/L Mag2 y2/L

Sheet # 10 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: BRWWorking3_PDeltaAnalysis_3500psi_0.7Ig... .rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Loadcase ID: W1     Name: Angle: 0

Multiplier = 1.000

Cap loads

Force X 0.00 -1.20 kips 0.50

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.180 klf 0.00 0.95
1 UDL X -0.180 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -23.35
1 1 Y -32.62
1 1 Z -0.00
1 2 X -23.35
1 2 Y 35.63
1 2 Z -0.00
1 3 X -23.35
1 3 Y 35.63
1 3 Z -0.00
1 4 X -23.35
1 4 Y 35.63
1 4 Z -0.00
1 5 X -23.35
1 5 Y 103.88
1 5 Z -0.00

Line # Bearing # Dir
Load
kips

Sheet # 11 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: BRWWorking3_PDeltaAnalysis_3500psi_0.7Ig... .rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Auto generation details:

Generated Wind Load on Structure

Angle of wind = 0.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 50.000 psf Cap 40.000 psf
Longitudinal 0.000 psf Column 40.000 psf
Overturning 20.000 psf

Loadcase ID: W2     Name: Angle: 15

Multiplier = 1.000

Cap loads

Force X 0.00 -3.20 kips 0.50
UDL Z 0.01 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.174 klf 0.00 0.95
2 UDL Z 0.027 klf 0.00 0.95
1 UDL X -0.174 klf 0.00 0.95
1 UDL Z 0.027 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L
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Bearing loads

1 1 X -20.55
1 1 Y -15.36
1 1 Z 2.27
1 2 X -20.55
1 2 Y 0.00
1 2 Z 2.27
1 3 X -20.55
1 3 Y 0.00
1 3 Z 2.27
1 4 X -20.55
1 4 Y 0.00
1 4 Z 2.27
1 5 X -20.55
1 5 Y 15.36
1 5 Z 2.27

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 15.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 44.000 psf Cap 40.000 psf
Longitudinal 6.000 psf Column 40.000 psf
Overturning not considered

Loadcase ID: W3     Name: Angle: 30

Multiplier = 1.000

Cap loads

Force X 0.00 -4.50 kips 0.50
UDL Z 0.03 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L
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Column loads

2 UDL X -0.156 klf 0.00 0.95
2 UDL Z 0.052 klf 0.00 0.95
1 UDL X -0.156 klf 0.00 0.95
1 UDL Z 0.052 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -19.15
1 1 Y -14.31
1 1 Z 4.54
1 2 X -19.15
1 2 Y 0.00
1 2 Z 4.54
1 3 X -19.15
1 3 Y 0.00
1 3 Z 4.54
1 4 X -19.15
1 4 Y 0.00
1 4 Z 4.54
1 5 X -19.15
1 5 Y 14.31
1 5 Z 0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 30.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 41.000 psf Cap 40.000 psf
Longitudinal 12.000 psf Column 40.000 psf
Overturning not considered
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Loadcase ID: W4     Name: Angle: 45

Multiplier = 1.000

Cap loads

Force X 0.00 -4.75 kips 0.50
UDL Z 0.06 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.127 klf 0.00 0.95
2 UDL Z 0.073 klf 0.00 0.95
1 UDL X -0.127 klf 0.00 0.95
1 UDL Z 0.073 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L
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Bearing loads

1 1 X -15.41
1 1 Y -11.52
1 1 Z 6.06
1 2 X -15.41
1 2 Y 0.00
1 2 Z 6.06
1 3 X -15.41
1 3 Y 0.00
1 3 Z 6.06
1 4 X -15.41
1 4 Y 0.00
1 4 Z 6.06
1 5 X -15.41
1 5 Y 11.52
1 5 Z 6.06
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 45.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 33.000 psf Cap 40.000 psf
Longitudinal 16.000 psf Column 40.000 psf
Overturning not considered
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Loadcase ID: W5     Name: Angle: 60

Multiplier = 1.000

Cap loads

Force X 0.00 -3.90 kips 0.50
UDL Z 0.09 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.090 klf 0.00 0.95
2 UDL Z 0.090 klf 0.00 0.95
1 UDL X -0.090 klf 0.00 0.95
1 UDL Z 0.090 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -7.94
1 1 Y -5.93
1 1 Z 7.19
1 2 X -7.94
1 2 Y 0.00
1 2 Z 7.19
1 3 X -7.94
1 3 Y 0.00
1 3 Z 7.19
1 4 X -7.94
1 4 Y 0.00
1 4 Z 7.19
1 5 X -7.94
1 5 Y 5.93
1 5 Z 7.19

Line # Bearing # Dir
Load
kips

Auto generation details:
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Generated Wind Load on Structure

Angle of wind = 60.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 17.000 psf Cap 40.000 psf
Longitudinal 19.000 psf Column 40.000 psf
Overturning not considered

Loadcase ID: WL1     Name: Angle: 0

Multiplier = 1.000

Bearing loads

1 1 X -4.25
1 1 Y -8.28
1 1 Z -0.00
1 2 X -4.25
1 2 Y -0.00
1 2 Z -0.00
1 3 X -4.25
1 3 Y -0.00
1 3 Z -0.00
1 4 X -4.25
1 4 Y -0.00
1 4 Z -0.00
1 5 X -4.25
1 5 Y 8.28
1 5 Z -0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 0.00 deg Live load length = 212.50 ft 
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Loadcase ID: WL2     Name: Angle: 15

Multiplier = 1.000

Bearing loads

1 1 X -3.74
1 1 Y -7.29
1 1 Z 0.41
1 2 X -3.74
1 2 Y 0.00
1 2 Z 0.41
1 3 X -3.74
1 3 Y 0.00
1 3 Z 0.41
1 4 X -3.74
1 4 Y 0.00
1 4 Z 0.41
1 5 X -3.74
1 5 Y 7.29
1 5 Z 0.41

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 15.00 deg Live load length = 212.50 ft 

Loadcase ID: WL3     Name: Angle: 30

Multiplier = 1.000
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Bearing loads

1 1 X -3.48
1 1 Y -6.79
1 1 Z 0.83
1 2 X -3.48
1 2 Y 0.00
1 2 Z 0.83
1 3 X -3.48
1 3 Y 0.00
1 3 Z 0.83
1 4 X -3.48
1 4 Y 0.00
1 4 Z 0.83
1 5 X -3.48
1 5 Y 6.79
1 5 Z 0.83

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 30.00 deg Live load length = 212.50 ft 

Loadcase ID: WL4     Name: Angle: 45

Multiplier = 1.000
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Bearing loads

1 1 X -2.81
1 1 Y -5.47
1 1 Z 1.10
1 2 X -2.81
1 2 Y 0.00
1 2 Z 1.10
1 3 X -2.81
1 3 Y 0.00
1 3 Z 1.10
1 4 X -2.81
1 4 Y 0.00
1 4 Z 1.10
1 5 X -2.81
1 5 Y 5.47
1 5 Z 1.10

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 45.00 deg Live load length = 212.50 ft 

Loadcase ID: WL5     Name: Angle: 60

Multiplier = 1.000
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Bearing loads

1 1 X -1.45
1 1 Y -2.82
1 1 Z 1.31
1 2 X -1.45
1 2 Y 0.00
1 2 Z 1.31
1 3 X -1.45
1 3 Y 0.00
1 3 Z 1.31
1 4 X -1.45
1 4 Y 0.00
1 4 Z 1.31
1 5 X -1.45
1 5 Y 2.82
1 5 Z 1.31

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 60.00 deg Live load length = 212.50 ft 
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Selected load groups

SERVICE GROUP I
SERVICE GROUP IA
SERVICE GROUP II
SERVICE GROUP III
SERVICE GROUP IV
SERVICE GROUP V
SERVICE GROUP VI
SERVICE GROUP VII
SERVICE GROUP VIII
SERVICE GROUP IX
LOAD FACTOR GROUP I
LOAD FACTOR GROUP IA
LOAD FACTOR GROUP II
LOAD FACTOR GROUP III
LOAD FACTOR GROUP IV
LOAD FACTOR GROUP V
LOAD FACTOR GROUP VI
LOAD FACTOR GROUP VII
LOAD FACTOR GROUP VIII
LOAD FACTOR GROUP IX
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COMBINATIONS

LOAD COMBINATIONS - AASHTO STANDARD

Comb #     1  (SER GP I        ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #     2  (SER GP IA       ) = 1.00 (  1.00 D1 )
Comb #     3  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     4  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     5  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #     6  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #     7  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #     8  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #     9  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    10  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    11  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    12  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    13  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    14  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    15  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    16  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    17  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    18  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    19  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    20  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    21  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    22  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    23  (SER GP IV       ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    24  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    25  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    26  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    27  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    28  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    29  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    30  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    31  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    32  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    33  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    34  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    35  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    36  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    37  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    38  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    39  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    40  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    41  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    42  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    43  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
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Comb #    44  (SER GP VII      ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    45  (SER GP VIII     ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    46  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    47  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    48  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    49  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    50  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    51  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    52  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    53  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    54  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    55  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    56  (LFR GP I        ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    57  (LFR GP IA       ) = 1.30 (  1.00 D1 )
Comb #    58  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    59  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    60  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    61  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    62  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    63  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    64  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    65  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    66  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    67  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    68  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    69  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    70  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    71  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    72  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    73  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    74  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    75  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    76  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    77  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    78  (LFR GP IV       ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    79  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    80  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    81  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    82  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    83  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    84  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    85  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    86  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    87  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    88  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    89  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    90  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    91  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    92  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    93  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    94  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )

Sheet # 25 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: BRWWorking3_PDeltaAnalysis_3500psi_0.7Ig... .rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Comb #    95  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    96  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    97  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    98  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    99  (LFR GP VII      ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #   100  (LFR GP VIII     ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #   101  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #   102  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #   103  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #   104  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #   105  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   106  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   107  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   108  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   109  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   110  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )

Load Combinations for Columns only: 

Comb #     1C (LFR GP I        ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #     2C (LFR GP I        ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #     3C (LFR GP IA       ) = 1.30 (  1.00 D1 )
Comb #     4C (LFR GP IA       ) = 1.30 (  0.75 D1 )
Comb #     5C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     6C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     7C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     8C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     9C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    10C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    11C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    12C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    13C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    14C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    15C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    16C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    17C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    18C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    19C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    20C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    21C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    22C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    23C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    24C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    25C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    26C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    27C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    28C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
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Comb #    29C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    30C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    31C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    32C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    33C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    34C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    35C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    36C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    37C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    38C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    39C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    40C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    41C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    42C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    43C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    44C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    45C (LFR GP IV       ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    46C (LFR GP IV       ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    47C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    48C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    49C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    50C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    51C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    52C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    53C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    54C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    55C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    56C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    57C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    58C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    59C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    60C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    61C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    62C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    63C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    64C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    65C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    66C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    67C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    68C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    69C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    70C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    71C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    72C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    73C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    74C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    75C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    76C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    77C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    78C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    79C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
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Comb #    80C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    81C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    82C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    83C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    84C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    85C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    86C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    87C (LFR GP VII      ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    88C (LFR GP VII      ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    89C (LFR GP VIII     ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    90C (LFR GP VIII     ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    91C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    92C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    93C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    94C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    95C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    96C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    97C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    98C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    99C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   100C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   101C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   102C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   103C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   104C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   105C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   106C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   107C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   108C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   109C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #   110C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
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ANALYSIS RESULTS

Global Coordinate System, Units: kip kft

LOAD CASES RESULTS FROM FRAME ANALYSIS:

Loadcase ID: SELF     Name: Self Load of Structure

1 1 -0.12 223.83 0.00 -0.00 0.00 2.34
1 2 0.12 -94.50 0.00 -0.00 0.00 4.67
2 3 0.12 223.83 0.00 -0.00 0.00 -2.34
2 4 -0.12 -94.50 0.00 -0.00 0.00 -4.67
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 0.00 -11.81 0.00 0.00 0.00 15.50
4 7 0.00 36.03 0.00 0.00 0.00 -144.22
5 7 0.00 -36.03 0.00 0.00 0.00 144.22
5 8 0.00 37.80 0.00 0.00 0.00 -158.76
6 8 0.00 -37.80 0.00 0.00 0.00 158.76
6 2 0.00 45.00 0.00 0.00 0.00 -225.00
7 2 -0.12 49.50 0.00 0.00 0.00 220.33
7 9 0.12 -41.34 0.00 0.00 0.00 -138.00
8 9 -0.12 41.34 0.00 0.00 0.00 138.00
8 10 0.12 -40.53 0.00 0.00 0.00 -130.57
9 10 -0.12 40.53 0.00 0.00 0.00 130.57
9 11 0.12 -18.90 0.00 0.00 0.00 12.23
10 11 -0.12 18.90 0.00 0.00 0.00 -12.23
10 12 0.12 0.00 0.00 0.00 0.00 51.92
11 12 -0.12 0.00 0.00 0.00 0.00 -51.92
11 13 0.12 18.90 0.00 0.00 0.00 12.23
12 13 -0.12 -18.90 0.00 0.00 0.00 -12.23
12 14 0.12 40.53 0.00 0.00 0.00 -130.57
13 14 -0.12 -40.53 0.00 0.00 0.00 130.57
13 15 0.12 41.34 0.00 0.00 0.00 -138.00
14 15 -0.12 -41.34 0.00 0.00 0.00 138.00
14 4 0.12 49.50 0.00 0.00 0.00 -220.33
15 4 0.00 45.00 0.00 0.00 0.00 225.00
15 16 0.00 -37.80 0.00 0.00 0.00 -158.76
16 16 0.00 37.80 0.00 0.00 0.00 158.76
16 17 0.00 -36.03 0.00 0.00 0.00 -144.22
17 17 0.00 36.03 0.00 0.00 0.00 144.22
17 18 0.00 -11.81 0.00 0.00 0.00 -15.50
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: D1     Name: 

1 1 -4.97 2100.50 0.00 -0.00 0.00 94.76
1 2 4.97 -2100.50 0.00 -0.00 0.00 189.56
2 3 4.97 2100.50 0.00 -0.00 0.00 -94.76
2 4 -4.97 -2100.50 0.00 -0.00 0.00 -189.56
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 0.00 -770.00 0.00 0.00 0.00 0.00
4 7 0.00 770.00 0.00 0.00 0.00 -4143.36
5 7 0.00 -770.00 0.00 0.00 0.00 4143.36
5 8 0.00 770.00 0.00 0.00 0.00 -4446.75
6 8 0.00 -770.00 0.00 0.00 0.00 4446.75
6 2 0.00 770.00 0.00 0.00 0.00 -5678.75
7 2 -4.97 1330.50 0.00 0.00 0.00 5489.19
7 9 4.97 -1330.50 0.00 0.00 0.00 -3077.66
8 9 -4.97 443.50 0.00 0.00 0.00 3077.66
8 10 4.97 -443.50 0.00 0.00 0.00 -2997.16
9 10 -4.97 443.50 0.00 0.00 0.00 2997.16
9 11 4.97 -443.50 0.00 0.00 0.00 -865.70
10 11 -4.97 443.50 0.00 0.00 0.00 865.70
10 12 4.97 -443.50 0.00 0.00 0.00 997.00
11 12 -4.97 -443.50 0.00 0.00 0.00 -997.00
11 13 4.97 443.50 0.00 0.00 0.00 -865.70
12 13 -4.97 -443.50 0.00 0.00 0.00 865.70
12 14 4.97 443.50 0.00 0.00 0.00 -2997.16
13 14 -4.97 -443.50 0.00 0.00 0.00 2997.16
13 15 4.97 443.50 0.00 0.00 0.00 -3077.66
14 15 -4.97 -1330.50 0.00 0.00 0.00 3077.66
14 4 4.97 1330.50 0.00 0.00 0.00 -5489.19
15 4 0.00 770.00 0.00 0.00 0.00 5678.75
15 16 0.00 -770.00 0.00 0.00 0.00 -4446.75
16 16 0.00 770.00 0.00 0.00 0.00 4446.75
16 17 0.00 -770.00 0.00 0.00 0.00 -4143.36
17 17 0.00 770.00 0.00 0.00 0.00 4143.36
17 18 0.00 -770.00 0.00 0.00 0.00 0.00
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: SF1     Name: 

1 1 -1.41 -0.03 0.00 -0.00 0.00 6.79
1 2 -0.00 0.03 0.00 -0.00 0.00 0.31
2 3 -1.41 0.03 0.00 -0.00 0.00 6.79
2 4 -0.00 -0.03 0.00 -0.00 0.00 0.31
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 0.00 0.00 0.00 0.00 0.00 0.00
4 7 0.00 0.00 0.00 0.00 0.00 0.00
5 7 0.00 0.00 0.00 0.00 0.00 0.00
5 8 0.00 0.00 0.00 0.00 0.00 0.00
6 8 0.00 0.00 0.00 0.00 0.00 0.00
6 2 0.00 0.00 0.00 0.00 0.00 0.00
7 2 0.00 -0.03 0.00 0.00 0.00 -0.31
7 9 0.00 0.03 0.00 0.00 0.00 0.26
8 9 0.00 -0.03 0.00 0.00 0.00 -0.26
8 10 0.00 0.03 0.00 0.00 0.00 0.25
9 10 0.00 -0.03 0.00 0.00 0.00 -0.25
9 11 0.00 0.03 0.00 0.00 0.00 0.12

10 11 0.00 -0.03 0.00 0.00 0.00 -0.12
10 12 0.00 0.03 0.00 0.00 0.00 0.00
11 12 0.00 -0.03 0.00 0.00 0.00 0.00
11 13 0.00 0.03 0.00 0.00 0.00 -0.12
12 13 0.00 -0.03 0.00 0.00 0.00 0.12
12 14 0.00 0.03 0.00 0.00 0.00 -0.25
13 14 0.00 -0.03 0.00 0.00 0.00 0.25
13 15 0.00 0.03 0.00 0.00 0.00 -0.26
14 15 0.00 -0.03 0.00 0.00 0.00 0.26
14 4 0.00 0.03 0.00 0.00 0.00 -0.31
15 4 0.00 0.00 0.00 0.00 0.00 0.00
15 16 0.00 0.00 0.00 0.00 0.00 0.00
16 16 0.00 0.00 0.00 0.00 0.00 0.00
16 17 0.00 0.00 0.00 0.00 0.00 0.00
17 17 0.00 0.00 0.00 0.00 0.00 0.00
17 18 0.00 0.00 0.00 0.00 0.00 0.00
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W1     Name: Angle: 0

1 1 69.03 197.61 0.00 -0.00 0.00 -1920.00
1 2 -59.27 -197.61 0.00 -0.00 0.00 -1735.56
2 3 68.44 -375.75 0.00 -0.00 0.00 -1908.66
2 4 -58.68 375.75 0.00 -0.00 0.00 -1712.88
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -23.35 -32.62 0.00 0.00 0.00 70.05
4 7 23.35 32.62 0.00 0.00 0.00 -245.60
5 7 -23.35 -32.62 0.00 0.00 0.00 245.60
5 8 23.35 32.62 0.00 0.00 0.00 -258.45
6 8 -23.35 -32.62 0.00 0.00 0.00 258.45
6 2 23.35 32.62 0.00 0.00 0.00 -310.65
7 2 35.92 164.98 0.00 0.00 0.00 2046.21
7 9 -35.92 -164.98 0.00 0.00 0.00 -1747.18
8 9 12.57 200.61 0.00 0.00 0.00 1817.23
8 10 -12.57 -200.61 0.00 0.00 0.00 -1780.81
9 10 12.57 200.61 0.00 0.00 0.00 1780.81
9 11 -12.57 -200.61 0.00 0.00 0.00 -816.66

10 11 12.57 200.61 0.00 0.00 0.00 816.66
10 12 -12.57 -200.61 0.00 0.00 0.00 25.91
11 12 -11.98 236.24 0.00 0.00 0.00 44.14
11 13 11.98 -236.24 0.00 0.00 0.00 948.08
12 13 -11.98 236.24 0.00 0.00 0.00 -948.08
12 14 11.98 -236.24 0.00 0.00 0.00 2083.47
13 14 -11.98 236.24 0.00 0.00 0.00 -2083.47
13 15 11.98 -236.24 0.00 0.00 0.00 2126.35
14 15 -35.33 271.87 0.00 0.00 0.00 -2056.30
14 4 35.33 -271.87 0.00 0.00 0.00 2549.06
15 4 23.35 -103.88 0.00 0.00 0.00 -836.18
15 16 -23.35 103.88 0.00 0.00 0.00 669.97
16 16 23.35 -103.88 0.00 0.00 0.00 -669.97
16 17 -23.35 103.88 0.00 0.00 0.00 629.04
17 17 23.35 -103.88 0.00 0.00 0.00 -629.04
17 18 -23.35 103.88 0.00 0.00 0.00 70.05
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W2     Name: Angle: 15

1 1 62.40 181.82 -7.36 -394.53 -0.24 -1722.28
1 2 -52.97 -181.82 5.91 17.04 0.24 -1563.63
2 3 62.40 -181.82 -7.36 -394.53 0.24 -1722.28
2 4 -52.97 181.82 5.91 17.04 -0.24 -1563.63
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.03 0.00 -0.04 0.00
4 6 -20.55 -15.36 2.30 6.82 0.04 61.65
4 7 20.55 15.36 -2.36 -6.82 -12.58 -144.30
5 7 -20.55 -15.36 2.36 6.82 12.58 144.30
5 8 20.55 15.36 -2.36 -6.82 -13.51 -150.35
6 8 -20.55 -15.36 2.36 6.82 13.51 150.35
6 2 20.55 15.36 -2.38 -6.82 -17.30 -174.93
7 2 32.42 166.46 -3.53 -10.22 17.07 1738.56
7 9 -32.42 -166.46 3.51 10.22 -10.69 -1436.86
8 9 11.87 166.46 -1.24 -3.41 10.69 1498.50
8 10 -11.87 -166.46 1.23 3.41 -10.46 -1468.29
9 10 11.87 166.46 -1.23 -3.41 10.46 1468.29
9 11 -11.87 -166.46 1.18 3.41 -4.66 -668.30

10 11 11.87 166.46 -1.18 -3.41 4.66 668.30
10 12 -11.87 -166.46 1.14 3.41 0.21 30.82
11 12 -11.87 166.46 1.14 3.41 -0.21 30.82
11 13 11.87 -166.46 -1.18 -3.41 -4.66 668.30
12 13 -11.87 166.46 1.18 3.41 4.66 -668.30
12 14 11.87 -166.46 -1.23 -3.41 -10.46 1468.29
13 14 -11.87 166.46 1.23 3.41 10.46 -1468.29
13 15 11.87 -166.46 -1.24 -3.41 -10.69 1498.50
14 15 -32.42 166.46 3.51 10.22 10.69 -1436.86
14 4 32.42 -166.46 -3.53 -10.22 -17.07 1738.56
15 4 20.55 -15.36 -2.38 -6.82 17.30 -174.93
15 16 -20.55 15.36 2.36 6.82 -13.51 150.35
16 16 20.55 -15.36 -2.36 -6.82 13.51 -150.35
16 17 -20.55 15.36 2.36 6.82 -12.58 144.30
17 17 20.55 -15.36 -2.36 -6.82 12.58 -144.30
17 18 -20.55 15.36 2.30 6.82 -0.04 61.65
18 18 0.00 0.00 -0.03 0.00 0.04 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W3     Name: Angle: 30

1 1 58.57 171.11 -13.82 -700.57 -28.36 -1620.71
1 2 -50.12 -171.11 11.01 -5.58 28.36 -1475.55
2 3 58.57 -171.11 -11.41 -628.13 -28.57 -1620.71
2 4 -50.12 171.11 8.60 60.10 28.57 -1475.55
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.09 0.00 -0.12 0.00
4 6 -19.15 -14.31 4.63 13.63 0.12 57.44
4 7 19.15 14.31 -4.82 -13.63 -25.55 -134.46
5 7 -19.15 -14.31 4.82 13.63 25.55 134.46
5 8 19.15 14.31 -4.83 -13.63 -27.45 -140.10
6 8 -19.15 -14.31 4.83 13.63 27.45 140.10
6 2 19.15 14.31 -4.89 -13.63 -35.22 -163.00
7 2 30.97 156.79 -6.13 19.21 6.86 1638.56
7 9 -30.97 -156.79 6.07 -19.21 4.19 -1354.37
8 9 11.82 156.79 -1.52 32.84 -4.19 1411.81
8 10 -11.82 -156.79 1.52 -32.84 4.47 -1383.35
9 10 11.82 156.79 -1.52 32.84 -4.47 1383.35
9 11 -11.82 -156.79 1.35 -32.84 11.35 -629.81

10 11 11.82 156.79 -1.35 32.84 -11.35 629.81
10 12 -11.82 -156.79 1.21 -32.84 16.73 28.72
11 12 -11.82 156.79 3.34 46.47 -16.73 28.72
11 13 11.82 -156.79 -3.48 -46.47 2.41 629.81
12 13 -11.82 156.79 3.48 46.47 -2.41 -629.81
12 14 11.82 -156.79 -3.65 -46.47 -14.71 1383.35
13 14 -11.82 156.79 3.65 46.47 14.71 -1383.35
13 15 11.82 -156.79 -3.65 -46.47 -15.37 1411.81
14 15 -30.97 156.79 8.19 60.10 15.37 -1354.37
14 4 30.97 -156.79 -8.26 -60.10 -30.28 1638.56
15 4 19.15 -14.31 -0.34 0.00 1.71 -163.00
15 16 -19.15 14.31 0.29 0.00 -1.21 140.10
16 16 19.15 -14.31 -0.29 0.00 1.21 -140.10
16 17 -19.15 14.31 0.27 0.00 -1.10 134.46
17 17 19.15 -14.31 -0.27 0.00 1.10 -134.46
17 18 -19.15 14.31 0.09 0.00 -0.12 57.44
18 18 0.00 0.00 -0.09 0.00 0.12 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W4     Name: Angle: 45

1 1 47.81 139.24 -20.45 -1095.85 -0.65 -1322.80
1 2 -40.90 -139.24 16.48 45.44 0.65 -1204.40
2 3 47.80 -139.24 -20.45 -1095.85 0.65 -1322.79
2 4 -40.90 139.24 16.48 45.44 -0.65 -1204.40
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.17 0.00 -0.22 0.00
4 6 -15.41 -11.52 6.23 18.17 0.22 46.23
4 7 15.41 11.52 -6.57 -18.17 -34.64 -108.23
5 7 -15.41 -11.52 6.57 18.17 34.64 108.23
5 8 15.41 11.52 -6.59 -18.17 -37.23 -112.76
6 8 -15.41 -11.52 6.59 18.17 37.23 112.76
6 2 15.41 11.52 -6.69 -18.17 -47.86 -131.20
7 2 25.49 127.72 -9.79 -27.26 47.21 1335.60
7 9 -25.49 -127.72 9.67 27.26 -29.58 -1104.10
8 9 10.08 127.72 -3.61 -9.09 29.58 1150.33
8 10 -10.08 -127.72 3.60 9.09 -28.92 -1127.15
9 10 10.08 127.72 -3.60 -9.09 28.92 1127.15
9 11 -10.08 -127.72 3.30 9.09 -12.35 -513.32

10 11 10.08 127.72 -3.30 -9.09 12.35 513.32
10 12 -10.08 -127.72 3.03 9.09 0.94 23.12
11 12 -10.08 127.72 3.03 9.09 -0.94 23.11
11 13 10.08 -127.72 -3.30 -9.09 -12.35 513.32
12 13 -10.08 127.72 3.30 9.09 12.35 -513.32
12 14 10.08 -127.72 -3.60 -9.09 -28.92 1127.16
13 14 -10.08 127.72 3.60 9.09 28.92 -1127.16
13 15 10.08 -127.72 -3.61 -9.09 -29.58 1150.34
14 15 -25.49 127.72 9.67 27.26 29.58 -1104.10
14 4 25.49 -127.72 -9.79 -27.26 -47.21 1335.60
15 4 15.41 -11.52 -6.69 -18.17 47.86 -131.20
15 16 -15.41 11.52 6.59 18.17 -37.23 112.77
16 16 15.41 -11.52 -6.59 -18.17 37.23 -112.77
16 17 -15.41 11.52 6.57 18.17 -34.64 108.23
17 17 15.41 -11.52 -6.57 -18.17 34.64 -108.23
17 18 -15.41 11.52 6.23 18.17 -0.22 46.23
18 18 0.00 0.00 -0.17 0.00 0.22 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W5     Name: Angle: 60

1 1 26.67 74.59 -24.76 -1324.10 -0.77 -727.25
1 2 -21.80 -74.59 19.90 53.96 0.77 -651.95
2 3 26.67 -74.59 -24.76 -1324.10 0.77 -727.25
2 4 -21.80 74.59 19.90 53.96 -0.77 -651.95
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.24 0.00 -0.31 0.00
4 6 -7.94 -5.93 7.43 21.58 0.31 23.82
4 7 7.94 5.93 -7.92 -21.58 -41.63 -55.75
5 7 -7.94 -5.93 7.92 21.58 41.63 55.75
5 8 7.94 5.93 -7.96 -21.58 -44.76 -58.09
6 8 -7.94 -5.93 7.96 21.58 44.76 58.09
6 2 7.94 5.93 -8.11 -21.58 -57.61 -67.59
7 2 13.86 68.66 -11.79 -32.37 56.84 719.53
7 9 -13.86 -68.66 11.63 32.37 -35.61 -595.09
8 9 5.92 68.66 -4.43 -10.79 35.61 618.90
8 10 -5.92 -68.66 4.42 10.79 -34.81 -606.44
9 10 5.92 68.66 -4.42 -10.79 34.81 606.44
9 11 -5.92 -68.66 3.98 10.79 -14.63 -276.46

10 11 5.92 68.66 -3.98 -10.79 14.63 276.46
10 12 -5.92 -68.66 3.60 10.79 1.28 11.91
11 12 -5.92 68.66 3.60 10.79 -1.28 11.91
11 13 5.92 -68.66 -3.98 -10.79 -14.63 276.46
12 13 -5.92 68.66 3.98 10.79 14.63 -276.46
12 14 5.92 -68.66 -4.42 -10.79 -34.81 606.44
13 14 -5.92 68.66 4.42 10.79 34.81 -606.44
13 15 5.92 -68.66 -4.43 -10.79 -35.61 618.90
14 15 -13.86 68.66 11.63 32.37 35.61 -595.09
14 4 13.86 -68.66 -11.79 -32.37 -56.84 719.53
15 4 7.94 -5.93 -8.11 -21.58 57.61 -67.59
15 16 -7.94 5.93 7.96 21.58 -44.76 58.09
16 16 7.94 -5.93 -7.96 -21.58 44.76 -58.09
16 17 -7.94 5.93 7.92 21.58 -41.63 55.75
17 17 7.94 -5.93 -7.92 -21.58 41.63 -55.75
17 18 -7.94 5.93 7.43 21.58 -0.31 23.82
18 18 0.00 0.00 -0.24 0.00 0.31 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL1     Name: Angle: 0

1 1 10.63 43.70 0.00 -0.00 0.00 -311.20
1 2 -10.63 -43.70 0.00 -0.00 0.00 -296.65
2 3 10.63 -43.70 0.00 -0.00 0.00 -311.20
2 4 -10.63 43.70 0.00 -0.00 0.00 -296.65
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -4.25 -8.28 0.00 0.00 0.00 12.75
4 7 4.25 8.28 0.00 0.00 0.00 -57.31
5 7 -4.25 -8.28 0.00 0.00 0.00 57.31
5 8 4.25 8.28 0.00 0.00 0.00 -60.57
6 8 -4.25 -8.28 0.00 0.00 0.00 60.57
6 2 4.25 8.28 0.00 0.00 0.00 -73.83
7 2 6.38 35.42 0.00 0.00 0.00 370.48
7 9 -6.38 -35.42 0.00 0.00 0.00 -306.28
8 9 2.13 35.42 0.00 0.00 0.00 319.03
8 10 -2.13 -35.42 0.00 0.00 0.00 -312.60
9 10 2.13 35.42 0.00 0.00 0.00 312.60
9 11 -2.13 -35.42 0.00 0.00 0.00 -142.38

10 11 2.13 35.42 0.00 0.00 0.00 142.38
10 12 -2.13 -35.42 0.00 0.00 0.00 6.38
11 12 -2.13 35.42 0.00 0.00 0.00 6.38
11 13 2.13 -35.42 0.00 0.00 0.00 142.38
12 13 -2.13 35.42 0.00 0.00 0.00 -142.38
12 14 2.13 -35.42 0.00 0.00 0.00 312.60
13 14 -2.13 35.42 0.00 0.00 0.00 -312.60
13 15 2.13 -35.42 0.00 0.00 0.00 319.03
14 15 -6.38 35.42 0.00 0.00 0.00 -306.28
14 4 6.38 -35.42 0.00 0.00 0.00 370.48
15 4 4.25 -8.28 0.00 0.00 0.00 -73.83
15 16 -4.25 8.28 0.00 0.00 0.00 60.57
16 16 4.25 -8.28 0.00 0.00 0.00 -60.57
16 17 -4.25 8.28 0.00 0.00 0.00 57.31
17 17 4.25 -8.28 0.00 0.00 0.00 -57.31
17 18 -4.25 8.28 0.00 0.00 0.00 12.75
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL2     Name: Angle: 15

1 1 9.35 38.46 -1.03 -62.24 -0.04 -273.86
1 2 -9.35 -38.46 1.03 3.10 0.04 -261.05
2 3 9.35 -38.46 -1.03 -62.24 0.04 -273.86
2 4 -9.35 38.46 1.03 3.10 -0.04 -261.05
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -3.74 -7.29 0.41 1.24 0.00 11.22
4 7 3.74 7.29 -0.41 -1.24 -2.22 -50.43
5 7 -3.74 -7.29 0.41 1.24 2.22 50.43
5 8 3.74 7.29 -0.41 -1.24 -2.39 -53.31
6 8 -3.74 -7.29 0.41 1.24 2.39 53.31
6 2 3.74 7.29 -0.41 -1.24 -3.05 -64.97
7 2 5.61 31.17 -0.62 -1.86 3.01 326.02
7 9 -5.61 -31.17 0.62 1.86 -1.88 -269.53
8 9 1.87 31.17 -0.21 -0.62 1.88 280.75
8 10 -1.87 -31.17 0.21 0.62 -1.85 -275.09
9 10 1.87 31.17 -0.21 -0.62 1.85 275.09
9 11 -1.87 -31.17 0.21 0.62 -0.85 -125.30

10 11 1.87 31.17 -0.21 -0.62 0.85 125.30
10 12 -1.87 -31.17 0.21 0.62 0.02 5.61
11 12 -1.87 31.17 0.21 0.62 -0.02 5.61
11 13 1.87 -31.17 -0.21 -0.62 -0.85 125.30
12 13 -1.87 31.17 0.21 0.62 0.85 -125.30
12 14 1.87 -31.17 -0.21 -0.62 -1.85 275.09
13 14 -1.87 31.17 0.21 0.62 1.85 -275.09
13 15 1.87 -31.17 -0.21 -0.62 -1.88 280.75
14 15 -5.61 31.17 0.62 1.86 1.88 -269.53
14 4 5.61 -31.17 -0.62 -1.86 -3.01 326.02
15 4 3.74 -7.29 -0.41 -1.24 3.05 -64.97
15 16 -3.74 7.29 0.41 1.24 -2.39 53.31
16 16 3.74 -7.29 -0.41 -1.24 2.39 -53.31
16 17 -3.74 7.29 0.41 1.24 -2.22 50.43
17 17 3.74 -7.29 -0.41 -1.24 2.22 -50.43
17 18 -3.74 7.29 0.41 1.24 0.00 11.22
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL3     Name: Angle: 30

1 1 8.71 35.83 -2.07 -124.48 -0.09 -255.19
1 2 -8.71 -35.83 2.07 6.20 0.09 -243.26
2 3 8.71 -35.83 -2.07 -124.48 0.09 -255.19
2 4 -8.71 35.83 2.07 6.20 -0.09 -243.26
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -3.49 -6.79 0.83 2.48 0.00 10.46
4 7 3.49 6.79 -0.83 -2.48 -4.45 -47.00
5 7 -3.49 -6.79 0.83 2.48 4.45 47.00
5 8 3.49 6.79 -0.83 -2.48 -4.78 -49.67
6 8 -3.49 -6.79 0.83 2.48 4.78 49.67
6 2 3.49 6.79 -0.83 -2.48 -6.10 -60.54
7 2 5.23 29.04 -1.24 -3.72 6.01 303.79
7 9 -5.23 -29.04 1.24 3.72 -3.77 -251.15
8 9 1.74 29.04 -0.41 -1.24 3.77 261.61
8 10 -1.74 -29.04 0.41 1.24 -3.69 -256.33
9 10 1.74 29.04 -0.41 -1.24 3.69 256.33
9 11 -1.74 -29.04 0.41 1.24 -1.70 -116.75

10 11 1.74 29.04 -0.41 -1.24 1.70 116.75
10 12 -1.74 -29.04 0.41 1.24 0.03 5.23
11 12 -1.74 29.04 0.41 1.24 -0.03 5.23
11 13 1.74 -29.04 -0.41 -1.24 -1.70 116.75
12 13 -1.74 29.04 0.41 1.24 1.70 -116.75
12 14 1.74 -29.04 -0.41 -1.24 -3.69 256.33
13 14 -1.74 29.04 0.41 1.24 3.69 -256.33
13 15 1.74 -29.04 -0.41 -1.24 -3.77 261.61
14 15 -5.23 29.04 1.24 3.72 3.77 -251.15
14 4 5.23 -29.04 -1.24 -3.72 -6.01 303.79
15 4 3.49 -6.79 -0.83 -2.48 6.10 -60.54
15 16 -3.49 6.79 0.83 2.48 -4.78 49.67
16 16 3.49 -6.79 -0.83 -2.48 4.78 -49.67
16 17 -3.49 6.79 0.83 2.48 -4.45 47.00
17 17 3.49 -6.79 -0.83 -2.48 4.45 -47.00
17 18 -3.49 6.79 0.83 2.48 0.00 10.46
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00

Memb Node
Fx
kip

Fy
kip

Fz
kip

Mx
kft

My
kft

Mz
kft

Sheet # 39 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: BRWWorking3_PDeltaAnalysis_3500psi_0.7Ig... .rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Loadcase ID: WL4     Name: Angle: 45

1 1 7.01 28.84 -2.76 -165.97 -0.11 -205.39
1 2 -7.01 -28.84 2.76 8.27 0.11 -195.79
2 3 7.01 -28.84 -2.76 -165.97 0.11 -205.39
2 4 -7.01 28.84 2.76 8.27 -0.11 -195.79
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -2.81 -5.47 1.10 3.31 0.00 8.42
4 7 2.81 5.47 -1.10 -3.31 -5.93 -37.83
5 7 -2.81 -5.47 1.10 3.31 5.93 37.83
5 8 2.81 5.47 -1.10 -3.31 -6.37 -39.98
6 8 -2.81 -5.47 1.10 3.31 6.37 39.98
6 2 2.81 5.47 -1.10 -3.31 -8.13 -48.72
7 2 4.21 23.38 -1.65 -4.96 8.02 244.52
7 9 -4.21 -23.38 1.65 4.96 -5.02 -202.15
8 9 1.40 23.38 -0.55 -1.65 5.02 210.56
8 10 -1.40 -23.38 0.55 1.65 -4.92 -206.32
9 10 1.40 23.38 -0.55 -1.65 4.92 206.32
9 11 -1.40 -23.38 0.55 1.65 -2.27 -93.97

10 11 1.40 23.38 -0.55 -1.65 2.27 93.97
10 12 -1.40 -23.38 0.55 1.65 0.04 4.21
11 12 -1.40 23.38 0.55 1.65 -0.04 4.21
11 13 1.40 -23.38 -0.55 -1.65 -2.27 93.97
12 13 -1.40 23.38 0.55 1.65 2.27 -93.97
12 14 1.40 -23.38 -0.55 -1.65 -4.92 206.32
13 14 -1.40 23.38 0.55 1.65 4.92 -206.32
13 15 1.40 -23.38 -0.55 -1.65 -5.02 210.56
14 15 -4.21 23.38 1.65 4.96 5.02 -202.15
14 4 4.21 -23.38 -1.65 -4.96 -8.02 244.52
15 4 2.81 -5.47 -1.10 -3.31 8.13 -48.72
15 16 -2.81 5.47 1.10 3.31 -6.37 39.98
16 16 2.81 -5.47 -1.10 -3.31 6.37 -39.98
16 17 -2.81 5.47 1.10 3.31 -5.93 37.83
17 17 2.81 -5.47 -1.10 -3.31 5.93 -37.83
17 18 -2.81 5.47 1.10 3.31 0.00 8.42
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00

Memb Node
Fx
kip

Fy
kip

Fz
kip

Mx
kft

My
kft

Mz
kft

Sheet # 40 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: BRWWorking3_PDeltaAnalysis_3500psi_0.7Ig... .rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Loadcase ID: WL5     Name: Angle: 60

1 1 3.61 14.86 -3.27 -197.09 -0.14 -105.81
1 2 -3.61 -14.86 3.27 9.82 0.14 -100.86
2 3 3.61 -14.86 -3.27 -197.09 0.14 -105.81
2 4 -3.61 14.86 3.27 9.82 -0.14 -100.86
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -1.45 -2.82 1.31 3.93 0.00 4.34
4 7 1.45 2.82 -1.31 -3.93 -7.05 -19.49
5 7 -1.45 -2.82 1.31 3.93 7.05 19.49
5 8 1.45 2.82 -1.31 -3.93 -7.56 -20.60
6 8 -1.45 -2.82 1.31 3.93 7.56 20.60
6 2 1.45 2.82 -1.31 -3.93 -9.66 -25.10
7 2 2.17 12.04 -1.96 -5.89 9.52 125.96
7 9 -2.17 -12.04 1.96 5.89 -5.96 -104.14
8 9 0.72 12.04 -0.65 -1.96 5.96 108.47
8 10 -0.72 -12.04 0.65 1.96 -5.84 -106.29
9 10 0.72 12.04 -0.65 -1.96 5.84 106.29
9 11 -0.72 -12.04 0.65 1.96 -2.70 -48.41
10 11 0.72 12.04 -0.65 -1.96 2.70 48.41
10 12 -0.72 -12.04 0.65 1.96 0.05 2.17
11 12 -0.72 12.04 0.65 1.96 -0.05 2.17
11 13 0.72 -12.04 -0.65 -1.96 -2.70 48.41
12 13 -0.72 12.04 0.65 1.96 2.70 -48.41
12 14 0.72 -12.04 -0.65 -1.96 -5.84 106.29
13 14 -0.72 12.04 0.65 1.96 5.84 -106.29
13 15 0.72 -12.04 -0.65 -1.96 -5.96 108.47
14 15 -2.17 12.04 1.96 5.89 5.96 -104.14
14 4 2.17 -12.04 -1.96 -5.89 -9.52 125.96
15 4 1.45 -2.82 -1.31 -3.93 9.66 -25.10
15 16 -1.45 2.82 1.31 3.93 -7.56 20.60
16 16 1.45 -2.82 -1.31 -3.93 7.56 -20.60
16 17 -1.45 2.82 1.31 3.93 -7.05 19.49
17 17 1.45 -2.82 -1.31 -3.93 7.05 -19.49
17 18 -1.45 2.82 1.31 3.93 0.00 4.34
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 3

1 1 62.53 2521.91 0.00 -0.00 0.00 -1816.11
1 2 -54.18 -2392.58 0.00 -0.00 0.00 -1541.02
2 3 72.12 1948.60 0.00 -0.00 0.00 -1998.97
2 4 -63.77 -1819.27 0.00 -0.00 0.00 -1906.81
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 -23.35 -814.44 0.00 0.00 0.00 85.56
4 7 23.35 838.65 0.00 0.00 0.00 -4533.18
5 7 -23.35 -838.65 0.00 0.00 0.00 4533.18
5 8 23.35 840.42 0.00 0.00 0.00 -4863.96
6 8 -23.35 -840.42 0.00 0.00 0.00 4863.96
6 2 23.35 847.62 0.00 0.00 0.00 -6214.40
7 2 30.83 1544.96 0.00 0.00 0.00 7755.42
7 9 -30.83 -1536.80 0.00 0.00 0.00 -4962.58
8 9 7.48 685.43 0.00 0.00 0.00 5032.63
8 10 -7.48 -684.61 0.00 0.00 0.00 -4908.29
9 10 7.48 684.61 0.00 0.00 0.00 4908.29
9 11 -7.48 -662.99 0.00 0.00 0.00 -1670.02
10 11 7.48 662.99 0.00 0.00 0.00 1670.02
10 12 -7.48 -644.09 0.00 0.00 0.00 1074.84
11 12 -17.07 -207.28 0.00 0.00 0.00 -1004.78
11 13 17.07 226.18 0.00 0.00 0.00 94.50
12 13 -17.07 -226.18 0.00 0.00 0.00 -94.50
12 14 17.07 247.81 0.00 0.00 0.00 -1044.51
13 14 -17.07 -247.81 0.00 0.00 0.00 1044.51
13 15 17.07 248.63 0.00 0.00 0.00 -1089.57
14 15 -40.42 -1100.00 0.00 0.00 0.00 1159.62
14 4 40.42 1108.16 0.00 0.00 0.00 -3160.76
15 4 23.35 711.12 0.00 0.00 0.00 5067.57
15 16 -23.35 -703.92 0.00 0.00 0.00 -3935.54
16 16 23.35 703.92 0.00 0.00 0.00 3935.54
16 17 -23.35 -702.14 0.00 0.00 0.00 -3658.54
17 17 23.35 702.14 0.00 0.00 0.00 3658.54
17 18 -23.35 -677.93 0.00 0.00 0.00 54.55
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 8

1 1 -75.53 2126.69 0.00 -0.00 0.00 2023.88
1 2 64.37 -1997.36 0.00 -0.00 0.00 1930.10
2 3 -64.76 2700.11 0.00 -0.00 0.00 1818.36
2 4 53.59 -2570.78 0.00 -0.00 0.00 1518.95
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 23.35 -749.19 0.00 0.00 0.00 -54.55
4 7 -23.35 773.40 0.00 0.00 0.00 -4041.98
5 7 23.35 -773.40 0.00 0.00 0.00 4041.98
5 8 -23.35 775.18 0.00 0.00 0.00 -4347.06
6 8 23.35 -775.18 0.00 0.00 0.00 4347.06
6 2 -23.35 782.38 0.00 0.00 0.00 -5593.10
7 2 -41.02 1214.99 0.00 0.00 0.00 3663.00
7 9 41.02 -1206.83 0.00 0.00 0.00 -1468.23
8 9 -17.66 284.20 0.00 0.00 0.00 1398.17
8 10 17.66 -283.38 0.00 0.00 0.00 -1346.66
9 10 -17.66 283.38 0.00 0.00 0.00 1346.66
9 11 17.66 -261.76 0.00 0.00 0.00 -36.69
10 11 -17.66 261.76 0.00 0.00 0.00 36.69
10 12 17.66 -242.86 0.00 0.00 0.00 1023.01
11 12 6.89 -679.77 0.00 0.00 0.00 -1093.06
11 13 -6.89 698.67 0.00 0.00 0.00 -1801.67
12 13 6.89 -698.67 0.00 0.00 0.00 1801.67
12 14 -6.89 720.30 0.00 0.00 0.00 -5211.45
13 14 6.89 -720.30 0.00 0.00 0.00 5211.45
13 15 -6.89 721.11 0.00 0.00 0.00 -5342.26
14 15 30.24 -1643.74 0.00 0.00 0.00 5272.21
14 4 -30.24 1651.90 0.00 0.00 0.00 -8258.89
15 4 -23.35 918.88 0.00 0.00 0.00 6739.93
15 16 23.35 -911.68 0.00 0.00 0.00 -5275.48
16 16 -23.35 911.68 0.00 0.00 0.00 5275.48
16 17 23.35 -909.91 0.00 0.00 0.00 -4916.62
17 17 -23.35 909.91 0.00 0.00 0.00 4916.62
17 18 23.35 -885.69 0.00 0.00 0.00 -85.56
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 56

1 1 -8.45 3021.59 0.00 -0.00 0.00 135.05
1 2 6.62 -2853.46 0.00 -0.00 0.00 252.90
2 3 4.79 3021.66 0.00 -0.00 0.00 -117.39
2 4 -6.62 -2853.54 0.00 -0.00 0.00 -252.11
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 0.00 -1016.36 0.00 0.00 0.00 20.16
4 7 0.00 1047.84 0.00 0.00 0.00 -5573.85
5 7 0.00 -1047.84 0.00 0.00 0.00 5573.85
5 8 0.00 1050.14 0.00 0.00 0.00 -5987.16
6 8 0.00 -1050.14 0.00 0.00 0.00 5987.16
6 2 0.00 1059.50 0.00 0.00 0.00 -7674.88
7 2 -6.62 1793.96 0.00 0.00 0.00 7421.97
7 9 6.62 -1783.36 0.00 0.00 0.00 -4180.02
8 9 -6.62 630.26 0.00 0.00 0.00 4180.02
8 10 6.62 -629.20 0.00 0.00 0.00 -4065.72
9 10 -6.62 629.20 0.00 0.00 0.00 4065.72
9 11 6.62 -601.08 0.00 0.00 0.00 -1109.36
10 11 -6.62 601.08 0.00 0.00 0.00 1109.36
10 12 6.62 -576.51 0.00 0.00 0.00 1363.60
11 12 -6.62 -576.59 0.00 0.00 0.00 -1363.60
11 13 6.62 601.16 0.00 0.00 0.00 -1109.66
12 13 -6.62 -601.16 0.00 0.00 0.00 1109.66
12 14 6.62 629.27 0.00 0.00 0.00 -4066.37
13 14 -6.62 -629.27 0.00 0.00 0.00 4066.37
13 15 6.62 630.33 0.00 0.00 0.00 -4180.69
14 15 -6.62 -1783.43 0.00 0.00 0.00 4180.69
14 4 6.62 1794.04 0.00 0.00 0.00 -7422.77
15 4 0.00 1059.50 0.00 0.00 0.00 7674.88
15 16 0.00 -1050.14 0.00 0.00 0.00 -5987.17
16 16 0.00 1050.14 0.00 0.00 0.00 5987.17
16 17 0.00 -1047.84 0.00 0.00 0.00 -5573.85
17 17 0.00 1047.84 0.00 0.00 0.00 5573.85
17 18 0.00 -1016.36 0.00 0.00 0.00 -20.16
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00

Memb Node
Fx
kip

Fy
kip

Fz
kip

Mx
kft

My
kft

Mz
kft

Combination No. 58

Group Id: LFR GP II Name: LOAD FACTOR GROUP II

Sheet # 44 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: BRWWorking3_PDeltaAnalysis_3500psi_0.7Ig... .rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Combination No. 58

1 1 81.29 3278.48 0.00 -0.00 0.00 -2360.95
1 2 -70.44 -3110.36 0.00 -0.00 0.00 -2003.32
2 3 93.76 2533.18 0.00 -0.00 0.00 -2598.65
2 4 -82.90 -2365.06 0.00 -0.00 0.00 -2478.85
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 -30.36 -1058.77 0.00 0.00 0.00 111.22
4 7 30.36 1090.25 0.00 0.00 0.00 -5893.13
5 7 -30.36 -1090.25 0.00 0.00 0.00 5893.13
5 8 30.36 1092.55 0.00 0.00 0.00 -6323.15
6 8 -30.36 -1092.55 0.00 0.00 0.00 6323.15
6 2 30.36 1101.91 0.00 0.00 0.00 -8078.72
7 2 40.08 2008.44 0.00 0.00 0.00 10082.05
7 9 -40.08 -1997.84 0.00 0.00 0.00 -6451.35
8 9 9.72 891.06 0.00 0.00 0.00 6542.42
8 10 -9.72 -890.00 0.00 0.00 0.00 -6380.78
9 10 9.72 890.00 0.00 0.00 0.00 6380.78
9 11 -9.72 -861.88 0.00 0.00 0.00 -2171.02
10 11 9.72 861.88 0.00 0.00 0.00 2171.02
10 12 -9.72 -837.31 0.00 0.00 0.00 1397.29
11 12 -22.19 -269.47 0.00 0.00 0.00 -1306.22
11 13 22.19 294.04 0.00 0.00 0.00 122.85
12 13 -22.19 -294.04 0.00 0.00 0.00 -122.85
12 14 22.19 322.16 0.00 0.00 0.00 -1357.86
13 14 -22.19 -322.16 0.00 0.00 0.00 1357.86
13 15 22.19 323.22 0.00 0.00 0.00 -1416.44
14 15 -52.55 -1430.00 0.00 0.00 0.00 1507.50
14 4 52.55 1440.60 0.00 0.00 0.00 -4108.99
15 4 30.36 924.45 0.00 0.00 0.00 6587.84
15 16 -30.36 -915.09 0.00 0.00 0.00 -5116.20
16 16 30.36 915.09 0.00 0.00 0.00 5116.20
16 17 -30.36 -912.79 0.00 0.00 0.00 -4756.10
17 17 30.36 912.79 0.00 0.00 0.00 4756.10
17 18 -30.36 -881.31 0.00 0.00 0.00 70.91
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 60

1 1 67.69 3244.03 -17.97 -910.74 -36.87 -1971.87
1 2 -58.53 -3075.90 14.32 -7.25 36.87 -1665.32
2 3 80.93 2799.22 -14.83 -816.57 -37.14 -2224.31
2 4 -71.77 -2631.10 11.18 78.13 37.14 -2170.32
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.12 0.00 -0.15 -20.16
4 6 -24.89 -1034.96 6.02 17.72 0.15 94.83
4 7 24.89 1066.44 -6.26 -17.72 -33.21 -5748.65
5 7 -24.89 -1066.44 6.26 17.72 33.21 5748.65
5 8 24.89 1068.75 -6.28 -17.72 -35.68 -6169.30
6 8 -24.89 -1068.75 6.28 17.72 35.68 6169.30
6 2 24.89 1078.11 -6.35 -17.72 -45.79 -7886.78
7 2 33.64 1997.79 -7.97 24.97 8.92 9552.10
7 9 -33.64 -1987.19 7.89 -24.97 5.45 -5940.70
8 9 8.75 834.09 -1.98 42.69 -5.45 6015.38
8 10 -8.75 -833.03 1.97 -42.69 5.81 -5864.08
9 10 8.75 833.03 -1.97 42.69 -5.81 5864.08
9 11 -8.75 -804.91 1.76 -42.69 14.76 -1928.11
10 11 8.75 804.91 -1.76 42.69 -14.76 1928.11
10 12 -8.75 -780.34 1.57 -42.69 21.75 1400.94
11 12 -21.99 -372.76 4.34 60.41 -21.75 -1326.26
11 13 21.99 397.33 -4.52 -60.41 3.14 -290.91
12 13 -21.99 -397.33 4.52 60.41 -3.14 290.91
12 14 21.99 425.44 -4.74 -60.41 -19.12 -2268.01
13 14 -21.99 -425.44 4.74 60.41 19.12 2268.01
13 15 21.99 426.50 -4.75 -60.41 -19.99 -2345.33
14 15 -46.88 -1579.60 10.65 78.13 19.99 2420.01
14 4 46.88 1590.21 -10.73 -78.13 -39.37 -5292.65
15 4 24.89 1040.89 -0.45 0.00 2.23 7462.97
15 16 -24.89 -1031.53 0.37 0.00 -1.57 -5805.03
16 16 24.89 1031.53 -0.37 0.00 1.57 5805.03
16 17 -24.89 -1029.23 0.36 0.00 -1.43 -5399.05
17 17 24.89 1029.23 -0.36 0.00 1.43 5399.05
17 18 -24.89 -997.75 0.12 0.00 -0.15 54.52
18 18 0.00 15.36 -0.12 0.00 0.15 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 62

1 1 26.22 3118.56 -32.19 -1721.32 -1.01 -810.37
1 2 -21.71 -2950.44 25.87 70.14 1.01 -594.63
2 3 39.46 2924.69 -32.19 -1721.32 1.01 -1062.81
2 4 -34.95 -2756.56 25.87 70.14 -1.01 -1099.63
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.31 0.00 -0.41 -20.16
4 6 -10.32 -1024.07 9.66 28.06 0.41 51.12
4 7 10.32 1055.55 -10.30 -28.06 -54.12 -5646.33
5 7 -10.32 -1055.55 10.30 28.06 54.12 5646.33
5 8 10.32 1057.86 -10.35 -28.06 -58.19 -6062.68
6 8 -10.32 -1057.86 10.35 28.06 58.19 6062.68
6 2 10.32 1067.22 -10.54 -28.06 -74.90 -7762.74
7 2 11.39 1883.22 -15.33 -42.09 73.89 8357.36
7 9 -11.39 -1872.62 15.12 42.09 -46.30 -4953.63
8 9 1.07 719.52 -5.76 -14.03 46.30 4984.60
8 10 -1.07 -718.46 5.74 14.03 -45.25 -4854.09
9 10 1.07 718.46 -5.74 -14.03 45.25 4854.09
9 11 -1.07 -690.34 5.17 14.03 -19.02 -1468.76
10 11 1.07 690.34 -5.17 -14.03 19.02 1468.76
10 12 -1.07 -665.77 4.68 14.03 1.67 1379.08
11 12 -14.31 -487.33 4.68 14.03 -1.67 -1348.12
11 13 14.31 511.90 -5.17 -14.03 -19.02 -750.26
12 13 -14.31 -511.90 5.17 14.03 19.02 750.26
12 14 14.31 540.01 -5.74 -14.03 -45.25 -3278.00
13 14 -14.31 -540.01 5.74 14.03 45.25 3278.00
13 15 14.31 541.08 -5.76 -14.03 -46.30 -3376.11
14 15 -24.63 -1694.18 15.12 42.09 46.30 3407.08
14 4 24.63 1704.78 -15.33 -42.09 -73.89 -6487.38
15 4 10.32 1051.78 -10.54 -28.06 74.90 7587.01
15 16 -10.32 -1042.42 10.35 28.06 -58.19 -5911.65
16 16 10.32 1042.42 -10.35 -28.06 58.19 5911.65
16 17 -10.32 -1040.12 10.30 28.06 -54.12 -5501.37
17 17 10.32 1040.12 -10.30 -28.06 54.12 5501.37
17 18 -10.32 -1008.64 9.66 28.06 -0.41 10.81
18 18 0.00 15.36 -0.31 0.00 0.41 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 63

1 1 -98.19 2764.70 0.00 -0.00 0.00 2631.05
1 2 83.68 -2596.57 0.00 -0.00 0.00 2509.13
2 3 -84.18 3510.14 0.00 -0.00 0.00 2363.87
2 4 69.66 -3342.02 0.00 -0.00 0.00 1974.64
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 30.36 -973.95 0.00 0.00 0.00 -70.91
4 7 -30.36 1005.42 0.00 0.00 0.00 -5254.57
5 7 30.36 -1005.42 0.00 0.00 0.00 5254.57
5 8 -30.36 1007.73 0.00 0.00 0.00 -5651.17
6 8 30.36 -1007.73 0.00 0.00 0.00 5651.17
6 2 -30.36 1017.09 0.00 0.00 0.00 -7271.03
7 2 -53.32 1579.48 0.00 0.00 0.00 4761.90
7 9 53.32 -1568.88 0.00 0.00 0.00 -1908.69
8 9 -22.96 369.46 0.00 0.00 0.00 1817.63
8 10 22.96 -368.40 0.00 0.00 0.00 -1750.66
9 10 -22.96 368.40 0.00 0.00 0.00 1750.66
9 11 22.96 -340.29 0.00 0.00 0.00 -47.69
10 11 -22.96 340.29 0.00 0.00 0.00 47.69
10 12 22.96 -315.72 0.00 0.00 0.00 1329.91
11 12 8.95 -883.70 0.00 0.00 0.00 -1420.98
11 13 -8.95 908.27 0.00 0.00 0.00 -2342.17
12 13 8.95 -908.27 0.00 0.00 0.00 2342.17
12 14 -8.95 936.39 0.00 0.00 0.00 -6774.88
13 14 8.95 -936.39 0.00 0.00 0.00 6774.88
13 15 -8.95 937.45 0.00 0.00 0.00 -6944.94
14 15 39.31 -2136.87 0.00 0.00 0.00 6853.87
14 4 -39.31 2147.47 0.00 0.00 0.00 -10736.55
15 4 -30.36 1194.55 0.00 0.00 0.00 8761.91
15 16 30.36 -1185.19 0.00 0.00 0.00 -6858.13
16 16 -30.36 1185.19 0.00 0.00 0.00 6858.13
16 17 30.36 -1182.88 0.00 0.00 0.00 -6391.60
17 17 -30.36 1182.88 0.00 0.00 0.00 6391.60
17 18 30.36 -1151.40 0.00 0.00 0.00 -111.22
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 65

1 1 -84.59 2799.15 17.97 910.74 36.87 2241.97
1 2 71.77 -2631.03 -14.32 7.25 -36.87 2171.12
2 3 -71.35 3244.10 14.83 816.57 37.14 1989.53
2 4 58.53 -3075.97 -11.18 -78.13 -37.14 1666.11
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.12 0.00 0.15 -20.16
4 6 24.89 -997.75 -6.02 -17.72 -0.15 -54.52
4 7 -24.89 1029.23 6.26 17.72 33.21 -5399.05
5 7 24.89 -1029.23 -6.26 -17.72 -33.21 5399.05
5 8 -24.89 1031.53 6.28 17.72 35.68 -5805.03
6 8 24.89 -1031.53 -6.28 -17.72 -35.68 5805.03
6 2 -24.89 1040.89 6.35 17.72 45.79 -7462.97
7 2 -46.88 1590.13 7.97 -24.97 -8.92 5291.85
7 9 46.88 -1579.53 -7.89 24.97 -5.45 -2419.34
8 9 -21.99 426.43 1.98 -42.69 5.45 2344.67
8 10 21.99 -425.37 -1.97 42.69 -5.81 -2267.36
9 10 -21.99 425.37 1.97 -42.69 5.81 2267.36
9 11 21.99 -397.25 -1.76 42.69 -14.76 -290.61
10 11 -21.99 397.25 1.76 -42.69 14.76 290.61
10 12 21.99 -372.68 -1.57 42.69 -21.75 1326.26
11 12 8.75 -780.42 -4.34 -60.41 21.75 -1400.94
11 13 -8.75 804.99 4.52 60.41 -3.14 -1928.41
12 13 8.75 -804.99 -4.52 -60.41 3.14 1928.41
12 14 -8.75 833.10 4.74 60.41 19.12 -5864.73
13 14 8.75 -833.10 -4.74 -60.41 -19.12 5864.73
13 15 -8.75 834.16 4.75 60.41 19.99 -6016.04
14 15 33.64 -1987.26 -10.65 -78.13 -19.99 5941.37
14 4 -33.64 1997.87 10.73 78.13 39.37 -9552.89
15 4 -24.89 1078.11 0.45 0.00 -2.23 7886.78
15 16 24.89 -1068.75 -0.37 0.00 1.57 -6169.30
16 16 -24.89 1068.75 0.37 0.00 -1.57 6169.30
16 17 24.89 -1066.44 -0.36 0.00 1.43 -5748.65
17 17 -24.89 1066.44 0.36 0.00 -1.43 5748.65
17 18 24.89 -1034.96 -0.12 0.00 0.15 -94.83
18 18 0.00 15.36 0.12 0.00 -0.15 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 67

1 1 -43.13 2924.61 32.19 1721.32 1.01 1080.47
1 2 34.95 -2756.49 -25.87 -70.14 -1.01 1100.43
2 3 -29.89 3118.63 32.19 1721.32 -1.01 828.03
2 4 21.71 -2950.51 -25.87 -70.14 1.01 595.42
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.31 0.00 0.41 -20.16
4 6 10.32 -1008.64 -9.66 -28.06 -0.41 -10.81
4 7 -10.32 1040.12 10.30 28.06 54.12 -5501.37
5 7 10.32 -1040.12 -10.30 -28.06 -54.12 5501.37
5 8 -10.32 1042.42 10.35 28.06 58.19 -5911.64
6 8 10.32 -1042.42 -10.35 -28.06 -58.19 5911.64
6 2 -10.32 1051.78 10.54 28.06 74.90 -7587.01
7 2 -24.63 1704.71 15.33 42.09 -73.89 6486.58
7 9 24.63 -1694.10 -15.12 -42.09 46.30 -3406.41
8 9 -14.31 541.00 5.76 14.03 -46.30 3375.45
8 10 14.31 -539.94 -5.74 -14.03 45.25 -3277.34
9 10 -14.31 539.94 5.74 14.03 -45.25 3277.34
9 11 14.31 -511.83 -5.17 -14.03 19.02 -749.96
10 11 -14.31 511.83 5.17 14.03 -19.02 749.96
10 12 14.31 -487.26 -4.68 -14.03 -1.67 1348.12
11 12 1.07 -665.84 -4.68 -14.03 1.67 -1379.08
11 13 -1.07 690.41 5.17 14.03 19.02 -1469.06
12 13 1.07 -690.41 -5.17 -14.03 -19.02 1469.06
12 14 -1.07 718.53 5.74 14.03 45.25 -4854.75
13 14 1.07 -718.53 -5.74 -14.03 -45.25 4854.75
13 15 -1.07 719.59 5.76 14.03 46.30 -4985.26
14 15 11.39 -1872.69 -15.12 -42.09 -46.30 4954.30
14 4 -11.39 1883.29 15.33 42.09 73.89 -8358.16
15 4 -10.32 1067.22 10.54 28.06 -74.90 7762.74
15 16 10.32 -1057.86 -10.35 -28.06 58.19 -6062.68
16 16 -10.32 1057.86 10.35 28.06 -58.19 6062.68
16 17 10.32 -1055.55 -10.30 -28.06 54.12 -5646.33
17 17 -10.32 1055.55 10.30 28.06 -54.12 5646.33
17 18 10.32 -1024.07 -9.66 -28.06 0.41 -51.12
18 18 0.00 15.36 0.31 0.00 -0.41 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00

Memb Node
Fx
kip

Fy
kip

Fz
kip

Mx
kft

My
kft

Mz
kft

Sheet # 50 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: BRWWorking3_PDeltaAnalysis_3500psi_0.7Ig... .rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Combination No. 5 C

1 1 81.29 3278.48 0.00 -0.00 0.00 -2360.95
1 2 -70.44 -3110.36 0.00 -0.00 0.00 -2003.32
2 3 93.76 2533.18 0.00 -0.00 0.00 -2598.65
2 4 -82.90 -2365.06 0.00 -0.00 0.00 -2478.85
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 -30.36 -1058.77 0.00 0.00 0.00 111.22
4 7 30.36 1090.25 0.00 0.00 0.00 -5893.13
5 7 -30.36 -1090.25 0.00 0.00 0.00 5893.13
5 8 30.36 1092.55 0.00 0.00 0.00 -6323.15
6 8 -30.36 -1092.55 0.00 0.00 0.00 6323.15
6 2 30.36 1101.91 0.00 0.00 0.00 -8078.72
7 2 40.08 2008.44 0.00 0.00 0.00 10082.05
7 9 -40.08 -1997.84 0.00 0.00 0.00 -6451.35
8 9 9.72 891.06 0.00 0.00 0.00 6542.42
8 10 -9.72 -890.00 0.00 0.00 0.00 -6380.78
9 10 9.72 890.00 0.00 0.00 0.00 6380.78
9 11 -9.72 -861.88 0.00 0.00 0.00 -2171.02
10 11 9.72 861.88 0.00 0.00 0.00 2171.02
10 12 -9.72 -837.31 0.00 0.00 0.00 1397.29
11 12 -22.19 -269.47 0.00 0.00 0.00 -1306.22
11 13 22.19 294.04 0.00 0.00 0.00 122.85
12 13 -22.19 -294.04 0.00 0.00 0.00 -122.85
12 14 22.19 322.16 0.00 0.00 0.00 -1357.86
13 14 -22.19 -322.16 0.00 0.00 0.00 1357.86
13 15 22.19 323.22 0.00 0.00 0.00 -1416.44
14 15 -52.55 -1430.00 0.00 0.00 0.00 1507.50
14 4 52.55 1440.60 0.00 0.00 0.00 -4108.99
15 4 30.36 924.45 0.00 0.00 0.00 6587.84
15 16 -30.36 -915.09 0.00 0.00 0.00 -5116.20
16 16 30.36 915.09 0.00 0.00 0.00 5116.20
16 17 -30.36 -912.79 0.00 0.00 0.00 -4756.10
17 17 30.36 912.79 0.00 0.00 0.00 4756.10
17 18 -30.36 -881.31 0.00 0.00 0.00 70.91
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 13 C

1 1 26.22 3118.56 -32.19 -1721.32 -1.01 -810.37
1 2 -21.71 -2950.44 25.87 70.14 1.01 -594.63
2 3 39.46 2924.69 -32.19 -1721.32 1.01 -1062.81
2 4 -34.95 -2756.56 25.87 70.14 -1.01 -1099.63
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.31 0.00 -0.41 -20.16
4 6 -10.32 -1024.07 9.66 28.06 0.41 51.12
4 7 10.32 1055.55 -10.30 -28.06 -54.12 -5646.33
5 7 -10.32 -1055.55 10.30 28.06 54.12 5646.33
5 8 10.32 1057.86 -10.35 -28.06 -58.19 -6062.68
6 8 -10.32 -1057.86 10.35 28.06 58.19 6062.68
6 2 10.32 1067.22 -10.54 -28.06 -74.90 -7762.74
7 2 11.39 1883.22 -15.33 -42.09 73.89 8357.36
7 9 -11.39 -1872.62 15.12 42.09 -46.30 -4953.63
8 9 1.07 719.52 -5.76 -14.03 46.30 4984.60
8 10 -1.07 -718.46 5.74 14.03 -45.25 -4854.09
9 10 1.07 718.46 -5.74 -14.03 45.25 4854.09
9 11 -1.07 -690.34 5.17 14.03 -19.02 -1468.76
10 11 1.07 690.34 -5.17 -14.03 19.02 1468.76
10 12 -1.07 -665.77 4.68 14.03 1.67 1379.08
11 12 -14.31 -487.33 4.68 14.03 -1.67 -1348.12
11 13 14.31 511.90 -5.17 -14.03 -19.02 -750.26
12 13 -14.31 -511.90 5.17 14.03 19.02 750.26
12 14 14.31 540.01 -5.74 -14.03 -45.25 -3278.00
13 14 -14.31 -540.01 5.74 14.03 45.25 3278.00
13 15 14.31 541.08 -5.76 -14.03 -46.30 -3376.11
14 15 -24.63 -1694.18 15.12 42.09 46.30 3407.08
14 4 24.63 1704.78 -15.33 -42.09 -73.89 -6487.38
15 4 10.32 1051.78 -10.54 -28.06 74.90 7587.01
15 16 -10.32 -1042.42 10.35 28.06 -58.19 -5911.65
16 16 10.32 1042.42 -10.35 -28.06 58.19 5911.65
16 17 -10.32 -1040.12 10.30 28.06 -54.12 -5501.37
17 17 10.32 1040.12 -10.30 -28.06 54.12 5501.37
17 18 -10.32 -1008.64 9.66 28.06 -0.41 10.81
18 18 0.00 15.36 -0.31 0.00 0.41 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 15 C

1 1 -98.19 2764.70 0.00 -0.00 0.00 2631.05
1 2 83.68 -2596.57 0.00 -0.00 0.00 2509.13
2 3 -84.18 3510.14 0.00 -0.00 0.00 2363.87
2 4 69.66 -3342.02 0.00 -0.00 0.00 1974.64
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 30.36 -973.95 0.00 0.00 0.00 -70.91
4 7 -30.36 1005.42 0.00 0.00 0.00 -5254.57
5 7 30.36 -1005.42 0.00 0.00 0.00 5254.57
5 8 -30.36 1007.73 0.00 0.00 0.00 -5651.17
6 8 30.36 -1007.73 0.00 0.00 0.00 5651.17
6 2 -30.36 1017.09 0.00 0.00 0.00 -7271.03
7 2 -53.32 1579.48 0.00 0.00 0.00 4761.90
7 9 53.32 -1568.88 0.00 0.00 0.00 -1908.69
8 9 -22.96 369.46 0.00 0.00 0.00 1817.63
8 10 22.96 -368.40 0.00 0.00 0.00 -1750.66
9 10 -22.96 368.40 0.00 0.00 0.00 1750.66
9 11 22.96 -340.29 0.00 0.00 0.00 -47.69
10 11 -22.96 340.29 0.00 0.00 0.00 47.69
10 12 22.96 -315.72 0.00 0.00 0.00 1329.91
11 12 8.95 -883.70 0.00 0.00 0.00 -1420.98
11 13 -8.95 908.27 0.00 0.00 0.00 -2342.17
12 13 8.95 -908.27 0.00 0.00 0.00 2342.17
12 14 -8.95 936.39 0.00 0.00 0.00 -6774.88
13 14 8.95 -936.39 0.00 0.00 0.00 6774.88
13 15 -8.95 937.45 0.00 0.00 0.00 -6944.94
14 15 39.31 -2136.87 0.00 0.00 0.00 6853.87
14 4 -39.31 2147.47 0.00 0.00 0.00 -10736.55
15 4 -30.36 1194.55 0.00 0.00 0.00 8761.91
15 16 30.36 -1185.19 0.00 0.00 0.00 -6858.13
16 16 -30.36 1185.19 0.00 0.00 0.00 6858.13
16 17 30.36 -1182.88 0.00 0.00 0.00 -6391.60
17 17 -30.36 1182.88 0.00 0.00 0.00 6391.60
17 18 30.36 -1151.40 0.00 0.00 0.00 -111.22
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00

Memb Node
Fx
kip

Fy
kip

Fz
kip

Mx
kft

My
kft

Mz
kft

Combination No. 15 C

Group Id: LFR GP II Name: LOAD FACTOR GROUP II

Sheet # 53 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: BRWWorking3_PDeltaAnalysis_3500psi_0.7Ig... .rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Combination No. 23 C

1 1 -43.13 2924.61 32.19 1721.32 1.01 1080.47
1 2 34.95 -2756.49 -25.87 -70.14 -1.01 1100.43
2 3 -29.89 3118.63 32.19 1721.32 -1.01 828.03
2 4 21.71 -2950.51 -25.87 -70.14 1.01 595.42
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.31 0.00 0.41 -20.16
4 6 10.32 -1008.64 -9.66 -28.06 -0.41 -10.81
4 7 -10.32 1040.12 10.30 28.06 54.12 -5501.37
5 7 10.32 -1040.12 -10.30 -28.06 -54.12 5501.37
5 8 -10.32 1042.42 10.35 28.06 58.19 -5911.64
6 8 10.32 -1042.42 -10.35 -28.06 -58.19 5911.64
6 2 -10.32 1051.78 10.54 28.06 74.90 -7587.01
7 2 -24.63 1704.71 15.33 42.09 -73.89 6486.58
7 9 24.63 -1694.10 -15.12 -42.09 46.30 -3406.41
8 9 -14.31 541.00 5.76 14.03 -46.30 3375.45
8 10 14.31 -539.94 -5.74 -14.03 45.25 -3277.34
9 10 -14.31 539.94 5.74 14.03 -45.25 3277.34
9 11 14.31 -511.83 -5.17 -14.03 19.02 -749.96
10 11 -14.31 511.83 5.17 14.03 -19.02 749.96
10 12 14.31 -487.26 -4.68 -14.03 -1.67 1348.12
11 12 1.07 -665.84 -4.68 -14.03 1.67 -1379.08
11 13 -1.07 690.41 5.17 14.03 19.02 -1469.06
12 13 1.07 -690.41 -5.17 -14.03 -19.02 1469.06
12 14 -1.07 718.53 5.74 14.03 45.25 -4854.75
13 14 1.07 -718.53 -5.74 -14.03 -45.25 4854.75
13 15 -1.07 719.59 5.76 14.03 46.30 -4985.26
14 15 11.39 -1872.69 -15.12 -42.09 -46.30 4954.30
14 4 -11.39 1883.29 15.33 42.09 73.89 -8358.16
15 4 -10.32 1067.22 10.54 28.06 -74.90 7762.74
15 16 10.32 -1057.86 -10.35 -28.06 58.19 -6062.68
16 16 -10.32 1057.86 10.35 28.06 -58.19 6062.68
16 17 10.32 -1055.55 -10.30 -28.06 54.12 -5646.33
17 17 -10.32 1055.55 10.30 28.06 -54.12 5646.33
17 18 10.32 -1024.07 -9.66 -28.06 0.41 -51.12
18 18 0.00 15.36 0.31 0.00 -0.41 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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COLUMN DESIGN

COLUMN DESIGN - Column: 2  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: P - Delta.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 3500.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 3586.6 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From

ft
To
ft

Hook
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Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.

Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch
in

From
ft

To
ft

Design values used after P-Delta Analysis ( e-min effect included ).

4.93 5C 95.4 2504.9 0.0 -463.4 0.0 -2916.9
62.14 5C -84.6 2336.8 0.0 -432.3 -0.0 -2787.6
4.93 13C 39.5 2913.7 -32.8 -3082.7 -6.2 -1187.2
62.14 13C -35.0 2745.6 26.5 507.9 -6.2 -1211.1

Loc
ft

Comb
Fx
kips

Fy
kips

Fz
kips

Mx
kips-ft

My
kips-ft

Mz
kips-ft

COLUMN DESIGN

4.93 13C 2913.7 3082.7 1187.2 4586.9 21.06 1.00 1.38851 
62.14 5C 2336.8 432.3 2787.6 4862.4 81.18 1.00 1.72371 

Bot/Top Elev.
ft

Comb
Pu
kips

Mux
kips-ft

Muz
kips-ft

pMn
kips-ft

Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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COLUMN DESIGN - Column: 2  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: P - Delta.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 3500.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 3586.6 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From
ft

To
ft

Hook

Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.
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Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch
in

From
ft

To
ft

Design values used after P-Delta Analysis ( e-min effect included ).

4.93 5C 95.4 2504.9 0.0 -463.4 0.0 -2916.9
62.14 5C -84.6 2336.8 0.0 -432.3 -0.0 -2787.6
4.93 13C 39.5 2913.7 -32.8 -3082.7 -6.2 -1187.2
62.14 13C -35.0 2745.6 26.5 507.9 -6.2 -1211.1

Loc
ft

Comb
Fx
kips

Fy
kips

Fz
kips

Mx
kips-ft

My
kips-ft

Mz
kips-ft

COLUMN DESIGN

4.93 13C 2913.7 3082.7 1187.2 4586.9 21.06 1.00 1.38851 
62.14 5C 2336.8 432.3 2787.6 4862.4 81.18 1.00 1.72371 

Bot/Top Elev.
ft

Comb
Pu
kips

Mux
kips-ft

Muz
kips-ft

pMn
kips-ft

Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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COLUMN DESIGN - Column: 1  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: P - Delta.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 5000.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 4286.8 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From

ft
To
ft

Hook
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Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.

Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch

in
From

ft
To
ft

Design values used after P-Delta Analysis ( e-min effect included ).

4.93 15C -101.7 2749.4 0.0 -508.6 0.0 2902.9
62.14 15C 87.1 2581.3 0.0 -477.5 -0.0 2770.1
4.93 23C -45.6 2919.1 56.5 4070.9 -3.0 1205.1
62.14 23C 37.4 2750.9 -45.5 -508.9 -3.0 1246.5

Loc
ft

Comb
Fx

kips
Fy

kips
Fz

kips
Mx

kips-ft
My

kips-ft
Mz

kips-ft

COLUMN DESIGN

4.93 23C 2919.1 4070.9 1205.1 5778.9 16.49 1.00 1.36117 
62.14 15C 2581.3 477.5 2770.1 5765.1 80.22 1.00 2.05093 

Bot/Top Elev.
ft

Comb
Pu

kips
Mux

kips-ft
Muz

kips-ft
pMn

kips-ft
Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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PROJECT DATA

PROJECT DATA

Project:
User Job No.:
Designer:
Date: Jun/15/2015
Checker:
Checked date: Jun/15/2015
State:
State Job No.:
Structure type: Pier.
Pier View: Upstation.
Code: AASHTO STANDARD (17th Edition 2002)
Comments:
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PIER GEOMETRY

Pier Info:

Pier View: Upstation.
Pier Type: Multi Column

Cap Shape

Cap Shape: Stepped
Top Elevations: start = 65.14 ft end = 65.14 ft 
Depth(Z) = 60.00 in Skew angle = 0.00 Reduction of I = 1.000 

Variable Cap Properties

8.40 72.00
8.40 72.00
8.40 72.00
8.40 72.00
8.40 72.00

Distance(X)
ft

Height(Y)
in

Column Shape : Round

Number of columns: 2

Column number 1

Location from the left edge of the cap(X): 10.00 ft
Elevations: bottom = 4.93 ft top = 62.14 ft Reduction of I = 1.000
Column Bottom is Fixed

Column Section Dimensions

Diameter = 54.00 in 

Column number 2

Location from the left edge of the cap(X): 32.00 ft
Elevations: bottom = 4.93 ft top = 62.14 ft Reduction of I = 1.000
Column Bottom is Fixed

Column Section Dimensions

Diameter = 54.00 in 
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STRUCTURE MODEL

Frame Model Structure:

Column No. 1
1 1 - 0.00

2 - 57.21 57.21
Column No. 2

2 3 - 0.00
4 - 57.21 57.21

Cap
3 5 - 0.00

6 - 2.63 2.63
4 6 - 2.63

7 - f 8.01 5.38
5 7 - f 8.01

8 - 8.40 0.39
6 8 - 8.40

2 - 10.00 1.60
7 2 - 10.00

9 - 11.81 1.81
8 9 - 11.81

10 - f 11.99 0.18
9 10 - f 11.99

11 - 16.80 4.81
10 11 - 16.80

12 - 21.00 4.20
11 12 - 21.00

13 - 25.20 4.20
12 13 - 25.20

14 - f 30.01 4.81
13 14 - f 30.01

15 - 30.19 0.18
14 15 - 30.19

4 - 32.00 1.81
15 4 - 32.00

16 - 33.60 1.60
16 16 - 33.60

17 - f 33.99 0.39
17 17 - f 33.99

18 - 39.38 5.38
18 18 - 39.38

19 - 42.00 2.63

Member Node Hinge Check Pt
Dist 
ft

Memb length 

ft
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Node coordinates

1 10.00 4.93 fixed at ground
2 10.00 62.14 column-cap
3 32.00 4.93 fixed at ground
4 32.00 62.14 column-cap
5 0.00 62.14
6 2.63 62.14 bearing
7 8.01 62.14 face of support
8 8.40 62.14
9 11.81 62.14 bearing
10 11.99 62.14 face of support
11 16.80 62.14
12 21.00 62.14 bearing
13 25.20 62.14
14 30.01 62.14 face of support
15 30.19 62.14 bearing
16 33.60 62.14
17 33.99 62.14 face of support
18 39.38 62.14 bearing
19 42.00 62.14

Number
X
ft

Y
ft

Node type
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SUPERSTRUCTURE INFO

Superstructure info:

Total number of spans: 15
Span number rear to current pier: 7
Number of traffic lanes: 3
Barrier height : 32.00 in
Depth of slab : 7.63 in
Curb to curb distance: 38.000 ft

Beam info:

92.24 6480.00 1.00 1.00 46.12

Height
in

Section area
in^2

Inertia 

(Ixx)
in^4

Inertia 

(Iyy)
in^4

Beam CG
in

1 130.000 41.917
2 130.000 41.917
3 130.000 41.917
4 130.000 41.917
5 130.000 41.917
6 130.000 41.917
7 175.000 41.917
8 250.000 41.917
9 175.000 41.917
10 130.000 41.917
11 130.000 41.917
12 130.000 41.917
13 130.000 41.917
14 130.000 41.917
15 130.000 41.917

41.917

Span #
Span length

ft
Bridge Width

ft
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BEARING POINTS

Number of bearing lines: 1

First bearing line      Eccentricity = -0.00 ft

1 2.63
2 11.81
3 21.00
4 30.19
5 39.38

Point
Distance

ft
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MATERIAL PROPERTIES

MATERIAL PROPERTIES

Concrete Type normal normal normal
Concrete Strength (psi) 5000.00 5000.00 5000.00
Concrete Density (lb/ft3) 150.00 150.00 150.00
Concrete Modulus Ec (ksi) 4286.83 4286.83 4286.83
Steel Strength Fy (ksi) 60.00 60.00 60.00

Cap Column Footing
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DESIGN PARAMETERS

DESIGN PARAMETERS

AASHTO STANDARD Code

Strength Reduction factors for reinf. concrete

Flexure and tension 0.90
Shear and torsion (normal) 0.85
Shear and torsion (lightweight) 0.85
Axial compression (ties) 0.70
Axial compression (spiral) 0.75

Multi presence factors for live load

1 Lane 1.00
2 Lanes 1.00
3 Lanes 0.90
4 Lanes 0.75
5 Lanes 0.75
6 Lanes 0.75

Cap 170.00 2.00 2.00 1.15
Column 170.00 2.00 1.15
Footing 130.00 3.00 3.00 1.00

Crack control factor
kip/ft

Clear cover
in

Clear side cover
in

Impact factors
(auto calculation)

Degree of fixity in foundations for Moment Magnify Method: Ga = 1.00

SEISMIC DESIGN PARAMETERS

Strength Reduction factors for reinf. Concrete Seismic Design

Flexure and tension 0.90
Shear and torsion (normal) 0.85
Shear and torsion (lightweight) 0.85
Axial compression ( ties ) 0.70
Axial compression ( spiral ) 0.75

Seismic Overstrength

Flexure and tension 1.30
Axial compression ( ties ) 1.30
Axial compression ( spiral ) 1.30

Response Modification Factor 1.00

Use core area for plastic hinging calculations.

Sheet # 8 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: 4_PDeltaAnalysis_5000psi_1.0Ig.rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Design Factors

Cap Design Factor 1.20
Footing Design Factor 1.20

Plastic Hinge Moment

Use actual computed Plastic Hinging Moment for each column in all combinations.
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LOADS

Pier Info:

Pier View: Upstation.

Load Cases: 12

Loadcase ID: D1     Name: 

Multiplier = 1.000

Bearing loads

1 1 Y -770.00
1 2 Y -887.00
1 3 Y -887.00
1 4 Y -887.00
1 5 Y -770.00

Line # Bearing # Dir
Load
kips

Loadcase ID: SF1     Name: 

Multiplier = 1.000

Column loads

1 Force X 1.410 kips 0.09
2 Force X 1.410 kips 0.09

Col # Type Dir Mag1 y1/L Mag2 y2/L
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Loadcase ID: W1     Name: Angle: 0

Multiplier = 1.000

Cap loads

Force X 0.00 -1.20 kips 0.50

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.180 klf 0.00 0.95
1 UDL X -0.180 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -23.35
1 1 Y -32.62
1 1 Z -0.00
1 2 X -23.35
1 2 Y 35.63
1 2 Z -0.00
1 3 X -23.35
1 3 Y 35.63
1 3 Z -0.00
1 4 X -23.35
1 4 Y 35.63
1 4 Z -0.00
1 5 X -23.35
1 5 Y 103.88
1 5 Z -0.00

Line # Bearing # Dir
Load
kips
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Auto generation details:

Generated Wind Load on Structure

Angle of wind = 0.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 50.000 psf Cap 40.000 psf
Longitudinal 0.000 psf Column 40.000 psf
Overturning 20.000 psf

Loadcase ID: W2     Name: Angle: 15

Multiplier = 1.000

Cap loads

Force X 0.00 -3.20 kips 0.50
UDL Z 0.02 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.174 klf 0.00 0.95
2 UDL Z 0.047 klf 0.00 0.95
1 UDL X -0.174 klf 0.00 0.95
1 UDL Z 0.047 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L
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Bearing loads

1 1 X -20.55
1 1 Y -15.36
1 1 Z 3.95
1 2 X -20.55
1 2 Y 0.00
1 2 Z 3.95
1 3 X -20.55
1 3 Y 0.00
1 3 Z 3.95
1 4 X -20.55
1 4 Y 0.00
1 4 Z 3.95
1 5 X -20.55
1 5 Y 15.36
1 5 Z 3.95

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 15.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 44.000 psf Cap 40.000 psf
Longitudinal 6.000 psf Column 40.000 psf
Overturning not considered

Loadcase ID: W3     Name: Angle: 30

Multiplier = 1.000

Cap loads

Force X 0.00 -4.50 kips 0.50
UDL Z 0.06 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L
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Column loads

2 UDL X -0.156 klf 0.00 0.95
2 UDL Z 0.090 klf 0.00 0.95
1 UDL X -0.156 klf 0.00 0.95
1 UDL Z 0.090 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -19.15
1 1 Y -14.31
1 1 Z 7.90
1 2 X -19.15
1 2 Y 0.00
1 2 Z 7.90
1 3 X -19.15
1 3 Y 0.00
1 3 Z 7.90
1 4 X -19.15
1 4 Y 0.00
1 4 Z 7.90
1 5 X -19.15
1 5 Y 14.31
1 5 Z 0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 30.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 41.000 psf Cap 40.000 psf
Longitudinal 12.000 psf Column 40.000 psf
Overturning not considered
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Loadcase ID: W4     Name: Angle: 45

Multiplier = 1.000

Cap loads

Force X 0.00 -4.75 kips 0.50
UDL Z 0.11 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.127 klf 0.00 0.95
2 UDL Z 0.127 klf 0.00 0.95
1 UDL X -0.127 klf 0.00 0.95
1 UDL Z 0.127 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L
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Bearing loads

1 1 X -15.41
1 1 Y -11.52
1 1 Z 10.54
1 2 X -15.41
1 2 Y 0.00
1 2 Z 10.54
1 3 X -15.41
1 3 Y 0.00
1 3 Z 10.54
1 4 X -15.41
1 4 Y 0.00
1 4 Z 10.54
1 5 X -15.41
1 5 Y 11.52
1 5 Z 10.54
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 45.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 33.000 psf Cap 40.000 psf
Longitudinal 16.000 psf Column 40.000 psf
Overturning not considered
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Loadcase ID: W5     Name: Angle: 60

Multiplier = 1.000

Cap loads

Force X 0.00 -3.90 kips 0.50
UDL Z 0.16 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.090 klf 0.00 0.95
2 UDL Z 0.156 klf 0.00 0.95
1 UDL X -0.090 klf 0.00 0.95
1 UDL Z 0.156 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -7.94
1 1 Y -5.93
1 1 Z 12.51
1 2 X -7.94
1 2 Y 0.00
1 2 Z 12.51
1 3 X -7.94
1 3 Y 0.00
1 3 Z 12.51
1 4 X -7.94
1 4 Y 0.00
1 4 Z 12.51
1 5 X -7.94
1 5 Y 5.93
1 5 Z 12.51

Line # Bearing # Dir
Load
kips

Auto generation details:
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Generated Wind Load on Structure

Angle of wind = 60.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 17.000 psf Cap 40.000 psf
Longitudinal 19.000 psf Column 40.000 psf
Overturning not considered

Loadcase ID: WL1     Name: Angle: 0

Multiplier = 1.000

Bearing loads

1 1 X -4.25
1 1 Y -8.28
1 1 Z -0.00
1 2 X -4.25
1 2 Y -0.00
1 2 Z -0.00
1 3 X -4.25
1 3 Y -0.00
1 3 Z -0.00
1 4 X -4.25
1 4 Y -0.00
1 4 Z -0.00
1 5 X -4.25
1 5 Y 8.28
1 5 Z -0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 0.00 deg Live load length = 212.50 ft 
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Loadcase ID: WL2     Name: Angle: 15

Multiplier = 1.000

Bearing loads

1 1 X -3.74
1 1 Y -7.29
1 1 Z 0.72
1 2 X -3.74
1 2 Y 0.00
1 2 Z 0.72
1 3 X -3.74
1 3 Y 0.00
1 3 Z 0.72
1 4 X -3.74
1 4 Y 0.00
1 4 Z 0.72
1 5 X -3.74
1 5 Y 7.29
1 5 Z 0.72

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 15.00 deg Live load length = 212.50 ft 

Loadcase ID: WL3     Name: Angle: 30

Multiplier = 1.000
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Bearing loads

1 1 X -3.48
1 1 Y -6.79
1 1 Z 1.44
1 2 X -3.48
1 2 Y 0.00
1 2 Z 1.44
1 3 X -3.48
1 3 Y 0.00
1 3 Z 1.44
1 4 X -3.48
1 4 Y 0.00
1 4 Z 1.44
1 5 X -3.48
1 5 Y 6.79
1 5 Z 1.44

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 30.00 deg Live load length = 212.50 ft 

Loadcase ID: WL4     Name: Angle: 45

Multiplier = 1.000

Sheet # 20 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: 4_PDeltaAnalysis_5000psi_1.0Ig.rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Bearing loads

1 1 X -2.81
1 1 Y -5.47
1 1 Z 1.92
1 2 X -2.81
1 2 Y 0.00
1 2 Z 1.92
1 3 X -2.81
1 3 Y 0.00
1 3 Z 1.92
1 4 X -2.81
1 4 Y 0.00
1 4 Z 1.92
1 5 X -2.81
1 5 Y 5.47
1 5 Z 1.92

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 45.00 deg Live load length = 212.50 ft 

Loadcase ID: WL5     Name: Angle: 60

Multiplier = 1.000
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Bearing loads

1 1 X -1.45
1 1 Y -2.82
1 1 Z 2.28
1 2 X -1.45
1 2 Y 0.00
1 2 Z 2.28
1 3 X -1.45
1 3 Y 0.00
1 3 Z 2.28
1 4 X -1.45
1 4 Y 0.00
1 4 Z 2.28
1 5 X -1.45
1 5 Y 2.82
1 5 Z 2.28

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 60.00 deg Live load length = 212.50 ft 
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Selected load groups

SERVICE GROUP I
SERVICE GROUP IA
SERVICE GROUP II
SERVICE GROUP III
SERVICE GROUP IV
SERVICE GROUP V
SERVICE GROUP VI
SERVICE GROUP VII
SERVICE GROUP VIII
SERVICE GROUP IX
LOAD FACTOR GROUP I
LOAD FACTOR GROUP IA
LOAD FACTOR GROUP II
LOAD FACTOR GROUP III
LOAD FACTOR GROUP IV
LOAD FACTOR GROUP V
LOAD FACTOR GROUP VI
LOAD FACTOR GROUP VII
LOAD FACTOR GROUP VIII
LOAD FACTOR GROUP IX
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COMBINATIONS

LOAD COMBINATIONS - AASHTO STANDARD

Comb #     1  (SER GP I        ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #     2  (SER GP IA       ) = 1.00 (  1.00 D1 )
Comb #     3  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     4  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     5  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #     6  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #     7  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #     8  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #     9  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    10  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    11  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    12  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    13  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    14  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    15  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    16  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    17  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    18  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    19  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    20  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    21  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    22  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    23  (SER GP IV       ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    24  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    25  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    26  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    27  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    28  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    29  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    30  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    31  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    32  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    33  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    34  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    35  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    36  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    37  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    38  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    39  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    40  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    41  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    42  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    43  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
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Comb #    44  (SER GP VII      ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    45  (SER GP VIII     ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    46  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    47  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    48  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    49  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    50  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    51  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    52  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    53  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    54  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    55  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    56  (LFR GP I        ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    57  (LFR GP IA       ) = 1.30 (  1.00 D1 )
Comb #    58  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    59  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    60  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    61  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    62  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    63  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    64  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    65  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    66  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    67  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    68  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    69  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    70  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    71  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    72  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    73  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    74  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    75  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    76  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    77  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    78  (LFR GP IV       ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    79  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    80  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    81  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    82  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    83  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    84  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    85  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    86  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    87  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    88  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    89  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    90  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    91  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    92  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    93  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    94  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
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Comb #    95  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    96  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    97  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    98  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    99  (LFR GP VII      ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #   100  (LFR GP VIII     ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #   101  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #   102  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #   103  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #   104  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #   105  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   106  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   107  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   108  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   109  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   110  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )

Load Combinations for Columns only: 

Comb #     1C (LFR GP I        ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #     2C (LFR GP I        ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #     3C (LFR GP IA       ) = 1.30 (  1.00 D1 )
Comb #     4C (LFR GP IA       ) = 1.30 (  0.75 D1 )
Comb #     5C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     6C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     7C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     8C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     9C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    10C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    11C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    12C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    13C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    14C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    15C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    16C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    17C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    18C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    19C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    20C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    21C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    22C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    23C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    24C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    25C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    26C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    27C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    28C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )

Sheet # 26 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: 4_PDeltaAnalysis_5000psi_1.0Ig.rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Comb #    29C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    30C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    31C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    32C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    33C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    34C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    35C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    36C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    37C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    38C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    39C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    40C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    41C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    42C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    43C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    44C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    45C (LFR GP IV       ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    46C (LFR GP IV       ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    47C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    48C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    49C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    50C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    51C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    52C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    53C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    54C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    55C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    56C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    57C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    58C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    59C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    60C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    61C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    62C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    63C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    64C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    65C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    66C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    67C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    68C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    69C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    70C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    71C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    72C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    73C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    74C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    75C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    76C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    77C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    78C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    79C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
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Comb #    80C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    81C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    82C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    83C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    84C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    85C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    86C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    87C (LFR GP VII      ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    88C (LFR GP VII      ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    89C (LFR GP VIII     ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    90C (LFR GP VIII     ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    91C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    92C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    93C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    94C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    95C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    96C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    97C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    98C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    99C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   100C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   101C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   102C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   103C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   104C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   105C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   106C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   107C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   108C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   109C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #   110C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
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ANALYSIS RESULTS

Global Coordinate System, Units: kip kft

LOAD CASES RESULTS FROM FRAME ANALYSIS:

Loadcase ID: SELF     Name: Self Load of Structure

1 1 -0.17 223.83 0.00 -0.00 0.00 3.19
1 2 0.17 -94.50 0.00 -0.00 0.00 6.38
2 3 0.17 223.83 0.00 -0.00 0.00 -3.19
2 4 -0.17 -94.50 0.00 -0.00 0.00 -6.38
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 0.00 -11.81 0.00 0.00 0.00 15.50
4 7 0.00 36.03 0.00 0.00 0.00 -144.22
5 7 0.00 -36.03 0.00 0.00 0.00 144.22
5 8 0.00 37.80 0.00 0.00 0.00 -158.76
6 8 0.00 -37.80 0.00 0.00 0.00 158.76
6 2 0.00 45.00 0.00 0.00 0.00 -225.00
7 2 -0.17 49.50 0.00 0.00 0.00 218.62
7 9 0.17 -41.34 0.00 0.00 0.00 -136.29
8 9 -0.17 41.34 0.00 0.00 0.00 136.29
8 10 0.17 -40.53 0.00 0.00 0.00 -128.86
9 10 -0.17 40.53 0.00 0.00 0.00 128.86
9 11 0.17 -18.90 0.00 0.00 0.00 13.94
10 11 -0.17 18.90 0.00 0.00 0.00 -13.94
10 12 0.17 0.00 0.00 0.00 0.00 53.63
11 12 -0.17 0.00 0.00 0.00 0.00 -53.63
11 13 0.17 18.90 0.00 0.00 0.00 13.94
12 13 -0.17 -18.90 0.00 0.00 0.00 -13.94
12 14 0.17 40.53 0.00 0.00 0.00 -128.86
13 14 -0.17 -40.53 0.00 0.00 0.00 128.86
13 15 0.17 41.34 0.00 0.00 0.00 -136.29
14 15 -0.17 -41.34 0.00 0.00 0.00 136.29
14 4 0.17 49.50 0.00 0.00 0.00 -218.62
15 4 0.00 45.00 0.00 0.00 0.00 225.00
15 16 0.00 -37.80 0.00 0.00 0.00 -158.76
16 16 0.00 37.80 0.00 0.00 0.00 158.76
16 17 0.00 -36.03 0.00 0.00 0.00 -144.22
17 17 0.00 36.03 0.00 0.00 0.00 144.22
17 18 0.00 -11.81 0.00 0.00 0.00 -15.50
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: D1     Name: 

1 1 -6.79 2100.50 0.00 -0.00 0.00 129.38
1 2 6.79 -2100.50 0.00 -0.00 0.00 258.86
2 3 6.79 2100.50 0.00 -0.00 0.00 -129.38
2 4 -6.79 -2100.50 0.00 -0.00 0.00 -258.86
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 0.00 -770.00 0.00 0.00 0.00 0.00
4 7 0.00 770.00 0.00 0.00 0.00 -4143.36
5 7 0.00 -770.00 0.00 0.00 0.00 4143.36
5 8 0.00 770.00 0.00 0.00 0.00 -4446.75
6 8 0.00 -770.00 0.00 0.00 0.00 4446.75
6 2 0.00 770.00 0.00 0.00 0.00 -5678.75
7 2 -6.79 1330.50 0.00 0.00 0.00 5419.89
7 9 6.79 -1330.50 0.00 0.00 0.00 -3008.36
8 9 -6.79 443.50 0.00 0.00 0.00 3008.36
8 10 6.79 -443.50 0.00 0.00 0.00 -2927.86
9 10 -6.79 443.50 0.00 0.00 0.00 2927.86
9 11 6.79 -443.50 0.00 0.00 0.00 -796.41
10 11 -6.79 443.50 0.00 0.00 0.00 796.41
10 12 6.79 -443.50 0.00 0.00 0.00 1066.29
11 12 -6.79 -443.50 0.00 0.00 0.00 -1066.29
11 13 6.79 443.50 0.00 0.00 0.00 -796.41
12 13 -6.79 -443.50 0.00 0.00 0.00 796.41
12 14 6.79 443.50 0.00 0.00 0.00 -2927.86
13 14 -6.79 -443.50 0.00 0.00 0.00 2927.86
13 15 6.79 443.50 0.00 0.00 0.00 -3008.36
14 15 -6.79 -1330.50 0.00 0.00 0.00 3008.36
14 4 6.79 1330.50 0.00 0.00 0.00 -5419.89
15 4 0.00 770.00 0.00 0.00 0.00 5678.75
15 16 0.00 -770.00 0.00 0.00 0.00 -4446.75
16 16 0.00 770.00 0.00 0.00 0.00 4446.75
16 17 0.00 -770.00 0.00 0.00 0.00 -4143.36
17 17 0.00 770.00 0.00 0.00 0.00 4143.36
17 18 0.00 -770.00 0.00 0.00 0.00 0.00
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: SF1     Name: 

1 1 -1.41 -0.03 0.00 -0.00 0.00 6.79
1 2 -0.00 0.03 0.00 -0.00 0.00 0.30
2 3 -1.41 0.03 0.00 -0.00 0.00 6.79
2 4 -0.00 -0.03 0.00 -0.00 0.00 0.30
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 0.00 0.00 0.00 0.00 0.00 0.00
4 7 0.00 0.00 0.00 0.00 0.00 0.00
5 7 0.00 0.00 0.00 0.00 0.00 0.00
5 8 0.00 0.00 0.00 0.00 0.00 0.00
6 8 0.00 0.00 0.00 0.00 0.00 0.00
6 2 0.00 0.00 0.00 0.00 0.00 0.00
7 2 0.00 -0.03 0.00 0.00 0.00 -0.30
7 9 0.00 0.03 0.00 0.00 0.00 0.25
8 9 0.00 -0.03 0.00 0.00 0.00 -0.25
8 10 0.00 0.03 0.00 0.00 0.00 0.25
9 10 0.00 -0.03 0.00 0.00 0.00 -0.25
9 11 0.00 0.03 0.00 0.00 0.00 0.12

10 11 0.00 -0.03 0.00 0.00 0.00 -0.12
10 12 0.00 0.03 0.00 0.00 0.00 0.00
11 12 0.00 -0.03 0.00 0.00 0.00 0.00
11 13 0.00 0.03 0.00 0.00 0.00 -0.12
12 13 0.00 -0.03 0.00 0.00 0.00 0.12
12 14 0.00 0.03 0.00 0.00 0.00 -0.25
13 14 0.00 -0.03 0.00 0.00 0.00 0.25
13 15 0.00 0.03 0.00 0.00 0.00 -0.25
14 15 0.00 -0.03 0.00 0.00 0.00 0.25
14 4 0.00 0.03 0.00 0.00 0.00 -0.30
15 4 0.00 0.00 0.00 0.00 0.00 0.00
15 16 0.00 0.00 0.00 0.00 0.00 0.00
16 16 0.00 0.00 0.00 0.00 0.00 0.00
16 17 0.00 0.00 0.00 0.00 0.00 0.00
17 17 0.00 0.00 0.00 0.00 0.00 0.00
17 18 0.00 0.00 0.00 0.00 0.00 0.00
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W1     Name: Angle: 0

1 1 69.14 195.85 0.00 -0.00 0.00 -1941.45
1 2 -59.38 -195.85 0.00 -0.00 0.00 -1720.32
2 3 68.33 -373.99 0.00 -0.00 0.00 -1925.98
2 4 -58.57 373.99 0.00 -0.00 0.00 -1689.35
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -23.35 -32.62 0.00 0.00 0.00 70.05
4 7 23.35 32.62 0.00 0.00 0.00 -245.60
5 7 -23.35 -32.62 0.00 0.00 0.00 245.60
5 8 23.35 32.62 0.00 0.00 0.00 -258.45
6 8 -23.35 -32.62 0.00 0.00 0.00 258.45
6 2 23.35 32.62 0.00 0.00 0.00 -310.65
7 2 36.03 163.22 0.00 0.00 0.00 2030.97
7 9 -36.03 -163.22 0.00 0.00 0.00 -1735.13
8 9 12.68 198.85 0.00 0.00 0.00 1805.18
8 10 -12.68 -198.85 0.00 0.00 0.00 -1769.09
9 10 12.68 198.85 0.00 0.00 0.00 1769.09
9 11 -12.68 -198.85 0.00 0.00 0.00 -813.41

10 11 12.68 198.85 0.00 0.00 0.00 813.41
10 12 -12.68 -198.85 0.00 0.00 0.00 21.77
11 12 -11.87 234.48 0.00 0.00 0.00 48.28
11 13 11.87 -234.48 0.00 0.00 0.00 936.54
12 13 -11.87 234.48 0.00 0.00 0.00 -936.54
12 14 11.87 -234.48 0.00 0.00 0.00 2063.45
13 14 -11.87 234.48 0.00 0.00 0.00 -2063.45
13 15 11.87 -234.48 0.00 0.00 0.00 2106.01
14 15 -35.22 270.11 0.00 0.00 0.00 -2035.96
14 4 35.22 -270.11 0.00 0.00 0.00 2525.53
15 4 23.35 -103.88 0.00 0.00 0.00 -836.18
15 16 -23.35 103.88 0.00 0.00 0.00 669.97
16 16 23.35 -103.88 0.00 0.00 0.00 -669.97
16 17 -23.35 103.88 0.00 0.00 0.00 629.04
17 17 23.35 -103.88 0.00 0.00 0.00 -629.04
17 18 -23.35 103.88 0.00 0.00 0.00 70.05
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W2     Name: Angle: 15

1 1 62.39 180.59 -12.80 -686.15 -0.58 -1735.74
1 2 -52.97 -180.59 10.28 29.63 0.58 -1550.12
2 3 62.39 -180.59 -12.80 -686.15 0.58 -1735.74
2 4 -52.97 180.59 10.28 29.63 -0.58 -1550.12
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.05 0.00 -0.07 0.00
4 6 -20.55 -15.36 4.00 11.85 0.07 61.65
4 7 20.55 15.36 -4.10 -11.85 -21.87 -144.30
5 7 -20.55 -15.36 4.10 11.85 21.87 144.30
5 8 20.55 15.36 -4.11 -11.85 -23.49 -150.35
6 8 -20.55 -15.36 4.11 11.85 23.49 150.35
6 2 20.55 15.36 -4.14 -11.85 -30.09 -174.93
7 2 32.42 165.23 -6.14 -17.78 29.51 1725.05
7 9 -32.42 -165.23 6.10 17.78 -18.42 -1425.57
8 9 11.87 165.23 -2.15 -5.93 18.42 1487.22
8 10 -11.87 -165.23 2.15 5.93 -18.03 -1457.22
9 10 11.87 165.23 -2.15 -5.93 18.03 1457.22
9 11 -11.87 -165.23 2.06 5.93 -7.93 -663.14

10 11 11.87 165.23 -2.06 -5.93 7.93 663.14
10 12 -11.87 -165.23 1.98 5.93 0.54 30.82
11 12 -11.87 165.23 1.98 5.93 -0.54 30.82
11 13 11.87 -165.23 -2.06 -5.93 -7.93 663.14
12 13 -11.87 165.23 2.06 5.93 7.93 -663.14
12 14 11.87 -165.23 -2.15 -5.93 -18.03 1457.22
13 14 -11.87 165.23 2.15 5.93 18.03 -1457.22
13 15 11.87 -165.23 -2.15 -5.93 -18.42 1487.22
14 15 -32.42 165.23 6.10 17.78 18.42 -1425.57
14 4 32.42 -165.23 -6.14 -17.78 -29.51 1725.05
15 4 20.55 -15.36 -4.14 -11.85 30.09 -174.93
15 16 -20.55 15.36 4.11 11.85 -23.49 150.35
16 16 20.55 -15.36 -4.11 -11.85 23.49 -150.35
16 17 -20.55 15.36 4.10 11.85 -21.87 144.30
17 17 20.55 -15.36 -4.10 -11.85 21.87 -144.30
17 18 -20.55 15.36 4.00 11.85 -0.07 61.65
18 18 0.00 0.00 -0.05 0.00 0.07 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W3     Name: Angle: 30

1 1 58.57 169.95 -23.96 -1217.49 -50.02 -1633.40
1 2 -50.12 -169.95 19.09 -6.63 50.02 -1462.84
2 3 58.57 -169.95 -19.91 -1093.35 -50.53 -1633.40
2 4 -50.12 169.95 15.03 101.46 50.53 -1462.84
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.16 0.00 -0.21 0.00
4 6 -19.15 -14.31 8.06 23.71 0.21 57.44
4 7 19.15 14.31 -8.38 -23.71 -44.43 -134.46
5 7 -19.15 -14.31 8.38 23.71 44.43 134.46
5 8 19.15 14.31 -8.40 -23.71 -47.74 -140.10
6 8 -19.15 -14.31 8.40 23.71 47.74 140.10
6 2 19.15 14.31 -8.50 -23.71 -61.26 -163.00
7 2 30.97 155.64 -10.59 30.34 11.24 1625.84
7 9 -30.97 -155.64 10.48 -30.34 7.85 -1343.75
8 9 11.82 155.64 -2.58 54.04 -7.85 1401.19
8 10 -11.82 -155.64 2.57 -54.04 8.32 -1372.94
9 10 11.82 155.64 -2.57 54.04 -8.32 1372.94
9 11 -11.82 -155.64 2.28 -54.04 19.97 -624.95

10 11 11.82 155.64 -2.28 54.04 -19.97 624.95
10 12 -11.82 -155.64 2.03 -54.04 29.02 28.72
11 12 -11.82 155.64 5.87 77.75 -29.02 28.72
11 13 11.82 -155.64 -6.12 -77.75 3.83 624.95
12 13 -11.82 155.64 6.12 77.75 -3.83 -624.95
12 14 11.82 -155.64 -6.41 -77.75 -26.29 1372.94
13 14 -11.82 155.64 6.41 77.75 26.29 -1372.94
13 15 11.82 -155.64 -6.42 -77.75 -27.45 1401.19
14 15 -30.97 155.64 14.32 101.46 27.45 -1343.75
14 4 30.97 -155.64 -14.43 -101.46 -53.51 1625.84
15 4 19.15 -14.31 -0.60 0.00 2.98 -163.00
15 16 -19.15 14.31 0.50 0.00 -2.10 140.10
16 16 19.15 -14.31 -0.50 0.00 2.10 -140.10
16 17 -19.15 14.31 0.48 0.00 -1.91 134.46
17 17 19.15 -14.31 -0.48 0.00 1.91 -134.46
17 18 -19.15 14.31 0.16 0.00 -0.21 57.44
18 18 0.00 0.00 -0.16 0.00 0.21 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W4     Name: Angle: 45

1 1 47.80 138.30 -35.56 -1905.83 -1.58 -1333.13
1 2 -40.90 -138.30 28.66 79.02 1.58 -1194.04
2 3 47.80 -138.30 -35.56 -1905.83 1.58 -1333.13
2 4 -40.90 138.30 28.66 79.02 -1.58 -1194.04
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.29 0.00 -0.38 0.00
4 6 -15.41 -11.52 10.83 31.61 0.38 46.23
4 7 15.41 11.52 -11.42 -31.61 -60.24 -108.23
5 7 -15.41 -11.52 11.42 31.61 60.24 108.23
5 8 15.41 11.52 -11.47 -31.61 -64.75 -112.76
6 8 -15.41 -11.52 11.47 31.61 64.75 112.76
6 2 15.41 11.52 -11.64 -31.61 -83.23 -131.20
7 2 25.49 126.78 -17.02 -47.41 81.65 1325.24
7 9 -25.49 -126.78 16.82 47.41 -50.98 -1095.45
8 9 10.08 126.78 -6.28 -15.80 50.98 1141.69
8 10 -10.08 -126.78 6.26 15.80 -49.84 -1118.67
9 10 10.08 126.78 -6.26 -15.80 49.84 1118.67
9 11 -10.08 -126.78 5.73 15.80 -21.01 -509.36

10 11 10.08 126.78 -5.73 -15.80 21.01 509.36
10 12 -10.08 -126.78 5.27 15.80 2.09 23.12
11 12 -10.08 126.78 5.27 15.80 -2.09 23.12
11 13 10.08 -126.78 -5.73 -15.80 -21.01 509.36
12 13 -10.08 126.78 5.73 15.80 21.01 -509.36
12 14 10.08 -126.78 -6.26 -15.80 -49.84 1118.67
13 14 -10.08 126.78 6.26 15.80 49.84 -1118.67
13 15 10.08 -126.78 -6.28 -15.80 -50.98 1141.69
14 15 -25.49 126.78 16.82 47.41 50.98 -1095.45
14 4 25.49 -126.78 -17.02 -47.41 -81.65 1325.24
15 4 15.41 -11.52 -11.64 -31.61 83.23 -131.20
15 16 -15.41 11.52 11.47 31.61 -64.75 112.77
16 16 15.41 -11.52 -11.47 -31.61 64.75 -112.77
16 17 -15.41 11.52 11.42 31.61 -60.24 108.23
17 17 15.41 -11.52 -11.42 -31.61 60.24 -108.23
17 18 -15.41 11.52 10.83 31.61 -0.38 46.23
18 18 0.00 0.00 -0.29 0.00 0.38 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W5     Name: Angle: 60

1 1 26.67 74.09 -43.06 -2302.72 -1.89 -732.81
1 2 -21.80 -74.09 34.61 93.84 1.89 -646.38
2 3 26.67 -74.09 -43.06 -2302.72 1.89 -732.81
2 4 -21.80 74.09 34.61 93.84 -1.89 -646.38
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.42 0.00 -0.55 0.00
4 6 -7.94 -5.93 12.93 37.53 0.55 23.82
4 7 7.94 5.93 -13.78 -37.53 -72.40 -55.75
5 7 -7.94 -5.93 13.78 37.53 72.40 55.75
5 8 7.94 5.93 -13.84 -37.53 -77.84 -58.09
6 8 -7.94 -5.93 13.84 37.53 77.84 58.09
6 2 7.94 5.93 -14.10 -37.53 -100.20 -67.59
7 2 13.86 68.15 -20.51 -56.30 98.30 713.97
7 9 -13.86 -68.15 20.22 56.30 -61.39 -590.44
8 9 5.92 68.15 -7.71 -18.77 61.39 614.26
8 10 -5.92 -68.15 7.68 18.77 -59.99 -601.89
9 10 5.92 68.15 -7.68 -18.77 59.99 601.89
9 11 -5.92 -68.15 6.92 18.77 -24.90 -274.34

10 11 5.92 68.15 -6.92 -18.77 24.90 274.34
10 12 -5.92 -68.15 6.26 18.77 2.78 11.91
11 12 -5.92 68.15 6.26 18.77 -2.78 11.91
11 13 5.92 -68.15 -6.92 -18.77 -24.90 274.34
12 13 -5.92 68.15 6.92 18.77 24.90 -274.34
12 14 5.92 -68.15 -7.68 -18.77 -59.99 601.89
13 14 -5.92 68.15 7.68 18.77 59.99 -601.89
13 15 5.92 -68.15 -7.71 -18.77 -61.39 614.26
14 15 -13.86 68.15 20.22 56.30 61.39 -590.44
14 4 13.86 -68.15 -20.51 -56.30 -98.30 713.97
15 4 7.94 -5.93 -14.10 -37.53 100.20 -67.59
15 16 -7.94 5.93 13.84 37.53 -77.84 58.09
16 16 7.94 -5.93 -13.84 -37.53 77.84 -58.09
16 17 -7.94 5.93 13.78 37.53 -72.40 55.75
17 17 7.94 -5.93 -13.78 -37.53 72.40 -55.75
17 18 -7.94 5.93 12.93 37.53 -0.55 23.82
18 18 0.00 0.00 -0.42 0.00 0.55 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL1     Name: Angle: 0

1 1 10.63 43.42 0.00 -0.00 0.00 -314.25
1 2 -10.63 -43.42 0.00 -0.00 0.00 -293.61
2 3 10.63 -43.42 0.00 -0.00 0.00 -314.25
2 4 -10.63 43.42 0.00 -0.00 0.00 -293.61
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -4.25 -8.28 0.00 0.00 0.00 12.75
4 7 4.25 8.28 0.00 0.00 0.00 -57.31
5 7 -4.25 -8.28 0.00 0.00 0.00 57.31
5 8 4.25 8.28 0.00 0.00 0.00 -60.57
6 8 -4.25 -8.28 0.00 0.00 0.00 60.57
6 2 4.25 8.28 0.00 0.00 0.00 -73.83
7 2 6.38 35.14 0.00 0.00 0.00 367.44
7 9 -6.38 -35.14 0.00 0.00 0.00 -303.74
8 9 2.13 35.14 0.00 0.00 0.00 316.49
8 10 -2.13 -35.14 0.00 0.00 0.00 -310.11
9 10 2.13 35.14 0.00 0.00 0.00 310.11
9 11 -2.13 -35.14 0.00 0.00 0.00 -141.22

10 11 2.13 35.14 0.00 0.00 0.00 141.22
10 12 -2.13 -35.14 0.00 0.00 0.00 6.38
11 12 -2.13 35.14 0.00 0.00 0.00 6.38
11 13 2.13 -35.14 0.00 0.00 0.00 141.22
12 13 -2.13 35.14 0.00 0.00 0.00 -141.22
12 14 2.13 -35.14 0.00 0.00 0.00 310.11
13 14 -2.13 35.14 0.00 0.00 0.00 -310.11
13 15 2.13 -35.14 0.00 0.00 0.00 316.49
14 15 -6.38 35.14 0.00 0.00 0.00 -303.74
14 4 6.38 -35.14 0.00 0.00 0.00 367.44
15 4 4.25 -8.28 0.00 0.00 0.00 -73.83
15 16 -4.25 8.28 0.00 0.00 0.00 60.57
16 16 4.25 -8.28 0.00 0.00 0.00 -60.57
16 17 -4.25 8.28 0.00 0.00 0.00 57.31
17 17 4.25 -8.28 0.00 0.00 0.00 -57.31
17 18 -4.25 8.28 0.00 0.00 0.00 12.75
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL2     Name: Angle: 15

1 1 9.35 38.21 -1.80 -108.24 -0.10 -276.54
1 2 -9.35 -38.21 1.80 5.39 0.10 -258.38
2 3 9.35 -38.21 -1.80 -108.24 0.10 -276.54
2 4 -9.35 38.21 1.80 5.39 -0.10 -258.38
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -3.74 -7.29 0.72 2.16 0.00 11.22
4 7 3.74 7.29 -0.72 -2.16 -3.87 -50.43
5 7 -3.74 -7.29 0.72 2.16 3.87 50.43
5 8 3.74 7.29 -0.72 -2.16 -4.15 -53.31
6 8 -3.74 -7.29 0.72 2.16 4.15 53.31
6 2 3.74 7.29 -0.72 -2.16 -5.30 -64.97
7 2 5.61 30.92 -1.08 -3.24 5.20 323.34
7 9 -5.61 -30.92 1.08 3.24 -3.24 -267.29
8 9 1.87 30.92 -0.36 -1.08 3.24 278.51
8 10 -1.87 -30.92 0.36 1.08 -3.18 -272.90
9 10 1.87 30.92 -0.36 -1.08 3.18 272.90
9 11 -1.87 -30.92 0.36 1.08 -1.45 -124.27

10 11 1.87 30.92 -0.36 -1.08 1.45 124.27
10 12 -1.87 -30.92 0.36 1.08 0.06 5.61
11 12 -1.87 30.92 0.36 1.08 -0.06 5.61
11 13 1.87 -30.92 -0.36 -1.08 -1.45 124.27
12 13 -1.87 30.92 0.36 1.08 1.45 -124.27
12 14 1.87 -30.92 -0.36 -1.08 -3.18 272.90
13 14 -1.87 30.92 0.36 1.08 3.18 -272.90
13 15 1.87 -30.92 -0.36 -1.08 -3.24 278.51
14 15 -5.61 30.92 1.08 3.24 3.24 -267.29
14 4 5.61 -30.92 -1.08 -3.24 -5.20 323.34
15 4 3.74 -7.29 -0.72 -2.16 5.30 -64.97
15 16 -3.74 7.29 0.72 2.16 -4.15 53.31
16 16 3.74 -7.29 -0.72 -2.16 4.15 -53.31
16 17 -3.74 7.29 0.72 2.16 -3.87 50.43
17 17 3.74 -7.29 -0.72 -2.16 3.87 -50.43
17 18 -3.74 7.29 0.72 2.16 0.00 11.22
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL3     Name: Angle: 30

1 1 8.71 35.61 -3.60 -216.49 -0.21 -257.68
1 2 -8.71 -35.61 3.60 10.79 0.21 -240.76
2 3 8.71 -35.61 -3.60 -216.49 0.21 -257.68
2 4 -8.71 35.61 3.60 10.79 -0.21 -240.76
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -3.49 -6.79 1.44 4.31 0.00 10.46
4 7 3.49 6.79 -1.44 -4.31 -7.74 -47.00
5 7 -3.49 -6.79 1.44 4.31 7.74 47.00
5 8 3.49 6.79 -1.44 -4.31 -8.31 -49.67
6 8 -3.49 -6.79 1.44 4.31 8.31 49.67
6 2 3.49 6.79 -1.44 -4.31 -10.61 -60.54
7 2 5.23 28.82 -2.16 -6.47 10.40 301.30
7 9 -5.23 -28.82 2.16 6.47 -6.49 -249.07
8 9 1.74 28.82 -0.72 -2.16 6.49 259.52
8 10 -1.74 -28.82 0.72 2.16 -6.36 -254.29
9 10 1.74 28.82 -0.72 -2.16 6.36 254.29
9 11 -1.74 -28.82 0.72 2.16 -2.90 -115.80

10 11 1.74 28.82 -0.72 -2.16 2.90 115.80
10 12 -1.74 -28.82 0.72 2.16 0.12 5.23
11 12 -1.74 28.82 0.72 2.16 -0.12 5.23
11 13 1.74 -28.82 -0.72 -2.16 -2.90 115.80
12 13 -1.74 28.82 0.72 2.16 2.90 -115.80
12 14 1.74 -28.82 -0.72 -2.16 -6.36 254.29
13 14 -1.74 28.82 0.72 2.16 6.36 -254.29
13 15 1.74 -28.82 -0.72 -2.16 -6.49 259.52
14 15 -5.23 28.82 2.16 6.47 6.49 -249.07
14 4 5.23 -28.82 -2.16 -6.47 -10.40 301.30
15 4 3.49 -6.79 -1.44 -4.31 10.61 -60.54
15 16 -3.49 6.79 1.44 4.31 -8.31 49.67
16 16 3.49 -6.79 -1.44 -4.31 8.31 -49.67
16 17 -3.49 6.79 1.44 4.31 -7.74 47.00
17 17 3.49 -6.79 -1.44 -4.31 7.74 -47.00
17 18 -3.49 6.79 1.44 4.31 0.00 10.46
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL4     Name: Angle: 45

1 1 7.01 28.66 -4.79 -288.65 -0.28 -207.40
1 2 -7.01 -28.66 4.79 14.38 0.28 -193.78
2 3 7.01 -28.66 -4.79 -288.65 0.28 -207.40
2 4 -7.01 28.66 4.79 14.38 -0.28 -193.78
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -2.81 -5.47 1.92 5.75 0.00 8.42
4 7 2.81 5.47 -1.92 -5.75 -10.32 -37.83
5 7 -2.81 -5.47 1.92 5.75 10.32 37.83
5 8 2.81 5.47 -1.92 -5.75 -11.07 -39.98
6 8 -2.81 -5.47 1.92 5.75 11.07 39.98
6 2 2.81 5.47 -1.92 -5.75 -14.14 -48.72
7 2 4.21 23.19 -2.88 -8.63 13.86 242.51
7 9 -4.21 -23.19 2.88 8.63 -8.65 -200.47
8 9 1.40 23.19 -0.96 -2.88 8.65 208.88
8 10 -1.40 -23.19 0.96 2.88 -8.48 -204.67
9 10 1.40 23.19 -0.96 -2.88 8.48 204.67
9 11 -1.40 -23.19 0.96 2.88 -3.87 -93.21

10 11 1.40 23.19 -0.96 -2.88 3.87 93.21
10 12 -1.40 -23.19 0.96 2.88 0.16 4.21
11 12 -1.40 23.19 0.96 2.88 -0.16 4.21
11 13 1.40 -23.19 -0.96 -2.88 -3.87 93.21
12 13 -1.40 23.19 0.96 2.88 3.87 -93.21
12 14 1.40 -23.19 -0.96 -2.88 -8.48 204.67
13 14 -1.40 23.19 0.96 2.88 8.48 -204.67
13 15 1.40 -23.19 -0.96 -2.88 -8.65 208.88
14 15 -4.21 23.19 2.88 8.63 8.65 -200.47
14 4 4.21 -23.19 -2.88 -8.63 -13.86 242.51
15 4 2.81 -5.47 -1.92 -5.75 14.14 -48.72
15 16 -2.81 5.47 1.92 5.75 -11.07 39.98
16 16 2.81 -5.47 -1.92 -5.75 11.07 -39.98
16 17 -2.81 5.47 1.92 5.75 -10.32 37.83
17 17 2.81 -5.47 -1.92 -5.75 10.32 -37.83
17 18 -2.81 5.47 1.92 5.75 0.00 8.42
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL5     Name: Angle: 60

1 1 3.61 14.76 -5.69 -342.77 -0.33 -106.84
1 2 -3.61 -14.76 5.69 17.08 0.33 -99.83
2 3 3.61 -14.76 -5.69 -342.77 0.33 -106.84
2 4 -3.61 14.76 5.69 17.08 -0.33 -99.83
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -1.45 -2.82 2.28 6.83 0.00 4.34
4 7 1.45 2.82 -2.28 -6.83 -12.25 -19.49
5 7 -1.45 -2.82 2.28 6.83 12.25 19.49
5 8 1.45 2.82 -2.28 -6.83 -13.15 -20.60
6 8 -1.45 -2.82 2.28 6.83 13.15 20.60
6 2 1.45 2.82 -2.28 -6.83 -16.79 -25.10
7 2 2.17 11.95 -3.42 -10.25 16.46 124.93
7 9 -2.17 -11.95 3.42 10.25 -10.27 -103.27
8 9 0.72 11.95 -1.14 -3.42 10.27 107.61
8 10 -0.72 -11.95 1.14 3.42 -10.07 -105.44
9 10 0.72 11.95 -1.14 -3.42 10.07 105.44
9 11 -0.72 -11.95 1.14 3.42 -4.59 -48.02
10 11 0.72 11.95 -1.14 -3.42 4.59 48.02
10 12 -0.72 -11.95 1.14 3.42 0.19 2.17
11 12 -0.72 11.95 1.14 3.42 -0.19 2.17
11 13 0.72 -11.95 -1.14 -3.42 -4.59 48.02
12 13 -0.72 11.95 1.14 3.42 4.59 -48.02
12 14 0.72 -11.95 -1.14 -3.42 -10.07 105.44
13 14 -0.72 11.95 1.14 3.42 10.07 -105.44
13 15 0.72 -11.95 -1.14 -3.42 -10.27 107.61
14 15 -2.17 11.95 3.42 10.25 10.27 -103.27
14 4 2.17 -11.95 -3.42 -10.25 -16.46 124.93
15 4 1.45 -2.82 -2.28 -6.83 16.79 -25.10
15 16 -1.45 2.82 2.28 6.83 -13.15 20.60
16 16 1.45 -2.82 -2.28 -6.83 13.15 -20.60
16 17 -1.45 2.82 2.28 6.83 -12.25 19.49
17 17 1.45 -2.82 -2.28 -6.83 12.25 -19.49
17 18 -1.45 2.82 2.28 6.83 0.00 4.34
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 3

1 1 60.78 2520.14 0.00 -0.00 0.00 -1802.09
1 2 -52.43 -2390.82 0.00 -0.00 0.00 -1454.77
2 3 73.87 1950.36 0.00 -0.00 0.00 -2051.76
2 4 -65.52 -1821.04 0.00 -0.00 0.00 -1954.29
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 -23.35 -814.44 0.00 0.00 0.00 85.56
4 7 23.35 838.65 0.00 0.00 0.00 -4533.18
5 7 -23.35 -838.65 0.00 0.00 0.00 4533.18
5 8 23.35 840.42 0.00 0.00 0.00 -4863.96
6 8 -23.35 -840.42 0.00 0.00 0.00 4863.96
6 2 23.35 847.62 0.00 0.00 0.00 -6214.40
7 2 29.08 1543.20 0.00 0.00 0.00 7669.18
7 9 -29.08 -1535.04 0.00 0.00 0.00 -4879.53
8 9 5.73 683.67 0.00 0.00 0.00 4949.58
8 10 -5.73 -682.85 0.00 0.00 0.00 -4825.56
9 10 5.73 682.85 0.00 0.00 0.00 4825.56
9 11 -5.73 -661.22 0.00 0.00 0.00 -1595.76
10 11 5.73 661.22 0.00 0.00 0.00 1595.76
10 12 -5.73 -642.32 0.00 0.00 0.00 1141.70
11 12 -18.82 -209.05 0.00 0.00 0.00 -1071.64
11 13 18.82 227.95 0.00 0.00 0.00 153.96
12 13 -18.82 -227.95 0.00 0.00 0.00 -153.96
12 14 18.82 249.57 0.00 0.00 0.00 -993.52
13 14 -18.82 -249.57 0.00 0.00 0.00 993.52
13 15 18.82 250.39 0.00 0.00 0.00 -1038.90
14 15 -42.17 -1101.76 0.00 0.00 0.00 1108.95
14 4 42.17 1109.92 0.00 0.00 0.00 -3113.28
15 4 23.35 711.12 0.00 0.00 0.00 5067.57
15 16 -23.35 -703.92 0.00 0.00 0.00 -3935.54
16 16 23.35 703.92 0.00 0.00 0.00 3935.54
16 17 -23.35 -702.14 0.00 0.00 0.00 -3658.54
17 17 23.35 702.14 0.00 0.00 0.00 3658.54
17 18 -23.35 -677.93 0.00 0.00 0.00 54.55
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 8

1 1 -77.50 2128.45 0.00 -0.00 0.00 2080.82
1 2 66.34 -1999.13 0.00 -0.00 0.00 1985.86
2 3 -62.79 2698.35 0.00 -0.00 0.00 1800.20
2 4 51.62 -2569.02 0.00 -0.00 0.00 1424.42
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 23.35 -749.19 0.00 0.00 0.00 -54.55
4 7 -23.35 773.40 0.00 0.00 0.00 -4041.98
5 7 23.35 -773.40 0.00 0.00 0.00 4041.98
5 8 -23.35 775.18 0.00 0.00 0.00 -4347.06
6 8 23.35 -775.18 0.00 0.00 0.00 4347.06
6 2 -23.35 782.38 0.00 0.00 0.00 -5593.10
7 2 -42.99 1216.75 0.00 0.00 0.00 3607.24
7 9 42.99 -1208.59 0.00 0.00 0.00 -1409.27
8 9 -19.63 285.96 0.00 0.00 0.00 1339.22
8 10 19.63 -285.15 0.00 0.00 0.00 -1287.39
9 10 -19.63 285.15 0.00 0.00 0.00 1287.39
9 11 19.63 -263.52 0.00 0.00 0.00 31.06
10 11 -19.63 263.52 0.00 0.00 0.00 -31.06
10 12 19.63 -244.62 0.00 0.00 0.00 1098.16
11 12 4.92 -678.01 0.00 0.00 0.00 -1168.21
11 13 -4.92 696.91 0.00 0.00 0.00 -1719.12
12 13 4.92 -696.91 0.00 0.00 0.00 1719.12
12 14 -4.92 718.54 0.00 0.00 0.00 -5120.42
13 14 4.92 -718.54 0.00 0.00 0.00 5120.42
13 15 -4.92 719.35 0.00 0.00 0.00 -5250.92
14 15 28.27 -1641.98 0.00 0.00 0.00 5180.87
14 4 -28.27 1650.14 0.00 0.00 0.00 -8164.35
15 4 -23.35 918.88 0.00 0.00 0.00 6739.93
15 16 23.35 -911.68 0.00 0.00 0.00 -5275.48
16 16 -23.35 911.68 0.00 0.00 0.00 5275.48
16 17 23.35 -909.91 0.00 0.00 0.00 -4916.62
17 17 -23.35 909.91 0.00 0.00 0.00 4916.62
17 18 23.35 -885.69 0.00 0.00 0.00 -85.56
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 56

1 1 -10.87 3021.59 0.00 -0.00 0.00 181.18
1 2 9.04 -2853.46 0.00 -0.00 0.00 345.21
2 3 7.21 3021.66 0.00 -0.00 0.00 -163.51
2 4 -9.04 -2853.54 0.00 -0.00 0.00 -344.41
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 0.00 -1016.36 0.00 0.00 0.00 20.16
4 7 0.00 1047.84 0.00 0.00 0.00 -5573.85
5 7 0.00 -1047.84 0.00 0.00 0.00 5573.85
5 8 0.00 1050.14 0.00 0.00 0.00 -5987.16
6 8 0.00 -1050.14 0.00 0.00 0.00 5987.16
6 2 0.00 1059.50 0.00 0.00 0.00 -7674.88
7 2 -9.04 1793.96 0.00 0.00 0.00 7329.67
7 9 9.04 -1783.36 0.00 0.00 0.00 -4087.72
8 9 -9.04 630.26 0.00 0.00 0.00 4087.72
8 10 9.04 -629.20 0.00 0.00 0.00 -3973.42
9 10 -9.04 629.20 0.00 0.00 0.00 3973.42
9 11 9.04 -601.08 0.00 0.00 0.00 -1017.05
10 11 -9.04 601.08 0.00 0.00 0.00 1017.05
10 12 9.04 -576.51 0.00 0.00 0.00 1455.90
11 12 -9.04 -576.59 0.00 0.00 0.00 -1455.90
11 13 9.04 601.16 0.00 0.00 0.00 -1017.35
12 13 -9.04 -601.16 0.00 0.00 0.00 1017.35
12 14 9.04 629.27 0.00 0.00 0.00 -3974.06
13 14 -9.04 -629.27 0.00 0.00 0.00 3974.06
13 15 9.04 630.33 0.00 0.00 0.00 -4088.38
14 15 -9.04 -1783.43 0.00 0.00 0.00 4088.38
14 4 9.04 1794.04 0.00 0.00 0.00 -7330.46
15 4 0.00 1059.50 0.00 0.00 0.00 7674.88
15 16 0.00 -1050.14 0.00 0.00 0.00 -5987.17
16 16 0.00 1050.14 0.00 0.00 0.00 5987.17
16 17 0.00 -1047.84 0.00 0.00 0.00 -5573.85
17 17 0.00 1047.84 0.00 0.00 0.00 5573.85
17 18 0.00 -1016.36 0.00 0.00 0.00 -20.16
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 58

1 1 79.01 3276.19 0.00 -0.00 0.00 -2342.72
1 2 -68.16 -3108.06 0.00 -0.00 0.00 -1891.21
2 3 96.03 2535.47 0.00 -0.00 0.00 -2667.28
2 4 -85.18 -2367.35 0.00 -0.00 0.00 -2540.57
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 -30.36 -1058.77 0.00 0.00 0.00 111.22
4 7 30.36 1090.25 0.00 0.00 0.00 -5893.13
5 7 -30.36 -1090.25 0.00 0.00 0.00 5893.13
5 8 30.36 1092.55 0.00 0.00 0.00 -6323.15
6 8 -30.36 -1092.55 0.00 0.00 0.00 6323.15
6 2 30.36 1101.91 0.00 0.00 0.00 -8078.72
7 2 37.80 2006.15 0.00 0.00 0.00 9969.93
7 9 -37.80 -1995.55 0.00 0.00 0.00 -6343.39
8 9 7.45 888.77 0.00 0.00 0.00 6434.46
8 10 -7.45 -887.71 0.00 0.00 0.00 -6273.23
9 10 7.45 887.71 0.00 0.00 0.00 6273.23
9 11 -7.45 -859.59 0.00 0.00 0.00 -2074.48
10 11 7.45 859.59 0.00 0.00 0.00 2074.48
10 12 -7.45 -835.02 0.00 0.00 0.00 1484.20
11 12 -24.47 -271.76 0.00 0.00 0.00 -1393.14
11 13 24.47 296.33 0.00 0.00 0.00 200.15
12 13 -24.47 -296.33 0.00 0.00 0.00 -200.15
12 14 24.47 324.45 0.00 0.00 0.00 -1291.58
13 14 -24.47 -324.45 0.00 0.00 0.00 1291.58
13 15 24.47 325.51 0.00 0.00 0.00 -1350.56
14 15 -54.83 -1432.29 0.00 0.00 0.00 1441.63
14 4 54.83 1442.89 0.00 0.00 0.00 -4047.27
15 4 30.36 924.45 0.00 0.00 0.00 6587.84
15 16 -30.36 -915.09 0.00 0.00 0.00 -5116.20
16 16 30.36 915.09 0.00 0.00 0.00 5116.20
16 17 -30.36 -912.79 0.00 0.00 0.00 -4756.10
17 17 30.36 912.79 0.00 0.00 0.00 4756.10
17 18 -30.36 -881.31 0.00 0.00 0.00 70.91
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 60

1 1 65.27 3242.52 -31.15 -1582.74 -65.03 -1942.25
1 2 -56.11 -3074.40 24.81 -8.62 65.03 -1556.48
2 3 83.34 2800.72 -25.88 -1421.35 -65.68 -2286.93
2 4 -74.19 -2632.60 19.53 131.89 65.68 -2246.10
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.20 0.00 -0.27 -20.16
4 6 -24.89 -1034.96 10.48 30.82 0.27 94.83
4 7 24.89 1066.44 -10.89 -30.82 -57.76 -5748.65
5 7 -24.89 -1066.44 10.89 30.82 57.76 5748.65
5 8 24.89 1068.75 -10.92 -30.82 -62.06 -6169.30
6 8 -24.89 -1068.75 10.92 30.82 62.06 6169.30
6 2 24.89 1078.11 -11.05 -30.82 -79.64 -7886.78
7 2 31.22 1996.29 -13.76 39.44 14.61 9443.26
7 9 -31.22 -1985.69 13.62 -39.44 10.21 -5834.59
8 9 6.33 832.59 -3.35 70.26 -10.21 5909.27
8 10 -6.33 -831.53 3.34 -70.26 10.82 -5758.24
9 10 6.33 831.53 -3.34 70.26 -10.82 5758.24
9 11 -6.33 -803.41 2.96 -70.26 25.96 -1829.49
10 11 6.33 803.41 -2.96 70.26 -25.96 1829.49
10 12 -6.33 -778.84 2.64 -70.26 37.72 1493.24
11 12 -24.41 -374.26 7.63 101.08 -37.72 -1418.57
11 13 24.41 398.83 -7.96 -101.08 4.98 -204.92
12 13 -24.41 -398.83 7.96 101.08 -4.98 204.92
12 14 24.41 426.94 -8.33 -101.08 -34.17 -2189.24
13 14 -24.41 -426.94 8.33 101.08 34.17 2189.24
13 15 24.41 428.01 -8.35 -101.08 -35.69 -2266.83
14 15 -49.30 -1581.11 18.62 131.89 35.69 2341.51
14 4 49.30 1591.71 -18.76 -131.89 -69.56 -5216.87
15 4 24.89 1040.89 -0.78 0.00 3.88 7462.97
15 16 -24.89 -1031.53 0.65 0.00 -2.73 -5805.03
16 16 24.89 1031.53 -0.65 0.00 2.73 5805.03
16 17 -24.89 -1029.23 0.62 0.00 -2.48 -5399.05
17 17 24.89 1029.23 -0.62 0.00 2.48 5399.05
17 18 -24.89 -997.75 0.20 0.00 -0.27 54.52
18 18 0.00 15.36 -0.20 0.00 0.27 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 62

1 1 23.80 3117.90 -55.97 -2993.53 -2.46 -771.47
1 2 -19.30 -2949.78 44.99 121.99 2.46 -495.09
2 3 41.88 2925.34 -55.97 -2993.53 2.46 -1116.16
2 4 -37.37 -2757.22 44.99 121.99 -2.46 -1184.71
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.54 0.00 -0.71 -20.16
4 6 -10.32 -1024.07 16.81 48.79 0.71 51.12
4 7 10.32 1055.55 -17.91 -48.79 -94.12 -5646.33
5 7 -10.32 -1055.55 17.91 48.79 94.12 5646.33
5 8 10.32 1057.86 -18.00 -48.79 -101.20 -6062.68
6 8 -10.32 -1057.86 18.00 48.79 101.20 6062.68
6 2 10.32 1067.22 -18.32 -48.79 -130.25 -7762.74
7 2 8.97 1882.56 -26.66 -73.19 127.79 8257.83
7 9 -8.97 -1871.96 26.29 73.19 -79.80 -4855.29
8 9 -1.35 718.86 -10.03 -24.40 79.80 4886.25
8 10 1.35 -717.80 9.99 24.40 -77.99 -4755.87
9 10 -1.35 717.80 -9.99 -24.40 77.99 4755.87
9 11 1.35 -689.68 9.00 24.40 -32.36 -1373.69
10 11 -1.35 689.68 -9.00 -24.40 32.36 1373.69
10 12 1.35 -665.11 8.13 24.40 3.61 1471.39
11 12 -16.73 -487.99 8.13 24.40 -3.61 -1440.42
11 13 16.73 512.56 -9.00 -24.40 -32.36 -660.71
12 13 -16.73 -512.56 9.00 24.40 32.36 660.71
12 14 16.73 540.67 -9.99 -24.40 -77.99 -3191.61
13 14 -16.73 -540.67 9.99 24.40 77.99 3191.61
13 15 16.73 541.73 -10.03 -24.40 -79.80 -3289.84
14 15 -27.05 -1694.83 26.29 73.19 79.80 3320.81
14 4 27.05 1705.44 -26.66 -73.19 -127.79 -6402.30
15 4 10.32 1051.78 -18.32 -48.79 130.25 7587.01
15 16 -10.32 -1042.42 18.00 48.79 -101.20 -5911.65
16 16 10.32 1042.42 -18.00 -48.79 101.20 5911.65
16 17 -10.32 -1040.12 17.91 48.79 -94.12 -5501.37
17 17 10.32 1040.12 -17.91 -48.79 94.12 5501.37
17 18 -10.32 -1008.64 16.81 48.79 -0.71 10.81
18 18 0.00 15.36 -0.54 0.00 0.71 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00

Memb Node
Fx
kip

Fy
kip

Fz
kip

Mx
kft

My
kft

Mz
kft

Combination No. 63

Group Id: LFR GP II Name: LOAD FACTOR GROUP II

Sheet # 47 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: 4_PDeltaAnalysis_5000psi_1.0Ig.rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Combination No. 63

1 1 -100.76 2766.99 0.00 -0.00 0.00 2705.07
1 2 86.24 -2598.86 0.00 -0.00 0.00 2581.62
2 3 -81.62 3507.85 0.00 -0.00 0.00 2340.26
2 4 67.10 -3339.73 0.00 -0.00 0.00 1851.74
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 30.36 -973.95 0.00 0.00 0.00 -70.91
4 7 -30.36 1005.42 0.00 0.00 0.00 -5254.57
5 7 30.36 -1005.42 0.00 0.00 0.00 5254.57
5 8 -30.36 1007.73 0.00 0.00 0.00 -5651.17
6 8 30.36 -1007.73 0.00 0.00 0.00 5651.17
6 2 -30.36 1017.09 0.00 0.00 0.00 -7271.03
7 2 -55.88 1581.77 0.00 0.00 0.00 4689.41
7 9 55.88 -1571.17 0.00 0.00 0.00 -1832.05
8 9 -25.53 371.75 0.00 0.00 0.00 1740.98
8 10 25.53 -370.69 0.00 0.00 0.00 -1673.60
9 10 -25.53 370.69 0.00 0.00 0.00 1673.60
9 11 25.53 -342.58 0.00 0.00 0.00 40.38
10 11 -25.53 342.58 0.00 0.00 0.00 -40.38
10 12 25.53 -318.01 0.00 0.00 0.00 1427.60
11 12 6.39 -881.41 0.00 0.00 0.00 -1518.67
11 13 -6.39 905.98 0.00 0.00 0.00 -2234.85
12 13 6.39 -905.98 0.00 0.00 0.00 2234.85
12 14 -6.39 934.10 0.00 0.00 0.00 -6656.55
13 14 6.39 -934.10 0.00 0.00 0.00 6656.55
13 15 -6.39 935.16 0.00 0.00 0.00 -6826.20
14 15 36.75 -2134.58 0.00 0.00 0.00 6735.13
14 4 -36.75 2145.18 0.00 0.00 0.00 -10613.66
15 4 -30.36 1194.55 0.00 0.00 0.00 8761.91
15 16 30.36 -1185.19 0.00 0.00 0.00 -6858.13
16 16 -30.36 1185.19 0.00 0.00 0.00 6858.13
16 17 30.36 -1182.88 0.00 0.00 0.00 -6391.60
17 17 -30.36 1182.88 0.00 0.00 0.00 6391.60
17 18 30.36 -1151.40 0.00 0.00 0.00 -111.22
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 65

1 1 -87.01 2800.65 31.15 1582.74 65.03 2304.60
1 2 74.19 -2632.53 -24.81 8.62 -65.03 2246.89
2 3 -68.93 3242.59 25.88 1421.35 65.68 1959.91
2 4 56.11 -3074.47 -19.53 -131.89 -65.68 1557.27
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.20 0.00 0.27 -20.16
4 6 24.89 -997.75 -10.48 -30.82 -0.27 -54.52
4 7 -24.89 1029.23 10.89 30.82 57.76 -5399.05
5 7 24.89 -1029.23 -10.89 -30.82 -57.76 5399.05
5 8 -24.89 1031.53 10.92 30.82 62.06 -5805.03
6 8 24.89 -1031.53 -10.92 -30.82 -62.06 5805.03
6 2 -24.89 1040.89 11.05 30.82 79.64 -7462.97
7 2 -49.30 1591.64 13.76 -39.44 -14.61 5216.08
7 9 49.30 -1581.03 -13.62 39.44 -10.21 -2340.85
8 9 -24.41 427.93 3.35 -70.26 10.21 2266.17
8 10 24.41 -426.87 -3.34 70.26 -10.82 -2188.59
9 10 -24.41 426.87 3.34 -70.26 10.82 2188.59
9 11 24.41 -398.76 -2.96 70.26 -25.96 -204.61
10 11 -24.41 398.76 2.96 -70.26 25.96 204.61
10 12 24.41 -374.19 -2.64 70.26 -37.72 1418.57
11 12 6.33 -778.91 -7.63 -101.08 37.72 -1493.24
11 13 -6.33 803.48 7.96 101.08 -4.98 -1829.79
12 13 6.33 -803.48 -7.96 -101.08 4.98 1829.79
12 14 -6.33 831.60 8.33 101.08 34.17 -5758.89
13 14 6.33 -831.60 -8.33 -101.08 -34.17 5758.89
13 15 -6.33 832.66 8.35 101.08 35.69 -5909.93
14 15 31.22 -1985.76 -18.62 -131.89 -35.69 5835.25
14 4 -31.22 1996.36 18.76 131.89 69.56 -9444.05
15 4 -24.89 1078.11 0.78 0.00 -3.88 7886.78
15 16 24.89 -1068.75 -0.65 0.00 2.73 -6169.30
16 16 -24.89 1068.75 0.65 0.00 -2.73 6169.30
16 17 24.89 -1066.44 -0.62 0.00 2.48 -5748.65
17 17 -24.89 1066.44 0.62 0.00 -2.48 5748.65
17 18 24.89 -1034.96 -0.20 0.00 0.27 -94.83
18 18 0.00 15.36 0.20 0.00 -0.27 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 67

1 1 -45.55 2925.27 55.97 2993.53 2.46 1133.83
1 2 37.37 -2757.15 -44.99 -121.99 -2.46 1185.51
2 3 -27.47 3117.98 55.97 2993.53 -2.46 789.14
2 4 19.30 -2949.85 -44.99 -121.99 2.46 495.89
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.54 0.00 0.71 -20.16
4 6 10.32 -1008.64 -16.81 -48.79 -0.71 -10.81
4 7 -10.32 1040.12 17.91 48.79 94.12 -5501.37
5 7 10.32 -1040.12 -17.91 -48.79 -94.12 5501.37
5 8 -10.32 1042.42 18.00 48.79 101.20 -5911.64
6 8 10.32 -1042.42 -18.00 -48.79 -101.20 5911.64
6 2 -10.32 1051.78 18.32 48.79 130.25 -7587.01
7 2 -27.05 1705.36 26.66 73.19 -127.79 6401.51
7 9 27.05 -1694.76 -26.29 -73.19 79.80 -3320.15
8 9 -16.73 541.66 10.03 24.40 -79.80 3289.18
8 10 16.73 -540.60 -9.99 -24.40 77.99 -3190.96
9 10 -16.73 540.60 9.99 24.40 -77.99 3190.96
9 11 16.73 -512.48 -9.00 -24.40 32.36 -660.41
10 11 -16.73 512.48 9.00 24.40 -32.36 660.41
10 12 16.73 -487.91 -8.13 -24.40 -3.61 1440.42
11 12 -1.35 -665.19 -8.13 -24.40 3.61 -1471.39
11 13 1.35 689.76 9.00 24.40 32.36 -1373.99
12 13 -1.35 -689.76 -9.00 -24.40 -32.36 1373.99
12 14 1.35 717.87 9.99 24.40 77.99 -4756.52
13 14 -1.35 -717.87 -9.99 -24.40 -77.99 4756.52
13 15 1.35 718.93 10.03 24.40 79.80 -4886.92
14 15 8.97 -1872.03 -26.29 -73.19 -79.80 4855.95
14 4 -8.97 1882.64 26.66 73.19 127.79 -8258.62
15 4 -10.32 1067.22 18.32 48.79 -130.25 7762.74
15 16 10.32 -1057.86 -18.00 -48.79 101.20 -6062.68
16 16 -10.32 1057.86 18.00 48.79 -101.20 6062.68
16 17 10.32 -1055.55 -17.91 -48.79 94.12 -5646.33
17 17 -10.32 1055.55 17.91 48.79 -94.12 5646.33
17 18 10.32 -1024.07 -16.81 -48.79 0.71 -51.12
18 18 0.00 15.36 0.54 0.00 -0.71 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 5 C

1 1 79.01 3276.19 0.00 -0.00 0.00 -2342.72
1 2 -68.16 -3108.06 0.00 -0.00 0.00 -1891.21
2 3 96.03 2535.47 0.00 -0.00 0.00 -2667.28
2 4 -85.18 -2367.35 0.00 -0.00 0.00 -2540.57
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 -30.36 -1058.77 0.00 0.00 0.00 111.22
4 7 30.36 1090.25 0.00 0.00 0.00 -5893.13
5 7 -30.36 -1090.25 0.00 0.00 0.00 5893.13
5 8 30.36 1092.55 0.00 0.00 0.00 -6323.15
6 8 -30.36 -1092.55 0.00 0.00 0.00 6323.15
6 2 30.36 1101.91 0.00 0.00 0.00 -8078.72
7 2 37.80 2006.15 0.00 0.00 0.00 9969.93
7 9 -37.80 -1995.55 0.00 0.00 0.00 -6343.39
8 9 7.45 888.77 0.00 0.00 0.00 6434.46
8 10 -7.45 -887.71 0.00 0.00 0.00 -6273.23
9 10 7.45 887.71 0.00 0.00 0.00 6273.23
9 11 -7.45 -859.59 0.00 0.00 0.00 -2074.48
10 11 7.45 859.59 0.00 0.00 0.00 2074.48
10 12 -7.45 -835.02 0.00 0.00 0.00 1484.20
11 12 -24.47 -271.76 0.00 0.00 0.00 -1393.14
11 13 24.47 296.33 0.00 0.00 0.00 200.15
12 13 -24.47 -296.33 0.00 0.00 0.00 -200.15
12 14 24.47 324.45 0.00 0.00 0.00 -1291.58
13 14 -24.47 -324.45 0.00 0.00 0.00 1291.58
13 15 24.47 325.51 0.00 0.00 0.00 -1350.56
14 15 -54.83 -1432.29 0.00 0.00 0.00 1441.63
14 4 54.83 1442.89 0.00 0.00 0.00 -4047.27
15 4 30.36 924.45 0.00 0.00 0.00 6587.84
15 16 -30.36 -915.09 0.00 0.00 0.00 -5116.20
16 16 30.36 915.09 0.00 0.00 0.00 5116.20
16 17 -30.36 -912.79 0.00 0.00 0.00 -4756.10
17 17 30.36 912.79 0.00 0.00 0.00 4756.10
17 18 -30.36 -881.31 0.00 0.00 0.00 70.91
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 13 C

1 1 23.80 3117.90 -55.97 -2993.53 -2.46 -771.47
1 2 -19.30 -2949.78 44.99 121.99 2.46 -495.09
2 3 41.88 2925.34 -55.97 -2993.53 2.46 -1116.16
2 4 -37.37 -2757.22 44.99 121.99 -2.46 -1184.71
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.54 0.00 -0.71 -20.16
4 6 -10.32 -1024.07 16.81 48.79 0.71 51.12
4 7 10.32 1055.55 -17.91 -48.79 -94.12 -5646.33
5 7 -10.32 -1055.55 17.91 48.79 94.12 5646.33
5 8 10.32 1057.86 -18.00 -48.79 -101.20 -6062.68
6 8 -10.32 -1057.86 18.00 48.79 101.20 6062.68
6 2 10.32 1067.22 -18.32 -48.79 -130.25 -7762.74
7 2 8.97 1882.56 -26.66 -73.19 127.79 8257.83
7 9 -8.97 -1871.96 26.29 73.19 -79.80 -4855.29
8 9 -1.35 718.86 -10.03 -24.40 79.80 4886.25
8 10 1.35 -717.80 9.99 24.40 -77.99 -4755.87
9 10 -1.35 717.80 -9.99 -24.40 77.99 4755.87
9 11 1.35 -689.68 9.00 24.40 -32.36 -1373.69
10 11 -1.35 689.68 -9.00 -24.40 32.36 1373.69
10 12 1.35 -665.11 8.13 24.40 3.61 1471.39
11 12 -16.73 -487.99 8.13 24.40 -3.61 -1440.42
11 13 16.73 512.56 -9.00 -24.40 -32.36 -660.71
12 13 -16.73 -512.56 9.00 24.40 32.36 660.71
12 14 16.73 540.67 -9.99 -24.40 -77.99 -3191.61
13 14 -16.73 -540.67 9.99 24.40 77.99 3191.61
13 15 16.73 541.73 -10.03 -24.40 -79.80 -3289.84
14 15 -27.05 -1694.83 26.29 73.19 79.80 3320.81
14 4 27.05 1705.44 -26.66 -73.19 -127.79 -6402.30
15 4 10.32 1051.78 -18.32 -48.79 130.25 7587.01
15 16 -10.32 -1042.42 18.00 48.79 -101.20 -5911.65
16 16 10.32 1042.42 -18.00 -48.79 101.20 5911.65
16 17 -10.32 -1040.12 17.91 48.79 -94.12 -5501.37
17 17 10.32 1040.12 -17.91 -48.79 94.12 5501.37
17 18 -10.32 -1008.64 16.81 48.79 -0.71 10.81
18 18 0.00 15.36 -0.54 0.00 0.71 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 15 C

1 1 -100.76 2766.99 0.00 -0.00 0.00 2705.07
1 2 86.24 -2598.86 0.00 -0.00 0.00 2581.62
2 3 -81.62 3507.85 0.00 -0.00 0.00 2340.26
2 4 67.10 -3339.73 0.00 -0.00 0.00 1851.74
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 30.36 -973.95 0.00 0.00 0.00 -70.91
4 7 -30.36 1005.42 0.00 0.00 0.00 -5254.57
5 7 30.36 -1005.42 0.00 0.00 0.00 5254.57
5 8 -30.36 1007.73 0.00 0.00 0.00 -5651.17
6 8 30.36 -1007.73 0.00 0.00 0.00 5651.17
6 2 -30.36 1017.09 0.00 0.00 0.00 -7271.03
7 2 -55.88 1581.77 0.00 0.00 0.00 4689.41
7 9 55.88 -1571.17 0.00 0.00 0.00 -1832.05
8 9 -25.53 371.75 0.00 0.00 0.00 1740.98
8 10 25.53 -370.69 0.00 0.00 0.00 -1673.60
9 10 -25.53 370.69 0.00 0.00 0.00 1673.60
9 11 25.53 -342.58 0.00 0.00 0.00 40.38
10 11 -25.53 342.58 0.00 0.00 0.00 -40.38
10 12 25.53 -318.01 0.00 0.00 0.00 1427.60
11 12 6.39 -881.41 0.00 0.00 0.00 -1518.67
11 13 -6.39 905.98 0.00 0.00 0.00 -2234.85
12 13 6.39 -905.98 0.00 0.00 0.00 2234.85
12 14 -6.39 934.10 0.00 0.00 0.00 -6656.55
13 14 6.39 -934.10 0.00 0.00 0.00 6656.55
13 15 -6.39 935.16 0.00 0.00 0.00 -6826.20
14 15 36.75 -2134.58 0.00 0.00 0.00 6735.13
14 4 -36.75 2145.18 0.00 0.00 0.00 -10613.66
15 4 -30.36 1194.55 0.00 0.00 0.00 8761.91
15 16 30.36 -1185.19 0.00 0.00 0.00 -6858.13
16 16 -30.36 1185.19 0.00 0.00 0.00 6858.13
16 17 30.36 -1182.88 0.00 0.00 0.00 -6391.60
17 17 -30.36 1182.88 0.00 0.00 0.00 6391.60
17 18 30.36 -1151.40 0.00 0.00 0.00 -111.22
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 23 C

1 1 -45.55 2925.27 55.97 2993.53 2.46 1133.83
1 2 37.37 -2757.15 -44.99 -121.99 -2.46 1185.51
2 3 -27.47 3117.98 55.97 2993.53 -2.46 789.14
2 4 19.30 -2949.85 -44.99 -121.99 2.46 495.89
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.54 0.00 0.71 -20.16
4 6 10.32 -1008.64 -16.81 -48.79 -0.71 -10.81
4 7 -10.32 1040.12 17.91 48.79 94.12 -5501.37
5 7 10.32 -1040.12 -17.91 -48.79 -94.12 5501.37
5 8 -10.32 1042.42 18.00 48.79 101.20 -5911.64
6 8 10.32 -1042.42 -18.00 -48.79 -101.20 5911.64
6 2 -10.32 1051.78 18.32 48.79 130.25 -7587.01
7 2 -27.05 1705.36 26.66 73.19 -127.79 6401.51
7 9 27.05 -1694.76 -26.29 -73.19 79.80 -3320.15
8 9 -16.73 541.66 10.03 24.40 -79.80 3289.18
8 10 16.73 -540.60 -9.99 -24.40 77.99 -3190.96
9 10 -16.73 540.60 9.99 24.40 -77.99 3190.96
9 11 16.73 -512.48 -9.00 -24.40 32.36 -660.41
10 11 -16.73 512.48 9.00 24.40 -32.36 660.41
10 12 16.73 -487.91 -8.13 -24.40 -3.61 1440.42
11 12 -1.35 -665.19 -8.13 -24.40 3.61 -1471.39
11 13 1.35 689.76 9.00 24.40 32.36 -1373.99
12 13 -1.35 -689.76 -9.00 -24.40 -32.36 1373.99
12 14 1.35 717.87 9.99 24.40 77.99 -4756.52
13 14 -1.35 -717.87 -9.99 -24.40 -77.99 4756.52
13 15 1.35 718.93 10.03 24.40 79.80 -4886.92
14 15 8.97 -1872.03 -26.29 -73.19 -79.80 4855.95
14 4 -8.97 1882.64 26.66 73.19 127.79 -8258.62
15 4 -10.32 1067.22 18.32 48.79 -130.25 7762.74
15 16 10.32 -1057.86 -18.00 -48.79 101.20 -6062.68
16 16 -10.32 1057.86 18.00 48.79 -101.20 6062.68
16 17 10.32 -1055.55 -17.91 -48.79 94.12 -5646.33
17 17 -10.32 1055.55 17.91 48.79 -94.12 5646.33
17 18 10.32 -1024.07 -16.81 -48.79 0.71 -51.12
18 18 0.00 15.36 0.54 0.00 -0.71 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00

Memb Node
Fx
kip

Fy
kip

Fz
kip

Mx
kft

My
kft

Mz
kft

Combination No. 23 C

Group Id: LFR GP II Name: LOAD FACTOR GROUP II
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COLUMN DESIGN

COLUMN DESIGN - Column: 2  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: P - Delta.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 5000.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 4286.8 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From

ft
To
ft

Hook
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Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.

Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch
in

From
ft

To
ft

Design values used after P-Delta Analysis ( e-min effect included ).

4.93 5C 96.9 2519.3 0.0 -466.1 0.0 -2848.7
62.14 5C -86.1 2351.2 0.0 -435.0 -0.0 -2714.4
4.93 13C 41.9 2919.2 -56.5 -4070.9 -3.0 -1187.3
62.14 13C -37.4 2751.0 45.5 508.9 -3.0 -1245.5

Loc
ft

Comb
Fx
kips

Fy
kips

Fz
kips

Mx
kips-ft

My
kips-ft

Mz
kips-ft

COLUMN DESIGN

4.93 13C 2919.2 4070.9 1187.3 5781.4 16.26 1.00 1.36337 
62.14 5C 2351.2 435.0 2714.4 5740.2 80.90 1.00 2.08805 

Bot/Top Elev.
ft

Comb
Pu
kips

Mux
kips-ft

Muz
kips-ft

pMn
kips-ft

Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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COLUMN DESIGN - Column: 1  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: P - Delta.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 5000.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 4286.8 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From
ft

To
ft

Hook

Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.
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Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch
in

From
ft

To
ft

Design values used after P-Delta Analysis ( e-min effect included ).

4.93 15C -101.7 2749.4 0.0 -508.6 0.0 2902.9
62.14 15C 87.1 2581.3 0.0 -477.5 -0.0 2770.1
4.93 23C -45.6 2919.1 56.5 4070.9 -3.0 1205.1
62.14 23C 37.4 2750.9 -45.5 -508.9 -3.0 1246.5

Loc
ft

Comb
Fx
kips

Fy
kips

Fz
kips

Mx
kips-ft

My
kips-ft

Mz
kips-ft

COLUMN DESIGN

4.93 23C 2919.1 4070.9 1205.1 5778.9 16.49 1.00 1.36117 
62.14 15C 2581.3 477.5 2770.1 5765.1 80.22 1.00 2.05093 

Bot/Top Elev.
ft

Comb
Pu
kips

Mux
kips-ft

Muz
kips-ft

pMn
kips-ft

Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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COLUMN DESIGN - Column: 1  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: P - Delta.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 5000.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 4286.8 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From

ft
To
ft

Hook
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Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.

Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch

in
From

ft
To
ft

Design values used after P-Delta Analysis ( e-min effect included ).

4.93 15C -99.6 2739.4 0.0 -506.8 0.0 2915.2
62.14 15C 85.0 2571.3 0.0 -475.7 -0.0 2783.6
4.93 23C -43.2 2915.6 44.2 3720.0 -5.9 1182.3
62.14 23C 35.0 2747.5 -35.6 -508.3 -5.9 1191.5

Loc
ft

Comb
Fx

kips
Fy

kips
Fz

kips
Mx

kips-ft
My

kips-ft
Mz

kips-ft

COLUMN DESIGN

4.93 23C 2915.6 3720.0 1182.3 5768.4 17.63 1.00 1.47779 
62.14 15C 2571.3 475.7 2783.6 5765.8 80.30 1.00 2.04178 

Bot/Top Elev.
ft

Comb
Pu

kips
Mux

kips-ft
Muz

kips-ft
pMn

kips-ft
Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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PROJECT DATA

PROJECT DATA

Project:
User Job No.:
Designer:
Date: Jun/15/2015
Checker:
Checked date: Jun/15/2015
State:
State Job No.:
Structure type: Pier.
Pier View: Upstation.
Code: AASHTO STANDARD (17th Edition 2002)
Comments:
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PIER GEOMETRY

Pier Info:

Pier View: Upstation.
Pier Type: Multi Column

Cap Shape

Cap Shape: Stepped
Top Elevations: start = 65.14 ft end = 65.14 ft 
Depth(Z) = 60.00 in Skew angle = 0.00 Reduction of I = 1.000 

Variable Cap Properties

8.40 72.00
8.40 72.00
8.40 72.00
8.40 72.00
8.40 72.00

Distance(X)
ft

Height(Y)
in

Column Shape : Round

Number of columns: 2

Column number 1

Location from the left edge of the cap(X): 10.00 ft
Elevations: bottom = 4.93 ft top = 62.14 ft Reduction of I = 0.700
Column Bottom is Fixed

Column Section Dimensions

Diameter = 54.00 in 

Column number 2

Location from the left edge of the cap(X): 32.00 ft
Elevations: bottom = 4.93 ft top = 62.14 ft Reduction of I = 0.700
Column Bottom is Fixed

Column Section Dimensions

Diameter = 54.00 in 
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STRUCTURE MODEL

Frame Model Structure:

Column No. 1
1 1 - 0.00

2 - 57.21 57.21
Column No. 2

2 3 - 0.00
4 - 57.21 57.21

Cap
3 5 - 0.00

6 - 2.63 2.63
4 6 - 2.63

7 - f 8.01 5.38
5 7 - f 8.01

8 - 8.40 0.39
6 8 - 8.40

2 - 10.00 1.60
7 2 - 10.00

9 - 11.81 1.81
8 9 - 11.81

10 - f 11.99 0.18
9 10 - f 11.99

11 - 16.80 4.81
10 11 - 16.80

12 - 21.00 4.20
11 12 - 21.00

13 - 25.20 4.20
12 13 - 25.20

14 - f 30.01 4.81
13 14 - f 30.01

15 - 30.19 0.18
14 15 - 30.19

4 - 32.00 1.81
15 4 - 32.00

16 - 33.60 1.60
16 16 - 33.60

17 - f 33.99 0.39
17 17 - f 33.99

18 - 39.38 5.38
18 18 - 39.38

19 - 42.00 2.63

Member Node Hinge Check Pt
Dist 
ft

Memb length 

ft
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Node coordinates

1 10.00 4.93 fixed at ground
2 10.00 62.14 column-cap
3 32.00 4.93 fixed at ground
4 32.00 62.14 column-cap
5 0.00 62.14
6 2.63 62.14 bearing
7 8.01 62.14 face of support
8 8.40 62.14
9 11.81 62.14 bearing
10 11.99 62.14 face of support
11 16.80 62.14
12 21.00 62.14 bearing
13 25.20 62.14
14 30.01 62.14 face of support
15 30.19 62.14 bearing
16 33.60 62.14
17 33.99 62.14 face of support
18 39.38 62.14 bearing
19 42.00 62.14

Number
X
ft

Y
ft

Node type
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SUPERSTRUCTURE INFO

Superstructure info:

Total number of spans: 15
Span number rear to current pier: 7
Number of traffic lanes: 3
Barrier height : 32.00 in
Depth of slab : 7.63 in
Curb to curb distance: 38.000 ft

Beam info:

92.24 6480.00 1.00 1.00 46.12

Height
in

Section area
in^2

Inertia 

(Ixx)
in^4

Inertia 

(Iyy)
in^4

Beam CG
in

1 130.000 41.917
2 130.000 41.917
3 130.000 41.917
4 130.000 41.917
5 130.000 41.917
6 130.000 41.917
7 175.000 41.917
8 250.000 41.917
9 175.000 41.917
10 130.000 41.917
11 130.000 41.917
12 130.000 41.917
13 130.000 41.917
14 130.000 41.917
15 130.000 41.917

41.917

Span #
Span length

ft
Bridge Width

ft
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BEARING POINTS

Number of bearing lines: 1

First bearing line      Eccentricity = -0.00 ft

1 2.63
2 11.81
3 21.00
4 30.19
5 39.38

Point
Distance

ft
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MATERIAL PROPERTIES

MATERIAL PROPERTIES

Concrete Type normal normal normal
Concrete Strength (psi) 5000.00 5000.00 5000.00
Concrete Density (lb/ft3) 150.00 150.00 150.00
Concrete Modulus Ec (ksi) 4286.83 4286.83 4286.83
Steel Strength Fy (ksi) 60.00 60.00 60.00

Cap Column Footing
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DESIGN PARAMETERS

DESIGN PARAMETERS

AASHTO STANDARD Code

Strength Reduction factors for reinf. concrete

Flexure and tension 0.90
Shear and torsion (normal) 0.85
Shear and torsion (lightweight) 0.85
Axial compression (ties) 0.70
Axial compression (spiral) 0.75

Multi presence factors for live load

1 Lane 1.00
2 Lanes 1.00
3 Lanes 0.90
4 Lanes 0.75
5 Lanes 0.75
6 Lanes 0.75

Cap 170.00 2.00 2.00 1.15
Column 170.00 2.00 1.15
Footing 130.00 3.00 3.00 1.00

Crack control factor
kip/ft

Clear cover
in

Clear side cover
in

Impact factors
(auto calculation)

Degree of fixity in foundations for Moment Magnify Method: Ga = 1.00

SEISMIC DESIGN PARAMETERS

Strength Reduction factors for reinf. Concrete Seismic Design

Flexure and tension 0.90
Shear and torsion (normal) 0.85
Shear and torsion (lightweight) 0.85
Axial compression ( ties ) 0.70
Axial compression ( spiral ) 0.75

Seismic Overstrength

Flexure and tension 1.30
Axial compression ( ties ) 1.30
Axial compression ( spiral ) 1.30

Response Modification Factor 1.00

Use core area for plastic hinging calculations.
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Design Factors

Cap Design Factor 1.20
Footing Design Factor 1.20

Plastic Hinge Moment

Use actual computed Plastic Hinging Moment for each column in all combinations.
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LOADS

Pier Info:

Pier View: Upstation.

Load Cases: 12

Loadcase ID: D1     Name: 

Multiplier = 1.000

Bearing loads

1 1 Y -770.00
1 2 Y -887.00
1 3 Y -887.00
1 4 Y -887.00
1 5 Y -770.00

Line # Bearing # Dir
Load
kips

Loadcase ID: SF1     Name: 

Multiplier = 1.000

Column loads

1 Force X 1.410 kips 0.09
2 Force X 1.410 kips 0.09

Col # Type Dir Mag1 y1/L Mag2 y2/L
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Loadcase ID: W1     Name: Angle: 0

Multiplier = 1.000

Cap loads

Force X 0.00 -1.20 kips 0.50

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.180 klf 0.00 0.95
1 UDL X -0.180 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -23.35
1 1 Y -32.62
1 1 Z -0.00
1 2 X -23.35
1 2 Y 35.63
1 2 Z -0.00
1 3 X -23.35
1 3 Y 35.63
1 3 Z -0.00
1 4 X -23.35
1 4 Y 35.63
1 4 Z -0.00
1 5 X -23.35
1 5 Y 103.88
1 5 Z -0.00

Line # Bearing # Dir
Load
kips
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Auto generation details:

Generated Wind Load on Structure

Angle of wind = 0.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 50.000 psf Cap 40.000 psf
Longitudinal 0.000 psf Column 40.000 psf
Overturning 20.000 psf

Loadcase ID: W2     Name: Angle: 15

Multiplier = 1.000

Cap loads

Force X 0.00 -3.20 kips 0.50
UDL Z 0.01 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.174 klf 0.00 0.95
2 UDL Z 0.036 klf 0.00 0.95
1 UDL X -0.174 klf 0.00 0.95
1 UDL Z 0.036 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L
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Bearing loads

1 1 X -20.55
1 1 Y -15.36
1 1 Z 3.07
1 2 X -20.55
1 2 Y 0.00
1 2 Z 3.07
1 3 X -20.55
1 3 Y 0.00
1 3 Z 3.07
1 4 X -20.55
1 4 Y 0.00
1 4 Z 3.07
1 5 X -20.55
1 5 Y 15.36
1 5 Z 3.07

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 15.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 44.000 psf Cap 40.000 psf
Longitudinal 6.000 psf Column 40.000 psf
Overturning not considered

Loadcase ID: W3     Name: Angle: 30

Multiplier = 1.000

Cap loads

Force X 0.00 -4.50 kips 0.50
UDL Z 0.05 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L
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Column loads

2 UDL X -0.156 klf 0.00 0.95
2 UDL Z 0.070 klf 0.00 0.95
1 UDL X -0.156 klf 0.00 0.95
1 UDL Z 0.070 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -19.15
1 1 Y -14.31
1 1 Z 6.14
1 2 X -19.15
1 2 Y 0.00
1 2 Z 6.14
1 3 X -19.15
1 3 Y 0.00
1 3 Z 6.14
1 4 X -19.15
1 4 Y 0.00
1 4 Z 6.14
1 5 X -19.15
1 5 Y 14.31
1 5 Z 0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 30.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 41.000 psf Cap 40.000 psf
Longitudinal 12.000 psf Column 40.000 psf
Overturning not considered
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Loadcase ID: W4     Name: Angle: 45

Multiplier = 1.000

Cap loads

Force X 0.00 -4.75 kips 0.50
UDL Z 0.09 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.127 klf 0.00 0.95
2 UDL Z 0.099 klf 0.00 0.95
1 UDL X -0.127 klf 0.00 0.95
1 UDL Z 0.099 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L
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Bearing loads

1 1 X -15.41
1 1 Y -11.52
1 1 Z 8.19
1 2 X -15.41
1 2 Y 0.00
1 2 Z 8.19
1 3 X -15.41
1 3 Y 0.00
1 3 Z 8.19
1 4 X -15.41
1 4 Y 0.00
1 4 Z 8.19
1 5 X -15.41
1 5 Y 11.52
1 5 Z 8.19
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 45.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 33.000 psf Cap 40.000 psf
Longitudinal 16.000 psf Column 40.000 psf
Overturning not considered

Sheet # 16 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: 5_FactoredLong.rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Loadcase ID: W5     Name: Angle: 60

Multiplier = 1.000

Cap loads

Force X 0.00 -3.90 kips 0.50
UDL Z 0.12 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.090 klf 0.00 0.95
2 UDL Z 0.121 klf 0.00 0.95
1 UDL X -0.090 klf 0.00 0.95
1 UDL Z 0.121 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -7.94
1 1 Y -5.93
1 1 Z 9.72
1 2 X -7.94
1 2 Y 0.00
1 2 Z 9.72
1 3 X -7.94
1 3 Y 0.00
1 3 Z 9.72
1 4 X -7.94
1 4 Y 0.00
1 4 Z 9.72
1 5 X -7.94
1 5 Y 5.93
1 5 Z 9.72

Line # Bearing # Dir
Load
kips

Auto generation details:
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Generated Wind Load on Structure

Angle of wind = 60.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 17.000 psf Cap 40.000 psf
Longitudinal 19.000 psf Column 40.000 psf
Overturning not considered

Loadcase ID: WL1     Name: Angle: 0

Multiplier = 1.000

Bearing loads

1 1 X -4.25
1 1 Y -8.28
1 1 Z -0.00
1 2 X -4.25
1 2 Y -0.00
1 2 Z -0.00
1 3 X -4.25
1 3 Y -0.00
1 3 Z -0.00
1 4 X -4.25
1 4 Y -0.00
1 4 Z -0.00
1 5 X -4.25
1 5 Y 8.28
1 5 Z -0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 0.00 deg Live load length = 212.50 ft 
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Loadcase ID: WL2     Name: Angle: 15

Multiplier = 1.000

Bearing loads

1 1 X -3.74
1 1 Y -7.29
1 1 Z 0.56
1 2 X -3.74
1 2 Y 0.00
1 2 Z 0.56
1 3 X -3.74
1 3 Y 0.00
1 3 Z 0.56
1 4 X -3.74
1 4 Y 0.00
1 4 Z 0.56
1 5 X -3.74
1 5 Y 7.29
1 5 Z 0.56

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 15.00 deg Live load length = 212.50 ft 

Loadcase ID: WL3     Name: Angle: 30

Multiplier = 1.000
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Bearing loads

1 1 X -3.48
1 1 Y -6.79
1 1 Z 1.12
1 2 X -3.48
1 2 Y 0.00
1 2 Z 1.12
1 3 X -3.48
1 3 Y 0.00
1 3 Z 1.12
1 4 X -3.48
1 4 Y 0.00
1 4 Z 1.12
1 5 X -3.48
1 5 Y 6.79
1 5 Z 1.12

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 30.00 deg Live load length = 212.50 ft 

Loadcase ID: WL4     Name: Angle: 45

Multiplier = 1.000
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Bearing loads

1 1 X -2.81
1 1 Y -5.47
1 1 Z 1.49
1 2 X -2.81
1 2 Y 0.00
1 2 Z 1.49
1 3 X -2.81
1 3 Y 0.00
1 3 Z 1.49
1 4 X -2.81
1 4 Y 0.00
1 4 Z 1.49
1 5 X -2.81
1 5 Y 5.47
1 5 Z 1.49

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 45.00 deg Live load length = 212.50 ft 

Loadcase ID: WL5     Name: Angle: 60

Multiplier = 1.000
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Bearing loads

1 1 X -1.45
1 1 Y -2.82
1 1 Z 1.77
1 2 X -1.45
1 2 Y 0.00
1 2 Z 1.77
1 3 X -1.45
1 3 Y 0.00
1 3 Z 1.77
1 4 X -1.45
1 4 Y 0.00
1 4 Z 1.77
1 5 X -1.45
1 5 Y 2.82
1 5 Z 1.77

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 60.00 deg Live load length = 212.50 ft 
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Selected load groups

SERVICE GROUP I
SERVICE GROUP IA
SERVICE GROUP II
SERVICE GROUP III
SERVICE GROUP IV
SERVICE GROUP V
SERVICE GROUP VI
SERVICE GROUP VII
SERVICE GROUP VIII
SERVICE GROUP IX
LOAD FACTOR GROUP I
LOAD FACTOR GROUP IA
LOAD FACTOR GROUP II
LOAD FACTOR GROUP III
LOAD FACTOR GROUP IV
LOAD FACTOR GROUP V
LOAD FACTOR GROUP VI
LOAD FACTOR GROUP VII
LOAD FACTOR GROUP VIII
LOAD FACTOR GROUP IX
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COMBINATIONS

LOAD COMBINATIONS - AASHTO STANDARD

Comb #     1  (SER GP I        ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #     2  (SER GP IA       ) = 1.00 (  1.00 D1 )
Comb #     3  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     4  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     5  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #     6  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #     7  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #     8  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #     9  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    10  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    11  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    12  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    13  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    14  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    15  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    16  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    17  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    18  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    19  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    20  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    21  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    22  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    23  (SER GP IV       ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    24  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    25  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    26  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    27  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    28  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    29  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    30  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    31  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    32  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    33  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    34  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    35  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    36  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    37  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    38  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    39  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    40  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    41  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    42  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    43  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
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Comb #    44  (SER GP VII      ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    45  (SER GP VIII     ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    46  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    47  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    48  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    49  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    50  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    51  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    52  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    53  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    54  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    55  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    56  (LFR GP I        ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    57  (LFR GP IA       ) = 1.30 (  1.00 D1 )
Comb #    58  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    59  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    60  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    61  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    62  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    63  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    64  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    65  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    66  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    67  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    68  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    69  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    70  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    71  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    72  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    73  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    74  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    75  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    76  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    77  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    78  (LFR GP IV       ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    79  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    80  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    81  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    82  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    83  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    84  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    85  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    86  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    87  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    88  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    89  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    90  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    91  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    92  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    93  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    94  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
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Comb #    95  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    96  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    97  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    98  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    99  (LFR GP VII      ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #   100  (LFR GP VIII     ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #   101  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #   102  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #   103  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #   104  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #   105  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   106  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   107  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   108  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   109  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   110  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )

Load Combinations for Columns only: 

Comb #     1C (LFR GP I        ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #     2C (LFR GP I        ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #     3C (LFR GP IA       ) = 1.30 (  1.00 D1 )
Comb #     4C (LFR GP IA       ) = 1.30 (  0.75 D1 )
Comb #     5C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     6C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     7C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     8C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     9C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    10C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    11C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    12C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    13C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    14C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    15C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    16C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    17C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    18C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    19C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    20C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    21C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    22C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    23C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    24C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    25C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    26C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    27C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    28C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
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Comb #    29C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    30C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    31C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    32C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    33C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    34C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    35C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    36C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    37C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    38C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    39C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    40C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    41C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    42C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    43C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    44C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    45C (LFR GP IV       ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    46C (LFR GP IV       ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    47C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    48C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    49C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    50C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    51C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    52C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    53C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    54C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    55C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    56C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    57C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    58C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    59C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    60C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    61C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    62C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    63C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    64C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    65C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    66C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    67C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    68C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    69C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    70C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    71C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    72C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    73C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    74C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    75C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    76C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    77C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    78C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    79C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
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Comb #    80C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    81C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    82C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    83C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    84C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    85C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    86C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    87C (LFR GP VII      ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    88C (LFR GP VII      ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    89C (LFR GP VIII     ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    90C (LFR GP VIII     ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    91C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    92C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    93C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    94C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    95C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    96C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    97C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    98C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    99C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   100C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   101C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   102C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   103C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   104C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   105C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   106C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   107C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   108C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   109C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #   110C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
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ANALYSIS RESULTS

Global Coordinate System, Units: kip kft

LOAD CASES RESULTS FROM FRAME ANALYSIS:

Loadcase ID: SELF     Name: Self Load of Structure

1 1 -0.12 223.83 0.00 -0.00 0.00 2.34
1 2 0.12 -94.50 0.00 -0.00 0.00 4.67
2 3 0.12 223.83 0.00 -0.00 0.00 -2.34
2 4 -0.12 -94.50 0.00 -0.00 0.00 -4.67
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 0.00 -11.81 0.00 0.00 0.00 15.50
4 7 0.00 36.03 0.00 0.00 0.00 -144.22
5 7 0.00 -36.03 0.00 0.00 0.00 144.22
5 8 0.00 37.80 0.00 0.00 0.00 -158.76
6 8 0.00 -37.80 0.00 0.00 0.00 158.76
6 2 0.00 45.00 0.00 0.00 0.00 -225.00
7 2 -0.12 49.50 0.00 0.00 0.00 220.33
7 9 0.12 -41.34 0.00 0.00 0.00 -138.00
8 9 -0.12 41.34 0.00 0.00 0.00 138.00
8 10 0.12 -40.53 0.00 0.00 0.00 -130.57
9 10 -0.12 40.53 0.00 0.00 0.00 130.57
9 11 0.12 -18.90 0.00 0.00 0.00 12.23
10 11 -0.12 18.90 0.00 0.00 0.00 -12.23
10 12 0.12 0.00 0.00 0.00 0.00 51.92
11 12 -0.12 0.00 0.00 0.00 0.00 -51.92
11 13 0.12 18.90 0.00 0.00 0.00 12.23
12 13 -0.12 -18.90 0.00 0.00 0.00 -12.23
12 14 0.12 40.53 0.00 0.00 0.00 -130.57
13 14 -0.12 -40.53 0.00 0.00 0.00 130.57
13 15 0.12 41.34 0.00 0.00 0.00 -138.00
14 15 -0.12 -41.34 0.00 0.00 0.00 138.00
14 4 0.12 49.50 0.00 0.00 0.00 -220.33
15 4 0.00 45.00 0.00 0.00 0.00 225.00
15 16 0.00 -37.80 0.00 0.00 0.00 -158.76
16 16 0.00 37.80 0.00 0.00 0.00 158.76
16 17 0.00 -36.03 0.00 0.00 0.00 -144.22
17 17 0.00 36.03 0.00 0.00 0.00 144.22
17 18 0.00 -11.81 0.00 0.00 0.00 -15.50
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: D1     Name: 

1 1 -4.97 2100.50 0.00 -0.00 0.00 94.76
1 2 4.97 -2100.50 0.00 -0.00 0.00 189.56
2 3 4.97 2100.50 0.00 -0.00 0.00 -94.76
2 4 -4.97 -2100.50 0.00 -0.00 0.00 -189.56
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 0.00 -770.00 0.00 0.00 0.00 0.00
4 7 0.00 770.00 0.00 0.00 0.00 -4143.36
5 7 0.00 -770.00 0.00 0.00 0.00 4143.36
5 8 0.00 770.00 0.00 0.00 0.00 -4446.75
6 8 0.00 -770.00 0.00 0.00 0.00 4446.75
6 2 0.00 770.00 0.00 0.00 0.00 -5678.75
7 2 -4.97 1330.50 0.00 0.00 0.00 5489.19
7 9 4.97 -1330.50 0.00 0.00 0.00 -3077.66
8 9 -4.97 443.50 0.00 0.00 0.00 3077.66
8 10 4.97 -443.50 0.00 0.00 0.00 -2997.16
9 10 -4.97 443.50 0.00 0.00 0.00 2997.16
9 11 4.97 -443.50 0.00 0.00 0.00 -865.70
10 11 -4.97 443.50 0.00 0.00 0.00 865.70
10 12 4.97 -443.50 0.00 0.00 0.00 997.00
11 12 -4.97 -443.50 0.00 0.00 0.00 -997.00
11 13 4.97 443.50 0.00 0.00 0.00 -865.70
12 13 -4.97 -443.50 0.00 0.00 0.00 865.70
12 14 4.97 443.50 0.00 0.00 0.00 -2997.16
13 14 -4.97 -443.50 0.00 0.00 0.00 2997.16
13 15 4.97 443.50 0.00 0.00 0.00 -3077.66
14 15 -4.97 -1330.50 0.00 0.00 0.00 3077.66
14 4 4.97 1330.50 0.00 0.00 0.00 -5489.19
15 4 0.00 770.00 0.00 0.00 0.00 5678.75
15 16 0.00 -770.00 0.00 0.00 0.00 -4446.75
16 16 0.00 770.00 0.00 0.00 0.00 4446.75
16 17 0.00 -770.00 0.00 0.00 0.00 -4143.36
17 17 0.00 770.00 0.00 0.00 0.00 4143.36
17 18 0.00 -770.00 0.00 0.00 0.00 0.00
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: SF1     Name: 

1 1 -1.41 -0.03 0.00 -0.00 0.00 6.79
1 2 -0.00 0.03 0.00 -0.00 0.00 0.31
2 3 -1.41 0.03 0.00 -0.00 0.00 6.79
2 4 -0.00 -0.03 0.00 -0.00 0.00 0.31
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 0.00 0.00 0.00 0.00 0.00 0.00
4 7 0.00 0.00 0.00 0.00 0.00 0.00
5 7 0.00 0.00 0.00 0.00 0.00 0.00
5 8 0.00 0.00 0.00 0.00 0.00 0.00
6 8 0.00 0.00 0.00 0.00 0.00 0.00
6 2 0.00 0.00 0.00 0.00 0.00 0.00
7 2 0.00 -0.03 0.00 0.00 0.00 -0.31
7 9 0.00 0.03 0.00 0.00 0.00 0.26
8 9 0.00 -0.03 0.00 0.00 0.00 -0.26
8 10 0.00 0.03 0.00 0.00 0.00 0.25
9 10 0.00 -0.03 0.00 0.00 0.00 -0.25
9 11 0.00 0.03 0.00 0.00 0.00 0.12

10 11 0.00 -0.03 0.00 0.00 0.00 -0.12
10 12 0.00 0.03 0.00 0.00 0.00 0.00
11 12 0.00 -0.03 0.00 0.00 0.00 0.00
11 13 0.00 0.03 0.00 0.00 0.00 -0.12
12 13 0.00 -0.03 0.00 0.00 0.00 0.12
12 14 0.00 0.03 0.00 0.00 0.00 -0.25
13 14 0.00 -0.03 0.00 0.00 0.00 0.25
13 15 0.00 0.03 0.00 0.00 0.00 -0.26
14 15 0.00 -0.03 0.00 0.00 0.00 0.26
14 4 0.00 0.03 0.00 0.00 0.00 -0.31
15 4 0.00 0.00 0.00 0.00 0.00 0.00
15 16 0.00 0.00 0.00 0.00 0.00 0.00
16 16 0.00 0.00 0.00 0.00 0.00 0.00
16 17 0.00 0.00 0.00 0.00 0.00 0.00
17 17 0.00 0.00 0.00 0.00 0.00 0.00
17 18 0.00 0.00 0.00 0.00 0.00 0.00
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W1     Name: Angle: 0

1 1 69.03 197.61 0.00 -0.00 0.00 -1920.00
1 2 -59.27 -197.61 0.00 -0.00 0.00 -1735.56
2 3 68.44 -375.75 0.00 -0.00 0.00 -1908.66
2 4 -58.68 375.75 0.00 -0.00 0.00 -1712.88
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -23.35 -32.62 0.00 0.00 0.00 70.05
4 7 23.35 32.62 0.00 0.00 0.00 -245.60
5 7 -23.35 -32.62 0.00 0.00 0.00 245.60
5 8 23.35 32.62 0.00 0.00 0.00 -258.45
6 8 -23.35 -32.62 0.00 0.00 0.00 258.45
6 2 23.35 32.62 0.00 0.00 0.00 -310.65
7 2 35.92 164.98 0.00 0.00 0.00 2046.21
7 9 -35.92 -164.98 0.00 0.00 0.00 -1747.18
8 9 12.57 200.61 0.00 0.00 0.00 1817.23
8 10 -12.57 -200.61 0.00 0.00 0.00 -1780.81
9 10 12.57 200.61 0.00 0.00 0.00 1780.81
9 11 -12.57 -200.61 0.00 0.00 0.00 -816.66

10 11 12.57 200.61 0.00 0.00 0.00 816.66
10 12 -12.57 -200.61 0.00 0.00 0.00 25.91
11 12 -11.98 236.24 0.00 0.00 0.00 44.14
11 13 11.98 -236.24 0.00 0.00 0.00 948.08
12 13 -11.98 236.24 0.00 0.00 0.00 -948.08
12 14 11.98 -236.24 0.00 0.00 0.00 2083.47
13 14 -11.98 236.24 0.00 0.00 0.00 -2083.47
13 15 11.98 -236.24 0.00 0.00 0.00 2126.35
14 15 -35.33 271.87 0.00 0.00 0.00 -2056.30
14 4 35.33 -271.87 0.00 0.00 0.00 2549.06
15 4 23.35 -103.88 0.00 0.00 0.00 -836.18
15 16 -23.35 103.88 0.00 0.00 0.00 669.97
16 16 23.35 -103.88 0.00 0.00 0.00 -669.97
16 17 -23.35 103.88 0.00 0.00 0.00 629.04
17 17 23.35 -103.88 0.00 0.00 0.00 -629.04
17 18 -23.35 103.88 0.00 0.00 0.00 70.05
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W2     Name: Angle: 15

1 1 62.39 181.82 -9.95 -533.13 -0.32 -1722.24
1 2 -52.97 -181.82 7.99 23.02 0.32 -1563.61
2 3 62.39 -181.82 -9.95 -533.13 0.32 -1722.24
2 4 -52.97 181.82 7.99 23.02 -0.32 -1563.61
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.04 0.00 -0.05 0.00
4 6 -20.55 -15.36 3.11 9.21 0.05 61.65
4 7 20.55 15.36 -3.19 -9.21 -16.99 -144.30
5 7 -20.55 -15.36 3.19 9.21 16.99 144.30
5 8 20.55 15.36 -3.19 -9.21 -18.25 -150.35
6 8 -20.55 -15.36 3.19 9.21 18.25 150.35
6 2 20.55 15.36 -3.22 -9.21 -23.38 -174.93
7 2 32.42 166.46 -4.77 -13.81 23.06 1738.54
7 9 -32.42 -166.46 4.74 13.81 -14.44 -1436.84
8 9 11.87 166.46 -1.67 -4.60 14.44 1498.49
8 10 -11.87 -166.46 1.67 4.60 -14.14 -1468.27
9 10 11.87 166.46 -1.67 -4.60 14.14 1468.27
9 11 -11.87 -166.46 1.60 4.60 -6.29 -668.29

10 11 11.87 166.46 -1.60 -4.60 6.29 668.29
10 12 -11.87 -166.46 1.53 4.60 0.29 30.82
11 12 -11.87 166.46 1.53 4.60 -0.29 30.82
11 13 11.87 -166.46 -1.60 -4.60 -6.29 668.29
12 13 -11.87 166.46 1.60 4.60 6.29 -668.29
12 14 11.87 -166.46 -1.67 -4.60 -14.14 1468.27
13 14 -11.87 166.46 1.67 4.60 14.14 -1468.27
13 15 11.87 -166.46 -1.67 -4.60 -14.44 1498.49
14 15 -32.42 166.46 4.74 13.81 14.44 -1436.84
14 4 32.42 -166.46 -4.77 -13.81 -23.06 1738.54
15 4 20.55 -15.36 -3.22 -9.21 23.38 -174.93
15 16 -20.55 15.36 3.19 9.21 -18.25 150.35
16 16 20.55 -15.36 -3.19 -9.21 18.25 -150.35
16 17 -20.55 15.36 3.19 9.21 -16.99 144.30
17 17 20.55 -15.36 -3.19 -9.21 16.99 -144.30
17 18 -20.55 15.36 3.11 9.21 -0.05 61.65
18 18 0.00 0.00 -0.04 0.00 0.05 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W3     Name: Angle: 30

1 1 58.57 171.11 -18.67 -946.69 -38.33 -1620.69
1 2 -50.12 -171.11 14.88 -7.54 38.33 -1475.55
2 3 58.57 -171.11 -15.41 -848.80 -38.61 -1620.69
2 4 -50.12 171.11 11.62 81.21 38.61 -1475.55
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.12 0.00 -0.16 0.00
4 6 -19.15 -14.31 6.26 18.42 0.16 57.44
4 7 19.15 14.31 -6.51 -18.42 -34.52 -134.46
5 7 -19.15 -14.31 6.51 18.42 34.52 134.46
5 8 19.15 14.31 -6.53 -18.42 -37.09 -140.10
6 8 -19.15 -14.31 6.53 18.42 37.09 140.10
6 2 19.15 14.31 -6.60 -18.42 -47.60 -163.00
7 2 30.97 156.79 -8.28 25.96 9.27 1638.55
7 9 -30.97 -156.79 8.20 -25.96 5.66 -1354.36
8 9 11.82 156.79 -2.06 44.38 -5.66 1411.81
8 10 -11.82 -156.79 2.05 -44.38 6.03 -1383.35
9 10 11.82 156.79 -2.05 44.38 -6.03 1383.35
9 11 -11.82 -156.79 1.83 -44.38 15.34 -629.81

10 11 11.82 156.79 -1.83 44.38 -15.34 629.81
10 12 -11.82 -156.79 1.63 -44.38 22.60 28.72
11 12 -11.82 156.79 4.51 62.80 -22.60 28.72
11 13 11.82 -156.79 -4.70 -62.80 3.26 629.81
12 13 -11.82 156.79 4.70 62.80 -3.26 -629.81
12 14 11.82 -156.79 -4.93 -62.80 -19.88 1383.35
13 14 -11.82 156.79 4.93 62.80 19.88 -1383.35
13 15 11.82 -156.79 -4.93 -62.80 -20.77 1411.81
14 15 -30.97 156.79 11.07 81.21 20.77 -1354.36
14 4 30.97 -156.79 -11.16 -81.21 -40.92 1638.55
15 4 19.15 -14.31 -0.46 0.00 2.32 -163.00
15 16 -19.15 14.31 0.39 0.00 -1.63 140.10
16 16 19.15 -14.31 -0.39 0.00 1.63 -140.10
16 17 -19.15 14.31 0.37 0.00 -1.48 134.46
17 17 19.15 -14.31 -0.37 0.00 1.48 -134.46
17 18 -19.15 14.31 0.12 0.00 -0.16 57.44
18 18 0.00 0.00 -0.12 0.00 0.16 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W4     Name: Angle: 45

1 1 47.80 139.24 -27.63 -1480.83 -0.87 -1322.78
1 2 -40.90 -139.24 22.27 61.40 0.87 -1204.40
2 3 47.80 -139.24 -27.63 -1480.83 0.87 -1322.78
2 4 -40.90 139.24 22.27 61.40 -0.87 -1204.40
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.23 0.00 -0.30 0.00
4 6 -15.41 -11.52 8.41 24.56 0.30 46.23
4 7 15.41 11.52 -8.87 -24.56 -46.80 -108.23
5 7 -15.41 -11.52 8.87 24.56 46.80 108.23
5 8 15.41 11.52 -8.91 -24.56 -50.31 -112.76
6 8 -15.41 -11.52 8.91 24.56 50.31 112.76
6 2 15.41 11.52 -9.05 -24.56 -64.67 -131.20
7 2 25.49 127.72 -13.22 -36.84 63.80 1335.59
7 9 -25.49 -127.72 13.07 36.84 -39.97 -1104.10
8 9 10.08 127.72 -4.88 -12.28 39.97 1150.33
8 10 -10.08 -127.72 4.87 12.28 -39.08 -1127.15
9 10 10.08 127.72 -4.87 -12.28 39.08 1127.15
9 11 -10.08 -127.72 4.45 12.28 -16.68 -513.32

10 11 10.08 127.72 -4.45 -12.28 16.68 513.32
10 12 -10.08 -127.72 4.09 12.28 1.26 23.12
11 12 -10.08 127.72 4.09 12.28 -1.26 23.12
11 13 10.08 -127.72 -4.45 -12.28 -16.68 513.32
12 13 -10.08 127.72 4.45 12.28 16.68 -513.32
12 14 10.08 -127.72 -4.87 -12.28 -39.08 1127.15
13 14 -10.08 127.72 4.87 12.28 39.08 -1127.15
13 15 10.08 -127.72 -4.88 -12.28 -39.97 1150.33
14 15 -25.49 127.72 13.07 36.84 39.97 -1104.10
14 4 25.49 -127.72 -13.22 -36.84 -63.80 1335.59
15 4 15.41 -11.52 -9.05 -24.56 64.67 -131.20
15 16 -15.41 11.52 8.91 24.56 -50.31 112.77
16 16 15.41 -11.52 -8.91 -24.56 50.31 -112.77
16 17 -15.41 11.52 8.87 24.56 -46.80 108.23
17 17 15.41 -11.52 -8.87 -24.56 46.80 -108.23
17 18 -15.41 11.52 8.41 24.56 -0.30 46.23
18 18 0.00 0.00 -0.23 0.00 0.30 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W5     Name: Angle: 60

1 1 26.67 74.59 -33.46 -1789.26 -1.05 -727.25
1 2 -21.80 -74.59 26.89 72.91 1.05 -651.95
2 3 26.67 -74.59 -33.46 -1789.26 1.05 -727.25
2 4 -21.80 74.59 26.89 72.91 -1.05 -651.95
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.32 0.00 -0.42 0.00
4 6 -7.94 -5.93 10.04 29.16 0.42 23.82
4 7 7.94 5.93 -10.71 -29.16 -56.26 -55.75
5 7 -7.94 -5.93 10.71 29.16 56.26 55.75
5 8 7.94 5.93 -10.76 -29.16 -60.49 -58.09
6 8 -7.94 -5.93 10.76 29.16 60.49 58.09
6 2 7.94 5.93 -10.95 -29.16 -77.85 -67.59
7 2 13.86 68.66 -15.94 -43.75 76.81 719.53
7 9 -13.86 -68.66 15.71 43.75 -48.12 -595.09
8 9 5.92 68.66 -5.99 -14.58 48.12 618.90
8 10 -5.92 -68.66 5.97 14.58 -47.04 -606.44
9 10 5.92 68.66 -5.97 -14.58 47.04 606.44
9 11 -5.92 -68.66 5.38 14.58 -19.77 -276.46

10 11 5.92 68.66 -5.38 -14.58 19.77 276.46
10 12 -5.92 -68.66 4.86 14.58 1.73 11.91
11 12 -5.92 68.66 4.86 14.58 -1.73 11.91
11 13 5.92 -68.66 -5.38 -14.58 -19.77 276.46
12 13 -5.92 68.66 5.38 14.58 19.77 -276.46
12 14 5.92 -68.66 -5.97 -14.58 -47.04 606.44
13 14 -5.92 68.66 5.97 14.58 47.04 -606.44
13 15 5.92 -68.66 -5.99 -14.58 -48.12 618.90
14 15 -13.86 68.66 15.71 43.75 48.12 -595.09
14 4 13.86 -68.66 -15.94 -43.75 -76.81 719.53
15 4 7.94 -5.93 -10.95 -29.16 77.85 -67.59
15 16 -7.94 5.93 10.76 29.16 -60.49 58.09
16 16 7.94 -5.93 -10.76 -29.16 60.49 -58.09
16 17 -7.94 5.93 10.71 29.16 -56.26 55.75
17 17 7.94 -5.93 -10.71 -29.16 56.26 -55.75
17 18 -7.94 5.93 10.04 29.16 -0.42 23.82
18 18 0.00 0.00 -0.32 0.00 0.42 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL1     Name: Angle: 0

1 1 10.63 43.70 0.00 -0.00 0.00 -311.20
1 2 -10.63 -43.70 0.00 -0.00 0.00 -296.65
2 3 10.63 -43.70 0.00 -0.00 0.00 -311.20
2 4 -10.63 43.70 0.00 -0.00 0.00 -296.65
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -4.25 -8.28 0.00 0.00 0.00 12.75
4 7 4.25 8.28 0.00 0.00 0.00 -57.31
5 7 -4.25 -8.28 0.00 0.00 0.00 57.31
5 8 4.25 8.28 0.00 0.00 0.00 -60.57
6 8 -4.25 -8.28 0.00 0.00 0.00 60.57
6 2 4.25 8.28 0.00 0.00 0.00 -73.83
7 2 6.38 35.42 0.00 0.00 0.00 370.48
7 9 -6.38 -35.42 0.00 0.00 0.00 -306.28
8 9 2.13 35.42 0.00 0.00 0.00 319.03
8 10 -2.13 -35.42 0.00 0.00 0.00 -312.60
9 10 2.13 35.42 0.00 0.00 0.00 312.60
9 11 -2.13 -35.42 0.00 0.00 0.00 -142.38

10 11 2.13 35.42 0.00 0.00 0.00 142.38
10 12 -2.13 -35.42 0.00 0.00 0.00 6.38
11 12 -2.13 35.42 0.00 0.00 0.00 6.38
11 13 2.13 -35.42 0.00 0.00 0.00 142.38
12 13 -2.13 35.42 0.00 0.00 0.00 -142.38
12 14 2.13 -35.42 0.00 0.00 0.00 312.60
13 14 -2.13 35.42 0.00 0.00 0.00 -312.60
13 15 2.13 -35.42 0.00 0.00 0.00 319.03
14 15 -6.38 35.42 0.00 0.00 0.00 -306.28
14 4 6.38 -35.42 0.00 0.00 0.00 370.48
15 4 4.25 -8.28 0.00 0.00 0.00 -73.83
15 16 -4.25 8.28 0.00 0.00 0.00 60.57
16 16 4.25 -8.28 0.00 0.00 0.00 -60.57
16 17 -4.25 8.28 0.00 0.00 0.00 57.31
17 17 4.25 -8.28 0.00 0.00 0.00 -57.31
17 18 -4.25 8.28 0.00 0.00 0.00 12.75
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL2     Name: Angle: 15

1 1 9.35 38.46 -1.40 -84.10 -0.06 -273.86
1 2 -9.35 -38.46 1.40 4.19 0.06 -261.05
2 3 9.35 -38.46 -1.40 -84.10 0.06 -273.86
2 4 -9.35 38.46 1.40 4.19 -0.06 -261.05
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -3.74 -7.29 0.56 1.68 0.00 11.22
4 7 3.74 7.29 -0.56 -1.68 -3.01 -50.43
5 7 -3.74 -7.29 0.56 1.68 3.01 50.43
5 8 3.74 7.29 -0.56 -1.68 -3.23 -53.31
6 8 -3.74 -7.29 0.56 1.68 3.23 53.31
6 2 3.74 7.29 -0.56 -1.68 -4.12 -64.97
7 2 5.61 31.17 -0.84 -2.51 4.06 326.02
7 9 -5.61 -31.17 0.84 2.51 -2.54 -269.53
8 9 1.87 31.17 -0.28 -0.84 2.54 280.75
8 10 -1.87 -31.17 0.28 0.84 -2.49 -275.09
9 10 1.87 31.17 -0.28 -0.84 2.49 275.09
9 11 -1.87 -31.17 0.28 0.84 -1.15 -125.30

10 11 1.87 31.17 -0.28 -0.84 1.15 125.30
10 12 -1.87 -31.17 0.28 0.84 0.02 5.61
11 12 -1.87 31.17 0.28 0.84 -0.02 5.61
11 13 1.87 -31.17 -0.28 -0.84 -1.15 125.30
12 13 -1.87 31.17 0.28 0.84 1.15 -125.30
12 14 1.87 -31.17 -0.28 -0.84 -2.49 275.09
13 14 -1.87 31.17 0.28 0.84 2.49 -275.09
13 15 1.87 -31.17 -0.28 -0.84 -2.54 280.75
14 15 -5.61 31.17 0.84 2.51 2.54 -269.53
14 4 5.61 -31.17 -0.84 -2.51 -4.06 326.02
15 4 3.74 -7.29 -0.56 -1.68 4.12 -64.97
15 16 -3.74 7.29 0.56 1.68 -3.23 53.31
16 16 3.74 -7.29 -0.56 -1.68 3.23 -53.31
16 17 -3.74 7.29 0.56 1.68 -3.01 50.43
17 17 3.74 -7.29 -0.56 -1.68 3.01 -50.43
17 18 -3.74 7.29 0.56 1.68 0.00 11.22
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL3     Name: Angle: 30

1 1 8.71 35.83 -2.79 -168.21 -0.12 -255.19
1 2 -8.71 -35.83 2.79 8.38 0.12 -243.26
2 3 8.71 -35.83 -2.79 -168.21 0.12 -255.19
2 4 -8.71 35.83 2.79 8.38 -0.12 -243.26
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -3.49 -6.79 1.12 3.35 0.00 10.46
4 7 3.49 6.79 -1.12 -3.35 -6.01 -47.00
5 7 -3.49 -6.79 1.12 3.35 6.01 47.00
5 8 3.49 6.79 -1.12 -3.35 -6.45 -49.67
6 8 -3.49 -6.79 1.12 3.35 6.45 49.67
6 2 3.49 6.79 -1.12 -3.35 -8.24 -60.54
7 2 5.23 29.04 -1.68 -5.03 8.13 303.79
7 9 -5.23 -29.04 1.68 5.03 -5.09 -251.15
8 9 1.74 29.04 -0.56 -1.68 5.09 261.61
8 10 -1.74 -29.04 0.56 1.68 -4.99 -256.33
9 10 1.74 29.04 -0.56 -1.68 4.99 256.33
9 11 -1.74 -29.04 0.56 1.68 -2.30 -116.75

10 11 1.74 29.04 -0.56 -1.68 2.30 116.75
10 12 -1.74 -29.04 0.56 1.68 0.05 5.23
11 12 -1.74 29.04 0.56 1.68 -0.05 5.23
11 13 1.74 -29.04 -0.56 -1.68 -2.30 116.75
12 13 -1.74 29.04 0.56 1.68 2.30 -116.75
12 14 1.74 -29.04 -0.56 -1.68 -4.99 256.33
13 14 -1.74 29.04 0.56 1.68 4.99 -256.33
13 15 1.74 -29.04 -0.56 -1.68 -5.09 261.61
14 15 -5.23 29.04 1.68 5.03 5.09 -251.15
14 4 5.23 -29.04 -1.68 -5.03 -8.13 303.79
15 4 3.49 -6.79 -1.12 -3.35 8.24 -60.54
15 16 -3.49 6.79 1.12 3.35 -6.45 49.67
16 16 3.49 -6.79 -1.12 -3.35 6.45 -49.67
16 17 -3.49 6.79 1.12 3.35 -6.01 47.00
17 17 3.49 -6.79 -1.12 -3.35 6.01 -47.00
17 18 -3.49 6.79 1.12 3.35 0.00 10.46
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL4     Name: Angle: 45

1 1 7.01 28.84 -3.72 -224.28 -0.15 -205.39
1 2 -7.01 -28.84 3.72 11.17 0.15 -195.79
2 3 7.01 -28.84 -3.72 -224.28 0.15 -205.39
2 4 -7.01 28.84 3.72 11.17 -0.15 -195.79
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -2.81 -5.47 1.49 4.47 0.00 8.42
4 7 2.81 5.47 -1.49 -4.47 -8.02 -37.83
5 7 -2.81 -5.47 1.49 4.47 8.02 37.83
5 8 2.81 5.47 -1.49 -4.47 -8.60 -39.98
6 8 -2.81 -5.47 1.49 4.47 8.60 39.98
6 2 2.81 5.47 -1.49 -4.47 -10.99 -48.72
7 2 4.21 23.38 -2.23 -6.70 10.83 244.52
7 9 -4.21 -23.38 2.23 6.70 -6.78 -202.15
8 9 1.40 23.38 -0.74 -2.23 6.78 210.56
8 10 -1.40 -23.38 0.74 2.23 -6.65 -206.32
9 10 1.40 23.38 -0.74 -2.23 6.65 206.32
9 11 -1.40 -23.38 0.74 2.23 -3.07 -93.97

10 11 1.40 23.38 -0.74 -2.23 3.07 93.97
10 12 -1.40 -23.38 0.74 2.23 0.06 4.21
11 12 -1.40 23.38 0.74 2.23 -0.06 4.21
11 13 1.40 -23.38 -0.74 -2.23 -3.07 93.97
12 13 -1.40 23.38 0.74 2.23 3.07 -93.97
12 14 1.40 -23.38 -0.74 -2.23 -6.65 206.32
13 14 -1.40 23.38 0.74 2.23 6.65 -206.32
13 15 1.40 -23.38 -0.74 -2.23 -6.78 210.56
14 15 -4.21 23.38 2.23 6.70 6.78 -202.15
14 4 4.21 -23.38 -2.23 -6.70 -10.83 244.52
15 4 2.81 -5.47 -1.49 -4.47 10.99 -48.72
15 16 -2.81 5.47 1.49 4.47 -8.60 39.98
16 16 2.81 -5.47 -1.49 -4.47 8.60 -39.98
16 17 -2.81 5.47 1.49 4.47 -8.02 37.83
17 17 2.81 -5.47 -1.49 -4.47 8.02 -37.83
17 18 -2.81 5.47 1.49 4.47 0.00 8.42
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL5     Name: Angle: 60

1 1 3.61 14.86 -4.42 -266.32 -0.18 -105.81
1 2 -3.61 -14.86 4.42 13.27 0.18 -100.86
2 3 3.61 -14.86 -4.42 -266.32 0.18 -105.81
2 4 -3.61 14.86 4.42 13.27 -0.18 -100.86
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -1.45 -2.82 1.77 5.31 0.00 4.34
4 7 1.45 2.82 -1.77 -5.31 -9.52 -19.49
5 7 -1.45 -2.82 1.77 5.31 9.52 19.49
5 8 1.45 2.82 -1.77 -5.31 -10.22 -20.60
6 8 -1.45 -2.82 1.77 5.31 10.22 20.60
6 2 1.45 2.82 -1.77 -5.31 -13.05 -25.10
7 2 2.17 12.04 -2.65 -7.96 12.87 125.96
7 9 -2.17 -12.04 2.65 7.96 -8.06 -104.14
8 9 0.72 12.04 -0.88 -2.65 8.06 108.47
8 10 -0.72 -12.04 0.88 2.65 -7.90 -106.29
9 10 0.72 12.04 -0.88 -2.65 7.90 106.29
9 11 -0.72 -12.04 0.88 2.65 -3.64 -48.41
10 11 0.72 12.04 -0.88 -2.65 3.64 48.41
10 12 -0.72 -12.04 0.88 2.65 0.07 2.17
11 12 -0.72 12.04 0.88 2.65 -0.07 2.17
11 13 0.72 -12.04 -0.88 -2.65 -3.64 48.41
12 13 -0.72 12.04 0.88 2.65 3.64 -48.41
12 14 0.72 -12.04 -0.88 -2.65 -7.90 106.29
13 14 -0.72 12.04 0.88 2.65 7.90 -106.29
13 15 0.72 -12.04 -0.88 -2.65 -8.06 108.47
14 15 -2.17 12.04 2.65 7.96 8.06 -104.14
14 4 2.17 -12.04 -2.65 -7.96 -12.87 125.96
15 4 1.45 -2.82 -1.77 -5.31 13.05 -25.10
15 16 -1.45 2.82 1.77 5.31 -10.22 20.60
16 16 1.45 -2.82 -1.77 -5.31 10.22 -20.60
16 17 -1.45 2.82 1.77 5.31 -9.52 19.49
17 17 1.45 -2.82 -1.77 -5.31 9.52 -19.49
17 18 -1.45 2.82 1.77 5.31 0.00 4.34
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 3

1 1 62.53 2521.91 0.00 -0.00 0.00 -1816.11
1 2 -54.18 -2392.58 0.00 -0.00 0.00 -1541.02
2 3 72.12 1948.60 0.00 -0.00 0.00 -1998.97
2 4 -63.77 -1819.27 0.00 -0.00 0.00 -1906.81
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 -23.35 -814.44 0.00 0.00 0.00 85.56
4 7 23.35 838.65 0.00 0.00 0.00 -4533.18
5 7 -23.35 -838.65 0.00 0.00 0.00 4533.18
5 8 23.35 840.42 0.00 0.00 0.00 -4863.96
6 8 -23.35 -840.42 0.00 0.00 0.00 4863.96
6 2 23.35 847.62 0.00 0.00 0.00 -6214.40
7 2 30.83 1544.96 0.00 0.00 0.00 7755.42
7 9 -30.83 -1536.80 0.00 0.00 0.00 -4962.58
8 9 7.48 685.43 0.00 0.00 0.00 5032.63
8 10 -7.48 -684.61 0.00 0.00 0.00 -4908.29
9 10 7.48 684.61 0.00 0.00 0.00 4908.29
9 11 -7.48 -662.99 0.00 0.00 0.00 -1670.02
10 11 7.48 662.99 0.00 0.00 0.00 1670.02
10 12 -7.48 -644.09 0.00 0.00 0.00 1074.84
11 12 -17.07 -207.28 0.00 0.00 0.00 -1004.78
11 13 17.07 226.18 0.00 0.00 0.00 94.50
12 13 -17.07 -226.18 0.00 0.00 0.00 -94.50
12 14 17.07 247.81 0.00 0.00 0.00 -1044.51
13 14 -17.07 -247.81 0.00 0.00 0.00 1044.51
13 15 17.07 248.63 0.00 0.00 0.00 -1089.57
14 15 -40.42 -1100.00 0.00 0.00 0.00 1159.62
14 4 40.42 1108.16 0.00 0.00 0.00 -3160.76
15 4 23.35 711.12 0.00 0.00 0.00 5067.57
15 16 -23.35 -703.92 0.00 0.00 0.00 -3935.54
16 16 23.35 703.92 0.00 0.00 0.00 3935.54
16 17 -23.35 -702.14 0.00 0.00 0.00 -3658.54
17 17 23.35 702.14 0.00 0.00 0.00 3658.54
17 18 -23.35 -677.93 0.00 0.00 0.00 54.55
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 8

1 1 -75.53 2126.69 0.00 -0.00 0.00 2023.88
1 2 64.37 -1997.36 0.00 -0.00 0.00 1930.10
2 3 -64.76 2700.11 0.00 -0.00 0.00 1818.36
2 4 53.59 -2570.78 0.00 -0.00 0.00 1518.95
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 23.35 -749.19 0.00 0.00 0.00 -54.55
4 7 -23.35 773.40 0.00 0.00 0.00 -4041.98
5 7 23.35 -773.40 0.00 0.00 0.00 4041.98
5 8 -23.35 775.18 0.00 0.00 0.00 -4347.06
6 8 23.35 -775.18 0.00 0.00 0.00 4347.06
6 2 -23.35 782.38 0.00 0.00 0.00 -5593.10
7 2 -41.02 1214.99 0.00 0.00 0.00 3663.00
7 9 41.02 -1206.83 0.00 0.00 0.00 -1468.23
8 9 -17.66 284.20 0.00 0.00 0.00 1398.17
8 10 17.66 -283.38 0.00 0.00 0.00 -1346.66
9 10 -17.66 283.38 0.00 0.00 0.00 1346.66
9 11 17.66 -261.76 0.00 0.00 0.00 -36.69
10 11 -17.66 261.76 0.00 0.00 0.00 36.69
10 12 17.66 -242.86 0.00 0.00 0.00 1023.01
11 12 6.89 -679.77 0.00 0.00 0.00 -1093.06
11 13 -6.89 698.67 0.00 0.00 0.00 -1801.67
12 13 6.89 -698.67 0.00 0.00 0.00 1801.67
12 14 -6.89 720.30 0.00 0.00 0.00 -5211.45
13 14 6.89 -720.30 0.00 0.00 0.00 5211.45
13 15 -6.89 721.11 0.00 0.00 0.00 -5342.26
14 15 30.24 -1643.74 0.00 0.00 0.00 5272.21
14 4 -30.24 1651.90 0.00 0.00 0.00 -8258.89
15 4 -23.35 918.88 0.00 0.00 0.00 6739.93
15 16 23.35 -911.68 0.00 0.00 0.00 -5275.48
16 16 -23.35 911.68 0.00 0.00 0.00 5275.48
16 17 23.35 -909.91 0.00 0.00 0.00 -4916.62
17 17 -23.35 909.91 0.00 0.00 0.00 4916.62
17 18 23.35 -885.69 0.00 0.00 0.00 -85.56
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 56

1 1 -8.45 3021.59 0.00 -0.00 0.00 135.05
1 2 6.62 -2853.46 0.00 -0.00 0.00 252.90
2 3 4.79 3021.66 0.00 -0.00 0.00 -117.39
2 4 -6.62 -2853.54 0.00 -0.00 0.00 -252.11
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 0.00 -1016.36 0.00 0.00 0.00 20.16
4 7 0.00 1047.84 0.00 0.00 0.00 -5573.85
5 7 0.00 -1047.84 0.00 0.00 0.00 5573.85
5 8 0.00 1050.14 0.00 0.00 0.00 -5987.16
6 8 0.00 -1050.14 0.00 0.00 0.00 5987.16
6 2 0.00 1059.50 0.00 0.00 0.00 -7674.88
7 2 -6.62 1793.96 0.00 0.00 0.00 7421.97
7 9 6.62 -1783.36 0.00 0.00 0.00 -4180.02
8 9 -6.62 630.26 0.00 0.00 0.00 4180.02
8 10 6.62 -629.20 0.00 0.00 0.00 -4065.72
9 10 -6.62 629.20 0.00 0.00 0.00 4065.72
9 11 6.62 -601.08 0.00 0.00 0.00 -1109.36
10 11 -6.62 601.08 0.00 0.00 0.00 1109.36
10 12 6.62 -576.51 0.00 0.00 0.00 1363.60
11 12 -6.62 -576.59 0.00 0.00 0.00 -1363.60
11 13 6.62 601.16 0.00 0.00 0.00 -1109.66
12 13 -6.62 -601.16 0.00 0.00 0.00 1109.66
12 14 6.62 629.27 0.00 0.00 0.00 -4066.37
13 14 -6.62 -629.27 0.00 0.00 0.00 4066.37
13 15 6.62 630.33 0.00 0.00 0.00 -4180.69
14 15 -6.62 -1783.43 0.00 0.00 0.00 4180.69
14 4 6.62 1794.04 0.00 0.00 0.00 -7422.77
15 4 0.00 1059.50 0.00 0.00 0.00 7674.88
15 16 0.00 -1050.14 0.00 0.00 0.00 -5987.17
16 16 0.00 1050.14 0.00 0.00 0.00 5987.17
16 17 0.00 -1047.84 0.00 0.00 0.00 -5573.85
17 17 0.00 1047.84 0.00 0.00 0.00 5573.85
17 18 0.00 -1016.36 0.00 0.00 0.00 -20.16
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 58

1 1 81.29 3278.48 0.00 -0.00 0.00 -2360.95
1 2 -70.44 -3110.36 0.00 -0.00 0.00 -2003.32
2 3 93.76 2533.18 0.00 -0.00 0.00 -2598.65
2 4 -82.90 -2365.06 0.00 -0.00 0.00 -2478.85
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 -30.36 -1058.77 0.00 0.00 0.00 111.22
4 7 30.36 1090.25 0.00 0.00 0.00 -5893.13
5 7 -30.36 -1090.25 0.00 0.00 0.00 5893.13
5 8 30.36 1092.55 0.00 0.00 0.00 -6323.15
6 8 -30.36 -1092.55 0.00 0.00 0.00 6323.15
6 2 30.36 1101.91 0.00 0.00 0.00 -8078.72
7 2 40.08 2008.44 0.00 0.00 0.00 10082.05
7 9 -40.08 -1997.84 0.00 0.00 0.00 -6451.35
8 9 9.72 891.06 0.00 0.00 0.00 6542.42
8 10 -9.72 -890.00 0.00 0.00 0.00 -6380.78
9 10 9.72 890.00 0.00 0.00 0.00 6380.78
9 11 -9.72 -861.88 0.00 0.00 0.00 -2171.02
10 11 9.72 861.88 0.00 0.00 0.00 2171.02
10 12 -9.72 -837.31 0.00 0.00 0.00 1397.29
11 12 -22.19 -269.47 0.00 0.00 0.00 -1306.22
11 13 22.19 294.04 0.00 0.00 0.00 122.85
12 13 -22.19 -294.04 0.00 0.00 0.00 -122.85
12 14 22.19 322.16 0.00 0.00 0.00 -1357.86
13 14 -22.19 -322.16 0.00 0.00 0.00 1357.86
13 15 22.19 323.22 0.00 0.00 0.00 -1416.44
14 15 -52.55 -1430.00 0.00 0.00 0.00 1507.50
14 4 52.55 1440.60 0.00 0.00 0.00 -4108.99
15 4 30.36 924.45 0.00 0.00 0.00 6587.84
15 16 -30.36 -915.09 0.00 0.00 0.00 -5116.20
16 16 30.36 915.09 0.00 0.00 0.00 5116.20
16 17 -30.36 -912.79 0.00 0.00 0.00 -4756.10
17 17 30.36 912.79 0.00 0.00 0.00 4756.10
17 18 -30.36 -881.31 0.00 0.00 0.00 70.91
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 60

1 1 67.68 3244.02 -24.28 -1230.69 -49.82 -1971.85
1 2 -58.53 -3075.90 19.35 -9.80 49.82 -1665.31
2 3 80.92 2799.22 -20.04 -1103.43 -50.19 -2224.29
2 4 -71.77 -2631.10 15.11 105.58 50.19 -2170.32
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.16 0.00 -0.21 -20.16
4 6 -24.89 -1034.96 8.14 23.95 0.21 94.83
4 7 24.89 1066.44 -8.46 -23.95 -44.88 -5748.65
5 7 -24.89 -1066.44 8.46 23.95 44.88 5748.65
5 8 24.89 1068.75 -8.49 -23.95 -48.22 -6169.30
6 8 -24.89 -1068.75 8.49 23.95 48.22 6169.30
6 2 24.89 1078.11 -8.58 -23.95 -61.88 -7886.78
7 2 33.64 1997.79 -10.76 33.74 12.05 9552.09
7 9 -33.64 -1987.19 10.66 -33.74 7.36 -5940.70
8 9 8.75 834.09 -2.67 57.69 -7.36 6015.37
8 10 -8.75 -833.03 2.66 -57.69 7.84 -5864.07
9 10 8.75 833.03 -2.66 57.69 -7.84 5864.07
9 11 -8.75 -804.91 2.37 -57.69 19.95 -1928.10
10 11 8.75 804.91 -2.37 57.69 -19.95 1928.10
10 12 -8.75 -780.34 2.12 -57.69 29.38 1400.94
11 12 -21.99 -372.76 5.86 81.63 -29.38 -1326.26
11 13 21.99 397.33 -6.11 -81.63 4.24 -290.91
12 13 -21.99 -397.33 6.11 81.63 -4.24 290.91
12 14 21.99 425.44 -6.40 -81.63 -25.84 -2268.02
13 14 -21.99 -425.44 6.40 81.63 25.84 2268.02
13 15 21.99 426.50 -6.41 -81.63 -27.01 -2345.34
14 15 -46.88 -1579.60 14.40 105.58 27.01 2420.01
14 4 46.88 1590.21 -14.51 -105.58 -53.20 -5292.65
15 4 24.89 1040.89 -0.60 0.00 3.01 7462.97
15 16 -24.89 -1031.53 0.51 0.00 -2.12 -5805.03
16 16 24.89 1031.53 -0.51 0.00 2.12 5805.03
16 17 -24.89 -1029.23 0.48 0.00 -1.93 -5399.05
17 17 24.89 1029.23 -0.48 0.00 1.93 5399.05
17 18 -24.89 -997.75 0.16 0.00 -0.21 54.52
18 18 0.00 15.36 -0.16 0.00 0.21 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 62

1 1 26.22 3118.56 -43.49 -2326.03 -1.36 -810.37
1 2 -21.71 -2950.44 34.96 94.78 1.36 -594.63
2 3 39.46 2924.69 -43.49 -2326.03 1.36 -1062.81
2 4 -34.95 -2756.56 34.96 94.78 -1.36 -1099.63
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.42 0.00 -0.55 -20.16
4 6 -10.32 -1024.07 13.06 37.91 0.55 51.12
4 7 10.32 1055.55 -13.92 -37.91 -73.13 -5646.33
5 7 -10.32 -1055.55 13.92 37.91 73.13 5646.33
5 8 10.32 1057.86 -13.98 -37.91 -78.63 -6062.68
6 8 -10.32 -1057.86 13.98 37.91 78.63 6062.68
6 2 10.32 1067.22 -14.24 -37.91 -101.21 -7762.74
7 2 11.39 1883.22 -20.72 -56.87 99.85 8357.36
7 9 -11.39 -1872.62 20.43 56.87 -62.56 -4953.63
8 9 1.07 719.52 -7.79 -18.96 62.56 4984.60
8 10 -1.07 -718.46 7.76 18.96 -61.15 -4854.09
9 10 1.07 718.46 -7.76 -18.96 61.15 4854.09
9 11 -1.07 -690.34 6.99 18.96 -25.70 -1468.76
10 11 1.07 690.34 -6.99 -18.96 25.70 1468.76
10 12 -1.07 -665.77 6.32 18.96 2.25 1379.08
11 12 -14.31 -487.33 6.32 18.96 -2.25 -1348.12
11 13 14.31 511.90 -6.99 -18.96 -25.70 -750.26
12 13 -14.31 -511.90 6.99 18.96 25.70 750.26
12 14 14.31 540.01 -7.76 -18.96 -61.15 -3278.00
13 14 -14.31 -540.01 7.76 18.96 61.15 3278.00
13 15 14.31 541.08 -7.79 -18.96 -62.56 -3376.11
14 15 -24.63 -1694.18 20.43 56.87 62.56 3407.08
14 4 24.63 1704.78 -20.72 -56.87 -99.85 -6487.38
15 4 10.32 1051.78 -14.24 -37.91 101.21 7587.01
15 16 -10.32 -1042.42 13.98 37.91 -78.63 -5911.65
16 16 10.32 1042.42 -13.98 -37.91 78.63 5911.65
16 17 -10.32 -1040.12 13.92 37.91 -73.13 -5501.37
17 17 10.32 1040.12 -13.92 -37.91 73.13 5501.37
17 18 -10.32 -1008.64 13.06 37.91 -0.55 10.81
18 18 0.00 15.36 -0.42 0.00 0.55 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 63

1 1 -98.19 2764.70 0.00 -0.00 0.00 2631.05
1 2 83.68 -2596.57 0.00 -0.00 0.00 2509.13
2 3 -84.18 3510.14 0.00 -0.00 0.00 2363.87
2 4 69.66 -3342.02 0.00 -0.00 0.00 1974.64
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 30.36 -973.95 0.00 0.00 0.00 -70.91
4 7 -30.36 1005.42 0.00 0.00 0.00 -5254.57
5 7 30.36 -1005.42 0.00 0.00 0.00 5254.57
5 8 -30.36 1007.73 0.00 0.00 0.00 -5651.17
6 8 30.36 -1007.73 0.00 0.00 0.00 5651.17
6 2 -30.36 1017.09 0.00 0.00 0.00 -7271.03
7 2 -53.32 1579.48 0.00 0.00 0.00 4761.90
7 9 53.32 -1568.88 0.00 0.00 0.00 -1908.69
8 9 -22.96 369.46 0.00 0.00 0.00 1817.63
8 10 22.96 -368.40 0.00 0.00 0.00 -1750.66
9 10 -22.96 368.40 0.00 0.00 0.00 1750.66
9 11 22.96 -340.29 0.00 0.00 0.00 -47.69
10 11 -22.96 340.29 0.00 0.00 0.00 47.69
10 12 22.96 -315.72 0.00 0.00 0.00 1329.91
11 12 8.95 -883.70 0.00 0.00 0.00 -1420.98
11 13 -8.95 908.27 0.00 0.00 0.00 -2342.17
12 13 8.95 -908.27 0.00 0.00 0.00 2342.17
12 14 -8.95 936.39 0.00 0.00 0.00 -6774.88
13 14 8.95 -936.39 0.00 0.00 0.00 6774.88
13 15 -8.95 937.45 0.00 0.00 0.00 -6944.94
14 15 39.31 -2136.87 0.00 0.00 0.00 6853.87
14 4 -39.31 2147.47 0.00 0.00 0.00 -10736.55
15 4 -30.36 1194.55 0.00 0.00 0.00 8761.91
15 16 30.36 -1185.19 0.00 0.00 0.00 -6858.13
16 16 -30.36 1185.19 0.00 0.00 0.00 6858.13
16 17 30.36 -1182.88 0.00 0.00 0.00 -6391.60
17 17 -30.36 1182.88 0.00 0.00 0.00 6391.60
17 18 30.36 -1151.40 0.00 0.00 0.00 -111.22
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 65

1 1 -84.59 2799.15 24.28 1230.69 49.82 2241.95
1 2 71.77 -2631.03 -19.35 9.80 -49.82 2171.11
2 3 -71.35 3244.10 20.04 1103.43 50.19 1989.51
2 4 58.53 -3075.97 -15.11 -105.58 -50.19 1666.11
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.16 0.00 0.21 -20.16
4 6 24.89 -997.75 -8.14 -23.95 -0.21 -54.52
4 7 -24.89 1029.23 8.46 23.95 44.88 -5399.05
5 7 24.89 -1029.23 -8.46 -23.95 -44.88 5399.05
5 8 -24.89 1031.53 8.49 23.95 48.22 -5805.03
6 8 24.89 -1031.53 -8.49 -23.95 -48.22 5805.03
6 2 -24.89 1040.89 8.58 23.95 61.88 -7462.97
7 2 -46.88 1590.13 10.76 -33.74 -12.05 5291.86
7 9 46.88 -1579.53 -10.66 33.74 -7.36 -2419.35
8 9 -21.99 426.43 2.67 -57.69 7.36 2344.67
8 10 21.99 -425.37 -2.66 57.69 -7.84 -2267.37
9 10 -21.99 425.37 2.66 -57.69 7.84 2267.37
9 11 21.99 -397.25 -2.37 57.69 -19.95 -290.61
10 11 -21.99 397.25 2.37 -57.69 19.95 290.61
10 12 21.99 -372.68 -2.12 57.69 -29.38 1326.26
11 12 8.75 -780.42 -5.86 -81.63 29.38 -1400.94
11 13 -8.75 804.99 6.11 81.63 -4.24 -1928.41
12 13 8.75 -804.99 -6.11 -81.63 4.24 1928.41
12 14 -8.75 833.10 6.40 81.63 25.84 -5864.72
13 14 8.75 -833.10 -6.40 -81.63 -25.84 5864.72
13 15 -8.75 834.16 6.41 81.63 27.01 -6016.04
14 15 33.64 -1987.26 -14.40 -105.58 -27.01 5941.36
14 4 -33.64 1997.87 14.51 105.58 53.20 -9552.89
15 4 -24.89 1078.11 0.60 0.00 -3.01 7886.78
15 16 24.89 -1068.75 -0.51 0.00 2.12 -6169.30
16 16 -24.89 1068.75 0.51 0.00 -2.12 6169.30
16 17 24.89 -1066.44 -0.48 0.00 1.93 -5748.65
17 17 -24.89 1066.44 0.48 0.00 -1.93 5748.65
17 18 24.89 -1034.96 -0.16 0.00 0.21 -94.83
18 18 0.00 15.36 0.16 0.00 -0.21 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 67

1 1 -43.13 2924.61 43.49 2326.03 1.36 1080.47
1 2 34.95 -2756.49 -34.96 -94.78 -1.36 1100.43
2 3 -29.89 3118.63 43.49 2326.03 -1.36 828.03
2 4 21.71 -2950.51 -34.96 -94.78 1.36 595.42
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.42 0.00 0.55 -20.16
4 6 10.32 -1008.64 -13.06 -37.91 -0.55 -10.81
4 7 -10.32 1040.12 13.92 37.91 73.13 -5501.37
5 7 10.32 -1040.12 -13.92 -37.91 -73.13 5501.37
5 8 -10.32 1042.42 13.98 37.91 78.63 -5911.64
6 8 10.32 -1042.42 -13.98 -37.91 -78.63 5911.64
6 2 -10.32 1051.78 14.24 37.91 101.21 -7587.01
7 2 -24.63 1704.71 20.72 56.87 -99.85 6486.58
7 9 24.63 -1694.10 -20.43 -56.87 62.56 -3406.41
8 9 -14.31 541.00 7.79 18.96 -62.56 3375.45
8 10 14.31 -539.94 -7.76 -18.96 61.15 -3277.34
9 10 -14.31 539.94 7.76 18.96 -61.15 3277.34
9 11 14.31 -511.83 -6.99 -18.96 25.70 -749.96
10 11 -14.31 511.83 6.99 18.96 -25.70 749.96
10 12 14.31 -487.26 -6.32 -18.96 -2.25 1348.12
11 12 1.07 -665.84 -6.32 -18.96 2.25 -1379.08
11 13 -1.07 690.41 6.99 18.96 25.70 -1469.06
12 13 1.07 -690.41 -6.99 -18.96 -25.70 1469.06
12 14 -1.07 718.53 7.76 18.96 61.15 -4854.75
13 14 1.07 -718.53 -7.76 -18.96 -61.15 4854.75
13 15 -1.07 719.59 7.79 18.96 62.56 -4985.26
14 15 11.39 -1872.69 -20.43 -56.87 -62.56 4954.30
14 4 -11.39 1883.29 20.72 56.87 99.85 -8358.16
15 4 -10.32 1067.22 14.24 37.91 -101.21 7762.74
15 16 10.32 -1057.86 -13.98 -37.91 78.63 -6062.68
16 16 -10.32 1057.86 13.98 37.91 -78.63 6062.68
16 17 10.32 -1055.55 -13.92 -37.91 73.13 -5646.33
17 17 -10.32 1055.55 13.92 37.91 -73.13 5646.33
17 18 10.32 -1024.07 -13.06 -37.91 0.55 -51.12
18 18 0.00 15.36 0.42 0.00 -0.55 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 5 C

1 1 81.29 3278.48 0.00 -0.00 0.00 -2360.95
1 2 -70.44 -3110.36 0.00 -0.00 0.00 -2003.32
2 3 93.76 2533.18 0.00 -0.00 0.00 -2598.65
2 4 -82.90 -2365.06 0.00 -0.00 0.00 -2478.85
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 -30.36 -1058.77 0.00 0.00 0.00 111.22
4 7 30.36 1090.25 0.00 0.00 0.00 -5893.13
5 7 -30.36 -1090.25 0.00 0.00 0.00 5893.13
5 8 30.36 1092.55 0.00 0.00 0.00 -6323.15
6 8 -30.36 -1092.55 0.00 0.00 0.00 6323.15
6 2 30.36 1101.91 0.00 0.00 0.00 -8078.72
7 2 40.08 2008.44 0.00 0.00 0.00 10082.05
7 9 -40.08 -1997.84 0.00 0.00 0.00 -6451.35
8 9 9.72 891.06 0.00 0.00 0.00 6542.42
8 10 -9.72 -890.00 0.00 0.00 0.00 -6380.78
9 10 9.72 890.00 0.00 0.00 0.00 6380.78
9 11 -9.72 -861.88 0.00 0.00 0.00 -2171.02
10 11 9.72 861.88 0.00 0.00 0.00 2171.02
10 12 -9.72 -837.31 0.00 0.00 0.00 1397.29
11 12 -22.19 -269.47 0.00 0.00 0.00 -1306.22
11 13 22.19 294.04 0.00 0.00 0.00 122.85
12 13 -22.19 -294.04 0.00 0.00 0.00 -122.85
12 14 22.19 322.16 0.00 0.00 0.00 -1357.86
13 14 -22.19 -322.16 0.00 0.00 0.00 1357.86
13 15 22.19 323.22 0.00 0.00 0.00 -1416.44
14 15 -52.55 -1430.00 0.00 0.00 0.00 1507.50
14 4 52.55 1440.60 0.00 0.00 0.00 -4108.99
15 4 30.36 924.45 0.00 0.00 0.00 6587.84
15 16 -30.36 -915.09 0.00 0.00 0.00 -5116.20
16 16 30.36 915.09 0.00 0.00 0.00 5116.20
16 17 -30.36 -912.79 0.00 0.00 0.00 -4756.10
17 17 30.36 912.79 0.00 0.00 0.00 4756.10
17 18 -30.36 -881.31 0.00 0.00 0.00 70.91
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 13 C

1 1 26.22 3118.56 -43.49 -2326.03 -1.36 -810.37
1 2 -21.71 -2950.44 34.96 94.78 1.36 -594.63
2 3 39.46 2924.69 -43.49 -2326.03 1.36 -1062.81
2 4 -34.95 -2756.56 34.96 94.78 -1.36 -1099.63
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.42 0.00 -0.55 -20.16
4 6 -10.32 -1024.07 13.06 37.91 0.55 51.12
4 7 10.32 1055.55 -13.92 -37.91 -73.13 -5646.33
5 7 -10.32 -1055.55 13.92 37.91 73.13 5646.33
5 8 10.32 1057.86 -13.98 -37.91 -78.63 -6062.68
6 8 -10.32 -1057.86 13.98 37.91 78.63 6062.68
6 2 10.32 1067.22 -14.24 -37.91 -101.21 -7762.74
7 2 11.39 1883.22 -20.72 -56.87 99.85 8357.36
7 9 -11.39 -1872.62 20.43 56.87 -62.56 -4953.63
8 9 1.07 719.52 -7.79 -18.96 62.56 4984.60
8 10 -1.07 -718.46 7.76 18.96 -61.15 -4854.09
9 10 1.07 718.46 -7.76 -18.96 61.15 4854.09
9 11 -1.07 -690.34 6.99 18.96 -25.70 -1468.76
10 11 1.07 690.34 -6.99 -18.96 25.70 1468.76
10 12 -1.07 -665.77 6.32 18.96 2.25 1379.08
11 12 -14.31 -487.33 6.32 18.96 -2.25 -1348.12
11 13 14.31 511.90 -6.99 -18.96 -25.70 -750.26
12 13 -14.31 -511.90 6.99 18.96 25.70 750.26
12 14 14.31 540.01 -7.76 -18.96 -61.15 -3278.00
13 14 -14.31 -540.01 7.76 18.96 61.15 3278.00
13 15 14.31 541.08 -7.79 -18.96 -62.56 -3376.11
14 15 -24.63 -1694.18 20.43 56.87 62.56 3407.08
14 4 24.63 1704.78 -20.72 -56.87 -99.85 -6487.38
15 4 10.32 1051.78 -14.24 -37.91 101.21 7587.01
15 16 -10.32 -1042.42 13.98 37.91 -78.63 -5911.65
16 16 10.32 1042.42 -13.98 -37.91 78.63 5911.65
16 17 -10.32 -1040.12 13.92 37.91 -73.13 -5501.37
17 17 10.32 1040.12 -13.92 -37.91 73.13 5501.37
17 18 -10.32 -1008.64 13.06 37.91 -0.55 10.81
18 18 0.00 15.36 -0.42 0.00 0.55 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 15 C

1 1 -98.19 2764.70 0.00 -0.00 0.00 2631.05
1 2 83.68 -2596.57 0.00 -0.00 0.00 2509.13
2 3 -84.18 3510.14 0.00 -0.00 0.00 2363.87
2 4 69.66 -3342.02 0.00 -0.00 0.00 1974.64
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 30.36 -973.95 0.00 0.00 0.00 -70.91
4 7 -30.36 1005.42 0.00 0.00 0.00 -5254.57
5 7 30.36 -1005.42 0.00 0.00 0.00 5254.57
5 8 -30.36 1007.73 0.00 0.00 0.00 -5651.17
6 8 30.36 -1007.73 0.00 0.00 0.00 5651.17
6 2 -30.36 1017.09 0.00 0.00 0.00 -7271.03
7 2 -53.32 1579.48 0.00 0.00 0.00 4761.90
7 9 53.32 -1568.88 0.00 0.00 0.00 -1908.69
8 9 -22.96 369.46 0.00 0.00 0.00 1817.63
8 10 22.96 -368.40 0.00 0.00 0.00 -1750.66
9 10 -22.96 368.40 0.00 0.00 0.00 1750.66
9 11 22.96 -340.29 0.00 0.00 0.00 -47.69
10 11 -22.96 340.29 0.00 0.00 0.00 47.69
10 12 22.96 -315.72 0.00 0.00 0.00 1329.91
11 12 8.95 -883.70 0.00 0.00 0.00 -1420.98
11 13 -8.95 908.27 0.00 0.00 0.00 -2342.17
12 13 8.95 -908.27 0.00 0.00 0.00 2342.17
12 14 -8.95 936.39 0.00 0.00 0.00 -6774.88
13 14 8.95 -936.39 0.00 0.00 0.00 6774.88
13 15 -8.95 937.45 0.00 0.00 0.00 -6944.94
14 15 39.31 -2136.87 0.00 0.00 0.00 6853.87
14 4 -39.31 2147.47 0.00 0.00 0.00 -10736.55
15 4 -30.36 1194.55 0.00 0.00 0.00 8761.91
15 16 30.36 -1185.19 0.00 0.00 0.00 -6858.13
16 16 -30.36 1185.19 0.00 0.00 0.00 6858.13
16 17 30.36 -1182.88 0.00 0.00 0.00 -6391.60
17 17 -30.36 1182.88 0.00 0.00 0.00 6391.60
17 18 30.36 -1151.40 0.00 0.00 0.00 -111.22
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 23 C

1 1 -43.13 2924.61 43.49 2326.03 1.36 1080.47
1 2 34.95 -2756.49 -34.96 -94.78 -1.36 1100.43
2 3 -29.89 3118.63 43.49 2326.03 -1.36 828.03
2 4 21.71 -2950.51 -34.96 -94.78 1.36 595.42
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.42 0.00 0.55 -20.16
4 6 10.32 -1008.64 -13.06 -37.91 -0.55 -10.81
4 7 -10.32 1040.12 13.92 37.91 73.13 -5501.37
5 7 10.32 -1040.12 -13.92 -37.91 -73.13 5501.37
5 8 -10.32 1042.42 13.98 37.91 78.63 -5911.64
6 8 10.32 -1042.42 -13.98 -37.91 -78.63 5911.64
6 2 -10.32 1051.78 14.24 37.91 101.21 -7587.01
7 2 -24.63 1704.71 20.72 56.87 -99.85 6486.58
7 9 24.63 -1694.10 -20.43 -56.87 62.56 -3406.41
8 9 -14.31 541.00 7.79 18.96 -62.56 3375.45
8 10 14.31 -539.94 -7.76 -18.96 61.15 -3277.34
9 10 -14.31 539.94 7.76 18.96 -61.15 3277.34
9 11 14.31 -511.83 -6.99 -18.96 25.70 -749.96
10 11 -14.31 511.83 6.99 18.96 -25.70 749.96
10 12 14.31 -487.26 -6.32 -18.96 -2.25 1348.12
11 12 1.07 -665.84 -6.32 -18.96 2.25 -1379.08
11 13 -1.07 690.41 6.99 18.96 25.70 -1469.06
12 13 1.07 -690.41 -6.99 -18.96 -25.70 1469.06
12 14 -1.07 718.53 7.76 18.96 61.15 -4854.75
13 14 1.07 -718.53 -7.76 -18.96 -61.15 4854.75
13 15 -1.07 719.59 7.79 18.96 62.56 -4985.26
14 15 11.39 -1872.69 -20.43 -56.87 -62.56 4954.30
14 4 -11.39 1883.29 20.72 56.87 99.85 -8358.16
15 4 -10.32 1067.22 14.24 37.91 -101.21 7762.74
15 16 10.32 -1057.86 -13.98 -37.91 78.63 -6062.68
16 16 -10.32 1057.86 13.98 37.91 -78.63 6062.68
16 17 10.32 -1055.55 -13.92 -37.91 73.13 -5646.33
17 17 -10.32 1055.55 13.92 37.91 -73.13 5646.33
17 18 10.32 -1024.07 -13.06 -37.91 0.55 -51.12
18 18 0.00 15.36 0.42 0.00 -0.55 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00

Memb Node
Fx
kip

Fy
kip

Fz
kip

Mx
kft

My
kft

Mz
kft

Combination No. 23 C

Group Id: LFR GP II Name: LOAD FACTOR GROUP II
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COLUMN DESIGN

COLUMN DESIGN - Column: 2  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: P - Delta.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 5000.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 4286.8 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From

ft
To
ft

Hook
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Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.

Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch
in

From
ft

To
ft

Design values used after P-Delta Analysis ( e-min effect included ).

4.93 5C 95.1 2510.1 0.0 -464.4 0.0 -2858.7
62.14 5C -84.3 2341.9 0.0 -433.3 -0.0 -2731.0
4.93 13C 39.5 2915.7 -44.1 -3720.0 -5.9 -1164.4
62.14 13C -35.0 2747.6 35.6 508.3 -5.9 -1190.4

Loc
ft

Comb
Fx
kips

Fy
kips

Fz
kips

Mx
kips-ft

My
kips-ft

Mz
kips-ft

COLUMN DESIGN

4.93 13C 2915.7 3720.0 1164.4 5770.6 17.38 1.00 1.48039 
62.14 5C 2341.9 433.3 2731.0 5738.5 80.99 1.00 2.07531 

Bot/Top Elev.
ft

Comb
Pu
kips

Mux
kips-ft

Muz
kips-ft

pMn
kips-ft

Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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COLUMN DESIGN - Column: 1  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: P - Delta.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 5000.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 4286.8 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From
ft

To
ft

Hook

Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.
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Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch
in

From
ft

To
ft

Design values used after P-Delta Analysis ( e-min effect included ).

4.93 15C -99.6 2739.4 0.0 -506.8 0.0 2915.2
62.14 15C 85.0 2571.3 0.0 -475.7 -0.0 2783.6
4.93 23C -43.2 2915.6 44.2 3720.0 -5.9 1182.3
62.14 23C 35.0 2747.5 -35.6 -508.3 -5.9 1191.5

Loc
ft

Comb
Fx
kips

Fy
kips

Fz
kips

Mx
kips-ft

My
kips-ft

Mz
kips-ft

COLUMN DESIGN

4.93 23C 2915.6 3720.0 1182.3 5768.4 17.63 1.00 1.47779 
62.14 15C 2571.3 475.7 2783.6 5765.8 80.30 1.00 2.04178 

Bot/Top Elev.
ft

Comb
Pu
kips

Mux
kips-ft

Muz
kips-ft

pMn
kips-ft

Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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COLUMN DESIGN - Column: 1  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: P - Delta.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 5000.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 4286.8 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From

ft
To
ft

Hook

Sheet # 1 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: 6_FactoredLong.rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.

Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch

in
From

ft
To
ft

Design values used after P-Delta Analysis ( e-min effect included ).

4.93 15C -107.7 2742.0 0.0 -507.3 0.0 3133.7
62.14 15C 93.1 2573.8 0.0 -476.2 -0.0 3055.8
4.93 23C -50.8 2916.5 44.2 3720.6 -4.4 1351.5
62.14 23C 42.6 2748.3 -35.6 -508.4 -4.4 1467.1

Loc
ft

Comb
Fx

kips
Fy

kips
Fz

kips
Mx

kips-ft
My

kips-ft
Mz

kips-ft

COLUMN DESIGN

4.93 23C 2916.5 3720.6 1351.5 5753.1 19.96 1.00 1.45339 
62.14 15C 2573.8 476.2 3055.8 5763.1 81.14 1.00 1.86346 

Bot/Top Elev.
ft

Comb
Pu

kips
Mux

kips-ft
Muz

kips-ft
pMn

kips-ft
Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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PROJECT DATA

PROJECT DATA

Project:
User Job No.:
Designer:
Date: Jun/15/2015
Checker:
Checked date: Jun/15/2015
State:
State Job No.:
Structure type: Pier.
Pier View: Upstation.
Code: AASHTO STANDARD (17th Edition 2002)
Comments:
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PIER GEOMETRY

Pier Info:

Pier View: Upstation.
Pier Type: Multi Column

Cap Shape

Cap Shape: Stepped
Top Elevations: start = 65.14 ft end = 65.14 ft 
Depth(Z) = 60.00 in Skew angle = 0.00 Reduction of I = 0.350 

Variable Cap Properties

8.40 72.00
8.40 72.00
8.40 72.00
8.40 72.00
8.40 72.00

Distance(X)
ft

Height(Y)
in

Column Shape : Round

Number of columns: 2

Column number 1

Location from the left edge of the cap(X): 10.00 ft
Elevations: bottom = 4.93 ft top = 62.14 ft Reduction of I = 0.700
Column Bottom is Fixed

Column Section Dimensions

Diameter = 54.00 in 

Column number 2

Location from the left edge of the cap(X): 32.00 ft
Elevations: bottom = 4.93 ft top = 62.14 ft Reduction of I = 0.700
Column Bottom is Fixed

Column Section Dimensions

Diameter = 54.00 in 
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STRUCTURE MODEL

Frame Model Structure:

Column No. 1
1 1 - 0.00

2 - 57.21 57.21
Column No. 2

2 3 - 0.00
4 - 57.21 57.21

Cap
3 5 - 0.00

6 - 2.63 2.63
4 6 - 2.63

7 - f 8.01 5.38
5 7 - f 8.01

8 - 8.40 0.39
6 8 - 8.40

2 - 10.00 1.60
7 2 - 10.00

9 - 11.81 1.81
8 9 - 11.81

10 - f 11.99 0.18
9 10 - f 11.99

11 - 16.80 4.81
10 11 - 16.80

12 - 21.00 4.20
11 12 - 21.00

13 - 25.20 4.20
12 13 - 25.20

14 - f 30.01 4.81
13 14 - f 30.01

15 - 30.19 0.18
14 15 - 30.19

4 - 32.00 1.81
15 4 - 32.00

16 - 33.60 1.60
16 16 - 33.60

17 - f 33.99 0.39
17 17 - f 33.99

18 - 39.38 5.38
18 18 - 39.38

19 - 42.00 2.63

Member Node Hinge Check Pt
Dist 
ft

Memb length 

ft
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Node coordinates

1 10.00 4.93 fixed at ground
2 10.00 62.14 column-cap
3 32.00 4.93 fixed at ground
4 32.00 62.14 column-cap
5 0.00 62.14
6 2.63 62.14 bearing
7 8.01 62.14 face of support
8 8.40 62.14
9 11.81 62.14 bearing
10 11.99 62.14 face of support
11 16.80 62.14
12 21.00 62.14 bearing
13 25.20 62.14
14 30.01 62.14 face of support
15 30.19 62.14 bearing
16 33.60 62.14
17 33.99 62.14 face of support
18 39.38 62.14 bearing
19 42.00 62.14

Number
X
ft

Y
ft

Node type
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SUPERSTRUCTURE INFO

Superstructure info:

Total number of spans: 15
Span number rear to current pier: 7
Number of traffic lanes: 3
Barrier height : 32.00 in
Depth of slab : 7.63 in
Curb to curb distance: 38.000 ft

Beam info:

92.24 6480.00 1.00 1.00 46.12

Height
in

Section area
in^2

Inertia 

(Ixx)
in^4

Inertia 

(Iyy)
in^4

Beam CG
in

1 130.000 41.917
2 130.000 41.917
3 130.000 41.917
4 130.000 41.917
5 130.000 41.917
6 130.000 41.917
7 175.000 41.917
8 250.000 41.917
9 175.000 41.917
10 130.000 41.917
11 130.000 41.917
12 130.000 41.917
13 130.000 41.917
14 130.000 41.917
15 130.000 41.917

41.917

Span #
Span length

ft
Bridge Width

ft
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BEARING POINTS

Number of bearing lines: 1

First bearing line      Eccentricity = -0.00 ft

1 2.63
2 11.81
3 21.00
4 30.19
5 39.38

Point
Distance

ft
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MATERIAL PROPERTIES

MATERIAL PROPERTIES

Concrete Type normal normal normal
Concrete Strength (psi) 6500.00 5000.00 5000.00
Concrete Density (lb/ft3) 150.00 150.00 150.00
Concrete Modulus Ec (ksi) 4887.73 4286.83 4286.83
Steel Strength Fy (ksi) 60.00 60.00 60.00

Cap Column Footing
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DESIGN PARAMETERS

DESIGN PARAMETERS

AASHTO STANDARD Code

Strength Reduction factors for reinf. concrete

Flexure and tension 0.90
Shear and torsion (normal) 0.85
Shear and torsion (lightweight) 0.85
Axial compression (ties) 0.70
Axial compression (spiral) 0.75

Multi presence factors for live load

1 Lane 1.00
2 Lanes 1.00
3 Lanes 0.90
4 Lanes 0.75
5 Lanes 0.75
6 Lanes 0.75

Cap 170.00 2.00 2.00 1.15
Column 170.00 2.00 1.15
Footing 130.00 3.00 3.00 1.00

Crack control factor
kip/ft

Clear cover
in

Clear side cover
in

Impact factors
(auto calculation)

Degree of fixity in foundations for Moment Magnify Method: Ga = 1.00

SEISMIC DESIGN PARAMETERS

Strength Reduction factors for reinf. Concrete Seismic Design

Flexure and tension 0.90
Shear and torsion (normal) 0.85
Shear and torsion (lightweight) 0.85
Axial compression ( ties ) 0.70
Axial compression ( spiral ) 0.75

Seismic Overstrength

Flexure and tension 1.30
Axial compression ( ties ) 1.30
Axial compression ( spiral ) 1.30

Response Modification Factor 1.00

Use core area for plastic hinging calculations.
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Design Factors

Cap Design Factor 1.20
Footing Design Factor 1.20

Plastic Hinge Moment

Use actual computed Plastic Hinging Moment for each column in all combinations.
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LOADS

Pier Info:

Pier View: Upstation.

Load Cases: 12

Loadcase ID: D1     Name: 

Multiplier = 1.000

Bearing loads

1 1 Y -770.00
1 2 Y -887.00
1 3 Y -887.00
1 4 Y -887.00
1 5 Y -770.00

Line # Bearing # Dir
Load
kips

Loadcase ID: SF1     Name: 

Multiplier = 1.000

Column loads

1 Force X 1.410 kips 0.09
2 Force X 1.410 kips 0.09

Col # Type Dir Mag1 y1/L Mag2 y2/L
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Loadcase ID: W1     Name: Angle: 0

Multiplier = 1.000

Cap loads

Force X 0.00 -1.20 kips 0.50

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.180 klf 0.00 0.95
1 UDL X -0.180 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -23.35
1 1 Y -32.62
1 1 Z -0.00
1 2 X -23.35
1 2 Y 35.63
1 2 Z -0.00
1 3 X -23.35
1 3 Y 35.63
1 3 Z -0.00
1 4 X -23.35
1 4 Y 35.63
1 4 Z -0.00
1 5 X -23.35
1 5 Y 103.88
1 5 Z -0.00

Line # Bearing # Dir
Load
kips
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Auto generation details:

Generated Wind Load on Structure

Angle of wind = 0.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 50.000 psf Cap 40.000 psf
Longitudinal 0.000 psf Column 40.000 psf
Overturning 20.000 psf

Loadcase ID: W2     Name: Angle: 15

Multiplier = 1.000

Cap loads

Force X 0.00 -3.20 kips 0.50
UDL Z 0.01 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.174 klf 0.00 0.95
2 UDL Z 0.036 klf 0.00 0.95
1 UDL X -0.174 klf 0.00 0.95
1 UDL Z 0.036 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Sheet # 12 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: 6_FactoredLong.rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Bearing loads

1 1 X -20.55
1 1 Y -15.36
1 1 Z 3.07
1 2 X -20.55
1 2 Y 0.00
1 2 Z 3.07
1 3 X -20.55
1 3 Y 0.00
1 3 Z 3.07
1 4 X -20.55
1 4 Y 0.00
1 4 Z 3.07
1 5 X -20.55
1 5 Y 15.36
1 5 Z 3.07

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 15.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 44.000 psf Cap 40.000 psf
Longitudinal 6.000 psf Column 40.000 psf
Overturning not considered

Loadcase ID: W3     Name: Angle: 30

Multiplier = 1.000

Cap loads

Force X 0.00 -4.50 kips 0.50
UDL Z 0.05 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L
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Column loads

2 UDL X -0.156 klf 0.00 0.95
2 UDL Z 0.070 klf 0.00 0.95
1 UDL X -0.156 klf 0.00 0.95
1 UDL Z 0.070 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -19.15
1 1 Y -14.31
1 1 Z 6.14
1 2 X -19.15
1 2 Y 0.00
1 2 Z 6.14
1 3 X -19.15
1 3 Y 0.00
1 3 Z 6.14
1 4 X -19.15
1 4 Y 0.00
1 4 Z 6.14
1 5 X -19.15
1 5 Y 14.31
1 5 Z 0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 30.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 41.000 psf Cap 40.000 psf
Longitudinal 12.000 psf Column 40.000 psf
Overturning not considered
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Loadcase ID: W4     Name: Angle: 45

Multiplier = 1.000

Cap loads

Force X 0.00 -4.75 kips 0.50
UDL Z 0.09 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.127 klf 0.00 0.95
2 UDL Z 0.099 klf 0.00 0.95
1 UDL X -0.127 klf 0.00 0.95
1 UDL Z 0.099 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L
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Bearing loads

1 1 X -15.41
1 1 Y -11.52
1 1 Z 8.19
1 2 X -15.41
1 2 Y 0.00
1 2 Z 8.19
1 3 X -15.41
1 3 Y 0.00
1 3 Z 8.19
1 4 X -15.41
1 4 Y 0.00
1 4 Z 8.19
1 5 X -15.41
1 5 Y 11.52
1 5 Z 8.19
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00
1 1 X 0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Structure

Angle of wind = 45.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 33.000 psf Cap 40.000 psf
Longitudinal 16.000 psf Column 40.000 psf
Overturning not considered
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Loadcase ID: W5     Name: Angle: 60

Multiplier = 1.000

Cap loads

Force X 0.00 -3.90 kips 0.50
UDL Z 0.12 klf 0.00 1.00

Type Dir
Arm
ft

Mag1 x1/L Mag2 x2/L

Column loads

2 UDL X -0.090 klf 0.00 0.95
2 UDL Z 0.121 klf 0.00 0.95
1 UDL X -0.090 klf 0.00 0.95
1 UDL Z 0.121 klf 0.00 0.95

Col # Type Dir Mag1 y1/L Mag2 y2/L

Bearing loads

1 1 X -7.94
1 1 Y -5.93
1 1 Z 9.72
1 2 X -7.94
1 2 Y 0.00
1 2 Z 9.72
1 3 X -7.94
1 3 Y 0.00
1 3 Z 9.72
1 4 X -7.94
1 4 Y 0.00
1 4 Z 9.72
1 5 X -7.94
1 5 Y 5.93
1 5 Z 9.72

Line # Bearing # Dir
Load
kips

Auto generation details:
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Generated Wind Load on Structure

Angle of wind = 60.00 deg Elevation above which wind load acts = 4.93 ft
Default wind pressure:

Wind pressure for superstructure: Wind pressure for substructure:
Transverse 17.000 psf Cap 40.000 psf
Longitudinal 19.000 psf Column 40.000 psf
Overturning not considered

Loadcase ID: WL1     Name: Angle: 0

Multiplier = 1.000

Bearing loads

1 1 X -4.25
1 1 Y -8.28
1 1 Z -0.00
1 2 X -4.25
1 2 Y -0.00
1 2 Z -0.00
1 3 X -4.25
1 3 Y -0.00
1 3 Z -0.00
1 4 X -4.25
1 4 Y -0.00
1 4 Z -0.00
1 5 X -4.25
1 5 Y 8.28
1 5 Z -0.00

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 0.00 deg Live load length = 212.50 ft 
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Loadcase ID: WL2     Name: Angle: 15

Multiplier = 1.000

Bearing loads

1 1 X -3.74
1 1 Y -7.29
1 1 Z 0.56
1 2 X -3.74
1 2 Y 0.00
1 2 Z 0.56
1 3 X -3.74
1 3 Y 0.00
1 3 Z 0.56
1 4 X -3.74
1 4 Y 0.00
1 4 Z 0.56
1 5 X -3.74
1 5 Y 7.29
1 5 Z 0.56

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 15.00 deg Live load length = 212.50 ft 

Loadcase ID: WL3     Name: Angle: 30

Multiplier = 1.000
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Bearing loads

1 1 X -3.48
1 1 Y -6.79
1 1 Z 1.12
1 2 X -3.48
1 2 Y 0.00
1 2 Z 1.12
1 3 X -3.48
1 3 Y 0.00
1 3 Z 1.12
1 4 X -3.48
1 4 Y 0.00
1 4 Z 1.12
1 5 X -3.48
1 5 Y 6.79
1 5 Z 1.12

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 30.00 deg Live load length = 212.50 ft 

Loadcase ID: WL4     Name: Angle: 45

Multiplier = 1.000
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Bearing loads

1 1 X -2.81
1 1 Y -5.47
1 1 Z 1.49
1 2 X -2.81
1 2 Y 0.00
1 2 Z 1.49
1 3 X -2.81
1 3 Y 0.00
1 3 Z 1.49
1 4 X -2.81
1 4 Y 0.00
1 4 Z 1.49
1 5 X -2.81
1 5 Y 5.47
1 5 Z 1.49

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 45.00 deg Live load length = 212.50 ft 

Loadcase ID: WL5     Name: Angle: 60

Multiplier = 1.000
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Bearing loads

1 1 X -1.45
1 1 Y -2.82
1 1 Z 1.77
1 2 X -1.45
1 2 Y 0.00
1 2 Z 1.77
1 3 X -1.45
1 3 Y 0.00
1 3 Z 1.77
1 4 X -1.45
1 4 Y 0.00
1 4 Z 1.77
1 5 X -1.45
1 5 Y 2.82
1 5 Z 1.77

Line # Bearing # Dir
Load
kips

Auto generation details:

Generated Wind Load on Live Load

Angle of wind = 60.00 deg Live load length = 212.50 ft 
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Selected load groups

SERVICE GROUP I
SERVICE GROUP IA
SERVICE GROUP II
SERVICE GROUP III
SERVICE GROUP IV
SERVICE GROUP V
SERVICE GROUP VI
SERVICE GROUP VII
SERVICE GROUP VIII
SERVICE GROUP IX
LOAD FACTOR GROUP I
LOAD FACTOR GROUP IA
LOAD FACTOR GROUP II
LOAD FACTOR GROUP III
LOAD FACTOR GROUP IV
LOAD FACTOR GROUP V
LOAD FACTOR GROUP VI
LOAD FACTOR GROUP VII
LOAD FACTOR GROUP VIII
LOAD FACTOR GROUP IX
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COMBINATIONS

LOAD COMBINATIONS - AASHTO STANDARD

Comb #     1  (SER GP I        ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #     2  (SER GP IA       ) = 1.00 (  1.00 D1 )
Comb #     3  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     4  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     5  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #     6  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #     7  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #     8  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #     9  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    10  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    11  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    12  (SER GP II       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    13  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    14  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    15  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    16  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    17  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    18  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    19  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    20  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    21  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    22  (SER GP III      ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    23  (SER GP IV       ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    24  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    25  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    26  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    27  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    28  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    29  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    30  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    31  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    32  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    33  (SER GP V        ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    34  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    35  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    36  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    37  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    38  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    39  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    40  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    41  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    42  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    43  (SER GP VI       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
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Comb #    44  (SER GP VII      ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    45  (SER GP VIII     ) = 1.00 (  1.00 D1 + 1.00 SF1 )
Comb #    46  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    47  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    48  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    49  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    50  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    51  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    52  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    53  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    54  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    55  (SER GP IX       ) = 1.00 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    56  (LFR GP I        ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    57  (LFR GP IA       ) = 1.30 (  1.00 D1 )
Comb #    58  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    59  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    60  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    61  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    62  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    63  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    64  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    65  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    66  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    67  (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    68  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    69  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    70  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    71  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    72  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    73  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    74  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    75  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    76  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    77  (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    78  (LFR GP IV       ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    79  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    80  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    81  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    82  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    83  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    84  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    85  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    86  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    87  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    88  (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    89  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    90  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    91  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    92  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    93  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    94  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
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Comb #    95  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    96  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    97  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    98  (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    99  (LFR GP VII      ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #   100  (LFR GP VIII     ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #   101  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #   102  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #   103  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #   104  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #   105  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   106  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   107  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   108  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   109  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   110  (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )

Load Combinations for Columns only: 

Comb #     1C (LFR GP I        ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #     2C (LFR GP I        ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #     3C (LFR GP IA       ) = 1.30 (  1.00 D1 )
Comb #     4C (LFR GP IA       ) = 1.30 (  0.75 D1 )
Comb #     5C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     6C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #     7C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     8C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #     9C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    10C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    11C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    12C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    13C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    14C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    15C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    16C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    17C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    18C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    19C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    20C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    21C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    22C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    23C (LFR GP II       ) = 1.30 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    24C (LFR GP II       ) = 1.30 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    25C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    26C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    27C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    28C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
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Comb #    29C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    30C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    31C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    32C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    33C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    34C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    35C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    36C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    37C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    38C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    39C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    40C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    41C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    42C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    43C (LFR GP III      ) = 1.30 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    44C (LFR GP III      ) = 1.30 (  0.75 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    45C (LFR GP IV       ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    46C (LFR GP IV       ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    47C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    48C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    49C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    50C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    51C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    52C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    53C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    54C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    55C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    56C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #    57C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    58C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #    59C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    60C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #    61C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    62C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #    63C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    64C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #    65C (LFR GP V        ) = 1.25 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    66C (LFR GP V        ) = 1.25 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
Comb #    67C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    68C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W1 + 1.00 WL1 )
Comb #    69C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    70C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W2 + 1.00 WL2 )
Comb #    71C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    72C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W3 + 1.00 WL3 )
Comb #    73C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    74C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W4 + 1.00 WL4 )
Comb #    75C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    76C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 + 0.30 W5 + 1.00 WL5 )
Comb #    77C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    78C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W1 - 1.00 WL1 )
Comb #    79C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
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Comb #    80C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W2 - 1.00 WL2 )
Comb #    81C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    82C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W3 - 1.00 WL3 )
Comb #    83C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    84C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W4 - 1.00 WL4 )
Comb #    85C (LFR GP VI       ) = 1.25 (  1.00 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    86C (LFR GP VI       ) = 1.25 (  0.75 D1 + 1.00 SF1 - 0.30 W5 - 1.00 WL5 )
Comb #    87C (LFR GP VII      ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    88C (LFR GP VII      ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    89C (LFR GP VIII     ) = 1.30 (  1.00 D1 + 1.00 SF1 )
Comb #    90C (LFR GP VIII     ) = 1.30 (  0.75 D1 + 1.00 SF1 )
Comb #    91C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    92C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W1 )
Comb #    93C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    94C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W2 )
Comb #    95C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    96C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W3 )
Comb #    97C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    98C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W4 )
Comb #    99C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   100C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 + 1.00 W5 )
Comb #   101C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   102C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W1 )
Comb #   103C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   104C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W2 )
Comb #   105C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   106C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W3 )
Comb #   107C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   108C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W4 )
Comb #   109C (LFR GP IX       ) = 1.20 (  1.00 D1 + 1.00 SF1 - 1.00 W5 )
Comb #   110C (LFR GP IX       ) = 1.20 (  0.75 D1 + 1.00 SF1 - 1.00 W5 )
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ANALYSIS RESULTS

Global Coordinate System, Units: kip kft

LOAD CASES RESULTS FROM FRAME ANALYSIS:

Loadcase ID: SELF     Name: Self Load of Structure

1 1 -0.26 223.83 0.00 -0.00 0.00 5.04
1 2 0.26 -94.50 0.00 -0.00 0.00 10.08
2 3 0.26 223.83 0.00 -0.00 0.00 -5.04
2 4 -0.26 -94.50 0.00 -0.00 0.00 -10.08
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 0.00 -11.81 0.00 0.00 0.00 15.50
4 7 0.00 36.03 0.00 0.00 0.00 -144.22
5 7 0.00 -36.03 0.00 0.00 0.00 144.22
5 8 0.00 37.80 0.00 0.00 0.00 -158.76
6 8 0.00 -37.80 0.00 0.00 0.00 158.76
6 2 0.00 45.00 0.00 0.00 0.00 -225.00
7 2 -0.26 49.50 0.00 0.00 0.00 214.92
7 9 0.26 -41.34 0.00 0.00 0.00 -132.59
8 9 -0.26 41.34 0.00 0.00 0.00 132.59
8 10 0.26 -40.53 0.00 0.00 0.00 -125.16
9 10 -0.26 40.53 0.00 0.00 0.00 125.16
9 11 0.26 -18.90 0.00 0.00 0.00 17.64
10 11 -0.26 18.90 0.00 0.00 0.00 -17.64
10 12 0.26 0.00 0.00 0.00 0.00 57.33
11 12 -0.26 0.00 0.00 0.00 0.00 -57.33
11 13 0.26 18.90 0.00 0.00 0.00 17.64
12 13 -0.26 -18.90 0.00 0.00 0.00 -17.64
12 14 0.26 40.53 0.00 0.00 0.00 -125.16
13 14 -0.26 -40.53 0.00 0.00 0.00 125.16
13 15 0.26 41.34 0.00 0.00 0.00 -132.59
14 15 -0.26 -41.34 0.00 0.00 0.00 132.59
14 4 0.26 49.50 0.00 0.00 0.00 -214.92
15 4 0.00 45.00 0.00 0.00 0.00 225.00
15 16 0.00 -37.80 0.00 0.00 0.00 -158.76
16 16 0.00 37.80 0.00 0.00 0.00 158.76
16 17 0.00 -36.03 0.00 0.00 0.00 -144.22
17 17 0.00 36.03 0.00 0.00 0.00 144.22
17 18 0.00 -11.81 0.00 0.00 0.00 -15.50
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: D1     Name: 

1 1 -10.72 2100.50 0.00 -0.00 0.00 204.39
1 2 10.72 -2100.50 0.00 -0.00 0.00 408.87
2 3 10.72 2100.50 0.00 -0.00 0.00 -204.39
2 4 -10.72 -2100.50 0.00 -0.00 0.00 -408.87
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 0.00 -770.00 0.00 0.00 0.00 0.00
4 7 0.00 770.00 0.00 0.00 0.00 -4143.36
5 7 0.00 -770.00 0.00 0.00 0.00 4143.36
5 8 0.00 770.00 0.00 0.00 0.00 -4446.75
6 8 0.00 -770.00 0.00 0.00 0.00 4446.75
6 2 0.00 770.00 0.00 0.00 0.00 -5678.75
7 2 -10.72 1330.50 0.00 0.00 0.00 5269.88
7 9 10.72 -1330.50 0.00 0.00 0.00 -2858.35
8 9 -10.72 443.50 0.00 0.00 0.00 2858.35
8 10 10.72 -443.50 0.00 0.00 0.00 -2777.85
9 10 -10.72 443.50 0.00 0.00 0.00 2777.85
9 11 10.72 -443.50 0.00 0.00 0.00 -646.39
10 11 -10.72 443.50 0.00 0.00 0.00 646.39
10 12 10.72 -443.50 0.00 0.00 0.00 1216.31
11 12 -10.72 -443.50 0.00 0.00 0.00 -1216.31
11 13 10.72 443.50 0.00 0.00 0.00 -646.39
12 13 -10.72 -443.50 0.00 0.00 0.00 646.39
12 14 10.72 443.50 0.00 0.00 0.00 -2777.85
13 14 -10.72 -443.50 0.00 0.00 0.00 2777.85
13 15 10.72 443.50 0.00 0.00 0.00 -2858.35
14 15 -10.72 -1330.50 0.00 0.00 0.00 2858.35
14 4 10.72 1330.50 0.00 0.00 0.00 -5269.88
15 4 0.00 770.00 0.00 0.00 0.00 5678.75
15 16 0.00 -770.00 0.00 0.00 0.00 -4446.75
16 16 0.00 770.00 0.00 0.00 0.00 4446.75
16 17 0.00 -770.00 0.00 0.00 0.00 -4143.36
17 17 0.00 770.00 0.00 0.00 0.00 4143.36
17 18 0.00 -770.00 0.00 0.00 0.00 0.00
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: SF1     Name: 

1 1 -1.41 -0.03 0.00 -0.00 0.00 6.80
1 2 -0.00 0.03 0.00 -0.00 0.00 0.30
2 3 -1.41 0.03 0.00 -0.00 0.00 6.80
2 4 -0.00 -0.03 0.00 -0.00 0.00 0.30
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 0.00 0.00 0.00 0.00 0.00 0.00
4 7 0.00 0.00 0.00 0.00 0.00 0.00
5 7 0.00 0.00 0.00 0.00 0.00 0.00
5 8 0.00 0.00 0.00 0.00 0.00 0.00
6 8 0.00 0.00 0.00 0.00 0.00 0.00
6 2 0.00 0.00 0.00 0.00 0.00 0.00
7 2 0.00 -0.03 0.00 0.00 0.00 -0.30
7 9 0.00 0.03 0.00 0.00 0.00 0.25
8 9 0.00 -0.03 0.00 0.00 0.00 -0.25
8 10 0.00 0.03 0.00 0.00 0.00 0.25
9 10 0.00 -0.03 0.00 0.00 0.00 -0.25
9 11 0.00 0.03 0.00 0.00 0.00 0.12

10 11 0.00 -0.03 0.00 0.00 0.00 -0.12
10 12 0.00 0.03 0.00 0.00 0.00 0.00
11 12 0.00 -0.03 0.00 0.00 0.00 0.00
11 13 0.00 0.03 0.00 0.00 0.00 -0.12
12 13 0.00 -0.03 0.00 0.00 0.00 0.12
12 14 0.00 0.03 0.00 0.00 0.00 -0.25
13 14 0.00 -0.03 0.00 0.00 0.00 0.25
13 15 0.00 0.03 0.00 0.00 0.00 -0.25
14 15 0.00 -0.03 0.00 0.00 0.00 0.25
14 4 0.00 0.03 0.00 0.00 0.00 -0.30
15 4 0.00 0.00 0.00 0.00 0.00 0.00
15 16 0.00 0.00 0.00 0.00 0.00 0.00
16 16 0.00 0.00 0.00 0.00 0.00 0.00
16 17 0.00 0.00 0.00 0.00 0.00 0.00
17 17 0.00 0.00 0.00 0.00 0.00 0.00
17 18 0.00 0.00 0.00 0.00 0.00 0.00
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W1     Name: Angle: 0

1 1 69.38 194.52 0.00 -0.00 0.00 -1960.49
1 2 -59.62 -194.52 0.00 -0.00 0.00 -1714.75
2 3 68.09 -372.67 0.00 -0.00 0.00 -1936.04
2 4 -58.34 372.67 0.00 -0.00 0.00 -1665.83
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -23.35 -32.62 0.00 0.00 0.00 70.05
4 7 23.35 32.62 0.00 0.00 0.00 -245.60
5 7 -23.35 -32.62 0.00 0.00 0.00 245.60
5 8 23.35 32.62 0.00 0.00 0.00 -258.45
6 8 -23.35 -32.62 0.00 0.00 0.00 258.45
6 2 23.35 32.62 0.00 0.00 0.00 -310.65
7 2 36.27 161.90 0.00 0.00 0.00 2025.40
7 9 -36.27 -161.90 0.00 0.00 0.00 -1731.95
8 9 12.92 197.53 0.00 0.00 0.00 1802.01
8 10 -12.92 -197.53 0.00 0.00 0.00 -1766.15
9 10 12.92 197.53 0.00 0.00 0.00 1766.15
9 11 -12.92 -197.53 0.00 0.00 0.00 -816.83

10 11 12.92 197.53 0.00 0.00 0.00 816.83
10 12 -12.92 -197.53 0.00 0.00 0.00 12.80
11 12 -11.63 233.16 0.00 0.00 0.00 57.26
11 13 11.63 -233.16 0.00 0.00 0.00 922.01
12 13 -11.63 233.16 0.00 0.00 0.00 -922.01
12 14 11.63 -233.16 0.00 0.00 0.00 2042.57
13 14 -11.63 233.16 0.00 0.00 0.00 -2042.57
13 15 11.63 -233.16 0.00 0.00 0.00 2084.89
14 15 -34.98 268.79 0.00 0.00 0.00 -2014.84
14 4 34.98 -268.79 0.00 0.00 0.00 2502.02
15 4 23.35 -103.88 0.00 0.00 0.00 -836.18
15 16 -23.35 103.88 0.00 0.00 0.00 669.97
16 16 23.35 -103.88 0.00 0.00 0.00 -669.97
16 17 -23.35 103.88 0.00 0.00 0.00 629.04
17 17 23.35 -103.88 0.00 0.00 0.00 -629.04
17 18 -23.35 103.88 0.00 0.00 0.00 70.05
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W2     Name: Angle: 15

1 1 62.39 179.48 -9.95 -533.13 -0.77 -1747.95
1 2 -52.97 -179.48 7.99 23.02 0.77 -1537.90
2 3 62.39 -179.48 -9.95 -533.13 0.77 -1747.95
2 4 -52.97 179.48 7.99 23.02 -0.77 -1537.90
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.04 0.00 -0.05 0.00
4 6 -20.55 -15.36 3.11 9.21 0.05 61.65
4 7 20.55 15.36 -3.19 -9.21 -16.99 -144.30
5 7 -20.55 -15.36 3.19 9.21 16.99 144.30
5 8 20.55 15.36 -3.19 -9.21 -18.25 -150.35
6 8 -20.55 -15.36 3.19 9.21 18.25 150.35
6 2 20.55 15.36 -3.22 -9.21 -23.38 -174.93
7 2 32.42 164.12 -4.77 -13.81 22.62 1712.83
7 9 -32.42 -164.12 4.74 13.81 -14.00 -1415.37
8 9 11.87 164.12 -1.67 -4.60 14.00 1477.01
8 10 -11.87 -164.12 1.67 4.60 -13.70 -1447.22
9 10 11.87 164.12 -1.67 -4.60 13.70 1447.22
9 11 -11.87 -164.12 1.60 4.60 -5.85 -658.47

10 11 11.87 164.12 -1.60 -4.60 5.85 658.47
10 12 -11.87 -164.12 1.53 4.60 0.73 30.82
11 12 -11.87 164.12 1.53 4.60 -0.73 30.82
11 13 11.87 -164.12 -1.60 -4.60 -5.85 658.47
12 13 -11.87 164.12 1.60 4.60 5.85 -658.47
12 14 11.87 -164.12 -1.67 -4.60 -13.70 1447.22
13 14 -11.87 164.12 1.67 4.60 13.70 -1447.22
13 15 11.87 -164.12 -1.67 -4.60 -14.00 1477.01
14 15 -32.42 164.12 4.74 13.81 14.00 -1415.37
14 4 32.42 -164.12 -4.77 -13.81 -22.62 1712.83
15 4 20.55 -15.36 -3.22 -9.21 23.38 -174.93
15 16 -20.55 15.36 3.19 9.21 -18.25 150.35
16 16 20.55 -15.36 -3.19 -9.21 18.25 -150.35
16 17 -20.55 15.36 3.19 9.21 -16.99 144.30
17 17 20.55 -15.36 -3.19 -9.21 16.99 -144.30
17 18 -20.55 15.36 3.11 9.21 -0.05 61.65
18 18 0.00 0.00 -0.04 0.00 0.05 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W3     Name: Angle: 30

1 1 58.57 168.90 -18.50 -944.47 -40.00 -1644.92
1 2 -50.12 -168.90 14.71 -0.04 40.00 -1451.32
2 3 58.57 -168.90 -15.58 -851.01 -40.67 -1644.92
2 4 -50.12 168.90 11.79 73.72 40.67 -1451.32
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.12 0.00 -0.16 0.00
4 6 -19.15 -14.31 6.26 18.42 0.16 57.44
4 7 19.15 14.31 -6.51 -18.42 -34.52 -134.46
5 7 -19.15 -14.31 6.51 18.42 34.52 134.46
5 8 19.15 14.31 -6.53 -18.42 -37.09 -140.10
6 8 -19.15 -14.31 6.53 18.42 37.09 140.10
6 2 19.15 14.31 -6.60 -18.42 -47.60 -163.00
7 2 30.97 154.59 -8.11 18.46 7.60 1614.32
7 9 -30.97 -154.59 8.03 -18.46 7.03 -1334.13
8 9 11.82 154.59 -1.89 36.88 -7.03 1391.57
8 10 -11.82 -154.59 1.88 -36.88 7.37 -1363.51
9 10 11.82 154.59 -1.88 36.88 -7.37 1363.51
9 11 -11.82 -154.59 1.66 -36.88 15.86 -620.55

10 11 11.82 154.59 -1.66 36.88 -15.86 620.55
10 12 -11.82 -154.59 1.46 -36.88 22.41 28.72
11 12 -11.82 154.59 4.68 55.30 -22.41 28.72
11 13 11.82 -154.59 -4.87 -55.30 2.35 620.55
12 13 -11.82 154.59 4.87 55.30 -2.35 -620.55
12 14 11.82 -154.59 -5.10 -55.30 -21.60 1363.51
13 14 -11.82 154.59 5.10 55.30 21.60 -1363.51
13 15 11.82 -154.59 -5.10 -55.30 -22.53 1391.57
14 15 -30.97 154.59 11.24 73.72 22.53 -1334.13
14 4 30.97 -154.59 -11.33 -73.72 -42.98 1614.32
15 4 19.15 -14.31 -0.46 0.00 2.32 -163.00
15 16 -19.15 14.31 0.39 0.00 -1.63 140.10
16 16 19.15 -14.31 -0.39 0.00 1.63 -140.10
16 17 -19.15 14.31 0.37 0.00 -1.48 134.46
17 17 19.15 -14.31 -0.37 0.00 1.48 -134.46
17 18 -19.15 14.31 0.12 0.00 -0.16 57.44
18 18 0.00 0.00 -0.12 0.00 0.16 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: W4     Name: Angle: 45

1 1 47.80 137.45 -27.63 -1480.83 -2.08 -1342.53
1 2 -40.90 -137.45 22.27 61.40 2.08 -1184.65
2 3 47.80 -137.45 -27.63 -1480.83 2.08 -1342.53
2 4 -40.90 137.45 22.27 61.40 -2.08 -1184.65
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.23 0.00 -0.30 0.00
4 6 -15.41 -11.52 8.41 24.56 0.30 46.23
4 7 15.41 11.52 -8.87 -24.56 -46.80 -108.23
5 7 -15.41 -11.52 8.87 24.56 46.80 108.23
5 8 15.41 11.52 -8.91 -24.56 -50.31 -112.76
6 8 -15.41 -11.52 8.91 24.56 50.31 112.76
6 2 15.41 11.52 -9.05 -24.56 -64.67 -131.20
7 2 25.49 125.93 -13.22 -36.84 62.59 1315.85
7 9 -25.49 -125.93 13.07 36.84 -38.76 -1087.60
8 9 10.08 125.93 -4.88 -12.28 38.76 1133.84
8 10 -10.08 -125.93 4.87 12.28 -37.88 -1110.98
9 10 10.08 125.93 -4.87 -12.28 37.88 1110.98
9 11 -10.08 -125.93 4.45 12.28 -15.48 -505.78

10 11 10.08 125.93 -4.45 -12.28 15.48 505.78
10 12 -10.08 -125.93 4.09 12.28 2.47 23.12
11 12 -10.08 125.93 4.09 12.28 -2.47 23.12
11 13 10.08 -125.93 -4.45 -12.28 -15.48 505.78
12 13 -10.08 125.93 4.45 12.28 15.48 -505.78
12 14 10.08 -125.93 -4.87 -12.28 -37.88 1110.98
13 14 -10.08 125.93 4.87 12.28 37.88 -1110.98
13 15 10.08 -125.93 -4.88 -12.28 -38.76 1133.84
14 15 -25.49 125.93 13.07 36.84 38.76 -1087.60
14 4 25.49 -125.93 -13.22 -36.84 -62.59 1315.85
15 4 15.41 -11.52 -9.05 -24.56 64.67 -131.20
15 16 -15.41 11.52 8.91 24.56 -50.31 112.77
16 16 15.41 -11.52 -8.91 -24.56 50.31 -112.77
16 17 -15.41 11.52 8.87 24.56 -46.80 108.23
17 17 15.41 -11.52 -8.87 -24.56 46.80 -108.23
17 18 -15.41 11.52 8.41 24.56 -0.30 46.23
18 18 0.00 0.00 -0.23 0.00 0.30 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00

Memb Node
Fx
kip

Fy
kip

Fz
kip

Mx
kft

My
kft

Mz
kft

Sheet # 35 

Job #

Program: LEAP® Bridge V8i (SELECTseries 7) 
Heath & Lineback Engineers Inc 

Designed

Version: 14.00.00.19 Copyright © Bentley Systems, Inc. 2014 Date Jun/15/2015

www.bentley.com Phone:  1-800-778-4277 Checked

File Name: 6_FactoredLong.rcp Date Jun/15/2015 

Units: US (English) Design Code: AASHTO STANDARD



Loadcase ID: W5     Name: Angle: 60

1 1 26.67 73.63 -33.46 -1789.26 -2.49 -737.88
1 2 -21.80 -73.63 26.89 72.91 2.49 -641.31
2 3 26.67 -73.63 -33.46 -1789.26 2.49 -737.88
2 4 -21.80 73.63 26.89 72.91 -2.49 -641.31
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 -0.32 0.00 -0.42 0.00
4 6 -7.94 -5.93 10.04 29.16 0.42 23.82
4 7 7.94 5.93 -10.71 -29.16 -56.26 -55.75
5 7 -7.94 -5.93 10.71 29.16 56.26 55.75
5 8 7.94 5.93 -10.76 -29.16 -60.49 -58.09
6 8 -7.94 -5.93 10.76 29.16 60.49 58.09
6 2 7.94 5.93 -10.95 -29.16 -77.85 -67.59
7 2 13.86 67.69 -15.94 -43.75 75.36 708.90
7 9 -13.86 -67.69 15.71 43.75 -46.68 -586.20
8 9 5.92 67.69 -5.99 -14.58 46.68 610.02
8 10 -5.92 -67.69 5.97 14.58 -45.60 -597.74
9 10 5.92 67.69 -5.97 -14.58 45.60 597.74
9 11 -5.92 -67.69 5.38 14.58 -18.33 -272.40

10 11 5.92 67.69 -5.38 -14.58 18.33 272.40
10 12 -5.92 -67.69 4.86 14.58 3.17 11.91
11 12 -5.92 67.69 4.86 14.58 -3.17 11.91
11 13 5.92 -67.69 -5.38 -14.58 -18.33 272.40
12 13 -5.92 67.69 5.38 14.58 18.33 -272.40
12 14 5.92 -67.69 -5.97 -14.58 -45.60 597.74
13 14 -5.92 67.69 5.97 14.58 45.60 -597.74
13 15 5.92 -67.69 -5.99 -14.58 -46.68 610.02
14 15 -13.86 67.69 15.71 43.75 46.68 -586.20
14 4 13.86 -67.69 -15.94 -43.75 -75.36 708.90
15 4 7.94 -5.93 -10.95 -29.16 77.85 -67.59
15 16 -7.94 5.93 10.76 29.16 -60.49 58.09
16 16 7.94 -5.93 -10.76 -29.16 60.49 -58.09
16 17 -7.94 5.93 10.71 29.16 -56.26 55.75
17 17 7.94 -5.93 -10.71 -29.16 56.26 -55.75
17 18 -7.94 5.93 10.04 29.16 -0.42 23.82
18 18 0.00 0.00 -0.32 0.00 0.42 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL1     Name: Angle: 0

1 1 10.63 43.20 0.00 -0.00 0.00 -316.68
1 2 -10.63 -43.20 0.00 -0.00 0.00 -291.18
2 3 10.63 -43.20 0.00 -0.00 0.00 -316.68
2 4 -10.63 43.20 0.00 -0.00 0.00 -291.18
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -4.25 -8.28 0.00 0.00 0.00 12.75
4 7 4.25 8.28 0.00 0.00 0.00 -57.31
5 7 -4.25 -8.28 0.00 0.00 0.00 57.31
5 8 4.25 8.28 0.00 0.00 0.00 -60.57
6 8 -4.25 -8.28 0.00 0.00 0.00 60.57
6 2 4.25 8.28 0.00 0.00 0.00 -73.83
7 2 6.38 34.92 0.00 0.00 0.00 365.00
7 9 -6.38 -34.92 0.00 0.00 0.00 -301.71
8 9 2.13 34.92 0.00 0.00 0.00 314.46
8 10 -2.13 -34.92 0.00 0.00 0.00 -308.12
9 10 2.13 34.92 0.00 0.00 0.00 308.12
9 11 -2.13 -34.92 0.00 0.00 0.00 -140.29

10 11 2.13 34.92 0.00 0.00 0.00 140.29
10 12 -2.13 -34.92 0.00 0.00 0.00 6.38
11 12 -2.13 34.92 0.00 0.00 0.00 6.38
11 13 2.13 -34.92 0.00 0.00 0.00 140.29
12 13 -2.13 34.92 0.00 0.00 0.00 -140.29
12 14 2.13 -34.92 0.00 0.00 0.00 308.12
13 14 -2.13 34.92 0.00 0.00 0.00 -308.12
13 15 2.13 -34.92 0.00 0.00 0.00 314.46
14 15 -6.38 34.92 0.00 0.00 0.00 -301.71
14 4 6.38 -34.92 0.00 0.00 0.00 365.00
15 4 4.25 -8.28 0.00 0.00 0.00 -73.83
15 16 -4.25 8.28 0.00 0.00 0.00 60.57
16 16 4.25 -8.28 0.00 0.00 0.00 -60.57
16 17 -4.25 8.28 0.00 0.00 0.00 57.31
17 17 4.25 -8.28 0.00 0.00 0.00 -57.31
17 18 -4.25 8.28 0.00 0.00 0.00 12.75
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL2     Name: Angle: 15

1 1 9.35 38.02 -1.40 -84.10 -0.14 -278.68
1 2 -9.35 -38.02 1.40 4.19 0.14 -256.23
2 3 9.35 -38.02 -1.40 -84.10 0.14 -278.68
2 4 -9.35 38.02 1.40 4.19 -0.14 -256.23
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -3.74 -7.29 0.56 1.68 0.00 11.22
4 7 3.74 7.29 -0.56 -1.68 -3.01 -50.43
5 7 -3.74 -7.29 0.56 1.68 3.01 50.43
5 8 3.74 7.29 -0.56 -1.68 -3.23 -53.31
6 8 -3.74 -7.29 0.56 1.68 3.23 53.31
6 2 3.74 7.29 -0.56 -1.68 -4.12 -64.97
7 2 5.61 30.73 -0.84 -2.51 3.98 321.20
7 9 -5.61 -30.73 0.84 2.51 -2.46 -265.50
8 9 1.87 30.73 -0.28 -0.84 2.46 276.72
8 10 -1.87 -30.73 0.28 0.84 -2.41 -271.14
9 10 1.87 30.73 -0.28 -0.84 2.41 271.14
9 11 -1.87 -30.73 0.28 0.84 -1.07 -123.46

10 11 1.87 30.73 -0.28 -0.84 1.07 123.46
10 12 -1.87 -30.73 0.28 0.84 0.10 5.61
11 12 -1.87 30.73 0.28 0.84 -0.10 5.61
11 13 1.87 -30.73 -0.28 -0.84 -1.07 123.46
12 13 -1.87 30.73 0.28 0.84 1.07 -123.46
12 14 1.87 -30.73 -0.28 -0.84 -2.41 271.14
13 14 -1.87 30.73 0.28 0.84 2.41 -271.14
13 15 1.87 -30.73 -0.28 -0.84 -2.46 276.72
14 15 -5.61 30.73 0.84 2.51 2.46 -265.50
14 4 5.61 -30.73 -0.84 -2.51 -3.98 321.20
15 4 3.74 -7.29 -0.56 -1.68 4.12 -64.97
15 16 -3.74 7.29 0.56 1.68 -3.23 53.31
16 16 3.74 -7.29 -0.56 -1.68 3.23 -53.31
16 17 -3.74 7.29 0.56 1.68 -3.01 50.43
17 17 3.74 -7.29 -0.56 -1.68 3.01 -50.43
17 18 -3.74 7.29 0.56 1.68 0.00 11.22
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL3     Name: Angle: 30

1 1 8.71 35.43 -2.79 -168.21 -0.27 -259.68
1 2 -8.71 -35.43 2.79 8.38 0.27 -238.76
2 3 8.71 -35.43 -2.79 -168.21 0.27 -259.68
2 4 -8.71 35.43 2.79 8.38 -0.27 -238.76
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -3.49 -6.79 1.12 3.35 0.00 10.46
4 7 3.49 6.79 -1.12 -3.35 -6.01 -47.00
5 7 -3.49 -6.79 1.12 3.35 6.01 47.00
5 8 3.49 6.79 -1.12 -3.35 -6.45 -49.67
6 8 -3.49 -6.79 1.12 3.35 6.45 49.67
6 2 3.49 6.79 -1.12 -3.35 -8.24 -60.54
7 2 5.23 28.63 -1.68 -5.03 7.97 299.30
7 9 -5.23 -28.63 1.68 5.03 -4.93 -247.40
8 9 1.74 28.63 -0.56 -1.68 4.93 257.86
8 10 -1.74 -28.63 0.56 1.68 -4.83 -252.66
9 10 1.74 28.63 -0.56 -1.68 4.83 252.66
9 11 -1.74 -28.63 0.56 1.68 -2.14 -115.04

10 11 1.74 28.63 -0.56 -1.68 2.14 115.04
10 12 -1.74 -28.63 0.56 1.68 0.20 5.23
11 12 -1.74 28.63 0.56 1.68 -0.20 5.23
11 13 1.74 -28.63 -0.56 -1.68 -2.14 115.04
12 13 -1.74 28.63 0.56 1.68 2.14 -115.04
12 14 1.74 -28.63 -0.56 -1.68 -4.83 252.66
13 14 -1.74 28.63 0.56 1.68 4.83 -252.66
13 15 1.74 -28.63 -0.56 -1.68 -4.93 257.86
14 15 -5.23 28.63 1.68 5.03 4.93 -247.40
14 4 5.23 -28.63 -1.68 -5.03 -7.97 299.30
15 4 3.49 -6.79 -1.12 -3.35 8.24 -60.54
15 16 -3.49 6.79 1.12 3.35 -6.45 49.67
16 16 3.49 -6.79 -1.12 -3.35 6.45 -49.67
16 17 -3.49 6.79 1.12 3.35 -6.01 47.00
17 17 3.49 -6.79 -1.12 -3.35 6.01 -47.00
17 18 -3.49 6.79 1.12 3.35 0.00 10.46
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL4     Name: Angle: 45

1 1 7.01 28.51 -3.72 -224.28 -0.37 -209.01
1 2 -7.01 -28.51 3.72 11.17 0.37 -192.18
2 3 7.01 -28.51 -3.72 -224.28 0.37 -209.01
2 4 -7.01 28.51 3.72 11.17 -0.37 -192.18
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -2.81 -5.47 1.49 4.47 0.00 8.42
4 7 2.81 5.47 -1.49 -4.47 -8.02 -37.83
5 7 -2.81 -5.47 1.49 4.47 8.02 37.83
5 8 2.81 5.47 -1.49 -4.47 -8.60 -39.98
6 8 -2.81 -5.47 1.49 4.47 8.60 39.98
6 2 2.81 5.47 -1.49 -4.47 -10.99 -48.72
7 2 4.21 23.05 -2.23 -6.70 10.62 240.90
7 9 -4.21 -23.05 2.23 6.70 -6.57 -199.13
8 9 1.40 23.05 -0.74 -2.23 6.57 207.54
8 10 -1.40 -23.05 0.74 2.23 -6.44 -203.36
9 10 1.40 23.05 -0.74 -2.23 6.44 203.36
9 11 -1.40 -23.05 0.74 2.23 -2.86 -92.59

10 11 1.40 23.05 -0.74 -2.23 2.86 92.59
10 12 -1.40 -23.05 0.74 2.23 0.27 4.21
11 12 -1.40 23.05 0.74 2.23 -0.27 4.21
11 13 1.40 -23.05 -0.74 -2.23 -2.86 92.59
12 13 -1.40 23.05 0.74 2.23 2.86 -92.59
12 14 1.40 -23.05 -0.74 -2.23 -6.44 203.36
13 14 -1.40 23.05 0.74 2.23 6.44 -203.36
13 15 1.40 -23.05 -0.74 -2.23 -6.57 207.54
14 15 -4.21 23.05 2.23 6.70 6.57 -199.13
14 4 4.21 -23.05 -2.23 -6.70 -10.62 240.90
15 4 2.81 -5.47 -1.49 -4.47 10.99 -48.72
15 16 -2.81 5.47 1.49 4.47 -8.60 39.98
16 16 2.81 -5.47 -1.49 -4.47 8.60 -39.98
16 17 -2.81 5.47 1.49 4.47 -8.02 37.83
17 17 2.81 -5.47 -1.49 -4.47 8.02 -37.83
17 18 -2.81 5.47 1.49 4.47 0.00 8.42
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Loadcase ID: WL5     Name: Angle: 60

1 1 3.61 14.69 -4.42 -266.32 -0.43 -107.67
1 2 -3.61 -14.69 4.42 13.27 0.43 -99.00
2 3 3.61 -14.69 -4.42 -266.32 0.43 -107.67
2 4 -3.61 14.69 4.42 13.27 -0.43 -99.00
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 0.00 0.00 0.00 0.00 0.00
4 6 -1.45 -2.82 1.77 5.31 0.00 4.34
4 7 1.45 2.82 -1.77 -5.31 -9.52 -19.49
5 7 -1.45 -2.82 1.77 5.31 9.52 19.49
5 8 1.45 2.82 -1.77 -5.31 -10.22 -20.60
6 8 -1.45 -2.82 1.77 5.31 10.22 20.60
6 2 1.45 2.82 -1.77 -5.31 -13.05 -25.10
7 2 2.17 11.87 -2.65 -7.96 12.61 124.10
7 9 -2.17 -11.87 2.65 7.96 -7.80 -102.58
8 9 0.72 11.87 -0.88 -2.65 7.80 106.92
8 10 -0.72 -11.87 0.88 2.65 -7.64 -104.76
9 10 0.72 11.87 -0.88 -2.65 7.64 104.76
9 11 -0.72 -11.87 0.88 2.65 -3.39 -47.70
10 11 0.72 11.87 -0.88 -2.65 3.39 47.70
10 12 -0.72 -11.87 0.88 2.65 0.32 2.17
11 12 -0.72 11.87 0.88 2.65 -0.32 2.17
11 13 0.72 -11.87 -0.88 -2.65 -3.39 47.70
12 13 -0.72 11.87 0.88 2.65 3.39 -47.70
12 14 0.72 -11.87 -0.88 -2.65 -7.64 104.76
13 14 -0.72 11.87 0.88 2.65 7.64 -104.76
13 15 0.72 -11.87 -0.88 -2.65 -7.80 106.92
14 15 -2.17 11.87 2.65 7.96 7.80 -102.58
14 4 2.17 -11.87 -2.65 -7.96 -12.61 124.10
15 4 1.45 -2.82 -1.77 -5.31 13.05 -25.10
15 16 -1.45 2.82 1.77 5.31 -10.22 20.60
16 16 1.45 -2.82 -1.77 -5.31 10.22 -20.60
16 17 -1.45 2.82 1.77 5.31 -9.52 19.49
17 17 1.45 -2.82 -1.77 -5.31 9.52 -19.49
17 18 -1.45 2.82 1.77 5.31 0.00 4.34
18 18 0.00 0.00 0.00 0.00 0.00 0.00
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 3

1 1 56.98 2518.82 0.00 -0.00 0.00 -1744.26
1 2 -48.63 -2389.50 0.00 -0.00 0.00 -1295.49
2 3 77.67 1951.68 0.00 -0.00 0.00 -2138.67
2 4 -69.32 -1822.36 0.00 -0.00 0.00 -2084.48
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 -23.35 -814.44 0.00 0.00 0.00 85.56
4 7 23.35 838.65 0.00 0.00 0.00 -4533.18
5 7 -23.35 -838.65 0.00 0.00 0.00 4533.18
5 8 23.35 840.42 0.00 0.00 0.00 -4863.96
6 8 -23.35 -840.42 0.00 0.00 0.00 4863.96
6 2 23.35 847.62 0.00 0.00 0.00 -6214.40
7 2 25.28 1541.87 0.00 0.00 0.00 7509.89
7 9 -25.28 -1533.72 0.00 0.00 0.00 -4722.64
8 9 1.93 682.35 0.00 0.00 0.00 4792.69
8 10 -1.93 -681.53 0.00 0.00 0.00 -4668.91
9 10 1.93 681.53 0.00 0.00 0.00 4668.91
9 11 -1.93 -659.90 0.00 0.00 0.00 -1445.46
10 11 1.93 659.90 0.00 0.00 0.00 1445.46
10 12 -1.93 -641.00 0.00 0.00 0.00 1286.44
11 12 -22.62 -210.37 0.00 0.00 0.00 -1216.39
11 13 22.62 229.27 0.00 0.00 0.00 293.15
12 13 -22.62 -229.27 0.00 0.00 0.00 -293.15
12 14 22.62 250.90 0.00 0.00 0.00 -860.69
13 14 -22.62 -250.90 0.00 0.00 0.00 860.69
13 15 22.62 251.71 0.00 0.00 0.00 -906.30
14 15 -45.97 -1103.08 0.00 0.00 0.00 976.35
14 4 45.97 1111.24 0.00 0.00 0.00 -2983.08
15 4 23.35 711.12 0.00 0.00 0.00 5067.57
15 16 -23.35 -703.92 0.00 0.00 0.00 -3935.54
16 16 23.35 703.92 0.00 0.00 0.00 3935.54
16 17 -23.35 -702.14 0.00 0.00 0.00 -3658.54
17 17 23.35 702.14 0.00 0.00 0.00 3658.54
17 18 -23.35 -677.93 0.00 0.00 0.00 54.55
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 8

1 1 -81.77 2129.77 0.00 -0.00 0.00 2176.71
1 2 70.60 -2000.45 0.00 -0.00 0.00 2134.00
2 3 -58.52 2697.02 0.00 -0.00 0.00 1733.40
2 4 47.35 -2567.70 0.00 -0.00 0.00 1247.18
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 11.81 0.00 0.00 0.00 -15.50
4 6 23.35 -749.19 0.00 0.00 0.00 -54.55
4 7 -23.35 773.40 0.00 0.00 0.00 -4041.98
5 7 23.35 -773.40 0.00 0.00 0.00 4041.98
5 8 -23.35 775.18 0.00 0.00 0.00 -4347.06
6 8 23.35 -775.18 0.00 0.00 0.00 4347.06
6 2 -23.35 782.38 0.00 0.00 0.00 -5593.10
7 2 -47.25 1218.07 0.00 0.00 0.00 3459.10
7 9 47.25 -1209.92 0.00 0.00 0.00 -1258.73
8 9 -23.90 287.29 0.00 0.00 0.00 1188.68
8 10 23.90 -286.47 0.00 0.00 0.00 -1136.61
9 10 -23.90 286.47 0.00 0.00 0.00 1136.61
9 11 23.90 -264.84 0.00 0.00 0.00 188.19
10 11 -23.90 264.84 0.00 0.00 0.00 -188.19
10 12 23.90 -245.94 0.00 0.00 0.00 1260.84
11 12 0.65 -676.69 0.00 0.00 0.00 -1330.90
11 13 -0.65 695.59 0.00 0.00 0.00 -1550.88
12 13 0.65 -695.59 0.00 0.00 0.00 1550.88
12 14 -0.65 717.21 0.00 0.00 0.00 -4945.83
13 14 0.65 -717.21 0.00 0.00 0.00 4945.83
13 15 -0.65 718.03 0.00 0.00 0.00 -5076.08
14 15 24.00 -1640.66 0.00 0.00 0.00 5006.03
14 4 -24.00 1648.82 0.00 0.00 0.00 -7987.12
15 4 -23.35 918.88 0.00 0.00 0.00 6739.93
15 16 23.35 -911.68 0.00 0.00 0.00 -5275.48
16 16 -23.35 911.68 0.00 0.00 0.00 5275.48
16 17 23.35 -909.91 0.00 0.00 0.00 -4916.62
17 17 -23.35 909.91 0.00 0.00 0.00 4916.62
17 18 23.35 -885.69 0.00 0.00 0.00 -85.56
18 18 0.00 11.81 0.00 0.00 0.00 15.50
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 56

1 1 -16.11 3021.59 0.00 -0.00 0.00 281.10
1 2 14.28 -2853.46 0.00 -0.00 0.00 545.03
2 3 12.45 3021.66 0.00 -0.00 0.00 -263.43
2 4 -14.28 -2853.54 0.00 -0.00 0.00 -544.25
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 0.00 -1016.36 0.00 0.00 0.00 20.16
4 7 0.00 1047.84 0.00 0.00 0.00 -5573.85
5 7 0.00 -1047.84 0.00 0.00 0.00 5573.85
5 8 0.00 1050.14 0.00 0.00 0.00 -5987.16
6 8 0.00 -1050.14 0.00 0.00 0.00 5987.16
6 2 0.00 1059.50 0.00 0.00 0.00 -7674.88
7 2 -14.28 1793.96 0.00 0.00 0.00 7129.84
7 9 14.28 -1783.36 0.00 0.00 0.00 -3887.89
8 9 -14.28 630.26 0.00 0.00 0.00 3887.89
8 10 14.28 -629.20 0.00 0.00 0.00 -3773.59
9 10 -14.28 629.20 0.00 0.00 0.00 3773.59
9 11 14.28 -601.08 0.00 0.00 0.00 -817.22
10 11 -14.28 601.08 0.00 0.00 0.00 817.22
10 12 14.28 -576.51 0.00 0.00 0.00 1655.73
11 12 -14.28 -576.59 0.00 0.00 0.00 -1655.73
11 13 14.28 601.16 0.00 0.00 0.00 -817.52
12 13 -14.28 -601.16 0.00 0.00 0.00 817.52
12 14 14.28 629.27 0.00 0.00 0.00 -3774.23
13 14 -14.28 -629.27 0.00 0.00 0.00 3774.23
13 15 14.28 630.33 0.00 0.00 0.00 -3888.55
14 15 -14.28 -1783.43 0.00 0.00 0.00 3888.55
14 4 14.28 1794.04 0.00 0.00 0.00 -7130.63
15 4 0.00 1059.50 0.00 0.00 0.00 7674.88
15 16 0.00 -1050.14 0.00 0.00 0.00 -5987.17
16 16 0.00 1050.14 0.00 0.00 0.00 5987.17
16 17 0.00 -1047.84 0.00 0.00 0.00 -5573.85
17 17 0.00 1047.84 0.00 0.00 0.00 5573.85
17 18 0.00 -1016.36 0.00 0.00 0.00 -20.16
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 58

1 1 74.08 3274.47 0.00 -0.00 0.00 -2267.54
1 2 -63.22 -3106.35 0.00 -0.00 0.00 -1684.14
2 3 100.97 2537.19 0.00 -0.00 0.00 -2780.27
2 4 -90.12 -2369.06 0.00 -0.00 0.00 -2709.83
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 -30.36 -1058.77 0.00 0.00 0.00 111.22
4 7 30.36 1090.25 0.00 0.00 0.00 -5893.13
5 7 -30.36 -1090.25 0.00 0.00 0.00 5893.13
5 8 30.36 1092.55 0.00 0.00 0.00 -6323.15
6 8 -30.36 -1092.55 0.00 0.00 0.00 6323.15
6 2 30.36 1101.91 0.00 0.00 0.00 -8078.72
7 2 32.87 2004.43 0.00 0.00 0.00 9762.86
7 9 -32.87 -1993.83 0.00 0.00 0.00 -6139.43
8 9 2.51 887.05 0.00 0.00 0.00 6230.50
8 10 -2.51 -885.99 0.00 0.00 0.00 -6069.59
9 10 2.51 885.99 0.00 0.00 0.00 6069.59
9 11 -2.51 -857.87 0.00 0.00 0.00 -1879.10
10 11 2.51 857.87 0.00 0.00 0.00 1879.10
10 12 -2.51 -833.30 0.00 0.00 0.00 1672.37
11 12 -29.40 -273.48 0.00 0.00 0.00 -1581.30
11 13 29.40 298.05 0.00 0.00 0.00 381.09
12 13 -29.40 -298.05 0.00 0.00 0.00 -381.09
12 14 29.40 326.16 0.00 0.00 0.00 -1118.89
13 14 -29.40 -326.16 0.00 0.00 0.00 1118.89
13 15 29.40 327.23 0.00 0.00 0.00 -1178.19
14 15 -59.76 -1434.01 0.00 0.00 0.00 1269.26
14 4 59.76 1444.61 0.00 0.00 0.00 -3878.01
15 4 30.36 924.45 0.00 0.00 0.00 6587.84
15 16 -30.36 -915.09 0.00 0.00 0.00 -5116.20
16 16 30.36 915.09 0.00 0.00 0.00 5116.20
16 17 -30.36 -912.79 0.00 0.00 0.00 -4756.10
17 17 30.36 912.79 0.00 0.00 0.00 4756.10
17 18 -30.36 -881.31 0.00 0.00 0.00 70.91
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 60

1 1 60.03 3241.16 -24.06 -1227.81 -52.00 -1857.30
1 2 -50.87 -3073.04 19.13 -0.05 52.00 -1341.68
2 3 88.58 2802.09 -20.26 -1106.32 -52.87 -2401.82
2 4 -79.43 -2633.96 15.33 95.83 52.87 -2430.96
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.16 0.00 -0.21 -20.16
4 6 -24.89 -1034.96 8.14 23.95 0.21 94.83
4 7 24.89 1066.44 -8.46 -23.95 -44.88 -5748.65
5 7 -24.89 -1066.44 8.46 23.95 44.88 5748.65
5 8 24.89 1068.75 -8.49 -23.95 -48.22 -6169.30
6 8 -24.89 -1068.75 8.49 23.95 48.22 6169.30
6 2 24.89 1078.11 -8.58 -23.95 -61.88 -7886.78
7 2 25.98 1994.93 -10.54 24.00 9.87 9228.46
7 9 -25.98 -1984.33 10.43 -24.00 9.14 -5622.26
8 9 1.09 831.23 -2.45 47.94 -9.14 5696.93
8 10 -1.09 -830.17 2.44 -47.94 9.58 -5546.15
9 10 1.09 830.17 -2.44 47.94 -9.58 5546.15
9 11 -1.09 -802.05 2.15 -47.94 20.62 -1623.95
10 11 1.09 802.05 -2.15 47.94 -20.62 1623.95
10 12 -1.09 -777.48 1.90 -47.94 29.13 1693.07
11 12 -29.65 -375.62 6.08 71.89 -29.13 -1618.40
11 13 29.65 400.19 -6.33 -71.89 3.06 -10.80
12 13 -29.65 -400.19 6.33 71.89 -3.06 10.80
12 14 29.65 428.30 -6.62 -71.89 -28.08 -2001.67
13 14 -29.65 -428.30 6.62 71.89 28.08 2001.67
13 15 29.65 429.37 -6.63 -71.89 -29.28 -2079.51
14 15 -54.54 -1582.47 14.62 95.83 29.28 2154.18
14 4 54.54 1593.07 -14.73 -95.83 -55.88 -5032.01
15 4 24.89 1040.89 -0.60 0.00 3.01 7462.97
15 16 -24.89 -1031.53 0.51 0.00 -2.12 -5805.03
16 16 24.89 1031.53 -0.51 0.00 2.12 5805.03
16 17 -24.89 -1029.23 0.48 0.00 -1.93 -5399.05
17 17 24.89 1029.23 -0.48 0.00 1.93 5399.05
17 18 -24.89 -997.75 0.16 0.00 -0.21 54.52
18 18 0.00 15.36 -0.16 0.00 0.21 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 62

1 1 18.57 3117.30 -43.49 -2326.03 -3.24 -678.15
1 2 -14.06 -2949.18 34.96 94.78 3.24 -288.67
2 3 47.12 2925.94 -43.49 -2326.03 3.24 -1222.67
2 4 -42.61 -2757.82 34.96 94.78 -3.24 -1377.95
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.42 0.00 -0.55 -20.16
4 6 -10.32 -1024.07 13.06 37.91 0.55 51.12
4 7 10.32 1055.55 -13.92 -37.91 -73.13 -5646.33
5 7 -10.32 -1055.55 13.92 37.91 73.13 5646.33
5 8 10.32 1057.86 -13.98 -37.91 -78.63 -6062.68
6 8 -10.32 -1057.86 13.98 37.91 78.63 6062.68
6 2 10.32 1067.22 -14.24 -37.91 -101.21 -7762.74
7 2 3.73 1881.97 -20.72 -56.87 97.97 8051.41
7 9 -3.73 -1871.36 20.43 56.87 -60.69 -4649.96
8 9 -6.59 718.26 -7.79 -18.96 60.69 4680.92
8 10 6.59 -717.20 7.76 18.96 -59.27 -4550.64
9 10 -6.59 717.20 -7.76 -18.96 59.27 4550.64
9 11 6.59 -689.09 6.99 18.96 -23.82 -1171.35
10 11 -6.59 689.09 -6.99 -18.96 23.82 1171.35
10 12 6.59 -664.52 6.32 18.96 4.13 1671.21
11 12 -21.97 -488.58 6.32 18.96 -4.13 -1640.25
11 13 21.97 513.15 -6.99 -18.96 -23.82 -463.40
12 13 -21.97 -513.15 6.99 18.96 23.82 463.40
12 14 21.97 541.27 -7.76 -18.96 -59.27 -2997.18
13 14 -21.97 -541.27 7.76 18.96 59.27 2997.18
13 15 21.97 542.33 -7.79 -18.96 -60.69 -3095.52
14 15 -32.29 -1695.43 20.43 56.87 60.69 3126.48
14 4 32.29 1706.03 -20.72 -56.87 -97.97 -6209.06
15 4 10.32 1051.78 -14.24 -37.91 101.21 7587.01
15 16 -10.32 -1042.42 13.98 37.91 -78.63 -5911.65
16 16 10.32 1042.42 -13.98 -37.91 78.63 5911.65
16 17 -10.32 -1040.12 13.92 37.91 -73.13 -5501.37
17 17 10.32 1040.12 -13.92 -37.91 73.13 5501.37
17 18 -10.32 -1008.64 13.06 37.91 -0.55 10.81
18 18 0.00 15.36 -0.42 0.00 0.55 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 63

1 1 -106.30 2768.71 0.00 -0.00 0.00 2829.73
1 2 91.78 -2600.58 0.00 -0.00 0.00 2774.20
2 3 -76.08 3506.13 0.00 -0.00 0.00 2253.42
2 4 61.56 -3338.01 0.00 -0.00 0.00 1621.34
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 30.36 -973.95 0.00 0.00 0.00 -70.91
4 7 -30.36 1005.42 0.00 0.00 0.00 -5254.57
5 7 30.36 -1005.42 0.00 0.00 0.00 5254.57
5 8 -30.36 1007.73 0.00 0.00 0.00 -5651.17
6 8 30.36 -1007.73 0.00 0.00 0.00 5651.17
6 2 -30.36 1017.09 0.00 0.00 0.00 -7271.03
7 2 -61.43 1583.49 0.00 0.00 0.00 4496.82
7 9 61.43 -1572.89 0.00 0.00 0.00 -1636.35
8 9 -31.07 373.47 0.00 0.00 0.00 1545.28
8 10 31.07 -372.41 0.00 0.00 0.00 -1477.59
9 10 -31.07 372.41 0.00 0.00 0.00 1477.59
9 11 31.07 -344.30 0.00 0.00 0.00 244.65
10 11 -31.07 344.30 0.00 0.00 0.00 -244.65
10 12 31.07 -319.73 0.00 0.00 0.00 1639.10
11 12 0.85 -879.69 0.00 0.00 0.00 -1730.17
11 13 -0.85 904.26 0.00 0.00 0.00 -2016.14
12 13 0.85 -904.26 0.00 0.00 0.00 2016.14
12 14 -0.85 932.38 0.00 0.00 0.00 -6429.57
13 14 0.85 -932.38 0.00 0.00 0.00 6429.57
13 15 -0.85 933.44 0.00 0.00 0.00 -6598.91
14 15 31.20 -2132.86 0.00 0.00 0.00 6507.84
14 4 -31.20 2143.46 0.00 0.00 0.00 -10383.25
15 4 -30.36 1194.55 0.00 0.00 0.00 8761.91
15 16 30.36 -1185.19 0.00 0.00 0.00 -6858.13
16 16 -30.36 1185.19 0.00 0.00 0.00 6858.13
16 17 30.36 -1182.88 0.00 0.00 0.00 -6391.60
17 17 -30.36 1182.88 0.00 0.00 0.00 6391.60
17 18 30.36 -1151.40 0.00 0.00 0.00 -111.22
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 65

1 1 -92.25 2802.01 24.06 1227.81 52.00 2419.49
1 2 79.43 -2633.89 -19.13 0.05 -52.00 2431.75
2 3 -63.69 3241.23 20.26 1106.32 52.87 1874.97
2 4 50.87 -3073.11 -15.33 -95.83 -52.87 1342.47
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.16 0.00 0.21 -20.16
4 6 24.89 -997.75 -8.14 -23.95 -0.21 -54.52
4 7 -24.89 1029.23 8.46 23.95 44.88 -5399.05
5 7 24.89 -1029.23 -8.46 -23.95 -44.88 5399.05
5 8 -24.89 1031.53 8.49 23.95 48.22 -5805.03
6 8 24.89 -1031.53 -8.49 -23.95 -48.22 5805.03
6 2 -24.89 1040.89 8.58 23.95 61.88 -7462.97
7 2 -54.54 1593.00 10.54 -24.00 -9.87 5031.23
7 9 54.54 -1582.39 -10.43 24.00 -9.14 -2153.53
8 9 -29.65 429.29 2.45 -47.94 9.14 2078.85
8 10 29.65 -428.23 -2.44 47.94 -9.58 -2001.02
9 10 -29.65 428.23 2.44 -47.94 9.58 2001.02
9 11 29.65 -400.12 -2.15 47.94 -20.62 -10.50
10 11 -29.65 400.12 2.15 -47.94 20.62 10.50
10 12 29.65 -375.55 -1.90 47.94 -29.13 1618.40
11 12 1.09 -777.55 -6.08 -71.89 29.13 -1693.07
11 13 -1.09 802.12 6.33 71.89 -3.06 -1624.25
12 13 1.09 -802.12 -6.33 -71.89 3.06 1624.25
12 14 -1.09 830.24 6.62 71.89 28.08 -5546.80
13 14 1.09 -830.24 -6.62 -71.89 -28.08 5546.80
13 15 -1.09 831.30 6.63 71.89 29.28 -5697.59
14 15 25.98 -1984.40 -14.62 -95.83 -29.28 5622.91
14 4 -25.98 1995.00 14.73 95.83 55.88 -9229.25
15 4 -24.89 1078.11 0.60 0.00 -3.01 7886.78
15 16 24.89 -1068.75 -0.51 0.00 2.12 -6169.30
16 16 -24.89 1068.75 0.51 0.00 -2.12 6169.30
16 17 24.89 -1066.44 -0.48 0.00 1.93 -5748.65
17 17 -24.89 1066.44 0.48 0.00 -1.93 5748.65
17 18 24.89 -1034.96 -0.16 0.00 0.21 -94.83
18 18 0.00 15.36 0.16 0.00 -0.21 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 67

1 1 -50.79 2925.87 43.49 2326.03 3.24 1240.34
1 2 42.61 -2757.75 -34.96 -94.78 -3.24 1378.74
2 3 -22.23 3117.38 43.49 2326.03 -3.24 695.82
2 4 14.06 -2949.25 -34.96 -94.78 3.24 289.46
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.42 0.00 0.55 -20.16
4 6 10.32 -1008.64 -13.06 -37.91 -0.55 -10.81
4 7 -10.32 1040.12 13.92 37.91 73.13 -5501.37
5 7 10.32 -1040.12 -13.92 -37.91 -73.13 5501.37
5 8 -10.32 1042.42 13.98 37.91 78.63 -5911.64
6 8 10.32 -1042.42 -13.98 -37.91 -78.63 5911.64
6 2 -10.32 1051.78 14.24 37.91 101.21 -7587.01
7 2 -32.29 1705.96 20.72 56.87 -97.97 6208.27
7 9 32.29 -1695.36 -20.43 -56.87 60.69 -3125.83
8 9 -21.97 542.26 7.79 18.96 -60.69 3094.86
8 10 21.97 -541.20 -7.76 -18.96 59.27 -2996.53
9 10 -21.97 541.20 7.76 18.96 -59.27 2996.53
9 11 21.97 -513.08 -6.99 -18.96 23.82 -463.10
10 11 -21.97 513.08 6.99 18.96 -23.82 463.10
10 12 21.97 -488.51 -6.32 -18.96 -4.13 1640.25
11 12 -6.59 -664.59 -6.32 -18.96 4.13 -1671.21
11 13 6.59 689.16 6.99 18.96 23.82 -1171.65
12 13 -6.59 -689.16 -6.99 -18.96 -23.82 1171.65
12 14 6.59 717.27 7.76 18.96 59.27 -4551.29
13 14 -6.59 -717.27 -7.76 -18.96 -59.27 4551.29
13 15 6.59 718.33 7.79 18.96 60.69 -4681.58
14 15 3.73 -1871.43 -20.43 -56.87 -60.69 4650.61
14 4 -3.73 1882.04 20.72 56.87 97.97 -8052.20
15 4 -10.32 1067.22 14.24 37.91 -101.21 7762.74
15 16 10.32 -1057.86 -13.98 -37.91 78.63 -6062.68
16 16 -10.32 1057.86 13.98 37.91 -78.63 6062.68
16 17 10.32 -1055.55 -13.92 -37.91 73.13 -5646.33
17 17 -10.32 1055.55 13.92 37.91 -73.13 5646.33
17 18 10.32 -1024.07 -13.06 -37.91 0.55 -51.12
18 18 0.00 15.36 0.42 0.00 -0.55 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 5 C

1 1 74.08 3274.47 0.00 -0.00 0.00 -2267.54
1 2 -63.22 -3106.35 0.00 -0.00 0.00 -1684.14
2 3 100.97 2537.19 0.00 -0.00 0.00 -2780.27
2 4 -90.12 -2369.06 0.00 -0.00 0.00 -2709.83
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 -30.36 -1058.77 0.00 0.00 0.00 111.22
4 7 30.36 1090.25 0.00 0.00 0.00 -5893.13
5 7 -30.36 -1090.25 0.00 0.00 0.00 5893.13
5 8 30.36 1092.55 0.00 0.00 0.00 -6323.15
6 8 -30.36 -1092.55 0.00 0.00 0.00 6323.15
6 2 30.36 1101.91 0.00 0.00 0.00 -8078.72
7 2 32.87 2004.43 0.00 0.00 0.00 9762.86
7 9 -32.87 -1993.83 0.00 0.00 0.00 -6139.43
8 9 2.51 887.05 0.00 0.00 0.00 6230.50
8 10 -2.51 -885.99 0.00 0.00 0.00 -6069.59
9 10 2.51 885.99 0.00 0.00 0.00 6069.59
9 11 -2.51 -857.87 0.00 0.00 0.00 -1879.10
10 11 2.51 857.87 0.00 0.00 0.00 1879.10
10 12 -2.51 -833.30 0.00 0.00 0.00 1672.37
11 12 -29.40 -273.48 0.00 0.00 0.00 -1581.30
11 13 29.40 298.05 0.00 0.00 0.00 381.09
12 13 -29.40 -298.05 0.00 0.00 0.00 -381.09
12 14 29.40 326.16 0.00 0.00 0.00 -1118.89
13 14 -29.40 -326.16 0.00 0.00 0.00 1118.89
13 15 29.40 327.23 0.00 0.00 0.00 -1178.19
14 15 -59.76 -1434.01 0.00 0.00 0.00 1269.26
14 4 59.76 1444.61 0.00 0.00 0.00 -3878.01
15 4 30.36 924.45 0.00 0.00 0.00 6587.84
15 16 -30.36 -915.09 0.00 0.00 0.00 -5116.20
16 16 30.36 915.09 0.00 0.00 0.00 5116.20
16 17 -30.36 -912.79 0.00 0.00 0.00 -4756.10
17 17 30.36 912.79 0.00 0.00 0.00 4756.10
17 18 -30.36 -881.31 0.00 0.00 0.00 70.91
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 13 C

1 1 18.57 3117.30 -43.49 -2326.03 -3.24 -678.15
1 2 -14.06 -2949.18 34.96 94.78 3.24 -288.67
2 3 47.12 2925.94 -43.49 -2326.03 3.24 -1222.67
2 4 -42.61 -2757.82 34.96 94.78 -3.24 -1377.95
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 -0.42 0.00 -0.55 -20.16
4 6 -10.32 -1024.07 13.06 37.91 0.55 51.12
4 7 10.32 1055.55 -13.92 -37.91 -73.13 -5646.33
5 7 -10.32 -1055.55 13.92 37.91 73.13 5646.33
5 8 10.32 1057.86 -13.98 -37.91 -78.63 -6062.68
6 8 -10.32 -1057.86 13.98 37.91 78.63 6062.68
6 2 10.32 1067.22 -14.24 -37.91 -101.21 -7762.74
7 2 3.73 1881.97 -20.72 -56.87 97.97 8051.41
7 9 -3.73 -1871.36 20.43 56.87 -60.69 -4649.96
8 9 -6.59 718.26 -7.79 -18.96 60.69 4680.92
8 10 6.59 -717.20 7.76 18.96 -59.27 -4550.64
9 10 -6.59 717.20 -7.76 -18.96 59.27 4550.64
9 11 6.59 -689.09 6.99 18.96 -23.82 -1171.35
10 11 -6.59 689.09 -6.99 -18.96 23.82 1171.35
10 12 6.59 -664.52 6.32 18.96 4.13 1671.21
11 12 -21.97 -488.58 6.32 18.96 -4.13 -1640.25
11 13 21.97 513.15 -6.99 -18.96 -23.82 -463.40
12 13 -21.97 -513.15 6.99 18.96 23.82 463.40
12 14 21.97 541.27 -7.76 -18.96 -59.27 -2997.18
13 14 -21.97 -541.27 7.76 18.96 59.27 2997.18
13 15 21.97 542.33 -7.79 -18.96 -60.69 -3095.52
14 15 -32.29 -1695.43 20.43 56.87 60.69 3126.48
14 4 32.29 1706.03 -20.72 -56.87 -97.97 -6209.06
15 4 10.32 1051.78 -14.24 -37.91 101.21 7587.01
15 16 -10.32 -1042.42 13.98 37.91 -78.63 -5911.65
16 16 10.32 1042.42 -13.98 -37.91 78.63 5911.65
16 17 -10.32 -1040.12 13.92 37.91 -73.13 -5501.37
17 17 10.32 1040.12 -13.92 -37.91 73.13 5501.37
17 18 -10.32 -1008.64 13.06 37.91 -0.55 10.81
18 18 0.00 15.36 -0.42 0.00 0.55 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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Combination No. 15 C

1 1 -106.30 2768.71 0.00 -0.00 0.00 2829.73
1 2 91.78 -2600.58 0.00 -0.00 0.00 2774.20
2 3 -76.08 3506.13 0.00 -0.00 0.00 2253.42
2 4 61.56 -3338.01 0.00 -0.00 0.00 1621.34
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.00 0.00 0.00 -20.16
4 6 30.36 -973.95 0.00 0.00 0.00 -70.91
4 7 -30.36 1005.42 0.00 0.00 0.00 -5254.57
5 7 30.36 -1005.42 0.00 0.00 0.00 5254.57
5 8 -30.36 1007.73 0.00 0.00 0.00 -5651.17
6 8 30.36 -1007.73 0.00 0.00 0.00 5651.17
6 2 -30.36 1017.09 0.00 0.00 0.00 -7271.03
7 2 -61.43 1583.49 0.00 0.00 0.00 4496.82
7 9 61.43 -1572.89 0.00 0.00 0.00 -1636.35
8 9 -31.07 373.47 0.00 0.00 0.00 1545.28
8 10 31.07 -372.41 0.00 0.00 0.00 -1477.59
9 10 -31.07 372.41 0.00 0.00 0.00 1477.59
9 11 31.07 -344.30 0.00 0.00 0.00 244.65
10 11 -31.07 344.30 0.00 0.00 0.00 -244.65
10 12 31.07 -319.73 0.00 0.00 0.00 1639.10
11 12 0.85 -879.69 0.00 0.00 0.00 -1730.17
11 13 -0.85 904.26 0.00 0.00 0.00 -2016.14
12 13 0.85 -904.26 0.00 0.00 0.00 2016.14
12 14 -0.85 932.38 0.00 0.00 0.00 -6429.57
13 14 0.85 -932.38 0.00 0.00 0.00 6429.57
13 15 -0.85 933.44 0.00 0.00 0.00 -6598.91
14 15 31.20 -2132.86 0.00 0.00 0.00 6507.84
14 4 -31.20 2143.46 0.00 0.00 0.00 -10383.25
15 4 -30.36 1194.55 0.00 0.00 0.00 8761.91
15 16 30.36 -1185.19 0.00 0.00 0.00 -6858.13
16 16 -30.36 1185.19 0.00 0.00 0.00 6858.13
16 17 30.36 -1182.88 0.00 0.00 0.00 -6391.60
17 17 -30.36 1182.88 0.00 0.00 0.00 6391.60
17 18 30.36 -1151.40 0.00 0.00 0.00 -111.22
18 18 0.00 15.36 0.00 0.00 0.00 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00

Memb Node
Fx
kip

Fy
kip

Fz
kip

Mx
kft

My
kft

Mz
kft
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Combination No. 23 C

1 1 -50.79 2925.87 43.49 2326.03 3.24 1240.34
1 2 42.61 -2757.75 -34.96 -94.78 -3.24 1378.74
2 3 -22.23 3117.38 43.49 2326.03 -3.24 695.82
2 4 14.06 -2949.25 -34.96 -94.78 3.24 289.46
3 5 0.00 0.00 0.00 0.00 0.00 0.00
3 6 0.00 15.36 0.42 0.00 0.55 -20.16
4 6 10.32 -1008.64 -13.06 -37.91 -0.55 -10.81
4 7 -10.32 1040.12 13.92 37.91 73.13 -5501.37
5 7 10.32 -1040.12 -13.92 -37.91 -73.13 5501.37
5 8 -10.32 1042.42 13.98 37.91 78.63 -5911.64
6 8 10.32 -1042.42 -13.98 -37.91 -78.63 5911.64
6 2 -10.32 1051.78 14.24 37.91 101.21 -7587.01
7 2 -32.29 1705.96 20.72 56.87 -97.97 6208.27
7 9 32.29 -1695.36 -20.43 -56.87 60.69 -3125.83
8 9 -21.97 542.26 7.79 18.96 -60.69 3094.86
8 10 21.97 -541.20 -7.76 -18.96 59.27 -2996.53
9 10 -21.97 541.20 7.76 18.96 -59.27 2996.53
9 11 21.97 -513.08 -6.99 -18.96 23.82 -463.10
10 11 -21.97 513.08 6.99 18.96 -23.82 463.10
10 12 21.97 -488.51 -6.32 -18.96 -4.13 1640.25
11 12 -6.59 -664.59 -6.32 -18.96 4.13 -1671.21
11 13 6.59 689.16 6.99 18.96 23.82 -1171.65
12 13 -6.59 -689.16 -6.99 -18.96 -23.82 1171.65
12 14 6.59 717.27 7.76 18.96 59.27 -4551.29
13 14 -6.59 -717.27 -7.76 -18.96 -59.27 4551.29
13 15 6.59 718.33 7.79 18.96 60.69 -4681.58
14 15 3.73 -1871.43 -20.43 -56.87 -60.69 4650.61
14 4 -3.73 1882.04 20.72 56.87 97.97 -8052.20
15 4 -10.32 1067.22 14.24 37.91 -101.21 7762.74
15 16 10.32 -1057.86 -13.98 -37.91 78.63 -6062.68
16 16 -10.32 1057.86 13.98 37.91 -78.63 6062.68
16 17 10.32 -1055.55 -13.92 -37.91 73.13 -5646.33
17 17 -10.32 1055.55 13.92 37.91 -73.13 5646.33
17 18 10.32 -1024.07 -13.06 -37.91 0.55 -51.12
18 18 0.00 15.36 0.42 0.00 -0.55 20.16
18 19 0.00 0.00 0.00 0.00 0.00 0.00
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COLUMN DESIGN

COLUMN DESIGN - Column: 2  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: P - Delta.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 5000.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 4286.8 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From

ft
To
ft

Hook
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Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.

Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch
in

From
ft

To
ft

Design values used after P-Delta Analysis ( e-min effect included ).

4.93 5C 102.3 2512.7 0.0 -464.9 0.0 -3057.9
62.14 5C -91.5 2344.6 0.0 -433.8 -0.0 -2969.1
4.93 13C 47.1 2916.6 -44.2 -3720.6 -4.4 -1333.5
62.14 13C -42.6 2748.4 35.6 508.5 -4.4 -1466.1

Loc
ft

Comb
Fx
kips

Fy
kips

Fz
kips

Mx
kips-ft

My
kips-ft

Mz
kips-ft

COLUMN DESIGN

4.93 13C 2916.6 3720.6 1333.5 5754.2 19.72 1.00 1.45591 
62.14 5C 2344.6 433.8 2969.1 5737.3 81.69 1.00 1.91205 

Bot/Top Elev.
ft

Comb
Pu
kips

Mux
kips-ft

Muz
kips-ft

pMn
kips-ft

Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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COLUMN DESIGN - Column: 1  

Code: AASHTO STANDARD (17th Edition 2002) - Factored Load Design
Units: US 
Pier View: Upstation. 
Design/Analysis Method: P - Delta.

Column Type: Round    D =  54.00 in

Column Section Properties

1 15.90 417392.81 417392.81

Sec.
Area
ft^2

Ix
in^4

Iz
in^4

DESIGN PARAMETERS

f'c = 5000.0 psi fy = 60000.0 psi
phi flex = 0.90 phi axial = 0.70
Ec = 4286.8 ksi Es = 29000 ksi
Concrete Type : Normal Weight. 

Reinforcement

Rebar Pattern: Circular 
Rebar Orientation: Face Parallel 

Main Reinforcement Schedule

1 US#11[M36] 40 3.50 0.00 57.21 None

Layer Size No. bars
Bar Dist.

in
From
ft

To
ft

Hook

Note:

Bar Dist refers to the distance between center of reinforcement and concrete surface.
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Lateral Reinforcement Schedule

1 US#4[M13] Ties 12.00 0.00 57.21

Layer Size Type
Pitch
in

From
ft

To
ft

Design values used after P-Delta Analysis ( e-min effect included ).

4.93 15C -107.7 2742.0 0.0 -507.3 0.0 3133.7
62.14 15C 93.1 2573.8 0.0 -476.2 -0.0 3055.8
4.93 23C -50.8 2916.5 44.2 3720.6 -4.4 1351.5
62.14 23C 42.6 2748.3 -35.6 -508.4 -4.4 1467.1

Loc
ft

Comb
Fx
kips

Fy
kips

Fz
kips

Mx
kips-ft

My
kips-ft

Mz
kips-ft

COLUMN DESIGN

4.93 23C 2916.5 3720.6 1351.5 5753.1 19.96 1.00 1.45339 
62.14 15C 2573.8 476.2 3055.8 5763.1 81.14 1.00 1.86346 

Bot/Top Elev.
ft

Comb
Pu
kips

Mux
kips-ft

Muz
kips-ft

pMn
kips-ft

Incl
deg

pPn/Pu pMn/Mu

COLUMN DESIGN

4.93 22.90 183.22 62.40 
62.14 22.90 183.22 62.40 

Bot/Top Elev.
ft

As_min
in^2

As_max
in^2

As_prov
in^2

Column Design : Notes

Min reinforcement = 1.0000 % of Ag.
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