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GA POW

9’ EOP

2-BST AERIAL CA

1-FIBER OPTIC 60

1-26 GA 300 PR

EXISTING NEWNAN UTILITIES

36 COUNT FIBER OPTIC 

CABLE ON EXISTING GPC POLES.

RELOCATE AS REQUESTED 

BY GPC

WATER

METERS
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 AT&T
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700
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UTILITY PLANS

 24-   

UTILITY PLANS

         

DATE$$$

EXISTING UTILITY LEGEND PROPOSED UTILITY LEGEND

POWER 

TELEPHONE 

POW/TEL/TV 

WATER 

GAS 
(AERIAL)  

TELEPHONE 
(BURIED) 

POWER 

TELEPHONE 

POW/TEL/TV 

WATER 

GAS 
(AERIAL)  

TELEPHONE 
(BURIED) 

PROJECT: CSMSL-0006-00(293)

COUNTY: COWETA

           CSMSL-0006-00 (293)           

3-397A&1/0AN

3-397A&1/0AN+4DA
153’

193’

MIN CLR TO

MEET NESC

PP

REMOVE

GPC/40’

T#283

REMOVE

GPC/40’

3-397A+4/0AN+4DA

IN:

GPC/50’

1.02

3-397A+4/0AN+4DA, 241’

IN:

GPC/50’

T# 283

3-397A+4/0AN+4DA, 229’

IN:

GPC/50’

T# 283

3.02

REMOVE

MAINTAIN PROPOSED AT&T

SPLICE PIT

PROPOSED AT&T

1-BURIED CABLE

26GA 300PR

LASH PROPOSED

AT&T AERIAL CABLE

060 FIBER OPTIC

MAINTAIN

PROPOSED AT&T

3-AERIAL CABLES 

ON PROPOSED GPC POLES

1-060 FIBER OPTIC

1-300 PR 26 GA

1-400 PR 22 GA

2-STRANDS

PROPOSED AT&T

SPLICE PIT

UGT

BOX

ABANDON

ABANDON

FH

MAINTAIN

REMOVE:

TRANSFER SERVICE TO NEW W.M.

RELOCATED TO STA. 118+35

TO BE ABANDON

ABANDON IN PLACE:

2" MEDIUM PRESSURE

STEEL GAS MAIN

NOP: 60 PSIG

TIE-INTO

ABANDON IN PLACE:

4" GAS VALVE

PROPOSED:

4" GAS VALVE

ABANDON IN PLACE:

2" MEDIUM PRESSURE

STEEL GAS MAIN

NOP: 60 PSIG

ABANDON IN PLACE:

2" MEDIUM PRESSURE

PLASTIC GAS MAIN

NOP: 60 PSIG

ABANDON IN PLACE:

2" MEDIUM PRESSURE

PLASTIC GAS MAIN

NOP: 60 PSIG

PROPOSED:

410’ X 4" MEDIUM PRESSURE

PLASTIC GAS MAIN

NOP: 60 PSIG

TIE-INTO

PROPOSED:

90’ X 4" MEDIUM 

PRESSURE

PLASTIC GAS MAIN

NOP: 60 PSIG

PROPOSED:

655’ X 4" MEDIUM 

PRESSURE

PLASTIC GAS MAIN

NOP: 60 PSIG

2.01

IN:

GPC/50’

G
+

2
T

A
4
D

A
 1

2
0
’

NULINK

PROPOSED 

CATV/FIBER

AT&T

PROPOSED

FIBER/COPPER CABLE

PROPOSED CABLE

CHARTER

PROPOSED CABLE

INSTALL 6’ FROM BACK OF R.O.W.
PROPOSED:

600’ X 4" MEDIUM PRESSURE
PLASTIC GAS MAIN

NOP: 60 PSIG

CCWSA NOTES:

ALL JOINTS IN CONC

BLOCKING MUST

BE RESTRAINED

CCWSA PROPOSED : STA 116+00 - 

133+50. ABANDON WATER MAIN 

TO BE GROUTBACK-FILLED WITH 

FLOWABLE FILL.

PROPOSED: CCWSA TRANSFER SERVICES 

TO PROPOSED 12" RELOCATE WATER 

METERS TO OUTSIDE OF R/W

EASEMENT FULL

(WIRE CROSSING

 & 15’ CLEARING)

EASEMENT FULL

IN:PL-50

VERT.GANG

SWITCH

# R486

IN:PL-50-3

  PNTV3F

  XFERTA 37.5

  XFER SVC.SEC

IN:PL-30-5

  XFER:LT.

 

PROPOSED AT&T

3-AERIAL CABLES 

ON PROPOSED GPC POLES

1-060 FIBER OPTIC

1-300 PR 26 GA

1-400 PR 22 GA

2-STRANDS

2" PVC

3.5’ - 4’ DEEP

PROPOSED CCWSA

RE-ESTABLISH SERVICE

NEW 12" WATER MAIN.


