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NOTE: 0
1. 1) SCHEDULE 40 PVC CONDUIT, 248 (CKT 21), 11. 17 SCHEDULE 40 PVC CONDUIT, 2410 (CKT RPB1, 3#4/0. o828 (17" GENERAL NOTES:
2#6 (CKT 25), 14106, 2#10 (CKT 18), 1#10G. 29), 2#10 (CKT 33), 2#8 (CKT 26), 1#106, ) 17)
2. 1 SCHEDULE 40 PVC CONDUIT, 248 (CKT 21) 2410 (CKT 20), 1#106. 18. 2" SCHEDULE 40 PVC CONDUIT, 34#4/0. 1. ALL CAMERA CIRCUIT POWER CABLES SHALL BE CLEARLY
: ' ' ; 19.  CONTRACTOR SHALL COORDINATE THE EXACT LABELED, HAVE 15' OF SLACK, AND PLACED IN THE BASE OF
1#10G, 2#10 (CKT 18), 1#10G. 12. 1} SCHEDULE 40 PVC CONDUIT, 2#10 (CKT : THEIR RESPECTIVE POLES
. ’ ’ ’ ’ THE POWER COMPANY PRIOR TO STUBBING UP
3. 17 SCHEDULE 40 PVC CONDUIT, 2#8 (CKT 22), 2#10 (CKT 20), 2#8 (CKT 24), 1#10G. THE SERVICE CONDUIT 2. THE CONDUIT FOR THE CALL BOX POWER CABLES AND THE CALL
1#106. ) ' BOX WILL BE INSTALLED BY COMMUNICATIONS CONTRACTOR.
13. 17 SCHEDULE 40 PVC CONDUIT, 2#8 (CKT 26), o0  cONTRACTOR SHALL PROVIDE MOUNTING CALL BOX POWER CABLES SHOULD BE CLEARLY LABELED, HAVE
4. 1} SCHEDULE 40 PVC CONDUIT, 2#8 (CKT 21), 1#10G, 2#10 (CKT 20), 1#10G. STRUCTURE. FOR THE METER IN ACCORDANCE 15" OF SLACK AND PLACED IN THEIR RESPECTIVE PULL BOXES.
2#6 (CKT 25), 1#106G, 2410 (CKT 18), 248 . WITH DETAIL—1, DWG. 38-13. THE METER
(CKT 22), 1#10G. 14. 1" SCHEDULE 40 PVC CONDUIT, 2#10 (CKT SHALL BE APPROXIMATELY 4 FEET FROM THE
33), 2#8 (CKT 26), 1#10G, 2#10 (CKT 20), TRANSFORMER PAD. CONTRACTOR SHALL
5. 1" SCHEDULE 40 PVC CONDUIT, 2#6 (CKT 25), 1#106. PROVIDE GROUND ROD , GROUND
14106, 2#10 (CKT 18), 1#106. CONDUCTOR/CONDUIT AND CONDUIT FOR POWER
15. 1§ SCHEDULE 40 PVC CONDUIT, 2#10 (CKT COMPANY SERVICE LATERAL IN ACCORDANCE
6. 1" SCHEDULE 40 PVC CONDUIT, 2#6 (CKT 37), 29), 2410 (CKT 33), 248 (CKT 26), 2410 WITH THE SINGLE LINE DIAGRAM SHOWN ON
14106, 2410 (CKT 20), 1#10G. (CKT 15), 14106, 2410 (CKT 20), 2#8 (CKT DETAIL-2, DWG 38-13. CONTRACTOR SHALL
RESTORE THE DISTURBED GROUND TO ORIGINAL
) 24), 2410 (CKT 16), 1#10G.
7. 17 SCHEDULE 40 PVC CONDUIT, 2#10 (CKT CONDITION.
1»
13;3,002#6 (CKT 37), 1#10G, 2#10 (CKT 20), 16. 1§ SCHEDULE 40 PVC CONDUIT TO 91 CONDUT UNDER BUS TRAVEL WAY. SEE
. PANELBOARD RPB1, 2#10 (CKT 11)2#10 (CKT DETAIL—=5, DRAWING 38-13.
) 14), 2#10 (CKT 16), 2#10 (CKT 18), 2#10
8. 17 SCHEDULE 40 PVC CONDUIT, 2410 (CKT (CKT 20), 248 (CKT 22), 248 (CKT 24), 22. 1" SCHEDULE 40 PVC 2410 (CKT 11) 14106
37), 14106, 2410 (CKT 20), 1#10G. 1#106. FROM PB—3 TO BE STUBBED UP 6” AT
. LOCATION OF CALL BOX. CONTRACTOR SHALL
9. 13 SCHEDULE 40 PVC CONDUIT, 2#10 (CKT 1}’ SCHEDULE 40 PVC CONDUIT TO LIGHTING LEAVE 10" OF SLACK IN WIRE. THE WIRE
33), 246 (CKT 37), 2410 (CKT 15), 1#106, CONTROL PANEL, 2#10 (CKT 15), 248 (CKT SHALL BE CLEARLY LABELED AND PROTECTED
2#10 (CKT 20), 2#10 (CKT 14), 1#10G. 21), 246 (CKT 25), 248 (CKT 26), 2410 (CKT FROM THE ELEMENTS. CONDUIT SHALL BE
i} 29)’ 2#10 (CKT 33)’ 2#6 (CKT 37), 1#10@_ SEALED ACCORDING TO NOTE 10, SHEET 25-01.
10. 1" SCHEDULE 40 PVC CONDUIT, 2#10 (CKT CONTACT MR. CHARLES FLEMING OF GRTA FOR
29), 1#10G. 17. 2" SCHEDULE 40 PVC CONDUIT TO PANELBOARD EXACT LOCATION OF CALL BOX.
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