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NEWNAN UTILITIES (WATER AND ELECTRIC)

STA. 115+00 TO STA. 129+50
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END FULL DEPTH 
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3 O 600 AMP SWITCHING CABINET

FOR HIGH MAST LIGHTING

3 O PAD MOUNTED TRANSMISSION 

POLE

CF/EMC

DISTANCE 0F 100' SOUTH OF BRIDGE.

DEPTH UNDER I-85 OF 10 FEET.MINIMUM 

6" PETROFLEX CONDUIT WITH MINIMUM 

480' DIRECTIONAL NORE. WIRE INSTALED IN 

CFEMC 3O 1000 MCM PRIMARY 25KV

8' FILL AT CENTERLINE - STA. 528+50

3-1000MCM IN 6' PETROFLEX

465' TRENCH AT 4' DEEP  AND 

3-1000MCM IN 6" PETROFLEX

90' TRENCH AT 4' DEEP AND 

3-1000MCM IN 6' PETROFLEX

165' TRENCH AT 4' DEEP AND 
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 RESOURCE 1
ESA -

FOR CONSTRUCTION RESTRICTIONS.
ENVIRONMENTAL RESOURCES IMPACT TABLE
ESA - SEE GENERAL NOTES DWG. NO. 4-003
CONTRACTOR NOTE:
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RELOCATION PLANS

UTILITY 
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DUCT (FO)(6) 4" TR COND.
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4" STL.

ATTACHED TO BRIDGE
UTILITIES ARE
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4" STL.

400 PR 25 PR (AATUR)
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600 PR(AATUR)
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(PER RECORD)
5'X12'X6.5'

AT&T VAULT

(PER RECORD)
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AT&T VAULT
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16" D.I.

8' FILL AT CENTERLINE - STA. 528+50

3-1000MCM IN 6' PETROFLEX

465' TRENCH AT 4' DEEP  AND 
3 O 600 AMP SWITCHING CABINET

FOR HIGH MAST LIGHTING

3 O PAD MOUNTED TRANSMISSION 

8' FILL AT CENTERLINE - STA. 528+50

3-1000MCM IN 6' PETROFLEX

465' TRENCH AT 4' DEEP  AND 
3 O 600 AMP SWITCHING CABINET

FOR HIGH MAST LIGHTING

3 O PAD MOUNTED TRANSMISSION 

12" C.I. (NU) TO BE ABANDONED

12" D.I. (NU)

16" D.I. (NU) TO REMAIN

16" D.I. (NU)

24" D.I. (
NU) TO REMAIN

12" C.I. (NU) TO BE GROUT FILLED AND ABANDONED UNDER I85

24" D.I. (NU)

16" D.I. (NU) TO REMAIN

BRIDGE REFER TO BRIDGE CONNECTION PLANS
16" D.I.  AND 12" D.I.(NU) TO BE ATTACHED TO 

TAP-OVER TO NEW

WATER METER 
RELOCATE EXIST

STA. 115+39.38
1-12"X6" HYDRANT TEE

WITH FLOWABLE FILL
AND FILL THE 24" PIPE 

CUT & PLUG 24" MAIN 
BE RETIRED-IN-PLACE.
24" WATER MAIN TO 

1-24" 22.5° BEND

STA. 115+75.21

EXISTING 24"
CONNECTION TO 

1-12" GATE VALVE
STA. 115+39.98

SEPARATION
VERTICAL 
MINIMUM 18"

STA. 126+00.00

TO EX. 16"
CONNECTION 

1-16" 90° BEND

MINIMUM 18" VERTICAL SEPARATION

AND FILL THE 24" PIPE WITH FLOWABLE FILL
CUT & PLUG 24" MAIN AS INDICATED AT EACH END
24" WATER MAIN TO BE RETIRED-IN-PLACE.

APPROX. 261 LF
42" STEEL CASINGPIT #1

BORE

2-2"CONDUIT
3-1000MCM

6" PETROFLEX CONDUIT AND 2-2" HDPE CONDUITS
TO UG STRUCTURE#1 PROVIDE ADDITIONAL
DEPTH OF 10' UNDER RAMP FROM BORE PIT #1
IN 6" PETROFLEX CONDUIT WITH MINIMUM
396' DIRECTIONAL BORE. WIRE INSTALLED 
N.U. 3 PHASE 1000 MCM PRIMARY 7.2/12.5KV

CONDUIT AND 2-2" HDPE CONDUIT.
TO #2. PROVIDE ADDITIONAL 6" PETROFLEX
DEPTH OF 10' UNDER I-85 FROM STRUTURE #1
IN 6" PETROFLEX CONDUIT WITH MINIMUM
508' DIRECTIONAL BORE. WIRE INSTALLED 
N.U. 3 PHASE 1000 MCM PRIMARY 7.2/12.5KV

POPLAR ROAD STA. 128+29.19
1-12" GATE VALVE

UNLESS OTHERWISE NOTED.
OF THE RIGHT OF WAY AS SHOWN
WATER METERS TO JUST OUTSIDE
NOTE: RELOCATE ALL EXISTING 

24". 1- 24" 22.5° BEND

STA. 124+37.74
CONNECT TO EXISTING

12" D.I. (NU)

STEEL CASING
40 L.F. 30"& 20"

CASING
& 20" STEEL 
40 L.F. 30"

CONDUIT AND 2-2" HDPE CONDUIT.
ADDITIONAL 6" PETROFLEX
TO BORE PIT #2. PROVIDE 
RAMP FROM STRUTURE #2
DEPTH OF 10' UNDER 
WITH MINIMUM
PETROFLEX CONDUIT 
WIRE INSTALLED IN 6" 
268' DIRECTIONAL BORE. 
PRIMARY 7.2/12.5KV
N.U. 3 PHASE 1000 MCM 

STEEL CASING
180 LF OF42" 

12' BEHIND BOC
1-FIRE HYDRANT 
1-12"X6" HYDRANT TEE
STA. 128+93.48

ASSEMBLY 12 FOOT 
1-FIRE HYDRANT 

BEHIND BOC

  1-16" 90° BEND 
MEGALUG

1-16" 90° BEND MEGALUG

POPLAR ROAD STA. 118+00.00 - STA. 126+00.00
(SEE BRIDGE PLANS FOR DETAILED DESIGN)
ALL PIPE TO BE RESTRAINED JOINT
APPROXIMATELY 898 LF OF 16" DIP PC 350

STA. 118+00.00 CONNECTION

1-16" 90° BEND MEGALUG
TO EX. 16"

60'
SPEC:C7,UM2-7A,E7
#10
NO EMC
NU POLE/

NU POLE 
REMOVE EXISTING

NU POLE 
REMOVE EXISTING

OVERHEAD DISTRIBUTION
REMOVE EXISTING

SPEC:UG-16
STRUCTURE #2

NU UG

EXISTING 1-1/0 ALUM. PRIMARY

NU POLE 
EXISTING
REMOVE

BORE PIT #2

SPEC:UG-16
STRUCTURE #1

NU UG

DURING CONSTRUCTION

TO BE USED FOR ISOLATION

EXISTING NU 12" WATER VALVE

APPROXIMATE LOCATION OF

DURING CONSTRUCTION
TO BE USED FOR ISOLATION
EXISTING NU 12" WATER VALVE
APPROXIMATE LOCATION OF
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