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NEWNAN UTILITIES (WATER AND ELECTRIC)

STA. 129+50 TO STA. 141+50
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WIDENING/OVERLAY

BEGIN FULL DEPTH

CONSTRUCTION

END FULL DEPTH 

STA. 133+00.00

E 2115898.6078

N 1222660.3041

RAMP A STA. 218+97.86

POPLAR ROAD STA. 127+41.58

S 82°18'35" E

RIP-RAP

INV OUT(SE)=934.23

TOP=939.08

4.5'DIA.TOP

WEIR

INV IN(NW)=933.35

TOP=944.65

CATCH BASIN

SINGLE WING

INV IN(NW)=939.41

TOP=945.09

DROP INLET

INV OUT(SE)=941.26

INV IN(SW)=941.29

TOP=947.34

CATCH BASIN

dOUBLE WING

INV OUT(NE)=942.14

TOP=947.30

CATCH BASIN

dOUBLE WING

REDUCED TENSION

70'(2)2A

70' 2/0 TPX

POLE

CF/EMC

POLE

CF/EMC

AND 477AN

265' 3- 477A 

REQ'D R/W
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REQ'D R/W & L/A
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RELOCATION PLANS

UTILITY 

 44-   

(NU/NL) (NU/NL)
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(NL)
(NL)

144 STR
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400 PR
25 PR (AATUR)

4" STL.

4" STL.

12" D.I.

CASING
18" STEEL
150' OF

4
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S
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.

4" STL.

300 PR
400 PR

12" D.I.

SIZE IN THIS VICINITY
WATER LINE CHANGES

S
V

C

S
V

C

3
-P

H
A
S

E

D
U

C
T
 
(F

O
)
(1
) 
4
" 

P
L

A
S
. 

C
O

N
D
.

(1) 2" PLAS. COND.
DUCT (FO)

3-PHASE
E-VAULT

NU

12" D.I.

ATTACHMENTS
NO OVERHEAD

ATTACHMENTS
NO OVERHEAD

ATTACHMENTS
NO OVERHEAD

(NU)

(NU)

50 PR

(2) 4" PLAS. COND.
DUCT (FO)

(NU)

T
C

TO LOOP

3-PHASE

3
-P

H
A
S

ESTEEL CASING
80' OF 18

" 

16" D.I. 20" D.I.

12" D.I. (NU)

3-PHASE

16" D.I. (NU) TO REMAIN

20" D.I. (NU) TO REMAIN

24" D.I. (NU) TO REMAIN

24" D.I. (NU) TO REMAIN

12" C.I. (NU) TO BE ABANDONED

S
V

C

2-2" CONDUIT
3-1000MCM

2-2" CONDUIT
3-1000MCM

AND SECONDARY DISTRIBUTION
UG DISTRIBUTION PRIMARY
DIG UP AND RELOCATE EXIST

TO REMAIN
ELECTRIC PRIMARY
EXIST UNDERGROUND

PRIMARY TO REMAIN
EXIST UG ELECTRIC

MAINTAIN A MINIMUM OF 18"
VERTICAL SEPARATION.
EX. 16" WATER MAIN TO REMAIN

UNLESS OTHERWISE NOTED.
OF THE RIGHT OF WAY AS SHOWN
WATER METERS TO JUST OUTSIDE
NOTE: RELOCATE ALL EXISTING 

 

 

AND FILL THE 24" PIPE WITH FLOWABLE FILL

CUT & PLUG 24" MAIN AS INDICATED AT EACH END

24" WATER MAIN TO BE RETIRED-IN-PLACE.

EX. 16" WATER MAIN TO

FIRE HYDRANT FROM
RELOCATE EXISTING 

STA. 133+42.69

1- END OF LINE PLUG (NORTH)
1-12"X12" TEE
3-12" GATE VALVES
STA. 137+02.01

24" WATER MAIN
1- CUT & PLUG EXISTING 

1- 24" 90° BEND
TO EXISTING 24"
STA. 133+70.00 CONNECTION

TO NEW WATER MAIN
RIGHT OF WAY AND TAP-OVER
METER TO JUST OUTSIDE GDOT
RELOCATE EXISTING WATER

NO CONFLICT
PIPE ELEVATION 942.84
24" WATER MAIN TO REMAIN
APPROXIMATE TOP OF

APPROXIMATE TOP OF
24" WATER MAIN TO REMAIN
PIPE ELEVATION 943.57
NO CONFLICT

MAINTAIN A MINIMUM OF 18"
VERTICAL SEPARATION

APPROXIMATE LOCATION OF EXISTING
AIR RELEASE VALVE WITHIN VALVE

12" D.I. (NU)

NEWNAN CROSSING BLVD STA. 801+43.11

1- 10" TEAM INSERT VALVE

VALVE. VALVE BOX TO BE ADJUSTED TO 
FINISHED GRADE WITH CONCRETE COLLAR

APPROXIMATE LOCATION OF EXISTING 16"

TO BE REMOVED AND RETURNED TO
NEWNAN UTILITIES

12' BEHIND BOC

 
AND RETURNED TO NEWNAN UTILITIES
AIR RELEASE VALVE TO BE REMOVED
AIR RELEASE VALVE WITHIN VALVE BOX.
APPROXIMATE LOCATION OF EXISTING

BEHIND BOC
1-FIRE HYDRANT ASSEMBLY 12'
1-12"X6" HYDRANT TEE
POPLAR ROAD STA. 138+93.90

BEHIND BOC
1-FIRE HYDRANT ASSEMBLY 12'
1-12"X6" HYDRANT TEE
STA. 133+97.88

SPEC:UG-6
SPEC:UG-14,AND STRUCTURE #9
NU UG STRUCTURE #3

EXISTING 1-1/0 ALUM. PRIMARY

EXISTING 1-1/0 TPX
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