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120/208V, 3PHASE, 4 WIRE FROM
GEORGIA POWER COMPANY

(NOTE 5)

4"C—443/0 (NOTE 5)

METER
(NOTE 3)
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SERVICE POWER

PEDESTAL (NOTE 4)
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l RICHMOND

NOTES:
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1. SPLICE IN TO #8 WIRE INSIDE PULLBOX SHOWN ON

CONDUIT/WIRING BLOCK DIAGRAM AND EXTEND TO THE
RECEPTACLES

2. SPLICE IN TO #10 WIRE INSIDE PULLBOX SHOWN ON
CONDUIT/WIRING BLOCK DIAGRAM AND EXTEND TO THE

RECEPTACLES/LIGHTS.

3. CONTRACTOR SHALL INSTALL METER ADJACENT TO THE
SERVICE POWER PEDESTAL. '

4,  REFER TO DWG. 25-21 FOR THE DETAILS AND
SPECIFICATIONS FOR THE SERVICE POWER PEDESTAL.

5. CONTRACTOR SHALL COORDINATE WITH GEORGIA POWER
COMPANY FOR LOCATION OF POWER SERVICE. QUANTITIES
BASED ON 100 FT RUN OF CABLE AND CONDUIT ARE
INCLUDED IN THE SUMMARY. CONTRACTOR SHALL
PROVIDE A PER UNIT PRICE IN BID PACKAGE. SEE

DETAIL-'B', DWG. 25-01.
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Broad Street Signal & Lighting Upgrades -

from 13th Street to 5th Street
Richmond County
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