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~ NOTES:

1. SPLICE IN TO #8 WIRE INSIDE PULLBOX SHOWN ON

CONDUIT/WIRING BLOCK DIAGRAM AND EXTEND TO THE
RECEPTACLES ‘

2. SPLICE IN TO #10 WIRE INSIDE PULLBOX SHOWN ON
CONDUIT/WIRING BLOCK DIAGRAM AND EXTEND TO THE
RECEPTACLES/LIGHTS.

3. CONTRACTOR SHALL INSTALL METER ADJACENT TO THE
SERVICE POWER PEDESTAL.

4,  REFER TO DWG. 25-21 FOR THE DETAILS AND
SPECIFICATIONS FOR THE SERVICE POWER PEDESTAL.

5. CONTRACTOR SHALL COORDINATE WITH GEORGIA POWER
COMPANY FOR LOCATION OF POWER SERVICE. QUANTITIES
BASED ON 100 FT RUN OF CABLE AND CONDUIT ARE
INCLUDED IN THE SUMMARY. CONTRACTOR SHALL
PROVIDE A PER UNIT PRICE IN BID PACKAGE. SEE
DETAIL-'B’, DWG. 25-01. ~
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SERVICE AND ARE THE SOLE PROPERTY

OF ATLANTA CONSULTING ENGINEERS, INC.
UNLESS OTHERWISE AGREED TO. THEY
SHALL NOT BE REPRODUCED OR CONVEYED
IN ANY MANNER NOR ARE THEY TO BE
USED FOR ANY OTHER PROJECTS OTHER
THAN THAT SPECIFICALLY INDICATED HEREIN
WITHOUT WRITTEN PERMISSION FROM AND
DUE COMPENSATION TO ATLANTA
CONSULTING ENGINEERS, INC.

500 SUN VALLEY DRIVE
UNIT G2

ROSWELL, GEORGIA 30076
bal@ace.fdn.com ‘
Tel: 6878-205-2240

Fax: 678-205-2239
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400 Northpark Town Center
1000 Abernathy Road N.E., Suite 900
Atlanta, Georgia 30328

Tel: (678) 808—8800, Fax: (678) 808-8400

SERVICE POINT #6

Broad Street Signal & Lighting Upgrades —

from 13th Street to Sth Street

Richmond County
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