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SECTION B-B

| EGEND: 9#10 (CKT #1, #2, #3 & #7) BRIDGE BARRIER
\ BRIDGE SLAB
W WALLPACK; SEE DRAWING 25-010 FOR SIZE AND TYPE 10 TYPE 3 PULLBOX NEAR END BENT ™\
M MOD600; SEE DRAWING 25-010 FOR SIZE AND TYPE BRIDGE GIRDER
G GALVANIZED JUNCTION BOX; SEE “BRIDGE
CONDUIT INSTALLATION DETAILS” FOR SIZE
AGr-—--- 3
LUMINATRE NUMBER L i
0 °
i |
<— 3#10 (CKT #7) NUMBER AND SIZE OF CONDUCTORS: CIRCUIT NUMBER Fi' -§1
I I
CONDUIT, 1 INCH RGS (BETWEEN JUNCTION BOXES) |

————————— CONDUIT 374 INCH RGS (1O LUMINAIRES)

BRIDGE COLUMN

e SECTION F-F

1. ALL DIMENSIONS ARE NOMINAL. ADJUST LUMINAIRE LOCATIONS AS NECESSARY IN THE

FIELD TO PROVIDE UNIFORM SPACING. NOT TO SCALE
2. ALL CONDUCTORS ARE #10 AWG COPPER.
3.ALL CONDUITTSHALL BE 1 INCH RGS. OR 3/4 INCH RGS. EXCEPT: ELEX CONDUIT MAY

BE USED~AS NECESSARY.

SEE DRAWING 25-048-FOR BRIDGEWGONDUIF~MOUNT ING DETAILS.

SEE SINGLE LINE“DRAWINGS/FOR 'CIRCUTT. DESIGNATIONS TO LUMINAIRES.
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