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LUMINAIRE SCHEDULE
LUMINAIRE LIGHTING SURVEY STATION OFFSET FROM POLE CATALOG FIXTURES IES FIXTURE FIXTURE FOOTING LUMINAIRE
NUMBER PLAN SHEET LINE NUMBER CENTERLINE DATA NUMBER and WATTAGE PATTERN SPIN TILT DETAIL NUMBER
S-01 01 RAMP A 20+53.80 34.07'LT 110’ Steel W/LD HMSTC10HPOOS 1 3-1000 W HPS TYPE V N/A N/A Detail02 S-01
S-02 01 RAMP C 23+27.94 33.18'RT 110' Steel W/LD HMSTC10HPOOS 1 3-1000 W HPS TYPE V N/A N/A Detail02 S-02
S-03 01 RAMP A 26+69.83 33.60' LT 110’ Steel W/LD HMSTC10HPOOS 1 3-1000 W HPS TYPE V N/A N/A Detail02 S-03
S-04 01 RAMP C 28+33.77 52.35'RT 110' Steel W/LD HMSTC10HPOOS 1 3-1000 W HPS TYPE V N/A N/A Detail02 S-04
S-05 01 RAMP A 31+45.07 21.00'LT 110' Steel W/LD HMSTC10HP0OS 1 3-1000 W HPS TYPE V N/A N/A Detail02 S-05
S-06 01 RAMP C 32+79.56 53.02'RT 110' Steel WILD HMSTC10HPOOS 1 3-1000 W HPS TYPE V N/A N/A Detail02 S-06
S-07 02 RAMP C 30+30.58 17.50' RT 35' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 6° AHEAD* 350 Detail03 S-07
S-08 02 RAMP A 36+11.28 51.60' RT 110' Steel W/LD HMSTC10HPOOS 1 3-1000 W HPS TYPE V N/A N/A Detail02 S-08
S-09 02 RAMP C 37+28.92 17.50' RT 35' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 0° 350 Detail03 S-09
S-10 02 RAMP C 39+31.18 17.50' RT 35' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 0° 350 Detail03 S-10
S-11 02 RAMP A 39+75.13 17.50 LT 35' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 0° 350 Detail03 S-11
S-12 02 175 90+57.30 97.06' RT 110’ Steel W/LD HMSTC10HPOOS 1 3-1000 W HPS TYPE V N/A N/A Detail02 S-12
S-13 08 RAMP C 41+16.44 19.54' RT 40' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 0° 350 Detail03 S-13
S-14 06 RAMP A 41+18.72 17.50' LT 35' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 0° 350 Detail03 S-14
\ S-15 08 RAMP C 43+36.68 25.50' RT 40' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 0° 350 Detail03 S-15
S-16 06 RAMP A 43+72.63 17.50 LT 35' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 0° 350 Detail03 S-16
S-17 02 75 95+05.46 93.51' LT 110’ Steel W/LD HMSTC10HP00S 1 3-1000 W HPS TYPE ¥ N/A N/A Detail02 S-17
S-18 08 RAMP C 45+24.26 25.50' RT 40' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT o° 350 Detail03 S-18
S-19 06 RAMP A 45+75.86 17.50' LT 35' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 0° 350 Detail03 S-19
S-20 08 RAMP C 47+18.36 25.50' RT 40' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 0° 350 Detail03 S-20
S-21 03 UNION GROVE RD 336+47.26 96.93' RT 110' Steel W/LD HMSTC10HPOOS 1 3-1000 W HPS TYPE V N/A N/A Detail02 S-21
S-22 10 UNION GROVE RD 325+33.31 74.65 RT 110' Steel W/LD HMSTC10HPOOS 1 3-1000 W HPS TYPEV N/A N/A Detail02 S-22
S-23 06 UNION GROVE RD 332+21.36 73.50' RT 100' Steel W/LD HMSTC10HP0OS 1 3-1000 W HPS TYPE V N/A N/A Detail02 S-23
S-24 08 UNION GROVE RD 343+05.94 68.84' RT 100' Steel W/LD HMSTC10HP00S 1 3-1000 W HPS TYPE V N/A N/A Detail02 S-24
S-25 06 UNION GROVE RD 328+86.08 69.16' LT 110' Steel W/LD HMSTC10HPOO0S 1 3-1000 W HPS TYPEV N/A N/A Detail02 S-25
S-26 08 RAMP D 50+79.19 41.50 LT 110' Steel WI/LD HMSTC10HP00S 1 3-1000 W HPS TYPE V N/A N/A Detail02 S-26
S-27 03 75 102+65.84 94.68' LT 110' Steel W/LD HMSTC10HP00S1 3-1000 W HPS TYPE V N/A N/A Detail02 S-27
S-28 07 RAMP B 53+39.52 25.00' LT 35' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 0° 350 Detail03 S-28
S-29 09 RAMP D 54+26.52 17.50' RT 35 Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 0° 350 Detail03 S-29
S-30 07 RAMP B 55+36.81 22.86' LT 35' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 0° 350 Detail03 S-30
S-31 09 RAMP D 56+24.47 40.00' RT 40' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 0° 400 Detail03 S-31
S-32 07 RAMP B 57+33.31 17.00' LT 35' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 0° 350 Detail03 S-32
S-33 03 75 107+13.25 91.71'RT 110’ Steel W/LD HMSTC10HP00S 1 3-1000 W HPS TYPE V N/A N/A Detail02 S-33
S-34 09 RAMP D 58+21.65 40.00' RT 40' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT o° 400 Detail03 S-34
S-35 07 RAMP B 59+34.23 17.00' LT 35' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 0° 350 Detail03 S-35
S-36 04 RAMP D 60+20.72 47.00'RT 40' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 0° 400 Detail03 S-36
S-37 04 75 111+49.37 82.97'LT 110’ Steel W/LD HMSTC10HPOOS 1 3-1000 W HPS TYPEV N/A N/A Detail02 S-37
S-38 04 RAMP D 62+21.93 47.00' RT 40' Steel G15AHPOOHDC 1-150W HPS TYPE IV, HIGH TILT 40 BACKX 400 Detail03 S-38
S-39 04 RAMP B 66+20.57 44.19 LT 110' Steel W/LD HMSTC10HPOOS 1 3-1000 W HPS TYPEV N/A N/A Detail02 S-39
S-40 04 RAMP D 65+94.50 56.20' RT 110' Steel W/LD HMSTC10HPOO0S 1 3-1000 W HPS TYPEV N/A N/A Detail02 S-40
S-41 05 RAMP B 70+05.75 4747 LT 110’ Steel W/LD HMSTC10HPOO0S 1 3-1000 W HPS TYPE V N/A N/A Detail02 S-41
S-42 05 RAMP D 73+85.64 36.16'RT 110’ Steel W/LD HMSTC10HP00S 1 3-1000 W HPS TYPE V N/A N/A Detail02 S42
S-43 05 75 127+63.29 92.12'LT 110’ Steel W/LD HMSTC10HP0OS 1 3-1000 W HPS TYPE V N/A N/A Detail02 S-43
S-44 03A 75 N/A N/A N/A WA4250HPO0SX 1-250W HPS TYPE IV N/A N/A N/A S-44
S-45 03A 75 N/A N/A N/A WA4250HP00SX 1-250W HPS TYPE IV N/A N/A N/A S-45
S-46 03A 75 N/A N/A N/A W4250HPOOSX 1-250W HPS TYPE IV N/A N/A N/A S-46
S47 03A 75 N/A N/A N/A WA4250HP00SX 1-250W HPS TYPE IV N/A N/A N/A S47

*AHEAD IS TOWARD HIGHER STATION NUMBERS
*BACK IS TOWARD LOWER STATION NUMBERS
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