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GROUND GRID INSTALLATION NOTES

1. THE GROUND RODS SHALL BE COPPER CLAD STEEL, MINIMUM 3/4 INCH DIAMETER, 10 FEET LONG.

2. THE GROUND LEAD FROM THE ELECTRIC METER SHALL BE BARE, STRANDED COPPER, MINIMUM #2 AWG, IN 1 INCH RGS.
3. ALL UNDERGROUND CONNECTIONS IN THE GROUNDING SYSTEM SHALL BE MADE USING AN EXOTHERMIC WELD PROCESS (CADWELD).
4. THE GROUND GRID SHALL CONSIST OF THREE GROUND RODS LOCATED AT THE APEXES OF A 10 FT. EQUILATERAL TRIANGLE.
5. THE GROUND RODS SHALL BE CONNECTED TO EACH OTHER USING BARE, STRANDED COPPER CONDUCTORS, MINIMUM #2 AWG.
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