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NOTES:
. CONDUCTOR SIZE IS SHOWN AS IT
EXITS THE CABINET. CONDUCTOR
SIZE MAY CHANGE BEFORE IT ’
REACHES THE LUMINAIRE. SEE | | )
PLAN SHEETS AND/OR SINGLE LINE N I N N
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. VERIFY AVAILABLE FAULT CURRENT BREAKER H BREAKER BRE AKER DPDT SWITCH
WITH POWER COMPANY ENGINEER. 20 AMP 7 7 20 AMP 20 AMP 154 120V
BREAKERS AND CONTACTORS
INSTALLED SHALL BE RATED FOR
THE MAXIMUM SHORT CIRCUIT CIRCUIT B \ \ CIRCUIT B2 CIRCUIT B3
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