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TUBULAR EXTENSION SPECIFICATIONS

GENERAL:

l. EXTENSIONS SHALL BE FURNISHED WITH A 4"X 6-i/2" REINFORCED HAND-HOLE
COMPLETE WITH COVER ATTACHING BY MEANS OF STAINLESS STEEL HARDWARE
OPPOSITE THE 2" CONDUIT ENTRANCE.

2. PROVISIONS FOR WIRE ACCESS AS WELL AS FOR GROUNDING MUST BE PROVIDED.

3. EXTENSIONS SHALL BE FURNISHED WITH A !/2”-I3NC GROUND NUT WELDED
TO THE OUTSIDE EDGE OF THE BASE.

DESIGN:

l. TUBULAR EXTENSIONS SHALL MEET OR EXCEED THE DESIGN CRITERIA FOR POLES
SPECIFIED WITHIN THIS CONTRACT.

2. THE DESIGN SHALL MEET OR EXCEED THE REQUIREMENTS OF THE ELECTRONIC
INDUSTRIES ASSOCIATION RS-222-C, CLASS 'C"

3. ALL EXTENSIONS SHALL BE DESIGNED FOR SUPPORT OF MICROWAVE EQUIPMENT
AND CAMERAS NOT WEIGHING MORE THAN 25 POUNDS EACH.

MATERIALS:

l. ALL ROUND TAPERED TUBES SHALL CONFORM TO REQUIREMENTS OF ASTM-595
GRADE A.

2. STEEL BASE PLATES SHALL BE MANUFACTURED FROM STEEL CONFORMING TO
ASTM-A36.

3. ANCHOR BOLT MATERIAL SHALL CONFORM TO REQUIREMENTS OF ASTM-A675
GRADE 90. THE ANCHOR BOLTS SHALL BE GALVANIZED ON THE THREADED END

(GALVANIZING 1S IN ACCORDANCE WITH ASTM-AI5S3). BOLTS SHALL BE FURNISHED
WITH TWO GALVANIZED HEX NUTS AND A TAPPED PLATE OR AN L BEND.

FINISH:

TUBULAR EXTENSIONS SHALL BE HOT DIPPED GALVANIZED IN ACCORDANCE WITH
ASTM-~Al23.

NOTE:= ALL DESIGNS AND SHOP DRAWINGS SHALL BE SUBMITTED TO THE STATE
OFFICE OF BRIDGE DESIGN FOR APPROVAL PRIOR TO INSTALLATION.

NOTE: TUBULAR EXTENSIONS ARE PAID FOR AS PART OF CAMERA ASSEMBLY.

GENERAL NOTES

UNLESS SPECIFIED IN THE APPROVED SHOP DRAWINGS.

3. RISER CONDUIT BENDS, INCLUDING IN THE BASE OF THE CCTV/VDS EQUIPMENT CABINET, SHALL BE MADE
ONLY BY LB OR SIMILAR CONDUIT BODIES AND THREADED NIPPLES.

4, SWEEPS SHALL ONLY BE USED AS SHOWN UNDERGROUND AT THE BASE OF THE OVERHEAD STRUCTURE.

5. ALL CONDUIT SHALL BE SECURED TO THE OVERHEAD STRUCTURE, FOUNDATION, AND TUBULAR EXTENSION
AS PER NEC REQUIREMENTS. CONDUIT SHALL NOT EXTEND DIRECTLY FROM THE CABINET INTO THE GROUND.
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