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I-285 AT SR155/FLAT SHOALS  

WATER MAIN REPLACEMENT
UTILITY RELOCATION PLANS

GEORGIA

TRANSPORTATION

OF

DEPARTMENT

44-003

 

NECESSARY FOR CONSTRUCTION.

CONTRACTOR TO FIELD ADJUST WM AS

AT THE TIME OF DRAWING PRODUCTION. 

INFORMATION AVAILABLE TO THE ENGINEER 

WM HAS BEEN SHOWN BASED ON THE BEST

W-022, W-031, W-032, W-033.

DEKALB COUNTY (DWM) DETAILS: 

INCLUDES THE FOLLOWING 

NOTE: THRUST RESTRAINT (TYP) 

08/21/15    REISSUE OF SHEET 44-003 PER FIELD DIRECTIVE

311/16/15REALIGNMENT OF WM OVER BRIDGE

10/02/15       2          
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REPRESENTATION ONLY.

SHOWN PER GRAPHICAL

NOT SURVEYED.

UNKNOWN UTILITY

1�" STEEL
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FROM DIP TO CIP

OF MATERIAL CHANGE

APPROXIMATE LOCATION

8" C.I.
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8" C.I.

DETAILS SHEET 44-008

SEE UTILITY CROSSING

1-SINGLE SERVICE CONNECTION

INSTALL:

E=2267119.63

N=1344577.58

STA. 25+19.54

1-SINGLE SERVICE CONNECTION

INSTALL:

E=2266962.35

N=1344626.32

STA. 26+51.30

8" DIP

8" DIP

1-SINGLE SERVICE CONNECTION

INSTALL:

E=2266995.69

N=1344584.97

25+97.96STA.

1-SINGLE SERVICE CONNECTION

INSTALL:

E=2267040.89

N=1344527.05

25+24.45STA.

1-SINGLE SERVICE CONNECTION

INSTALL:

E=2266952.51

N=1344853.49

STA. 28+40.70

8
" 

D
IP

DETAILS SHEET 44-007

SEE UTILITY CROSSING

1-8" GATE VALVE W/ VALVE BOX

1-8"X8" TEE W/THRUST BLOCK

INSTALL:

E=2266982.03

N=1344729.91

STA. 27+23.48

W/CONCRETE ENCASEMENT

CLEARANCE UNDER 18" RCP 

CONTRACTOR TO PROVIDE 18" MIN. 

DETAILS SHEET 44-007

SEE UTILITY CROSSING

1-SINGLE SERVICE CONNECTION

INSTALL:

CONDITIONS REQUIRE.

ROUTE SVC LATERAL AS 

E=2266837.23

N=1344789.97

STA. 28+57.28

1-8" PRESSURE PLUG

1-8" THRUST RESTRAINT (TYP)

1-8" GATE VALVE W/ VALVE BOX

1-8"X6" TEE W/THRUST BLOCK

INSTALL:

E=2267029.57

N=1344761.00

STA. 0+71.12

1-6" THRUST RESTRAINT (TYP)

1-6" FIRE HYDRANT ASSEMBLY

INSTALL:

E=2267107.89

N=1344594.38

STA. 25+40.02

1-6" THRUST RESTRAINT (TYP)

1-6" FIRE HYDRANT ASSEMBLY

INSTALL:

E=2266979.63

N=1344804.02

STA. 27+84.81

1-6" THRUST RESTRAINT (TYP)

1-6" FIRE HYDRANT ASSEMBLY

INSTALL:

E=2266947.25

N=1344648.55

STA. 26+77.96

MAIN IN PLACE W/FLOWABLE FILL

ABANDON EXISTING 6" CI WATER 

1-8" PRESSURE PLUG

1-8" THRUST RESTRAINT (TYP)

2-8" GATE VALVE W/ VALVE BOX

1-8"X8" TEE W/THRUST BLOCK

INSTALL:

E=2267148.10

N=1344500.01

STA. 24+39.94

1-8" PRESSURE PLUG W/THRUST BLOCK

1-8" PLUG

1-8" TAPPING SLEEVE W/THRUST BLOCK

INSTALL:

WM. ISOLATE WM. & CONNECT TO 8" DIP.

CONTRACTOR TO FIELD LOCATE 

BEGIN 8" DIP.

E=2267097.91

N=1344463.88

STA. 24+39.94

1-6" PRESSURE PLUG W/THRUST BLOCK

1-6" PLUG

1-6" GATE VALVE W/VALVE BOX

1-6" TAPPING SLEEVE W/THRUST BLOCK

INSTALL:

ISOLATE WM. & CONNECT TO 6" DIP

CONTRACTOR TO FIELD LOCATE WM.

E=2267027.70

N=1344766.48

STA. 0+72.07

TO REMAIN IN PLACE.

EXISTING 8" DIP WATER MAIN 
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