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           44-006

UTILITY RELOCATION PLANS

1/5/2009

WATER MAIN REPLACEMENT

UTILITY RELOCATION PLANS

I-285 AT SR 155/FLAT SHOALS 

GEORGIA

TRANSPORTATION

OF

DEPARTMENT

NECESSARY FOR CONSTRUCTION.

CONTRACTOR TO FIELD ADJUST WM AS

AT THE TIME OF DRAWING PRODUCTION. 

INFORMATION AVAILABLE TO THE ENGINEER 

WM HAS BEEN SHOWN BASED ON THE BEST

W-022, W-031, W-032, W-033.

DEKALB COUNTY (DWM) DETAILS: 

INCLUDES THE FOLLOWING 

NOTE: THRUST RESTRAINT (TYP) 

   STA. 41+00 TO STA. 47+00        

REISSUE OF SHEET 44-006 PER FIELD DIRECTIVE 08/21/15     

10/02/15       

REALIGNMENT OF WM OVER BRIDGE 3

2

1

11/16/15

3 4" STEEL
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8" C.I.

8" C.I.

9-MCD CONDUIT

12-3" TRANSITE DUCT 9
-

M
C
D
 
C
O
N
D
U
I
T

113

115

110

111

106

107

108

112

UNK. PR. SIZE ABAND.

6
"
 
U
N
K
 
T
Y
P
E

4
"
 
P
V
C

4
"
 
P
V
C

247 

200 

246 

252 

253 

S
V
C

OUT: 864.22
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250

TO POLE

TH7     

TH6 

TH18

ABAND.

6" C.I.

4" PLASTIC

4" PLASTIC

DETAILS SHEET 44-007

SEE UTILITY CROSSING

8" DIP

8
" 

D
IP

MAIN CONSTRUCTION.

SERVICE DURING PHASE I OF WATER 

EXISTING WATER MAIN TO REMAIN IN 

8"  DIP

1-SINGLE SERVICE CONNECTION

INSTALL:

E=2265966.89

N=1345942.15

STA. 43+01.87

DETAILS SHEET 44-007

SEE UTILITY CROSSING

IN PLACE W/ FLOWABLE FILL

ABANDON EXISTING WATER MAIN

PHASE 1PHASE 2

PHASE 1PHASE 2

1-SINGLE SERVICE CONNECTION

INSTALL:

E=2266096.71

N=1345988.22

STA. 42+61.41

W/ VALVE BOX

1-8" GATE VALVE 

W/ THRUST BLOCK

1-8"X8" TEE 

INSTALL:

E=2265852.68

N=1346205.87

STA. 45+83.48

1-8" TAPPING SLEEVE W/THRUST BLOCK

INSTALL:

ISOLATE WM. & CONNECT TO 8" CI.

CONTRACTOR TO FIELD LOCATE WM.

E=2265885.52

N=1346230.32

STA. 0+32.58

1-8" TEMP. PRESSURE PLUG 

1-8" THRUST RESTRAINT (TYP)

W/VALVE BOX

1-8" GATE VALVE 

INSTALL:

END OF PHASE I

E=2266100.46

N=1345914.75

STA. 42+00.00

1-6" THRUST RESTRAINT (TYP)

1-6" FIRE HYDRANT ASSEMBLY

INSTALL:

E=2265976.18

N=1345929.56

STA. 42+86.22

1-6" THRUST RESTRAINT (TYP)

1-6" FIRE HYDRANT ASSEMBLY

INSTALL:

E=2265814.28

N=1346162.79

STA. 45+72.66

1-6" THRUST RESTRAINT (TYP)

1-6" FIRE HYDRANT ASSEMBLY

INSTALL:

E=2265923.34

N=1346197.70

STA. 45+31.47

1-6" THRUST RESTRAINT (TYP)

1-6" FIRE HYDRANT ASSEMBLY

INSTALL:

E=2266105.41

N=1345977.85

STA. 42+47.78

8
" 

D
IP

1-8" PRESSURE PLUG

1-8" THRUST RESTRAINT (TYP)

2-8" GATE VALVE W/ VALVE BOX

1-8"X8" TEE W/ THRUST BLOCK

INSTALL:

E=2265820.99

N=1346248.43

STA. 46+35.00

1-8" PRESSURE PLUG W/ THRUST BLOCK

1-8" PLUG

2-90° BENDS

1-8" TAPPING SLEEVE W/THRUST BLOCK (BACK-TAP)

INSTALL:

FILL EXISTING 8" CI.

& CONNECT TO 8" CI. CUT, PLUG, ABANDON & GROUT 

CONTRACTOR TO FIELD LOCATE WM. ISOLATE WM. 

END 8" DIP.

E=2265779.57

N=1346223.83

STA. 46+39.81

SEGMENT BELIEVED TO BE ABANDONED
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