MATCHLINE STA. 890+00

STA. B899+75
INSTALL:

ELECTRICAL COMMUNICATION BOX, TYPE 6 (1 EA)

INSTALL:

CONDUIT DUCT BANK. TYPE SPECIAL

OSP F/0 CABLE. LOOSE TUBE, SM. 96 FIBER {NAV05-0180)
OSP F/0 CABLE. LOOSE TUBE. SM. 24 FIBER {COBSES)

INSTALL:
CONDUIT DUCT BANK. TYPE SPECIAL

OSP F/0 CABLE. LOOSE TUBE. SM. 96 FIBER (NAV(5-0180)
OSP F/0 CABLE, LOOSE TUBE, SM. 24 FIBER (COBSES)

STATE PROJECT NUMBER

SHEET
NO.

TOTAL
SHEETS

GA. CM-285-1(361)

48

234

REVISED: 02/18/05

INSTALL :
CONDUIT,» NONMETL. TP 2, 2" (5 LF)

OSP F/0 CABLE. DROP. SM, 24 FIBER (5 LF)

PULLBOX. TYPE 5 (1 EA)

STA. 904+25
INSTALL:
CCTV SYSTEM. TYPE B (1 EA) (TMCCAM969)

VIDED ENCODER, TYPE A (1 EA)

VIDED CAMERA SENSOR ASSEMBLY (2EA) (510969, S2C969)
VDS SYSTEM PROCESSOR, TYPE A (1 EA)

FIELD SWITCH. TYPE A (1 EA)

F/0 CLOSURE. FDC (RACK MOUNTED), 24 FIBER (1 EA)
TYPE D CABINET, (1 EA) POLE MOUNTED

STRAIN POLE. TYPE IV (1 EA)

INSTALL ¢

TYPE “W" GUARDRAIL. (125 LF}
TYPE 1 ANCHOR, (1 EA)

TYPE 12 ANCHOR. (1 EA)
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SCALE I FEET

STATE OF GEORGIA
DEPARTMENT OF TRANSPORTATION
OFFICE OF TRAFFIC OPERATIONS

ATMS DESIGN PLAN SHEETS
[-285 NORTHWEST FROM 1-20 TO I-75
STA. 890+00 TO STA. 905+00
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© CONDUIT DUCT BANK,. TYPE SPECIAL INSTALL: B —— INSTALL 2 T
OSP F/0 CABLE. LDOSE TUBE.SM. 96 FIBER (NAV0O5-0179) ELECTRICAL COMMUNICATION BOX. TYPE 6 (1 EA) ‘-____...---" CONDUIT. NONMETAL TP3, 2" (30 ;
OSP F/0 CABLE. DROP., SM.» 24 FIBER (300 LF) _J
NB RAMP A7 501400 STA. 904+00
INSTALL INSTALL :
VIDED CAMERA SENSOR ASSEMBLY (2 EA) (N1C969. N2C969) ELECTRICAL COMMUNICATION BOX. TYPE 6 (1 EA)
VDS SYSTEM PROCESSOR. TYPE A (1 EA) FIBER OPTIC SPLICE FUSION (20 EA)
FIELD SWITCH., TYPE A (1 EA) FIBER OPTIC CLOSURE. UNDERGROUND. 24 FIBER (1 EA)
F/0 CLOSURE. FDC (RACK MOUNTED). 24 FIBER (1 EA)
TYPE D CABINET (1 EA) POLE MOUNTED
STRAIN POLE. TYPE IV (1 EA)
INSTALL :
CONDUIT. NONMETL. TP 2, 2" (5 LF)
OSP F/0 CABLE. DROP. SM, 24 FIBER (5 LF)
S PULLBOX. TYPE 5 (1 EA)
STA. 890+50
INSTALL: ' -
ELECTRICAL POWER SERVICE ASSEMBLY.
AERTAL SERVICE POINT (1 EA.) AN
FOR DEVICES LOCATED AT STA. 888450, 901400
DRAWING No.

L40




