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STATE

PROJECT NUMBER

SHEET NO.

TOTAL SHEETS

GA CSSTP-0006-00(901 ),

CSSTP-0006-00(900)

661

1415

1/5/2009

GPLN

SREFOL$

PHASE [ (STA 12+00. 00 THRU 87+65. 74)

PHASE 111 (STA 104+94. 21 THRU

STPOO-0186-01(011)

[75+50. 00)

SUMMARY OF QUANTITIES

ITEM NO. DESCRIPTION UNIT | QUANTITY
500-3101 CLASS A CONCRETE CY [4]. 4
511-1000 BAR REINFORCEMENT STEEL LB 27, 139
682-9950 DIRECTI/ONAL BORE PIPE 2 IN LF 25
682-1503 CABLE, TP RHH/RHW, AWG NO 12 LF 5450
682-1504 CABLE, TP RHH/RHW, AWG NO 10 LF 4656
682-1505 CABLE, TP RHH/RHW, AWG NO 8 LF 23,413
682-3468 MULTI COND CABLE, TP RHW, 2%*6 & [*8 LF 3569
682-3146 MULT! COND CABLE, TP XLP, 2*4 & [*6 LF 4181
682-3424 MULTI COND CABLE, TP RHW, 2*2 & [*4 LF 350
682-6219 CONDUIT, NONMETL, TP 2, | IN LF 8225
682-6222 CONDUIT, NONMETL, TP 2, 2 IN LF 4533
682-6108 CONDUIT, RIGID, 3/4,IN LF 5450
682-9000 MAIN SERVICE PICK UP POINT LS /
682-9000 MAIN SERVICE PICK UP POINT LS /
682-9020 ELECTRICAL JUNCTION BOX EA 9
682-9021 ELECTRICAL JUNCTION BOX, CONC GROUND MOUNTED EA 2
681-4270 LIGHTING STANDARD, 25 FT MH, 4 FT ARM EA 3
681-4299 LIGHTING STANDARD, 30 FT MH, 4 FT ARM EA /3
681-6418 LUMINAIRE, TP 4, 185 W, LED EA /6
681-4120 LIGHTING STD, 12 FT MH, POST TOP EA 35
681-6317 LUMINAIRE, TP 3, 109 W, LED EA 35

SUMMARY OF QUANTITIES
ITEM NO. DESCRIPTION UNIT | QUANTITY

441-0004 CONC. SLOPE PAV, 4 IN SY 148. 5
500-3101 CLASS A CONCRETE CY 405. 24
511-1000 BAR REINFORCEMENT STEEL LB 65, 923
682-9950 DIRECTIONAL BORE PIPE 2 IN LF 1737
682-1503 CABLE, TP RHH/RHW, AWG NO 12 LF 2665
682-1504 CABLE, TP RHH/RHW, AWG NO 10 LF 25, 430
682-1505 CABLE, TP RHH/RHW, AWG NO 8 LF 29,079
682-3468 MULT! COND CABLE, TP RHW, 2*6 & [*8 LF 5892
682-3146 MULT! COND CABLE, TP XLP, 2%*4 & 1*6 LF I, 739
682-3424 MULT! COND CABLE, TP RHW, 2*2 & |*4 LF 3990
682-6219 CONDUIT, NONMETL, TP 2, I IN LF 18, 372
682-6222 CONDUIT, NONMETL, TP 2, 2 IN LF 15,729
682-6108 CONDUIT, RIGID, 3/4,IN LF 2, 665
682-9000 MAIN SERVICE PICK UP POINT LS /
682-9000 MAIN SERVICE PICK UP POINT LS /
682-9000 MAIN SERVICE PICK UP POINT LS /
682-9000 MAIN SERVICE PICK UP POINT LS /
682-9020 ELECTRICAL JUNCTION BOX EA /9
682-9021 ELECTRICAL JUNCTION BOX, CONC GROUND MOUNTED EA 4
683-1101 LIGHTING TOWER, STEEL, 100 FT MG, INCL LOWERING EQUIP EA /8
683-6568 HIGH LEVEL LUMINAIRE, TP 5, 444 W, LED EA 108
681-4300 LIGHTING STD, 30 FT MH, POST TOP EA [12
681-6418 LUMINAIRE, TP 4, 185 W, LED EA 112
681-4120 LIGHTING STD, 12 FT MH, POST TOP EA )
681-6317 LUMINAIRE, TP 3, 109 W, LED EA 16
681-6852 LUMINAIRE, LOW MOUNTING, TP 4, 357 W, LED EA 232
683-9025 LOWERING DEVICE POWER SUPPLY UNIT EA /
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