STA 372+80

INSTALL
ELECTRICAL POWER SERVICE ASSEMBLY, AERIAL SERVICE POINT (IEA}

INSTALL:

STA 374+05

S2C820

INSTALL:

VIDEO CAMERA SENSOR ASSEMBLY (1EA.

VDS SYSTEM PROCESSOR, TYPE A (IEA)

FIELD SWITCH, TYPE B (EA)

F/0 CLOSURE, FDC (RACK MOUNTED), 24 FIBER (IEA)
POLE-MOUNTED CABINET, TYPE D (EA)

STRAIN POLE, TYPE IV {EA)

INSTALL:

CONDUIT, NONMETAL, TYPE 2, 27 (5 (LF)

QSP F/0 CABLE, DROP, SINGLE MODE, 24 FIBER (5 (LF}
PULLBOX, TYPE 5 (IEA)

INSTALL:
CONDUIT, NONMETAL, TYPE 2, 2° (I0 (LF)
OSP F/0 CABLE, DROP, SINGLE MODE, 24 FIBER {0 (LF)

STA 374+00

S2C820

INSTALL

ELECTRICAL COMMUNICATION BOX, TYPE 5 (IEA)
F/0 SPLICE, FUSION (20 EA)

F/0 CLOSURE, UNDERGROUND, 24 FIBER (IEA)

CONDUIT DUCT BANK, #YPE 2
0SP F/0 CABLE, LOQSE TUBH, SINGLE MODE, 144 FIBER (S093)

\
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INSTALL:

GUARDRAIL TYPE W (25 LF)
GUARDRAIL ANCHOR, TYPE I(EA)

GUARDRAIL. ANCHOR, TYPE 12 (EA)

INSTALL:

STATE PROJECT NUMBER W, | sHeeTs
GA., CM-056-/ (56) | 35157

REVISED AND REDRAWN: [-07-05

CONDUIT DUCT BANK, TYPE 2
OSP F/0Q CABLE, LOOSE TUBE, SINGLE MODE, 144 FIBER (5093)

STA 380+60

INSTALL

ELECTRICAL COMMUNICATION BOX, TYPE 5 (IEA}

INSTALLz
CONDUIT DUCT BANK, TYPE 2
OSP F/0 CABLE, LOOSE TUBE, SINGLE MODE, 144 FIBER (S093)

INSTALL:

MULTI-CELL CONDUIT SYS, 4-WAY, SCH 40 PVC,3 @ 20 LF EA (60 LF)
CONDUIT NONMETAL, TYPE 2, 4" (20 LF)

OSP F/0 CABLE, LOOSE TUBE, SINGLE MODE, |44 FIBER (5094)

OSP F/0 CABLE, LOOSE TUBE, SINGLE MODE, 24 FIBER (NAVO5-0I20
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<L s ; STA 375+00
= = INSTALL
\ ELECTRICAL COMMUNICATION BOX, TYPE 5 (IEA)
F/0 SPLICE, FUSION (20 EA)
F/0 CLOSURE, UNDERGROUND, 24 FIBER (IEA)
INSTALL:
VRN GUARDRAIL TYPE W (25 LF) INSTALL: IN EXISTING MULTI-CELL CONDUITS
\ GUARDRAIL ANCHOR, TYPE 1(EA) CONDUIT, NONMETAL, TYPE 2, 2" (0 (LF) INSTALL:
GUARDRAIL ANCHOR, TYPE 12 (IEA) OSP F/0 CABLE, DROP, SINGLE MODE, 24 FIBER (10 (LF) OSP F/0 CABLE, LOOSE TUBE, SINGLE MODE, i44 FIBER (S094)
OSP F/0 CABLE, LOOSE TUBE, SINGLE MODE, 24 FIBER (NAV05-0190)
— C T
<
\ N INSTALL: N EXISTING:
CONDUIT, NONMETAL, TYPE 2,2" (5 (LF) ' STA 381+60
/ OSP F/0 CABLE, DROP, SINGLE MODE, 24 FIBER (5 (LF) — ELECTRICAL COMMUNICATION BOX (TYPE 3)
PULLBOX, TYPE 5 (IEA) = REHABILITATION (EA)
VARG F/0 SPLICE, FUSION (20 EA)
STA 372+80 STA 374+95 F/0 CLOSURE, UNDERGROUND, 24 FIBER (IEA)
INSTALL CAM#821, NIC82! SEE NOTE ION THIS SHEET
ELECTRICAL POWER SERVICE ASSEMBLY, AERML SERVICE POINT (IEA) Ko
v INSTALL:
VIDEO ENCODER, TYPE A (EM) CONDUIT, NONMETAL, TYPE 2, 2* (10 (LF)
e NS TAL L2 \ VIDEO CAMERA SENSOR ASSEMBLY (IEA.) 0SP F/0 CABLE, DROP, SINGLE MODE, 24 FIBER (IO (LF)
CONDUIT DUCT BANK, TYPE 1 VDS SYSTEM PROCESSOR, TYPE A (IEA)
OSP F/0 CABLE, LOOSE TUBE, SINGLE MODE, 144 FIBER (S094) FIELD SWITCH, TYPE A (EA) INSTALL: .
OSP F/0 CABLE, LOOSE TUBE, SINGLE MODE, 24 FIBER (NAVO5-0I30) F/0 CLOSURE, FDC (RACK MOUNTED), 24 FIBER (EA) CONDUIT, NONMETAL, TYPE 2, 2" (5 (LF)
POLE-MOUNTED CABINET, TYPE D (EA) gSELgég %@g%ﬁéﬂﬁgisﬂNGLE MODE, 24 FIBER (5 (LF)
STRAIN POLE, TYPE IV ({EA) PULLBOX, 1Y S R
NOTES:

.} IF CONTRACTOR DETERMINES THAT CONDUIT ROUTE EXISTS
BETWEEN EXISTING ELECTRICAL COMMUNICATIONS BOX AND THE
EXISTING CABINET, CONTRACTOR CAN PROPOSE USING THE ROUTE
IN LIEU OF INSTALLING NEW TYPE 2 CONDUITS AND THE TYPE 5

"PULLBOX.

2.) EXISTING FIBER CONNECTION TO EXISTING CABLE S064 WILL NO
LONGER BE USED. THE COST OF INSTALLING ANY ADDITIONAL
EQUIPMENT REQUIRED FOR THE PURPOSE OF INSTALLING NEW
EQUIPMENT, CONTRACTOR SHALL REMOVE EXISTING FDC AND F/0
VIDEO/DATA TRANSMITTER. CONTRACTOR SHALL COORDINATE WITH
THE STATE SIGNAL ENGINEER AT (404) 624-7124 FOR THE DELIVERY

INSTALL:

CONDUIT DUCT BANK, TYPE |
OSP £/0 CABLE, LOOSE TUBE, SINGLE MODE, 144 FIBER (S094) —
OSP F/0 CABLE, LOOSE TUBE, SINGLE MODE, 24 FIBER (NAVO5-QIS0)

STA 38/+50
STA 381+40 IN EXISTING CABINET
INSTALL: ' INSTALL:
ELECTRICAL COMMUNICATION BOX, TYPE 5 (IEA) SERIAL DATA TERMINAL RECEIVER, TYPE B (IEA)

FIELD SWITCH, TYPE A (IEA)
F/0 CLOSURE, FDC (RACK MOUNTED), 24 FIBER (IEA)
SEE NOTE 2 THIS SHEET

OF REMOVED ITEMS TO THE GDOT TMC LOCATED AT 935 E. CONFEDERATE m
AVENUE ATLANTA GA 303ic.
0 50 100
L e e s GEORGIA DEPARTMENT ATMS DESIGN ACCOUNT o,
LTS DRAWN OF TRANSPORTATION S.R.-400 FROM 1-85 TO [|-285 YT
B DRANN PLAN SHEET
SUPERVISED BY SUBMITTED BY | DATE

B0cad files\sht-25.dgn 12/28/2005 2; 03; 28 PM



