
8 1/2 "

 5/16 

C  13/16 " l HOLE FOR

   3/4 " ERECTION BOLT

L

1 
3/
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"
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1/
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 3/8 "
2 3/4 " 2 3/4 "

SECTION B-B

8 1/2 "

4 1/4 " 4 1/4 "

9
"

BB

 13/16 " l HOLE,

5 1/2 "
1 1/2 " 1 1/2 "

SECTION A-A

PL. 1 X 5 1/2 X 1’-6"

PL. 3/8 X 8 1/2 X 1’-6"

1 
1/

2 
"

WATER MAIN HANGER NOTES

ALL FERROUS METAL COMPONENTS IN THE HANGER ASSEMBLY 

SHALL BE GALVANIZED IN ACCORDANCE WITH SUB-SECTION 

INSTALLATION.

 
STEEL SHALL BE A-709, GR. 36.

 THE CONTRACTOR SHALL SEAL ALL VOIDS IN OPENINGS IN 

ENDWALLS.

 
PLACE CANVAS AS PER SUB-SECTION 501.3.05.C.1.D OF THE 

GEORGIA DOT SPECIFICATIONS BETWEEN SUPPORT PLATES 

AND BEAM WEBS.

1.

2.

3.

4.

C4 X 5.4

BACK TO BACK
 1/4 

**

A

A

 1/8 " CANVAS, TYP

PL  1/2 " X 4" X 8 1/2 " 

WITH 2 HOLES, TYP

NONE

 1/4 

 3/4 "- NC THREADED ROD

C4 X 5.4 BACK

TO BACK

SECTION C-C

 

c BEAM

c PIPE

VARIES

2’-0" 2’-0"

DETAIL ‘A"

(SEE LAYOUT)

C

C
4"

*

ADJUSTABLE TWO ROD ROLLER

HANGER AS SUPPLIED BY ANVIL,

COOPER B-LINE OR EQUAL

TOP & BOTTOM  1/4 " X 2" X 3"  

PLATE WITH  7/8 " l

U.N.O. AT WATER MAIN

 1/2 " X 3" PLATE, W/ 7/8 " l HOLE

 

 

 

A

A

WATER MAIN SUPPORT DETAILS

10.58’

10.61’

10.41’

10.75’

10.01’

10.38’

4’10’10’14’12’12’10’ 10’

3.22’

2.85’

10’10’1 1’10’10’1 1’10’10’14’10’10’ 12’10’ 10’14’14’14’ 14’10’

WATER MAIN HANGER LAYOUT

4’4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’ 4’4’

BFPR BENT 1 c BENT 2 c BENT 3 c BENT 4

BFPR BENT 5

3.42’

9.97’3.45’

2.81’ 3.25’

3.59’ 4.57’
BEAM 12

BEAM 13

013

13

8’ 9’

1 1.73’

WATER MAIN HANGER DETAILS

 3/4 " l A307 BOLTS, TYP

W/NUTS AND WASHERS,

IN 1" l FORMED HOLE THRU 

BEAM WEBS

TYP

2-  3/4 " HEX NUTS

c PIPE JT c PIPE JT

c SUPPORT ASSEMBLY

FOR WATER MAIN, TYP

TYP

3 1/2 " MIN

(HIGHSIDE)

c  13/16 " l HOLE, TYP

c 16" l WATER MAIN

2" 2"

V
A

R
IE

S

 1
/2

 "

B

C

D

E

F

DETAIL OF HANGER

FOR TELEPHONE CONDUIT

A

B

C

D

E

F

C

4 7/8 "

4 7/8 "

 1
/2

 "

18
 1

/8
 "

4 7/8 " 1/2 "
C

G

G

23 1/2 "

12 CONDUIT

5 
7/

8 
"

5 
7/

8 
"

5 
7/

8 
"

5 
7/

8 
"

BRIDGE DECK

A

#5 BAR

NOTE: PLACE HANGER ATTACHMENTS AT INTERVALS

 3/4 "  LOOP INSERT FOR  3/4 " - 10 ROD.

2
"

OF UP TO 10 FT.

1 1 3/4 "

 3/4 " - 10 GALVANIZED MACHINE ROD.

STRAND CLAMP.

4"  DIA.  FIBERGLASS CONDUIT.

 1/2 "  X 2"  X 25 1/2 "  P.V.C.  FLAT BAR.

1"  X 4 7/8 "  P.V.C.  SPACER TUBE.

 1/4 "  X 2"  X 2"  X 29 1/2 "  FIBERGLASS TUBE.

**  3/4 " l ERECTION BOLT

KEEPER

STRAP

3
’
-
0

"

*  3/4 " l BOLT

4"

PL  1" X 4" X 12"

858.2.02.B OF THE GEORGIA DOT SPECIFICATIONS PRIOR TO 

4’

SHEET
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BRIDGE SHEET

B
Y

R
E

V
IS

IO
N

S
D

A
T

E

DEPARTMENT OF TRANSPORTATION

DESIGNED

DRAWN DESIGN GROUP

REVIEWED

APPROVED

BRIDGE NO. 1

SCALE:

DRB

CABOF LAe

35-

DRAWING NO.

CR 4519 (ATLANTA ROAD) OVER q-285

COBB COUNTY STP00-0222-01(001)

STP00-0222-01(001)

1  INCH WHEN PRINTED FULL SIZE

FAQ

BFR

WMD/DLC

33

ENGINEERING DIVISION-OFFICE OF BRIDGES AND STRUCTURES

AUGUST 2013

626          916




