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ALL BEARING ASSEMBLY COMPONENTS SHALL BE ASTM A709 GR 36
STEEL EXCEPT SELF-LUBRICATING PLATES SHALL BE CAST BRONZE.

ALL SOLE PLATE AND SELF-LUBRICATING PLATE THICKNESSES ARE

AT @ BEARING.

ALL STRUCTURAL STEEL SHALL BE ASTM A709 GR 50 UNLESS

OTHERWISE NOTED.
THE BEAM SHALL BE CAMBERED IYg"

12

EXISTING ANCHOR BOLTS SHALL BE EXTENDED BY FULLY BUTT WELDING
NEW ANCHOR BOLT EXTENSIONS TG TOP OF EXISTING ANCHOR BOLTS.

SEAL WELD 2" BASE PLATES ALL-AROUND AFTER INSTALLATION. A

/4" SEAL WELD SHALL BE REQUIRED.
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NO SCALE
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