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STATE PROJECT NUMBER SHEET NQ.

TOTAL SHEETS

GA 0011692 33

/103

INSTALL:
CONDUIT, NONMETAL, TP 3,2", 2 @ 605 LF (1210 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER (S093) (605 LF)

STA 374+06

INSTALL:

ECB, TP 5 (IEA)

F/0 SPLICE, FUSION (2 EA)

F/0 CLOSURE, UNDERGROUND, 144 FIBER (IEA)

OSP F/0 CABLE, DROP, SM, 12 FIBER (55 LF)

INSTALL:

FOR DEVICE AT STA 374+I7

STA 372+75
EXISTING:
ELECTRICAL POWER SERVICE ASSEMBLY, AERIAL SERVICE POINT

,,,,,,,,

CONDUIT, NONMETAL, TP 2, 2" (140 LF)
FOR ELECTRICAL POWER SERVICE

OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER (S093) (0 LF)

Y L I

INSTALL:

CONDUIT, NONMETAL, TP 2,2',2 @ 5 LF (10 LF)
OSP F/0 CABLE, DROP, SM, 12 FIBER (10 LF)
PULLBOX, TP 4S (IEA)

INSTALL:
CONDUIT, NONMETAL, TP 2, 2" (10 LF)
OSP F/0 CABLE, DROP, SM, 12 FIBER (10 LF)

STA 374+7

S2R82|

EXISTING:

CABINET, TP D (IEA)
STRAIN POLE, TP IV (EA)

INSTALL:
MICROWAVE RADAR DETECTION SYSTEM (IEA) .
FIELD SWITCH, TP A (IEA) T,

F/0 CLOSURE, FDC PRE-TERMINATED, TP A, 12 FIBER (I EA)’

INSTALL:

CONDUIT, NONMETAL, TP 2, 2" (1440 LF)

FOR ELECTRICAL POWER SERVICE

FOR DEVICE AT STA 387+I0 ON SHEET 28-022

INSTALL:
CONDUIT, NONMETAL, TP 3,2",2 @ 670 LF (1340 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER (S093) (670 LF)

INSTALL:
CONDUIT, NONMETAL, TP 3, 2", 2 ® 635 LF (1270 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER (S093) (635 LF)

5 STA 380+72

INSTALL:

ECB, TP 5 (EA)

OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER (S093) (I0 LF)

R el e it S

CA I S T TR

00+ILE VLS +

MATCHLINE STA.370+00 SEE SHEET 28-020

INSTALL:
CONDUIT, NONMETAL, TP 3,2",2 @ 6l0 LF (1220 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER (S094) (60 LF)

STA 372+80
EXISTING: :
ELECTRICAL POWER SERVICE ASSEMBLY, AERIAL SERVICE POINT

STA 374+96
CAM#*822, NIR822
INSTALL:
CCTV SYSTEM, TP C (IEA)

MICROWAVE RADAR DETECTION SYSTEM (IEA)
FIELD SWITCH, TP A (IEA)

F/0 CLOSURE, FDC PRE-TERMINATED, TP A, 12 FIBER

CABINET, TP D (IEA)
STRAIN POLE, TP IV (IEA) - 19 FT EOP

\— INSTALL:

CONDUIT, NONMETAL, TP 2,2",2 @ 5 LF (0 LF)
OSP F/0 CABLE, DROP, SM, I2 FIBER (10 LF)
PULLBOX, TP 4S (IEA)

(1EA)

INSTALL:
CONDUIT, NONMETAL, TP 3,2", 2 @ 670 LF (1340 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER (S094) (670 LF)

MATCHLINE S"An3‘84+200

IN EXISTING ECB:
ECB REHAB (IEA)
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STA 375+05
INSTALL: S
ECB, TP 5 (EA) S T ]
F/0 SPLICE, FUSION (12 EA) 2 Y B
F/0 CLOSURE, UNDERGROUND, 144 FIBER (IEA) e T,
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER (S094) (0 LF) e e R
. OSP F/0 CABLE, DROP, SM, 12 FIBER (55 LF) e R S
INSTALL:
CONDUIT, NONMETL, TP 2, 2" {220 LF) INSTALL:
FOR ELECTRICAL POWER SERVICE CONDUIT, NONMETAL, TP 2, 2" (25 (LF) .
FOR DEVICES AT STA 374+96 OSP F/0 CABLE, DROP, SM, 12 FIBER (25 LF) e B
STA 38/+68 INSTALL:

CONDUIT, NONMETAL, TP 2, 2" (10 (LF)
OSP F/0 CABLE, DROP, SM, 12 FIBER (IO (LF)

F/0 SPLICE, FUSION (i2 EA)

F/0 CLOSURE, UNDERGROUND, 144 FIBER (IEA)

OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER (S094) (I0 LF)
OSP F/0 CABLE, DROP, SM, 12 FIBER (55 LF)

STA 38l+54

IN EXISTING CMS CABINET

INSTALL:

FIELD SWITCH, TP A (IEA)

F/0 CLOSURE, FDC PRE-TERMINATED, TP A, 12 FIBER (IEA)

INSTALL IN EXISTING PULLBOX:
OSP F/0 CABLE, DROP, SM, I2 FIBER (I0 LF)

SEE SHEET 28-022
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