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STA 382+32
INSTALL :
ROADSIDE ELECTRONICS CABINET, TYPE 332
F/0 CLOSURE, FDC, RACK-MOUNT, 24 FIBER
FIELD SWITCH, TP A
PULL BOX, TYPE 4S
0SP F/0 CABLE, DROP, SM, 24 FIBER (55 LF)
0SP F/0 CABLE, DROP, MM, 4 FIBER (55 LF)
INSTALL :
CONDUIT, NONMETAL, TP 2, 2 IN
INSTALL :
CONDUIT, NONMETAL, TP 2, 2 IN
0SP F/0 CABLE, DROP, SM, 24 FIBER
INSTALL IN EXISTING CONDUIT: 0SP F/0 CABLE, DROP, MM, 4 FIBER
0SP F/0 CABLE, DROP, SM, 24 FIBER
0SP F/0 CABLE, DROP, MM, 4 FIBER
STA 382+54
INSTALL :
>TA 802419 PEéCg i ggéErR GGER FOR US DOT
LMS-511 LA / U
§§530é§§5§7§§Afgcﬁ?{éxcgﬁ AV READER AND DIMENSIONING (OVER HE/GHT)
STA 39/+75 PULL BOX, TYPE 4S
STA 382+06
INSTALL : STA 382+59, 69’ RT
PELCO PED POLE INSTALL: INSTALL :
LICENSE PLATE READER AND STRAIN POLE POWER SERV/CE
OVERVIEW CAMERA ccTv, TP B
PULL BOX, TYPE 4S ENCODER, TP B
0SP F/0 CABLE, DROP, SM, 24 FIBER (10 LF) CABINET, TP E
EXISTING WEIGH STATION
OPEN/CLOSE SIGN TO BE REMOVED
REMOVE EXISTING
TYPE 12 ANCHOR,
ATTACH PROPOSED
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STA 381+50
EXISTING CONCRETE
{See MNote)
- STA. 386+00 -
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= PREFORMED_SOL /D _PLASTIC-PVMT MKG -~
S 8 [N, CONTRAST M(BLACK-"WHITE) TP PB (300 LF) o
o
N (@ o]
S INSTALL :
o PREFORMED SKIP PLASTIC PVMT MKG
ég 8 IN, CONTRAST (BLACK- WHITE) TP PB (300 LF)
STA 382+29
INSTALL :
PIEZO SENSOR P2
INSTALL :
LOOPS (TYP)
STA 382+34
INSTALL :
BENDING PLATE SCALES, SI & S2
WITH TEMPERATURE SENSOR
INSTALL:
CONDUIT, NONMETAL, TP 2, 2 IN - POWER SERVICE ?ﬂérifijjg
PIEZO SENSOR P/
CONSTRUCT | ON
CONCRETE WILL BE GROUND TO MEET ASTM EI318-09
NOTE : REFERENCE DETAIL NO. CI1668003 (DWG NO. 40-003)FOR ADDITIONAL 8 — 9 — ZO / 5
DETAILS REGARDING SCALES, LOOPS, POLES, AND CABINET INSTALLATION.
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