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f UNDERPASS LIGHTING LAYOUT AND WIRING LEGEND N

SYMBOL DESCRIPTION

WM LED WALL PACK LIGHTING LUMINAIRE MOUNTED ON PIER CAP. SUBSCRIPT "WM" DENOTES LIGHTING FIXTURE TYPE
IN THE LIGHTING FIXTURE SCHEDULE. SEE LIGHTING FIXTURE SCHEDULE.

NOTE: SEE SHEET 25-003 FOR "UNDERPASS Q EXISTING HIGH PRESSURE SODIUM WALL PACK LUMINAIRE MOUNTED ON PIER CAP SHALL BE REMOVED. EXISTING
E

LIGHTING GENERAL NOTES". BRANCH CIRCUIT SHALL REMAIN AND BE UTILIZED AS INDICATED ON THE "UNDERPASS LAYOUT AND WIRING PLAN".
AN TO OTHER LIGHTS

\
“\\ EXISTING 2" C. WITH
N

(H)— } LIGHTING FEE07

FPB
10 PROPOSED BRANCH CIRCUIT.

CONTROL SYSTEM (FPB), PLAN SYMBOL (10)
SEE TABLE A, THIS SHEET.

A\ CONDUCTORS

EXISTING FIELD PANEL "FPA" NEW 3/4" RIGID GALVANIZED STEEL CONDUIT AND WIRING RUN EXPOSED UNDER BRIDGE STRUCTURE.

—E—E—E— EXISTING RIGID GALVANIZED STEEL CONDUIT AND WIRING RUN EXPOSED UNDER BRIDGE STRUCTURE.

\
EXISTING FEEDER TO /%&_EE—E—E—E—E—E—E—E—E—E—E—E—E<—EIE>—?E;E—E—E—EE—E—EE—E—E—E—EE—E—EE E—E—E—E—E—E—E<—EE>—7—E—E—E—E—E—E—E—E—E—E

CODE SIZE NEMA FB 1, TYPE FD, ALUMINUM, CAST JUNCTION BOX WITH MOUNTING LUGS, 3/4" HUBS, BLANK

*36'-3"x 53' — 54 COVER PLATE WITH GASKET. JUNCTION BOX SHALL BE SUITABLE FOR USE IN WET LOCATIONS WITH GASKET
FPA AND BLANK COVER PLATE. PROVIDE HUB PLUGS WHERE REQUIRED.
10 FPA
10 EXISTING 12" X 12" X 6" DEEP JUNCTION BOX CONTAINING EXISTING LIGHTING SYSTEM FEEDER CONDUCTORS
WP WITH WALLPACK LIGHTING BRANCH CIRCUIT CONDUCTORS TAP WITH FUSE HOLDER AND FUSE.

EXISTING SERVICE POINT. 240/480V., 19, 3W, 60HZ, SERVICE WITH METERING AND CONTROLS THAT SHALL REMAIN.

- Qe %WM
PIER é (TYPICAL)

50’

* DIMENSION START POINT.
LOCATE ON PIER CAP CENTERED
ABOVE THE CENTERLINE OF PIER.

LIGHTING PLAN KEY NOTES

* DIMENSION START POINT. °
LOCATE ON PIER CAP CENTERED @ INTERCEPT EXISTING 3/4" CONDUIT AND
ABOVE THE CENTERLINE OF PIER. EXTEND TO NEW JUNCTION BOX.

PROVIDE 2#10 AND 1 #10 GROUND TO
EXISTING JUNCTION BOX CONTAINING
FEEDER. RECONNECT TO LOAD SIDE OF
EXISTING IN-LINE FUSE HOLDERS.

(2) PROVIDE METAL EXPANSION COUPLING FOR
CONDUITS CROSSING
EXPANSION\CONTRACTION JOINTS IN THE
BRIDGE STRUCTURE.

REMOVE EXISTING WALL PACK LUMINAIRE.

54' 50'

|

BE©

THE EXISTING LIGHTING FEEDER TO
SERVICE POINT SHALL BE FIELD LOCATED
AND PROTECTED TO AVOID DAMAGE. THE
EXISTING LIGHTING FEEDER SHALL REMAIN
*36'-3" + OPERATIONAL.

50' 54’ 53'

@ PROVIDE METAL EXPANSION COUPLINGS
(TYPICAL) FOR RIGID CONDUITS CROSSING BETWEEN
ADJACENT BENT CAPS. PROVIDE CONDUIT
SUPPORT TO MEET REQUIREMENTS OF THE
N.E.C. SEE NOTE "LG12" ON DRAWING
25-003.

(8) JUNCTION BOX WITH GASKET AND BLANK
WM w3 wn_(2) COVER PLATE SHALL BE WEATHERPROOF
jg %\ (¥ PIER AND CONSTRUCTED FOR USE IN WET

=TT TN {s) FURNISHED AND INSTALLED T0 MEET THE
WP WPM S'EEQg.lREMENTS OF ARTICLE 314.15 OF THE
@ MOUNT LUMINAIRE BACKPLATE TO
FPB CONCRETE PIER CAP USING THREE
10 EXPANSION BOLTS AS REQUIRED WITH
FIXTURE ORIENTATION TO MAINTAIN WET
6‘\ LOCATION LABEL. SEE "WALL PACK LED
“\\ INSTALLATION MANUAL" IM-345-A.PDF
A LOCATED ON HOLOPHANE WEB SITE.
/ \ {/hﬁ E—E—E—E—E—E—E—E—E—E— EE—EE—E—EEEEEEEEEEEEEEEEEEKEEEEEEEEEEEEEEE—E—EEL _E\E\E\@ TO OTHER LIGHTS
4 TABLE "A" N @ EXISTING 2" C. WITH AN
CIRCUITRY CONDUCTOR CONDUIT TYPE & SIZE EXISTING FEEDER TO A LIGHTING FEEDER ‘%«\/—/@
PLAN SYMBOL DESCRIPTION EXISTING FIELD PANEL "FPB" Q
10 2#10 | 2 AWG SIZE 10 CONDUCTORS
1#10G | 1 AWG SIZE 10 GROUNDING CONDUCTOR
3/4"C | TRADE SIZE 3/4" RIGID GALVANIZED STEEL
\§ CONDUIT J UNDERPASS LIGHTING LAYOUT AND WIRING PLAN
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