
 

 

    

    

 

 

 

ATLANTA, GA 30308

CABLE TV

ADAIRSVILLE, GA. 30103

WATER

        

 

   CONTACT: DAVID BRADATT

   3 CENTRAL PLAZA #365

ROME, GEORGIA 30161

   TEL NO: (706)766-6004/(706)766-4243

   ADAIRSVILLE, GA. 30103

   ADAIRSVILLE, GA. 30103

   

   CONTACT: DEAN BOYER

   8550 ESTERS BOULEVARD

   IRVINE, TEXAS 75063

1. CROSSING S.R. 53 APPROXIMATELY 547’ SOUTHWEST OF THE INTERSECTION OF S.R. 53 & S.R. 140

(SEE SHEETS 2 & 31).

(SEE SHEETS 3 & 32).

4. CROSSING S.R. 140 APPROXIMATELY 1,740.’ EAST OF THE INTERSECTION OF S.R. 140 & C.R. 460.

(SEE SHEET 23).

VERIZON NATION 

THE INTERSECTION OF S.R. 140 AND RUSH CHAPEL ROAD. (SEE SHEET 6)

2. CROSSING S.R. 140 APPROXIMATELY 690’ WEST OF 

THE INTERSECTION OF S.R. 140 AND RUSH CHAPEL ROAD. (SEE SHEET 6)

UTILITY OWNER LISTED AND ARE SHOWN ON THE PLANS HEREON.

AT THE TIME OF THE SUE INVESTIGATION ARE NOTED FOR EACH

OF THE SUE INVESTIGATION. UTILITIES FOUND WITHIN THE LOS 

FACILITIES WITHIN THE VICINITY OF THIS PROJECT AT THE TIME 

ALL THE FOLLOWING UTILITY OWNERS WERE REPORTED TO HAVE

241 RALPH MCGILL BLVD.

CONTACT: JARRETT DAVIS

TEL NO: (404) 506-4474

LOCATED THROUGHOUT THE PROJECT.

 

ATLANTA, GA 30308

241 RALPH MCGILL BLVD.

CONTACT: DON ST. CLAIR

TEL NO: (404) 506-6950

LOCATED AT THE FOLLOWING:

 

AT&T FORMERLY KNOWN AS BELLSOUTH (AT&T)

TEL NO: (706) 236-3912

LOCATED THROUGHOUT THE PROJECT.

TELEPHONE

CONTACT: SCOTT BROWNLOW

ROME GA 30165

8 WEST SIDE INDUSTRIAL BLVD.

LOCATED THROUGHOUT THE PROJECT.

FIBER OPTIC COMMUNICATIONS

   TEL NO: (972) 729-6016

   CONTACT: VICTOR BRANNON 

   150 HEMBREE PARK DRIVE

   ROSWELL, GA 30076

   TEL NO: (770) 559-2096 

CITY OF ADAIRSVILLE WATER & SEWER 

   CONTACT: BEN SKIPPER / TERRY WEST   

   TEL NO: (770) 773-3451 X119 / (678) 449-8488

SANITARY SEWER

CITY OF ADAIRSVILLE WATER & SEWER 

   CONTACT:BEN SKIPPER / TERRY WEST

   TEL NO: (770) 773-3451 X119 / (678) 449-8488

NATURAL GAS

CITY OF ADAIRSVILLE UTILITIES 

   CONTACT: TERRY WEST

   116 PUBLIC SQUARE

   116 PUBLIC SQUARE

   116 PUBLIC SQUARE

   TEL NO: (678) 449-8488

LOCATED THROUGHOUT THE PROJECT.

NATURAL GAS

LOCATED AT THE FOLLOWING:

   TEL NO: (404) 635-8008

TRAFFIC CONTROL

   CONTACT: RON BOODHOO

   935 EAST CONFEDERATE AVENUE

ATLANTA, GA 30309

WATER

FLOYD COUNTY WATER DEPARTMENT

   CONTACT: JOHN BOYD

   271 CALHOUN AVENUE

ROME, GA 30161

RAILROAD

   TEL NO: (706) 529-1247

   CONTACT: BRUCE KEATON

   1200 VD PARROTT JR. PARKWAY

DALTON, GA 30722

   TEL NO: (706) 529-1247

NATURAL GAS

   CONTACT: BRUCE KEATON

   1200 VD PARROTT JR. PARKWAY

DALTON, GA 30722

POWER (TRANSMISSION)

POWER (DISTRIBUTION)

GEORGIA POWER COMPANY (GPC)

GEORGIA POWER COMPANY (GPC)

POWER (TRANSMISSION)

COMCAST COMMUNICATIONS (COM)

SOUTHERN NATURAL GAS (SNG) 

GEORGIA DEPARTMENT OF TRANSPORTATION (GDOT)

DALTON UTILITIES (DAL)

DALTON UTILITIES (DAL)

   TEL NO: (706) 291-5130 / (706) 252-5176

GENERAL NOTES:

1. ALL SIZES AND MATERIAL TYPES WERE NOTED PER RECORD PLANS (QL-D). 

IF RECORDS OR INTERVIEWS WITH UTILITY OWNERS COULD NOT PROVIDE

UTILITY SIZE AND/OR MATERIAL, THE LINE WAS LABELED AS UNK SIZE/MAT.

2. ALL GRAVITY SANITARY SEWER IS QL-C, UNLESS OTHERWISE NOTED. 

3. TYPICAL CONNECTION FOR ALL FIRE HYDRANTS IS WITH A TEE CONFIGURATION.

SIZE AND MATERIAL OF LINE FROM THE MAIN TO THE FIRE HYDRANT IS 6" D.I.P.

4. THE LOCATION, SIZE, AND MATERIAL OF CASINGS FOR UTILITIES ARE PROVIDED

ON THE PLANS PER RECORDS AND/OR INTERVIEWS.

CSX RAILROAD

   500 WATER STREET

JACKSONVILLE, FL 32202

   TEL NO: (904) 359-3200

otherwise noted."

 and dated 06/28/06. All information hereon is depicted to Quality Level B (QL-B) unless 

referenced from a topographic/mapping survey and control package provided by PB, Inc.

record drawing only. All other existing topographic features depicted hereon have been 

above have not been included in this investigation and should be considered as from  

location is indicated as shown in the plans. Utilities have been installed after the date 

utility facilities has been thoroughly investigated and the method of determining their

facilities shown hereon were included in the SUE investigation. The presence of these 

and completed on 01/17/08 for this project. The existing overhead and underground

"An Overhead/Subsurface Utility Engineering Investigation (SUE) was performed

2. CROSSING S.R. 140 APPROXIMATELY 736’ EAST OF THE INTERSECTION OF S.R. 140 & S.R. 53

3. CROSSING S.R. 140 APPROXIMATELY 355’ WEST OF THE INTERSECTION OF S.R. 140 & OLD 

ADAIRSVILLE ROAD. (SEE SHEET 4).

LOCATED AT THE FOLLOWING:

S.R.140 / S.R.53 & S.R.140 / U.S.41

LOCATED AT THE INTERSECTIONS OF 

LOCATED 372’ WEST ON S.R.140 FROM THE

LOCATED AT THE FOLLOWING:

1. DISTRIBUTION LINE(S) LOCATED ALONG THE NORTH SIDE OF S.R.140

STARTING 438’ FROM THE INTERSECTION OF OLD ADIARSVILLE RD.

AND TIES INTO SNG FACILITIES.

2. TRANSMISSION LINE CROSSING S.R.140 APPROXIMATELY 1,415’ EAST

OFTHE INTERSECTION OF S.R.140 AND RUSH CHAPEL ROAD. (SEE SHEET 6)

LOCATED 357’ WEST ON S.R.140 FROM THE

INTERSECTION OF S.R.140 AND C.R.315. (SEE SHEET 29)

INTERSECTION OF S.R.140 AND C.R.315 (SEE SHEET 29)

1. CROSSING S.R. 140 APPROXIMATELY 1,568’ WEST OF 

LOCATED FROM APPROXIMATELY 500’ WEST OF WEST OAK ROAD 

(METER PIT) TO THE EAST.

LOCATED AT THE FOLLOWING:

1. CROSSING S.R. 140 APPROXIMATELY 550’ WEST OF THE INTERSECTION

WITH C.R.627. (SHEET 27)

2. FACILITIES LOCATED AT U.S.41 AND NORTHEAST CORNER OF THE 

INTERSECTION OF S.R.140 AND U.S.41. (SHEETS 29 & 30)

LOCATED FROM WEST SIDE OF THE PROJECT AT 

INTERSECTION OF S.R.140 AND S.R.53 TO APPROXIMATELY

500’ WEST OF WEST OAK ROAD. (METER PIT)

1. CROSSING S.R. 140 APPROXIMATELY 240’ WEST OF 

THE INTERSECTION OF S.R.140 AND OLD ADAIRSVILLE 

ROAD (SEE SHEET 04)

 24-000A

GA DOT AND PB, INC., AT A MEETING HELD ON 3/29/2012.

AND REVISIONS TO THE MAPPING WERE PERFORMED AND COMPLETED PER THE DIRECTIONS RECEIVED BY

DATE ARE CONSIDERED QLD AND HAVE BEEN ADDED TO THE MAPPING BY OTHERS. THE SUE INVESTIGATION

THE PROJECT WAS ORIGINALLY ACCEPTED BY GA DOT. ALL UTILITIES INSTALLED SUBSEQUENT TO THIS

ON THE MAPPING AS TO THEIR PRESENCE ALONG THE PROJECT’S LIMITS OF STUDY PRIOR TO 1/2008, WHEN

/ COMMENTS FROM THE UTILITY OWNERS. UTILITIES WERE TO BE INVESTIGATED, VERIFIED, AND REVISED

REVISIONS WAS TO VERIFY SUBSURFACE UTILITY LOCATIONS AND TO REVISE MAPPING DUE TO FINDINGS

PHOENIX SOLUTIONS, INC., AND COMPLETED ON 6/27/2012. THE INTENT OF THE INVESTIGATION AND

THE SUE PLANS HAVE BEEN REVISED PER AN IN-FIELD INVESTIGATION AND REVIEW PERFORMED BY 

REV1 - 6/29/2012
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ELECTRIC

ELECTRIC/TRAFFIC CONTROL

GUY WIRE

TRAFFIC CONTROL

ELECTRIC/CABLE TV

ELECTRIC/CABLE TV/TRAFFIC CONTROL

CABLE TV

CABLE TV/TRAFFIC CONTROL

ELECTRIC/TELECOMMUNICATIONS

ELECTRIC/TELECOMMUNICATIONS/TRAFFIC CONTROL

TELECOMMUNICATIONS

TELECOMMUNICATIONS/TRAFFIC CONTROL

ELECTRIC/TELECOMMUNICATIONS/CABLE TV

ELECTRIC/TELECOMMUNICATIONS/CABLE TV/TRAFFIC CONTROL

TELECOMMUNICATIONS/CABLE TV/TRAFFIC CONTROL

SANITARY SEWER FORCE MAIN WITH FLOW DIRECTION (QL-B)

SANITARY SEWER FORCE MAIN WITH FLOW DIRECTION (QL-C)

MISC.

HAND HOLE

TRANSFORMER

LIGHT POLE

MARKER

SPLICE BOX

CABINET

PHONE BOOTH

(aka "SLICK")

SUBCRIBER LOOP CARRIER

WELL

STAND PIPE

BACKFLOW PREVENTER

PRESSURE INDICATOR VALVE

AIR RELEASE VALVE

CLEANOUT

GREASE TRAP

VENT

AIR RELEASE VALVE

ELECTRIC MANHOLE

ELECTRIC METER

ELECTRIC BOX

CABLE TV MANHOLE

WATER VALVE

WATER METER

WATER MANHOLE

WATER VAULT

SANITARY SEWER MANHOLE

GAS PRESSURE REGULATOR

UTILITY POLE/GUY POLE

PETROLEUM VALVE

GAS VAULT

GAS MANHOLE

GAS VALVE

GAS METER

EXISTING PROPOSED TEMPORARY

UTILITY LEGEND

TELECOMMUNICATIONS MANHOLE

TELECOMMUNICATIONS PEDESTAL

CABLE TV PEDESTAL

SANITARY SEWER FORCE MAIN VALVE

WATER VALVE MARKER

LIMITS OF OVERHEAD AND SUBSURFACE UTILITY INVESTIGATION

TELECOMUNICATIONS/CABLE TV

SANITARY SEWER WITH FLOW DIRECTION FOR LABELED PIPE SIZES (QL-B)

SANITARY SEWER WITH FLOW DIRECTION FOR LABELED PIPE SIZES (QL-C)

TEST HOLE

POLE ID123

A01

TH  

QUALITY LEVEL (QL) DELINEATION

SANITARY SEWER MANHOLE (SSMH) ID

EXISTING PROPOSED TEMPORARY
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GPLN

     LEGEND                   

EXISTING OVERHEAD OVERHEAD TO BE REMOVED PROPOSED OVERHEAD TYPE OF UTILITY

EXISTING UNDERGROUND UNDERGROUND TO BE REMOVED PROPOSED UNDERGROUND TYPE OF UTILITY

##"W(C)

##"W

##"W(B)

##"W(C)

##"W

##

##

##

##

##

##

##

##

##

##

##

## ##

##

##

##

##

##

##

##

##

##

##

##

##

##

##

##

##

##

##

##

##

##

##

UTILITY CELLS

GAS TEST STATION

ELECTRIC (QL-D)

ELECTRIC (QL-B)

ELECTRIC (QL-C)

TELECOMMUNICATIONS (QL-D)

CABLE TV (QL-D)

WATER (QL-D)

WATER FOR LABELED PIPE SIZES (QL-D)

NON-POTABLE WATER (QL-D)

NON-POTABLE WATER FOR LABELED PIPE SIZES (QL-D)

STEAM (QL-D)

STEAM FOR LABELED PIPE SIZES (QL-D)

SANITARY SEWER WITH FLOW DIRECTION (QL-D)

SANITARY SEWER WITH FLOW DIRECTION FOR LABELED PIPE SIZES (QL-D)

SANITARY SEWER FORCE MAIN WITH FLOW DIRECTION (QL-D)

GAS (QL-D)

GAS FOR LABELED PIPE SIZES (QL-D)

PETROLEUM (QL-D)

PETROLEUM FOR LABELED PIPE SIZES (QL-D)

TRAFFIC CONTROL (QL-D)

TELECOMMUNICATIONS (QL-B)

TELECOMMUNICATIONS (QL-C)

CABLE TV (QL-B)

CABLE TV (QL-C)

WATER FOR LABELED PIPE SIZES (QL-B)

WATER FOR LABELED PIPE SIZES (QL-C)

NON-POTABLE WATER FOR LABELED PIPE SIZES (QL-B)

NON-POTABLE WATER FOR LABELED PIPE SIZES (QL-C)

STEAM FOR LABELED PIPE SIZES (QL-B)

STEAM FOR LABELED PIPE SIZES (QL-C)

GAS FOR LABELED PIPE SIZES (QL-B)

GAS FOR LABELED PIPE SIZES (QL-C)

PETROLEUM FOR LABELED PIPE SIZES (QL-B)

PETROLEUM FOR LABELED PIPE SIZES (QL-C)

TRAFFIC CONTROL (QL-B)

TRAFFIC CONTROL (QL-C)

UNKNOWN UTILITY FOUND IN SUE INVESTIGATION (QL-B)

NON-POTABLE WATER (QL-C)

NON-POTABLE WATER (QL-B)

WATER (QL-C)

WATER (QL-B)

STEAM (QL-C)

STEAM (QL-B)

SANITARY SEWER WITH FLOW DIRECTION (QL-C)

SANITARY SEWER WITH FLOW DIRECTION (QL-B)

PETROLEUM (QL-C)

PETROLEUM (QL-B)

GAS (QL-C)

GAS (QL-B)

##"W

##"W(B)

GUY ANCHOR

EOI
END OF INFORMATION

(INCLUDES ASSOCIATED VALVE)

FIRE HYDRANT ASSEMBLY

QL-D  DEPICTED ACCORDING TO UTILITY RECORD INFORMATION AND IN-FIELD VISUAL INSPECTION.  NO ELECTRONIC DESIGNATING INFORMATION WAS OBTAINED.

QL-C  EXISTING UTILITY STRUCTURES HAVE BEEN FIELD LOCATED AND SURVEYED TO ASSIST IN DEPICTING THE UTILITIES SHOWN ON RECORDS.  NO ELECTRONIC DESIGNATING INFORMATION WAS OBTAINED.

BY THE PROJECT AND REDUCED ONTO PLAN DOCUMENTS.

SUBSURFACE UTILITIES.  QL-B DATA SHOULD BE REPRODUCIBLE BY SURFACE GEOPHYSICS AT ANY POINT  OF THEIR DEPICTION.  THIS INFORMATION IS SURVEYED TO APPLICABLE TOLERANCES DEFINED

QL-B  INFORMATION WAS OBTAINED THROUGH THE APPLICATION OF APPROPRIATE SURFACE GEOPHYSICAL METHODS TO DETERMINE THE EXISTENCE AND APPROPRIATE HORIZONTAL POSITION OF THE

TELEPHONE PAIR SIZE TELEPHONE CABLE DIAMETER

101 - 2400

0.50 TO 2.00 IN5 - 100 

UP TO 3.50 IN

TELEPHONE PAIR SIZE TABLE

MONITORING WELLM.W.

EOI         

LOS    

UNK       

MAT     

SVC   

SSMH 

STL     

CIP  

MW

DIP

PVC

CT

PE   

HP        

MP      

LP    

FO

LIMITS OF STUDY

END OF INFORMATION       

UNKNOWN    

MATERIAL    

SERVICE

MONITORING WELL

SANITARY SEWER MANHOLE

STEEL

DUCTILE IRON PIPE

CAST IRON PIPE 

POLYVINYL CHLORIDE

POLYETHYLENE 

HIGH PRESSURE      

MEDIUM PRESSURE

LOW PRESSURE

FIBER OPTIC

COUNT

GVS GALVINIZED STEEL

SR 140 WIDENING
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EASEMENT FOR CONSTR

EASEMENT FOR CONSTR OF SLOPES

EASEMENT FOR CONSTR OF DRIVES

CONSTRUCTION LIMITS

 & MAINTENANCE OF SLOPES

C F

REQUIRED R/W LINE

PROPERTY AND EXISTING R/W LINE

LIMIT OF ACCESS

R/W AND LIMIT OF ACCESS

EXISTING R/W LINE

BEGIN LIMIT OF ACCESS............BLA

END LIMIT OF ACCESS..............ELA
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 EQUIPMENT WITHIN THE BOUNDARIES OF THE ESA"

 NOTES FOR CONSTRUCTION RESTRICTIONS.  NO STAGING OF

"SEE ENVIRONMENTAL RESOURCES IMPACT TABLE IN GENERAL

 ESA

1
0
0
+
0
0
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+
0
0

CONST CL

SR 140

TIE TO EXISTING

STA. 96+46.41

BEGIN CONSTRUCTION

STP00-0004-00(915)

BEGIN PROJECT

 2   

BIDDY LAND COMPANY

 1   

DEVELOPMENT AUTHORITY
FLOYD CO. & ROME-FLOYD CO.
DEVELOPMENT AUTHORITY OF
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PERMANENT RIP RAP 
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F
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F

5000

5003
5007

8" PVC

G

G

GPC/45’

IN:

1.1

1.3

GPC/50’

T#11108

IN:

2.1
GPC/45’
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GPC/45’

IN:
3.1

GPC/35’
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1.2

3-1/0A+1/0AN

3-1/0A+1/0AN

G

G

GPC/45’
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GPC/50’

T#11108
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IN:

GPC/45’
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3.1

GPC/35’

IN:

1.2

3-1/0A+1/0AN

3-1/0A+1/0AN

LOWER 48 FB

UPPER 200 PR

HH

ATT 3
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T

AERIAL
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200 PR
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4
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I.E. 641.77

I.E. 641.72
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ESA-WETLAND 1b
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EPHEMERAL

NO CONFLICT
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MATCH LINE SEE DRAWING 24-028

MATCH LINE SEE DRAWING 24-027
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EASEMENT FOR CONSTR

EASEMENT FOR CONSTR OF SLOPES

EASEMENT FOR CONSTR OF DRIVES

CONSTRUCTION LIMITS

 & MAINTENANCE OF SLOPES

C F

REQUIRED R/W LINE

PROPERTY AND EXISTING R/W LINE

LIMIT OF ACCESS

R/W AND LIMIT OF ACCESS

EXISTING R/W LINE

BEGIN LIMIT OF ACCESS............BLA

END LIMIT OF ACCESS..............ELA
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 EQUIPMENT WITHIN THE BOUNDARIES OF THE ESA"

 NOTES FOR CONSTRUCTION RESTRICTIONS.  NO STAGING OF

"SEE ENVIRONMENTAL RESOURCES IMPACT TABLE IN GENERAL
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BIDDY LAND COMPANY
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END RIP RAP

DITCH STA 108+50 +/-

RIP RAP LINED RDWY 

BEGIN PERMANENT 

STA 110+61 +/-

END RIP RAP 
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GO UP POLE
25 PR & 72 F/O
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STL. HP
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TO BE TAKEN OUT OF SERVICE

GAS MAIN (290 PSIG)

EXIST. 2-1/2" STEEL HP 

NEW 45° STL. L.R. BEND (QTY 2)

TO REMAIN IN SERVICE

EXIST. FARM-TAP 

TO REMAIN IN SERVICE

EXIST. 2-1/2" STEEL HP GAS MAIN (290 PSIG)
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EXIST. 2-1/2" STEEL HP GAS MAIN (290 PSIG)
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 NOTES FOR CONSTRUCTION RESTRICTIONS.  NO STAGING OF
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STA 123+14 +/-

END RIP RAP

SWALE STA 118+64 +/-

DITCH CHECK DAMS W/ENHANCED 

BEGIN PERMANENT RIP RAP

STA 128+00 +/-
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END RIP RAP LINED
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 BIORETENTION BASIN
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1,500 L.F. 6" 

ABANDON

2-NEW 6" VALVES
W/6" VALVE AND
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AABANDON-IN-PLACE
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CUT & CAP EXIST. 2-1/2" STEEL GAS MAIN

(LPTF-1) AND 3" X2-1/2" REDUCER REQUIRED 

LINE TAPPING & PLUGGING FITTING - HIGH PRESSURE

CONNECT TO EXIST 2-1/2" STEEL HP GAS MAIN (290 PSIG)
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SERVICES TO REMAIN 

EXIST.�" PE GAS

TO BE TAKEN OUT OF SERVICE
EXIST. 2-1/2" STEEL HP GAS MAIN (290 PSIG)
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SEE NOTE 1
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LINED RDWY DITCH STA 138+50 +/-

BEGIN PERMANENT RIP RAP
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SEE NOTE 1
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TO BE TAKEN OUT OF SERVICE
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EXIST 2-1/2" STEEL HP GAS MAIN (290 PSIG)

CUT & CAP EXIST. 2-1/2" STEEL GAS MAIN
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LINE TAPPING & PLUGGING FITTING - HIGH PRESSURE
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END 2’ BERM DITCH

STA. 153+75, LT
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1292

1322

1327

1336

5119

5122 5128

5125

5130

5143

5115

5117

5136

2" PE LP

6036

6034

6038

6
"
 
P

V
C

EOI

APPROXIMATE LOCATION

OF CAPPED 2" PE GAS

2�" STL HP

6" PVC

6" PVC

2�" STL HP

2" PE LP (ABANDONED)

�
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C

�" SVC

�" SVC
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�
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�
"
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"
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V

C
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"
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"
 

S
T

L

�
"
 

S
T

L

�" STL

SNG 6" STL HP PIPE

DALTON UTILITIES 10" STL HP

W/ 150’ OF 

10" STL CASING

W/ 150’ OF STL CASING

ABANDON

RESET WM

RESET WM

1,230 L.F. 6" D.I. WATERLINE

CONNECT TO 12"

1-NEW 6" VALVE
2-NEW 12" VALVES, D.I. WATERLINE

1,110 L.F. 12" 

CASING (OPEN CUT)
83 L.F. MIN. 16" STEEL

D.I. WATERLINE
190 L.F. 6" 

CASING (BORED IN PLACE)
57 L.F. MIN. 16" STEEL

RESET WM

3-NEW 6" VALVES
W/6" VALVE AND
NEW FIRE HYDRANT

RESET WM

RESET WM
RESET WM

W/6" VALVE
NEW FIRE HYDRANT

M.J. PLUG

RESET WM

RESET WM

ABANDON

6" D.I.P.

12" D.I.P.

12" D.I.P.

6" D.I.P.

6
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D
.
I
.

P
.

6" D.I.P.

12" D.I.P.

6" D.I.P.

34.1

28.1

27.1

GPC/45’

IN:

37.1

40.1

GPC/40’

IN:

GPC/40’

IN:

33

1
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/
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32.1

GPC/45’
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A
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34.1
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GPC/45’
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/
0

T
A
 
2
7
0
’

25 PAIR

100 PAIR

ATT

AERIAL
200 PR

TO BE REMOVED

AERIAL
25 PR
50 PR
100 PR

TO BE REMOVED

EXIST FARM-TAP

GAS MAIN (STPG-1)

NEW 2" STEEL HP

STATION (R1), TYPE 1

NEW REGULATOR

GAS MAIN (PEPG-1)

NEW 2" PLASTIC

IN SERVICE

TO REMAIN 

PE GAS MAIN

EXIST.�" 

PLASTIC GAS MAIN

CUT& CAP EXIST�" 

PLASTIC GAS MAIN

CONNECT TO EXIST�" 

GAS MAIN (STPG-1)

NEW 3" STEEL HP(QTY 2)

NEW 22-1/2" STL. L.R. BEND

TEE AND 2" LINE VALVE (SLVG-1)

HP GAS MAIN WITH 3"X2" REDUCING

CONNECT TO NEW 3" STEEL 

CUT & CAP EXIST 2-1/2" STEEL GAS MAIN

PLUGGING FITTING - HIGH PRESSURE (LTPF-1)

GAS MAIN (290 PSIG) LINE TAPPING &

CONNECT TO EXIST. 2-1/2" STEEL HP

TO BE TAKEN OUT OF SERVICE

EXIST 2-1/2" STEEL HP GAS MAIN (290 PSIG)

TO REMAIN IN SERVICE

GAS MAIN (290 PSIG)

EXIST 2-1/2" STEEL HP 

D-5

D-6

18" CMPI.E. 702.14 I.E. 700.56

I.E. 699.46
18" CMP
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EASEMENT FOR CONSTR

EASEMENT FOR CONSTR OF SLOPES

EASEMENT FOR CONSTR OF DRIVES

CONSTRUCTION LIMITS

 & MAINTENANCE OF SLOPES

C F

REQUIRED R/W LINE

PROPERTY AND EXISTING R/W LINE

LIMIT OF ACCESS

R/W AND LIMIT OF ACCESS

EXISTING R/W LINE

BEGIN LIMIT OF ACCESS............BLA

END LIMIT OF ACCESS..............ELA
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50 100 200
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Office:  (404) 237-2115

Atlanta, GA 30326-1087

Suite 2400, Tower Place 100

3340 Peachtree Rd, NE

SR 140 WIDENING

FLOYD / BARTOW COUNTY

FLOYD / BARTOW STP00-0004-00(915) 1176754

 EQUIPMENT WITHIN THE BOUNDARIES OF THE ESA"

 NOTES FOR CONSTRUCTION RESTRICTIONS.  NO STAGING OF

"SEE ENVIRONMENTAL RESOURCES IMPACT TABLE IN GENERAL

 ESA
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+
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1
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+
0
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CONST CL

SR 140

x x x

x

x x x x x

LILLIAN TUDLONG

22   
24   

21   

23   
DORIS WATTERS

ALBERT H SR &

25   

28   

JOHNNY LEE PHELPS

27   

26   

K WRIGHT

MARILYN 

SUSAN J. CAGLE

RANDY T. & 

20   

BETTY MCCLINTON

LEE ROY PARKER &

LEE ROY PARKER

DEBBY L PARKER &

GAS CO.
SOUTHERN NATURAL 

MARK & KIM FLOYD

IPF 1/2" REBAR

IPF 1/2" REBAR

IPF 1/2" REBAR
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PL PL

PL
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1476
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1388 1451
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5160

5164
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51735149
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2�" STL HP

6" PVC
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L
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V

C

2" PE LP
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V

C
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"
 

S
V

C

�" 
STL

W/ 150’ OF STL CASING

DALTON UTILITIES 10" STL HP

W/ 150’ OF STL CASING

DALTON UTILITIES 10" STL HP

10" STL CASING

W/ 150’ OF 

SNG 6" STL HP PIPE

18" STL CASING

W/ 106’ OF 

SNG 12" STL HP PIPE

SNG 12" STL HP PIPE

W/ 106’ OF 

18" STL CASING

8" STL HP

HP PIPE

SNG 12" STL 

OF 

W/ 106’ 

CASING

18" STL 

EXIST FARM TAP

SERVICE

CITY OF DALTON

SERVICE

EXIST GAS MAIN AND

TO CAP AND ABANDON

CITY OF DALTON

THIS SERVICE
GAS TO 
WILL PROVIDE
ADAIRSVILLE
CITY OF

(CITY OF DALTON

�" STEEL LP

ABANDONED

RESET WM

ABANDON

1,490 L.F. 12" D.I. WATERLINE

AND 1-NEW 6" VALVE

2-NEW 12" VALVES

W/6" VALVE,

NEW FIRE HYDRANT

CASING (OPEN CUT)

74 L.F. MIN. 16" STEEL

CASING (BORED IN PLACE)

82 L.F. MIN. 16" STEEL

RESET WM

1,260 L.F. 6" D.I. WATERLINE
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ABANDON

12" D.I.P.

12" D.I.P.
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6" D.I.P.

6" D.I.P.

12" D.I.P.
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44.1
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3" STL HP

8" STL HP

3" STL HP

8" STL HP

8" STL HP VALVE

3" STL HP VALVE

IN PLACE

ABANDON

SERVICE

SHORTSIDE

ABANDONED

TO REMAIN IN SERVICE

HP GAS MAIN (290 PSIG)

EXIST. 2-1/2" STEEL

SEE NOTE 1

CUT & CAP EXIST. 2-1/2" STEEL GAS MAIN

3" S 2-1/2" REDUCER REQUIRED

HIGH PRESSURE (LTPF-1) AND

LINE TAPPING & PLUGGING FITTING-

STEEL HP GAS MAIN (290 PSIG)

CONNECT TO EXIST. 2-1/2"

GAS MAIN (STPG-1)

NEW 3" STEEL HP

(3/4" PE)

SERVICE

SHORTSIDE

NEW 2" PE CAP

GAS MAIN (PEPG-1)

NEW 2" PLASTIC

L.R. BEND (QTY. 4)

NEW 22-1/2"" STL. 

BE TAKEN OUT OF SERVICE
GAS MAIN (290 PSIG) TO 
EXIST 2-1/2" STEEL HP

TO BE TAKEN OUT OF SERVICE

EXIST 8" STEEL HP GAS MAIN (290 PSIG)

TO BE TAKEN OUT OF SERVICE

EXIST 4" STEEL HP GAS MAIN (290 PSIG)
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HP GAS MAIN (290 PSIG)

EXIST 2-1/2" STEEL 
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HP GAS MAIN (290 PSIG)
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GAS MAIN (STPG-1)

NEW 8" STEEL HP
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I.E. 687.41
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B.BALL GOAL

DRAINAGE APPROXIMATE

D
R

A
I

N
A

G
E
 

A
P

P
R

O
X
I

M
A

T
E

DRAINAGE APPROXIMATE

D
R

A
I

N
A

G
E
 

A
P
P
R

O
X
I

M
A
T
E

D
R

A
I

N
A

G
E
 

A
P
P

R
O

X
I

M
A

T
E

NBSW 3b

NBSW 7

OPEN WATER 4

3a

WETLAND 

ESA- 
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ORANGE 
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EASEMENT FOR CONSTR

EASEMENT FOR CONSTR OF SLOPES

EASEMENT FOR CONSTR OF DRIVES

CONSTRUCTION LIMITS

 & MAINTENANCE OF SLOPES

C F

REQUIRED R/W LINE

PROPERTY AND EXISTING R/W LINE

LIMIT OF ACCESS

R/W AND LIMIT OF ACCESS

EXISTING R/W LINE

BEGIN LIMIT OF ACCESS............BLA

END LIMIT OF ACCESS..............ELA
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SHEET NO.

Office:  (404) 237-2115

Atlanta, GA 30326-1087

Suite 2400, Tower Place 100

3340 Peachtree Rd, NE

SR 140 WIDENING

FLOYD / BARTOW COUNTY

FLOYD / BARTOW STP00-0004-00(915) 1176755

 EQUIPMENT WITHIN THE BOUNDARIES OF THE ESA"

 NOTES FOR CONSTRUCTION RESTRICTIONS.  NO STAGING OF

"SEE ENVIRONMENTAL RESOURCES IMPACT TABLE IN GENERAL

 ESA

100+00
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CONST CL

SR 140

< = 89°59’53"

STA. 101+10.00 CR 150

STA. 173+32.55 SR 140 =

C
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1
5
0
/

R
U
S

H
 

C
H

A
P
E
L
 

R
O

A
D

STA.98+20.00

BEGIN MILL & OVERLAY

LIMIT OF CONSTRUCTION

30   

WALTER BRADEN

SHIRLEY ANN &

32   SUZANNE P COKER

CHARLES E &

34   CBR HOLDINGS LLC

36   

GEORGE W WOOD

29   

APRIL WOOD

31   

ROGER D SMITH

33   

35   

JANICE MARIE BENNETT

OTHA EUGENE &

DORIS WATTERS

ALBERT H SR &

25   

BURNING BUSH MINISTRIES INC

SKYLINE BAPTIST CHURCH/

37   

BURNING BUSH MINISTRIES INC

SKYLINE BAPTIST CHURCH/

FENCE EASEMENT

WALTER BRADEN

SHIRLEY ANN &

32A  

IPF 
1" CTP

IPF 1" H20 PIPE

IPF 2" OTP

IPF 1/2" REBAR

IPF 3/4" REBAR

L
.

L
.
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L
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L
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3
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STA. 174+00, LT

BEGIN 2’ BERM DITCH

STA. 176+00, LT

END 2’ BERM DITCH

STA. 186+10

INFILTRATION TRENCH

BEGIN MEDIAN STRIP
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F
F
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C
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C
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C
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C
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C
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17011710

1723

1675
16461632
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5199

5196
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5179
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5184

5186

5181

1
1
 

P
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I

R
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2
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S
T
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P

2�" STL HP
6" PVC
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V

C
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"
 

S
T
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H
P

6
"
 

P
V

C

8" STL HP

8" STL HP

GAS MAIN

CITY OF ADAIRSVILLE

EXIST. 2" PE

ABANDON

1,500 L.F. 12" D.I. WATERLINE

2-NEW 12" VALVES
W/6" VALVE AND
NEW FIRE HYDRANT

RESET WM

RESET WM

& CONNECT TO 6"
2-NEW 6" VALVES

CUT & PLUG 6"

ABANDON

175 L.F. 6" D.I.WATERLINE

3-NEW 6" VALVES
W/6" VALVE AND
NEW FIRE HYDRANT

RESET WM

1,490 L.F. 6" D.I.WATERLINE

RESET WM

ABANDON

12
" 

D.
I.

P.

6" D.I.P.

6
"
 

D
.
I
.

P
.

6" D.I.P.

12" D.I.P.
12" D.I.P.

6" D.I.P.

6" D.I.P
.

12" D.I.P
.

3-
1/

0A 
& 

1/
0AN

59.1

54.1

GPC/50’

IN:

T#5577

GPC/55’

IN:

55.1

56.1
57.1

GPC

IN:

T#1123

GPC/55’

IN:
3-1/0A & 1/0AN

1/0TA

58.1

GPC/45’

IN:

T#16929

GPC/45’

IN:

3-1/0A & 1/0AN

3-
1/

0A 
& 

1/
0AN

59.1

54.1

GPC/50’

IN:

T#5577

GPC/55’

IN:

55.1

56.1
57.1

GPC

IN:

T#1123

GPC/55’

IN:
3-1/0A & 1/0AN

1/0TA

58.1

GPC/45’

IN:
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GPC/45’

IN:

3-1/0A & 1/0AN

2
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P
A
I

R

TO BE REMOVED

AERIAL

25 PR

50 PR

100 PR

TO BE REMOVED

AERIAL

100 PR

AERIAL

200 PR

TO BE REMOVED

ENDS

 

25 PR

50 PR

AERIAL

100 PR

ABANDON-IN-PLACE

3" STL LP

3" STL HP
SERVICE

SHORTSIDE

LONGSIDE SERVICE 
LONGSIDE SERVICE 

LONGSIDE SERVICE 

REQUIRED

20’X20’ EASEMENT

REGULATOR STATION 

2" PE

TO BE REMOVED

EXIST REGULATOR STATION

3
0
"
 

R
C
P

I.E. 704.64

I.E. 705.10

24" CEDAR

48" OAK
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F
E

N
C
E

LP TANK

LP TANK
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EASEMENT FOR CONSTR

EASEMENT FOR CONSTR OF SLOPES

EASEMENT FOR CONSTR OF DRIVES

CONSTRUCTION LIMITS

 & MAINTENANCE OF SLOPES

C F

REQUIRED R/W LINE

PROPERTY AND EXISTING R/W LINE

LIMIT OF ACCESS

R/W AND LIMIT OF ACCESS

EXISTING R/W LINE

BEGIN LIMIT OF ACCESS............BLA
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FLOYD / BARTOW STP00-0004-00(915) 1176756

 EQUIPMENT WITHIN THE BOUNDARIES OF THE ESA"

 NOTES FOR CONSTRUCTION RESTRICTIONS.  NO STAGING OF

"SEE ENVIRONMENTAL RESOURCES IMPACT TABLE IN GENERAL

 ESA

2
0
0
+
0
0

1
9
5
+
0
0

1
9
0
+
0
0

CONST CL

SR 140

CBR HOLDINGS LLC

36   

38R  

BURNING BUSH MINISTRIES INC

SKYLINE BAPTIST CHURCH/

37   
39   

GUY B & ALICE B CULPEPPER

40   

GUY B & ALICE B CULPEPPER

35   

BURNING BUSH MINISTRIES INC

SKYLINE BAPTIST CHURCH/

MORRISON

DARRELL & MELINDA MORRISON

DARRELL & MELINDA 

38   

IPF 1/2" REBAR

RWM

PL

PL

PL
PL

PL

PL

PL

A
P
P

R
O

X
.
 
L
.
L
.
L
.
 
1
8
 

A
P
P

R
O

X
.
 
L
.
L
.
L
.
 
1
3
 

A
P
P

R
O

X
.
 
L
.
L
.
L
.
 
1
8
 

A
P
P

R
O

X
.
 
L
.
L
.
L
.
 
1
3
 

STA. 189+50, RT

BEGIN 2’ BERM DITCH
STA. 196+50, RT

END 2’ BERM DITCH

STA. 187+80

INFILTRATION TRENCH

END MEDIAN STRIP

STA. 191+40

INFILTRATION TRENCH

END MEDIAN STRIP

STA. 189+90

INFILTRATION TRENCH

BEGIN MEDIAN STRIP

FFF

CCCCCCCCCCC

C
C

C

C
CCC

C

C

CC

CC

CC

CC
CCCCCCCCCCCCC

C
C

CCCCCC

C
C

C

C

C

C

C

F
FF

C

FFF

1909

18971893

1907

1886

1905

1906

1841

1836

1878

1844

1806

1870

5210

6
"
 
P

V
C

6" DIP

2�" STL HP

6" DIP

2�" STL HP

�
"
 

S
V

C

�
"
 

S
V

C

6" PVC

6
"
 

P
V

C

 TRANSITION FROM 

6" PVC TO 6" DIP

8" STL HP

8" STL HP

S
V

C

�
"
 

RESET WM

RESET WM

RESET WM

ABANDON

2-NEW 6" VALVES

W/6" VALVE AND

NEW FIRE HYDRANT

2-NEW 12" VALVES
W/6" VALVE AND
NEW FIRE HYDRANT

1,470 L.F. 12" D.I. WATERLINE

RESET WM

1,460 L.F. 6" D.I. WATERLINE

ABANDON

12" D.I.P.

�
"
 

S
E

R
V
.

6" D.I.P.

12" D.I.P.

6" D.I.
P.

12" D.I.P.

6" D.I.
P.

6" D.I.P.

12" D.I.P.

3-1/0A & 1/0AN
73.1

GPC/45’

IN:

80.1

75.1 76.1

GPC/45’

IN:
GPC/45’

IN:

GPC/45’

IN:

77.1

GPC/45’

IN:

3-1/0A & 1/0AN
73.1

GPC/45’

IN:

80.1

75.1 76.1

GPC/45’

IN:
GPC/45’

IN:

GPC/45’

IN:

77.1

GPC/45’

IN:

ATT
ATT

AERIAL

100 PR

TO BE REMOVED

AERIAL

100 PR

ABANDON-IN-PLACE

8" STL HP

8" STL LP

IN SERVICE

TO REMAIN

4" STL HP

D-8 12" CMP

I.E. 717.04
IE 716.33 (SILTED)

ESA-WETLAND 8a

FENCE

BARRIER

ORANGE 

FENCE

BARRIER

ORANGE 

NO CONFLICT
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4
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A
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A
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2
1
6

+
0
0
,
 

S
E

E
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R

A
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N
G
 
2
4
-
0
1
0

009

EASEMENT FOR CONSTR

EASEMENT FOR CONSTR OF SLOPES

EASEMENT FOR CONSTR OF DRIVES

CONSTRUCTION LIMITS

 & MAINTENANCE OF SLOPES

C F

REQUIRED R/W LINE

PROPERTY AND EXISTING R/W LINE

LIMIT OF ACCESS

R/W AND LIMIT OF ACCESS

EXISTING R/W LINE

BEGIN LIMIT OF ACCESS............BLA

END LIMIT OF ACCESS..............ELA
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SHEET NO.

Office:  (404) 237-2115

Atlanta, GA 30326-1087

Suite 2400, Tower Place 100

3340 Peachtree Rd, NE

SR 140 WIDENING

FLOYD / BARTOW COUNTY

FLOYD / BARTOW STP00-0004-00(915) 1176757

 EQUIPMENT WITHIN THE BOUNDARIES OF THE ESA"

 NOTES FOR CONSTRUCTION RESTRICTIONS.  NO STAGING OF

"SEE ENVIRONMENTAL RESOURCES IMPACT TABLE IN GENERAL

 ESA

2
1
5
+
0
0

2
1
0
+
0
0

2
0
5
+
0
0

CONST CL

SR 140

W
H

A
T
L
E

Y
 

O
R

C
H

A
R

D
 

R
D
 
(
P

R
I

V
A
T
E
)

40   

GUY CULPEPPER ET AL

43   

39   

ALICE B. CULPEPPER

GUY B. &

44   

ALICE B. CULPEPPER

GUY B. &

KC50655

KC50660

KC50671

KC50670

KC50669
KC5066

1

DARBY

FAYE

PL

PL

PL

PL

PL

PL

24"

3X10’X10’
F-036

M-029

F-038

M-030

F-037

F-041

F-039

1-004

1-003

1-005

F-040

M-031

1-007

1-006

M-032 M-033

F-042

F-043

8
’
x
9
’

R
C

B
C

8
’
x
8
’

R
C

B
C

3
x
1
0
’
x
1
0
’
 
R
C
B
C

2
X
3
0
"

1
8
"

18"

1
8
"

18"

DITCH PAVING

END 4" CONC.

DITCH PAVING

BEGIN 4" CONC.

DITCH PAVING

END 4" CONC.

DITCH PAVING

BEGIN 4" CONC.

CONC. FLUME

TYPE "A"

CONC. FLUME

TYPE "A"

EXIST. CULVERT

RETAIN AND CLEAN 

STA. 207+22

BRIDGE CULVERT

BEGIN TRIPLE 10’x10’

STA. 207+66

BRIDGE CULVERT

END TRIPLE 10’x10’

36" PIPE

PLUG EXIST.

GDOT DETAIL D-9

TYPE A 2’ FLUME 

F

F

F

F
F

F
F

F
F

F
F

FFFFFFF

F
F

F
F

F
F

F

F

F
F

F

F

F

F
F

F
F

F
F

C

C

C

C

C

C
C

C

C

CC
C

C

CC

CCC
C

1955

1952

1943

1913

1928

5232

5230

2�" STL HP

6" 
DIP

2�" STL HP

6" DIP

�
"
 

S
T

L

�
"
 

S
V

C

�
"
 

S
T

L

8" STL HP

8" STL HP

2-NEW 12" VALVES 

W/6" VALVE,AND 

NEW FIRE HYDRANT

CASING (OPEN CUT)

108 L.F. MIN. 22" STEEL

ABANDON

CASING (BORED IN PLACE)

72 L.F. MIN. 22" STEEL

RESET WM

6" D.I.P
.

D.I. WATERLINE

150 L.F. 6" 1-NEW 6" VALVE

12" VALVES AND 

W/6" VALVE, 2-NEW

NEW FIRE HYDRANT 

12" D.I.P
.

RESET WM

1,800 L.F. 12" D.I. WATERLINE

12" D.I.P.

ABANDON

CASING (OPEN CUT)

110 L.F. MIN. 22" STEEL

CASING (BORED IN PLACE)

45 L.F. MIN. 22" STEEL

2-NEW 12" VALVES

W/6" VALVE AND

NEW FIRE HYDRANT 

12" D.I.P
.

12" D.I.P
.

�
"
 

S
E

R
V
.

12" 
D.I.

P.

83.1

3-1/0A & 1/0AN

GPC/50’

IN:

3
-
1
/
0

A
 

&
 

1
/
0

A
N

2G

84.2

GPC/35’

IN:

GPC/50’

T#1125

IN:

83.1

3-1/0A & 1/0AN

GPC/50’

IN:

3
-
1
/
0

A
 

&
 

1
/
0

A
N

2G

84.2

GPC/35’

IN:

GPC/50’

T#1125

IN:

AERIAL

100 PR

SERVICE

SHORTSIDE

SERVICE

SHORTSIDE

ABANDON-IN-PLACE

IN CITY EASEMENT

4" STL LP

IN SERVICE

EXIST 8" TO REMAIN

D-9

D-10

18" HICKORY

I.E. 696.95

3
6
"
 

R
C
P

I.E. 700.52

18" CMPI.E. 70
0.32

I.E. 6
99.49 I.E. 6

98.51
I.E. 6

98.13

18" CMP

I.E.=692
.99

I.E.=693
.75

B
O

X
 

C
U
L

V
E

R
T

8
’
 
x
 
9
’

B
O
X
 
C
U
L
V
E
R
T

1
0
’
 
x
 
1
0
’

I.E.=694.07

I.E.=691.75

I.E.=690.56

I.E.=693.86

I.E.=691.42

I.E.=691.12

14" OAK

NBSW 10a

ESA-PS 9

ESA-PS 10

ESA-IS 8

ESA-PS 9 

ESA-PS 9 

E
S

A
-
2
5
’
 

B
U
F
F

E
R

ESA-25’ BUFFER

E
S

A
-
2
5
’
 

B
U
F
F

E
R

ESA-WETLAND 8a

BUFFER

ESA-25’

FENCE
BARRIER
ORANGE 

FENCE

BARRIER

ORANGE 

FENCE

BARRIER

ORANGE 

FENCE

BARRIER

ORANGE 

VEGETATION

WRESTED 

LIMITS OF

E
S

A
-
2
5
’
 

B
U
F
F
E

R
E
S

A
-
2
5
’
 

B
U
F
F
E

R
VEGETATION

WRESTED 

LIMITS OF

ESA-25’ BUFFER

FENCE

BARRIER

ORANGE 

VEGETATION

WRESTED 

LIMITS OF

VEGETATION

WRESTED 

LIMITS OF

NO CONFLICT
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EASEMENT FOR CONSTR OF SLOPES

EASEMENT FOR CONSTR OF DRIVES

CONSTRUCTION LIMITS

 & MAINTENANCE OF SLOPES

C F

REQUIRED R/W LINE

PROPERTY AND EXISTING R/W LINE

LIMIT OF ACCESS

R/W AND LIMIT OF ACCESS

EXISTING R/W LINE

BEGIN LIMIT OF ACCESS............BLA

END LIMIT OF ACCESS..............ELA
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Office:  (404) 237-2115

Atlanta, GA 30326-1087

Suite 2400, Tower Place 100

3340 Peachtree Rd, NE

SR 140 WIDENING

FLOYD / BARTOW COUNTY

FLOYD / BARTOW STP00-0004-00(915) 1176758

 EQUIPMENT WITHIN THE BOUNDARIES OF THE ESA"

 NOTES FOR CONSTRUCTION RESTRICTIONS.  NO STAGING OF

"SEE ENVIRONMENTAL RESOURCES IMPACT TABLE IN GENERAL

 ESA

 
 

C
R
 
1
5
1
 
/
 

B
U

T
T

R
U

M
 

R
O

A
D

100+00

2
3
0
+
0
0

2
2
5
+
0
0

2
2
0
+
0
0

CONST CL

SR 140

5
0
’

R

< = 89°59’59"

STA. 101+10.00 CR 151

STA. 227+04.06 SR 140=

STA. 97+29.72

BEGIN MILL & OVERLAY

LIMIT OF CONSTRUCTION

47   

JOEL R LANCASTER

51   

50   

KELLY S THOMPSON

GREGORY P JR &

46R  

& JULIE E MILLER

F CHARLES WILKEY 

52   

& JULIE E MILLER

F CHARLES WILKEY 

53   

48   GUY CULPEPPER ET AL

43   

CECIL J. HODGE

PERINE

SHELBY SHEREA

46   

KELLY S THOMPSON

GREGORY P JR &

TIFFANY KENNEDY

IPF #6RBC DONALD E.

RWM

IPF 1" OTP

IPF 1.5 "
 OTP

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL PL

PL

PL

PL

A
P
P

R
O

X
.
 

L
.

L
.

L
.
 
4
3
 

A
P
P

R
O

X
.
 

L
.

L
.

L
.
 
1
8
 

PL

2
-
3
6
"

2
-
3
6
"

STA. 216+27, LT

BEGIN 2’ BERM DITCH

STA. 219+86, LT

END 2’ BERM DITCH
STA 220+00 +/-

END RIP RAP 

STA 219+00 +/-

LINED RDWY DITCH

BEGIN PERMANENT RIP RAP

STA 222+75 +/-

END RIP RAP 

DITCH STA 221+00 +/-

RIP RAP LINED RDWY 

BEGIN PERMANENT 

FFFFFF
F

FFF
F

F
F

F

F

F

FFF
F

F
FFF

FF
F

F
CC

C
C

C

C

C

C

C

C

C

C
C

C

C

C

F

F

F

F

F

C
C

C
C

C

C
C

C

F
F

F

F
F

F

CC

C

C
C

C
C

C

2065

2126
2132

2050

2047

2027

2045

20372033

2
"
 

P
E
 

L
P

5247

5250

5244

5241

5259

5255

5266

6062

6
"
 

P
V

C

6" P
VC

6" DIP

2�" STL HP

�
"
 

P
E

6" DIP

2�" STL HP

2�" STL HP

�" PE LP

8" STL HP

8" STL HP

ABANDON

RESET WM

RESET WM

1,550 
L.F. 1

2" D.I. WATERLINE

1-NEW 6"VALVE12" VALVES AND W/6" VALVE, 2-NEW NEW FIRE HYDRANT

CASING (OPEN CUT)110 L.
F. MIN. 16"

 STEEL

CASING (BORED IN PLACE)
130 L.

F. MIN. 16"
 STEEL

ABANDON

RESET WM

MIN. 1" 
SERVICE

RESET WM

D.I. WATERLINE500 L.
F. 6" 

ABANDON

CUT & PLUG 6"

CONNECT TO 6"2-NEW 6" VALVES &

12
" 

D.
I.

P.

12" D.I.P.

12" D.I.P.

12" D.I.P
.

101.1

GPC/40’

IN:

G

103

GPC/45’

IN:

GPC/45’

IN:

101.1

GPC/40’

IN:

G

103

GPC/45’

IN:

GPC/45’

IN:

AERIAL
25 PR

TRANSFER

AERIAL
25 PR

AERIAL
100 PR

AERIAL
50 PR

AERIAL
100 PR

GPC/45’

IN:

GPC/45’

IN:

GPC/45’

IN:

GPC/45’

IN:

SERVICE

SHORTSIDE

ABANDON-IN-PLACE

IN SERVICE

TO REMAIN

NEEDED FOR R.S.

*20’x20’ EASEMENT

IN SERVICE

TO REMAIN

2" PE

SHORTSIDE SERVICE

TO BE REMOVEDEXIST. REGULATOR STATION

GAS MAIN (PEPG-1)

NEW 4" PLASTIC

GAS MAIN (PEPG-1)NEW 4" PLASTIC

VALVE

4" STL LP
4" STL LP

8" STL HP

TO BE REMOVED

STATION*

REGULATOR

EXIST.

D-11

BM 5
709.46

D-11

12" RCP

I.E. 706.31 I.E. 706.10

15" CMP

I.E. 704.40

I.E. 703
.63

I.E. 703
.48

I.E. 704
.17

I.E. 704
.20

I.E. 704
.24

30" RCP I.E. 704
.49

(SILTED)

I.E. 708.73
15" CMP

I.E. 708.81

5
4
"
 

C
M
P

I.E. 702.73

I.E. 703.75

I.E. 708.29(CRUSHED) I.E. 707.45

4
8
"
 

C
M
P

I.E. 705.15

1
8
"
 

R
C
P

I.E. 707
.36

I.E. 707
.27

40" C
MP

I.E. 706
.23

I.E. 705
.76

I.E. 705
.95

I.E. 706
.60

I.E. 706
.79

I.E. 707
.02

I.E. 707
.38

I.E. 707
.69

I.E. 707
.72

I.E. 705
.99

I.E. 706
.58

1
2
"
 

C
P
P

DRAI
NAGE 

APPROXI
MATE

DRAINAGE APPROXIMATE

FENCE

ORANGE BARRIER

ESA-IS 13

ESA-PS 9 

ESA-PS 12

BUFFER

ESA - 25’ 

ESA-IS 14

ESA-PS 9 

ESA-PS 12

WATER 16

ESA-OPEN 

ESA-25’ BUFFER

ESA-25’ BUFFER

ESA-25’ BUFFER

ESA-WETLAND 11

ESA-WETLAND 15

BUFFER

ESA-25’ 

WRESTED VEGETATION

LIMITS OF

WRESTED VEGETATION

LIMITS OF

FENCE

BARRIER

ORANGE 

ESA-25’ BUFFER

FENCE

BARRIER

ORANGE 

VEGETATION

WRESTED 

LIMITS OF

FENCE

BARRIER

ORANGE 

ESA-PS 12
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C
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E
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EASEMENT FOR CONSTR

EASEMENT FOR CONSTR OF SLOPES

EASEMENT FOR CONSTR OF DRIVES

CONSTRUCTION LIMITS

 & MAINTENANCE OF SLOPES

C F

REQUIRED R/W LINE

PROPERTY AND EXISTING R/W LINE

LIMIT OF ACCESS

R/W AND LIMIT OF ACCESS

EXISTING R/W LINE

BEGIN LIMIT OF ACCESS............BLA

END LIMIT OF ACCESS..............ELA

REVISION DATES

          

          

          

          

          

          

          

          

          

          

          

          

          

          

          

          

          

          

          

          

          

DRAWING No.

DEPARTMENT OF TRANSPORTATION
STATE OF GEORGIA

08-JUL-2015

donald

004915_24-011 G:\15937A\004915\Dgn\004915UT11.dgn PROJECT NUMBERCOUNTY TOTAL SHEETS

OFFICE: PROGRAM DELIVERY            

UTILITY PLANS

     

15:06

50 100 200

SCALE IN FEET

0

 24-   

SHEET NO.

Office:  (404) 237-2115

Atlanta, GA 30326-1087

Suite 2400, Tower Place 100

3340 Peachtree Rd, NE

SR 140 WIDENING

FLOYD / BARTOW COUNTY

FLOYD / BARTOW STP00-0004-00(915) 1176759

 EQUIPMENT WITHIN THE BOUNDARIES OF THE ESA"

 NOTES FOR CONSTRUCTION RESTRICTIONS.  NO STAGING OF

"SEE ENVIRONMENTAL RESOURCES IMPACT TABLE IN GENERAL

 ESA

2
4
5
+
0
0

2
3
5
+
0
0

2
4
0
+
0
0

CONST CL

SR 140

X X
X

x
x

x

BETHAL BAPTIST CHURCH

55R  

57R  

58   

EVA SUE GILLIESPIE

JACK B & 

59   

56   
& JULIE E MILLER

F CHARLES WILKEY 

53   

CHARLOTTE JOHNSON

WITH LIFE ESTATE TO

BRYAN JOHNSON 

RENASANT BANK

55   

BETHAL BAPTIST CHURCH

CHARLOTTE JOHNSON

WITH LIFE ESTATE TO

BRYAN JOHNSON 

57   

57A  

56A  

TRANSPORTATION

GEORGIA DEPT OF 

RWM

PL
PL

PL

PL

PL

PL

PL

PL

PL
PL

PL

PL

L

L

2
-
3
0
"

STA. 233+00, LT

BEGIN 2’ BERM DITCH

STA 235+00 +/-

END RIP RAP 

DITCH STA 232+65 +/-

RIP RAP LINED RDWY 

BEGIN PERMANENT 

STA 242+92 +/-

END RIP RAP 

DITCH STA 241+39 +/-

RIP RAP LINED RDWY 

BEGIN PERMANENT 

STA 245+00 +/-

END RIP RAP 

DITCH STA 243+28 +/-

RIP RAP LINED RDWY 

BEGIN PERMANENT 

STA. 240+75, LT

END 2’ BERM DITCH

STA. 241+62, LT

BEGIN 2’ BERM DITCH

2
-
3
0
"

C

CC

C
C

C

C

C

C
C

C

C

C

C

C

C

C
CCCC

C
CC

C

C

C

C

C

C

C
C

C

C

C

C

C

C

C

C

F

C
C

CC
CCCCCCCCCCCC

CCCC
CCCCC

2194

2149

2215

2210

2206

2095

2202

2084

5273

5276

5280

6" DIP

2�" STL HP

6" DIP

2�" STL HP

�
"
 

S
T

L
 

H
P

�" STL

�
"
 
S
T
L
 

H
P

2
"
 

P
V

C

2" PVC

�
"
 

S
T

L
 

H
P

�
"
 

S
T

L
 

H
P

�
"
 

S
T

L
 

H
P

8" STL HP

8" STL HP

STEEL CASING (OPEN CUT)
120 L.F. MIN. 22" 

RESET WM

12" D.I.P.

1
2
"
 

D
.
I
.

P
.

CASING (BORED IN PLACE)
43 L.F. MIN. 22" STEEL

ABANDON

12" D.I.P.

1,640 L.F. 12" D.I. WATERLINE

12" D.I.P.

2-NEW 12" VALVES 
W/6" VALVE AND 
NEW FIRE HYDRANT

ABANDON

12" D.I.P.

12" D.I.P.

111.1

T#5542
GPC/45’
IN:

1
-
1
/
0

A
 

&
 
1
/
0

A
N

3-1/0A & 1/0AN

108.1

GPC/45’
IN:

111.1

T#5542
GPC/45’
IN:

1
-
1
/
0

A
 

&
 
1
/
0

A
N

3-1/0A & 1/0AN

108.1

GPC/45’
IN:TERM

AERIAL
100 PR

ABANDON-IN-PLACE

IN SERVICETO REMAIN 

8" STL HP

3" STL LP

SERVICE

2-SHORTSIDE

4" STL LP

D-12

3
0
"
 

R
C
P

I.E.=711.39

I.E. 717.3512"CMPI.E. 717.05

12" HICKORY

14" HICKORY

I.E. 707.54

I.E. 707.47

I.E. 707.64

I.E. 707.38

I.E. 707.69

I.E. 707.72
40" CMP

I.E. 714.92

48" CMP
I.E. 714.93

I.E. 714.87

I.E. 714.93

48" CMP

3
0
"
 

R
C
P

I.E. 716.60

3
0
"
 

R
C
P

I.E. 716.74

I.E. 71
7.24

I.E. 71
7.35

48"CMP

48"CMP

I
.
E
.
 
7
1
6
.
5
9

I.E. 716.73

I.E. 717.18

I
.
E
.
 
7
1
7
.
5
6

I.E. 7
17.14

I.E. 717.39

48"CMP

48"CMP

MB

24" PINE

I.E. 71
6.69

I.E. 71
6.56

I.E.=711.07

CHURCH

LP TANK

D
R

A
I

N
A

G
E
 

A
P

P
R

O
X
I

M
A

T
E

MILE POST 10

FENCE

ORANGE BARRIER

ESA-25’ BUFFER

ESA-PS 12

ESA-PS 12

ESA-WETLAND 12a
WRESTED VEGETATION

LIMITS OF

NO CONFLICT
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EASEMENT FOR CONSTR

EASEMENT FOR CONSTR OF SLOPES

EASEMENT FOR CONSTR OF DRIVES

CONSTRUCTION LIMITS

 & MAINTENANCE OF SLOPES

C F

REQUIRED R/W LINE

PROPERTY AND EXISTING R/W LINE

LIMIT OF ACCESS

R/W AND LIMIT OF ACCESS

EXISTING R/W LINE

BEGIN LIMIT OF ACCESS............BLA

END LIMIT OF ACCESS..............ELA
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DRAWING No.

DEPARTMENT OF TRANSPORTATION
STATE OF GEORGIA

08-JUL-2015

donald

004915_24-012 G:\15937A\004915\Dgn\004915UT12.dgn PROJECT NUMBERCOUNTY TOTAL SHEETS

OFFICE: PROGRAM DELIVERY            

UTILITY PLANS

     

15:07

50 100 200

SCALE IN FEET

0

 24-   

SHEET NO.

Office:  (404) 237-2115

Atlanta, GA 30326-1087

Suite 2400, Tower Place 100

3340 Peachtree Rd, NE

SR 140 WIDENING

FLOYD / BARTOW COUNTY

FLOYD / BARTOW STP00-0004-00(915) 1176760

 EQUIPMENT WITHIN THE BOUNDARIES OF THE ESA"

 NOTES FOR CONSTRUCTION RESTRICTIONS.  NO STAGING OF

"SEE ENVIRONMENTAL RESOURCES IMPACT TABLE IN GENERAL

 ESA

2
5
5
+
0
0

100+00

2
5
0
+
0
0

C
R
 
3
1
9
 
/
 

W
E
S
T
 

O
A

K
 

G
R

O
V
E
 

R
D
.

CONST CL

SR 140

< = 90°
00’02"

ACCESS ROAD NO. 2STA. 101+10.00 
STA. 249+82.41 

SR 140=

< = 88°16’20"

STA. 100+90.00 CR 319

STA. 257+93.74 SR 140 =

xx
x

SR 140 STA. 252+68.28

FLOYD/BARTOW COUNTY

5
2
’

1
6
’

2
4
’

STA. 98+31.12

BEGIN MILL & OVERLAY

LIMIT OF CONSTRUCTION

STA. 102+70.00

END MILL & OVERLAY

LIMIT OF CONSTRUCTION

A
C

C
E
S
S
 

R
D
 

N
O
.
 
2

63   

EVA SUE GILLIESPIE

JACK B & 

59   

SHERL LYNN WRIGHT

SHERL LYNN GREEN

60   

65   

JANICE ANN GREEN

61   

64   

FREDA BARRETT

68   

RUDY WEAVER

69   

72   

CARL W. TOWE

66   

EFFIE MAE CULBERSON

67   

74   

73   

CHATMON

JASON

ROBIN L CHATMON

DELBERT WADE &

FORTENBERRY

MITCHELL V 

65A  

JACQUELYNE BLALOCK

KEVIN D. &

71   

 LLC

REAL ESTATE,

A & I

56   

65B  

BLALOCK

WYMON & JOAN

CHARLOTTE JOHNSON
WITH LIFE ESTATE TO

BRYAN JOHNSON 

 & VARDRY L. WILSON

AUDREY JANE WILSON

SMITH CHTMON

HATTIE BELLE

ESTATE, LLC

A &I  REAL

IPF 1/2
" REBAR

RWM

IPF 1/2" 
OPEN TOP PI

PL

F
L

O
Y

D
 
C

O
U

N
T

Y
 

G
M

D
 
8
5
9

B
A
R
T

O
W
 
C

O
U

N
T

Y
 

G
M

D
 
8
5
6

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL PL

PL

PL

PL

A
P
P

R
O

X
.
 

L
.

L
.

L
.
 
4
8
 

A
P
P

R
O

X
.
 

L
.

L
.

L
.
 
4
3
 

2
-
4
2
"

18"

STA. 252+07, LT

END 2’ BERM DITCH

STA. 246+00, LT

END 2’ BERM DITCH

STA. 248+00, LT

BEGIN 2’ BERM DITCH

STA 247+00 +/-

END RIP RAP 

DITCH STA 246+25 +/-

RIP RAP LINED RDWY 

BEGIN PERMANENT 

STA 249+18 +/-

END RIP RAP 

DITCH STA 247+16 +/-

RIP RAP LINED RDWY 

BEGIN PERMANENT 

RIP RAP 

TIE TO 42" PIPE

DITCH STA 259+50 +/-

RIP RAP LINED RDWY 

BEGIN PERMANENT 

F

C

C

C

CC
CCCCCC

CCC
CC

C
C

C
C

CC
C

CC

CC
CCC

CCCCCC
C

C

C

C

C
C

CC

C

C
C

C
C

C

C

C

F
F

F

F

F C

C C

C

2236
2456

2477

2365

2367

2492

2265

2180

2246

5284

5290

5304

5286

5288

5292

5299

5302

5
0
 

P
A
I

R

2
"
 

P
V

C

6048

6050

2�" STL HP

6" DIP

2
"
 

P
E

�
"
 

S
T

L

 6’ X 11’ VAULT

7.5’ DEEP

�
"
 

P
E

2�" STL HP

�
"
 

S
T

L

 6" DIP

8" STL HP

8" STL HP

�" PE

2�" STL HP

2
"
 

P
V

C

�
"
 

S
T

L
 

H
P

2" PVC

�
"
 

S
V

C

�
"
 

S
V

C

�
"
 

S
V

C

1
2
"
 

D
I

P
 
(

F
L

O
Y

D
 

C
O
.
)

�" SVC

�
"
 

S
V

C

�
"
 

S
V

C

�
"
 

S
T

L
�

"
 

S
T

L

�
"
 

S
V

C

�
"
 

S
V

C

TRANSITION 

FROM 2" PVC

TO 6" DIP

UNK SIZE

/ MAT

UNK SIZE

/ MAT

�
"
 

S
T

L

�
"
 

S
V

C

�
"
 

S
V

C

100 PAIR
12" DIP

2" PVC

2
"
 
P
E

�
"
 

S
T

L
 

 
(

A
B

A
N

D
O

N
E

D
)

�" PE

�" PE

ABANDON

12" D.I.P.

960 L.F. 12" D.I. WATERLINE

12" D.I.P.

STEEL CASING (OPEN CUT)
77 L.F. MIN. 22" 

CASING (BORED IN PLACE)
73 L.F. MIN. 22" STEEL

CONNECTTO 12"
12" VALVES &
W/6" VALVE, 3-NEW 
NEW FIRE HYDRANT

ABANDON

3-1/
0A & 1/

0AN

3-1/0A & 1/0AN

116.1

117.1

T#13880
GPC/45’
IN: T#3633

GPC/45’
IN:

118.1

119.1 120.1

121.1

135.1

GPC/45’

IN:

GPC/50’

IN:

T#13410

GPC/45’

IN:
T#1129

GPC/50’

IN:

GPC/40’

IN:
122.1

GPC/50’

IN:

1
/
0

T
A 1
-
2

A
 

&
 
2

A
N

1-
2A 

& 
2AN

3-1/
0A & 1/

0AN

3-1/0A & 1/0AN

116.1

117.1

T#13880
GPC/45’
IN: T#3633

GPC/45’
IN:

118.1

119.1 120.1

121.1

135.1

GPC/45’

IN:

GPC/50’

IN:

T#13410

GPC/45’

IN:
T#1129

GPC/50’

IN:

GPC/40’

IN:
122.1

GPC/50’

IN:

1
/
0

T
A 1
-
2

A
 

&
 
2

A
N

1-
2A 

& 
2AN

2
5
 

P
A
I

R

BURIED
25 PR

BURIED CABLE
TIE INTO 

BURIED
25 PR 

ABANDON

AERIAL
25 PR

AERIAL
25 PR

TO BE REMOVED
25 PR

AERIAL

50 PR

AERIAL
50 PR

ABANDONED

BURIED

50 PAIR

AERIAL
200 PR 

12"
PLUG 
CUT & 

(TO BE REMOVED)

EXISTING CABLE
TIE INTO 

ABANDON-IN-PLACE

ABANDON-IN-PLACE

3" STL LP

8" STL HP

SERVICE

SHORTSIDE

2" PE

2" PE

2" PE VALVE

SERVICES

2-SHORTSIDE

SERVICE

SHORTSIDE

SERVICE

SHORTSIDE

8" STL HP
8" STL HP

STL LP

3"

3" STL LP2" PE

2" PE VALVE

4" STL LP

4" STL LP

D-13

I.E. 751.52

I.E. 7
20.71

RCP

I.E. 7
29.49

I.E. 7
30.35

18" CMP

I.E. 742
.45

I.E. 742.58
I.E. 745.90

CMP
I.E. 747.52

12" C
MP

I.E. 741.62

12"CMP
I.E. 751.13

I.E. 755.50
15"CMP

I.E. 754.51

40" OAK

I.E. 743.97 I.E. 744.88

I.E. 746.74

12"CMP

12"CMP

I.E. 752.00

I.E. 752.67
12"(SILTED)

I.E. 758.86

(SILTED)

I.E. 759.19

24" RCPI
.
E
.
 
7
6
0
.
8
9

I.E. 760.76

(SILTED)

I.E. 760.53
12"RCP

(SILTED)

I.E. 760.35

18" RCPI.E. 758.23
I.E. 759.57

15" CMP
I.E. 755.83

I.E. 754.59

MP

18"

18"

RCP

3
6
"
 

R
C
P

A
P
P

R
O

X
.
 

D
I

R
.

LP TANK

SATELLITE DISH

SATELLITE DISH

FOOT BRIDGE

D
R

A
I

N
A

G
E
 

A
P

P
R

O
X
I

M
A

T
E

D
R

A
I

N
A

G
E
 

A
P
P

R
O

X
I

M
A

T
E

DRAINAGE APPROXIMATE

DRAI
NAGE 

APPROXI
MATE

WATER 17

ESA-OPEN 

ESA-WETLAND 18

PROPOSED COMCAST PLANT AERIAL
EXISTING COMCAST PLANT AERIAL
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S
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EASEMENT FOR CONSTR

EASEMENT FOR CONSTR OF SLOPES

EASEMENT FOR CONSTR OF DRIVES

CONSTRUCTION LIMITS

 & MAINTENANCE OF SLOPES

C F

REQUIRED R/W LINE

PROPERTY AND EXISTING R/W LINE

LIMIT OF ACCESS

R/W AND LIMIT OF ACCESS

EXISTING R/W LINE

BEGIN LIMIT OF ACCESS............BLA

END LIMIT OF ACCESS..............ELA
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DRAWING No.

DEPARTMENT OF TRANSPORTATION
STATE OF GEORGIA

08-JUL-2015

donald
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OFFICE: PROGRAM DELIVERY            
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50 100 200

SCALE IN FEET

0

 24-   

SHEET NO.

Office:  (404) 237-2115

Atlanta, GA 30326-1087

Suite 2400, Tower Place 100

3340 Peachtree Rd, NE

SR 140 WIDENING

FLOYD / BARTOW COUNTY

FLOYD / BARTOW STP00-0004-00(915) 1176761

 EQUIPMENT WITHIN THE BOUNDARIES OF THE ESA"

 NOTES FOR CONSTRUCTION RESTRICTIONS.  NO STAGING OF

"SEE ENVIRONMENTAL RESOURCES IMPACT TABLE IN GENERAL

 ESA

2
7
0
+
0
0

2
6
5
+
0
0

CONST CL

SR 140

76   

73   

74   

75   
77   79   

81   

78   

80   82   83   

84   

86   

85   

88R  

87   89   

RICE

SULLINS

MAGGIE

NELLIE RUTH BAILEY

HARVEY T. &

BRENDA BAILEY

ROGER &

DAVIS

ROGER A.

BROWN

WILLIAM B.
ANNIE RUTH MOORE

JOSEPH R. HARDY

JASON CHATMON

CHATMON

JASON 

 & VARDRY L. WILSON
AUDREY JANE WILSON

STEVE NOON TERRY TIMM

TERRY TIMMTERRY REISNER

MARK AND KIM FLOYD

80R  

ANNIE RUTH MOORE

WADE EVERETT

BERTHA EARWOOD

DAVIS

ROGER A.

88  

PL

P
PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL
PL

PL

PL

PL
PL

PL

PL

PL

PL

PL

PL

PL

2
-
2
4
"

4
2
"

2
4
"

2
4
"

STA. 263+10

INFILTRATION TRENCH

BEGIN MEDIAN STRIP

STA. 264+60

INFILTRATION TRENCH

END MEDIAN STRIP

STA. 267+55

INFILTRATION TRENCH

BEGIN MEDIAN STRIP

STA. 268+85

INFILTRATION TRENCH

END MEDIAN STRIP

STA. 269+45

INFILTRATION TRENCH

BEGIN MEDIAN STRIP

STA 273+10 +/-

LINED RDWY DITCH 

END PERMANENT RIP RAP 

TIE TO 24" PIPE RIP RAP,

STA. 272+05

INFILTRATION TRENCH

END MEDIAN STRIP

STA 274+21 +/-

LINED RDWY DITCH 

END PERMANENT RIP RAP 

TIE TO 24" PIPE RIP RAP,
STA. 272+30

INFILTRATION TRENCH

BEGIN MEDIAN STRIP

STA. 273+00

INFILTRATION TRENCH

END MEDIAN STRIP

F

FF

FF
F

FFF
F

F
F

F
F

F

F

F

F
F

FF
FFFF

FF

C

C

C

C

C
C

CCCCC

C

CC
C

C
C

CCC

C

C
C

CCC

2430

2521

2442

2529

2388

2564

2570

2595

2617

2649

100 PAIR

100 PAIR

5313

5310

5324

5333

5328

5306

5316

5326

�
"
 

8" STL HP

�
"
 

S
T

L

2�" STL HP

6" DIP

8" STL HP

�
"
 

S
T

L
 

H
P

�
"
 

S
V

C

U
N

K
 

S
I

Z
E
/

M
A

T

�" SVC

�" SVC

�
"
 

S
V

C

 6" DIP

�" SVC

�
"
 

S
T

L
 

H
P

�" SVC

�
"
 

S
T

L
 

H
P

12" DIP

12" DIP

T
O
 

P
O

L
E
 
5
3
3
6

�" STL HP

1
"
 

D
I

P

 
U

N
K
 

S
I

Z
E
/

M
A

T

145.1

141.1

146.1 148.1

148.2

GPC/50’

IN:

T#5583

GPC/45’

IN:

T#1023897

GPC/45’

IN:

GPC/45’

IN:

GPC/40’

IN:

153.1

157.1

T#10162

GPC/45’

IN:

GPC/40’

IN:

1
-
2

A
 

&
 
2

A
N

1
/
0

T
A

3-1/0A & 1/0AN

1
/
0

T
A

1
-
2

A
 

&
 
2

A
N

1/
0

T
A

145.1

141.1

146.1 148.1

148.2

GPC/50’

IN:

T#5583

GPC/45’

IN:

T#1023897

GPC/45’

IN:

GPC/45’

IN:

GPC/40’

IN:

153.1

157.1

T#10162

GPC/45’

IN:

GPC/40’

IN:

1
-
2

A
 

&
 
2

A
N

1
/
0

T
A

3-1/0A & 1/0AN

1
/
0

T
A

1
-
2

A
 

&
 
2

A
N

1/
0

T
A

100 PAIR

1
0
0
 

P
A
I

R

30-5

AERIAL
200 PR 

ABANDONED

BURIED

50 PAIR

AERIAL
200 PR 

AERIAL
100 PR 

ABANDONED
100 PAIR

TO BE REMOVED
50 PR AERIAL

8" STL HP

�" STL HP OFF

8" STL HP

IN SERVICE

TO REMAIN

ABANDON-IN-PLACE

SERVICE

SHORTSIDE

4" STL LP

4" STL LP

GAS MAIN (STPG-1)
NEW 8" STEEL HP

TAKEN OUT OF SERVICE

MAIN (290 PSIG) TO BE

EXIST 8" STEEL HP GAS

D-14

15"CMP I.E. 764.48

I.E. 763.94

I.E. 752.35

4
8
"
 

C
M
P

I.E. 753.93

2
4
"
 

R
C
P

I.E.
=764

.10

I.E. 770.89

1
8
"
 

R
C
P

I.E. 769.10

12" RCP

2
4
"
 

C
M
P

I.E.=

15" CMPI.E. 757.65
I.E. 758.59

12"CMP I.E. 764.60

I.E. 763.82

I.E. 765.04

I.E. 765.41

I.E. 765.98(SILTED) I.E. 765.60(SILTED)

12" RCP

15" CMP

(CRUSHED)

I.E. 765.15

I
.
E
.
 
7
6
4
.
4
9

I.E. 763.87

2
4
"
 

R
C
P
 

(
S
I
L
T
E

D
)

I.E. 763.57

15"CMP I.E.
 767

.01

I.E.
 766

.00

48" 
RCP I.E

. 7
57.

31

I.E
. 7

56.
88

24"RCP

I.E. 758.57 I.E. 758.63
753.89

A
P
P

R
O

X
.
 
L

O
C
.

SATELLITE DISH

LP TANK

FOOT BRIDGE

D
R

A
I

N
A

G
E
 

A
P
P

R
O

X
I

M
A
T
E

DRAI
NAGE 

APPROXI
MATE

DRAINAGE APPROXIMATE
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153  

McCLURE

DAVID LAMAR

SHARON S. BOSWELL

RICHARD S. &

WESLEY

BOBBY & BRENDA

WESLEY

BRENDA

BOBBY &

GILREATH

ANTHONY & LYNN

BRENDA W. NORMAN

DONALD A. &

WILSON

LANNY & DEBORAH

STEPHANIE BOWLEY

CHRISTOPHER &

REESE

HENRY GRADY

JOHNNY L. McCLURE

  148A

138  

LINDA C. MACK

JERRY N. MACK & 

(WITH LIFE ESTATE)

 AND EULA WESLEY 

S.A. WESLEY

ANTHONY GILREATH & 

RIGHT OF SURVIVORSHIP

AS JOINT TENANTS WITH 

ANDROBERT JOHN ADKERSON,

BRITTANY DAWN ADKERSON 

SUNTRUST MORTGAGE, INC.

THOMAS D. PORTER

WILSON

GLENN

GILREATH

ANTHONY

WILSON

LANNY & DEBORAH

  148R

  147R

WILSON

GLENN

152  
THOMAS D. P

ORTER

  152R

KNOBLETT

MICHAEL & HEIDIE

PL

P L

PL

PL

PL

PL

PL PL

PL

PL

PL

PL

PL

PL

PL

PL

PL PL

PL

PL

PL
PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

APPROX. L.L.L. 103

APPROX. L.L.L. 102

STA. 358+50

BEGIN RIP RAP

F

F

F

F

C

CC

CC
C

C
CC

CC

C

C

C

C
C

C
C

C

C

C

C

C

CC
C

C

C

C

C

C
C

C
C

C
C

C

F

F

F
F

C

C

F

F
F

F

F

F

F
F

F

F

F

4022

4030

4032

4025

824

818

829
831

834

839

846

822

8" STL HP

8" 
STL HP

5494

5508 5510

4
5
 
P

A
I
R

2
�
"
 
S
T
L
 

H
P

8"
 S

TL 
HP

2�" STL HP

6" DIP

�
"
 

S
T

L

�" STL

2�" S
TL HP

6" 
DIP

12"
 DIP

�
"
 

P
E

8"
 S

TL 
HP

2�
" 

STL 
HP

(ABANDONED)

100 PAIR

(ABANDONED)

200 PAIR

6" DIP

1
2
"
 

D
I
P

45 PAIR

200 PAIR

12"
 DIP

�" SVC

�" SVC

�" STL

�
"
 
P
E

�" STL

�
"
 

S
T

L
 

H
P

240.1 241.1

235.1

236.1

GPC/45’

IN:

GPC/50’

IN:

T#7223

GPC/45’

IN:

GPC/35’

IN:

3-1/0A & 1/0AN

3-1
/0A & 1

/0AN

1
-
2

A
 

&
 
2

A
N

242.1

237.1

T#7971

GPC/45’

IN:

T#5596

GPC/45’

IN:

237.2

GPC/45’

IN:

240.1 241.1

235.1

236.1

GPC/45’

IN:

GPC/50’

IN:

T#7223

GPC/45’

IN:

GPC/35’

IN:

3-1/0A & 1/0AN

3-1
/0A & 1

/0AN

1
-
2

A
 

&
 
2

A
N

242.1

237.1

T#7971

GPC/45’

IN:

T#5596

GPC/45’

IN:

237.2

GPC/45’

IN:

25 P

200 P

2 ATTACHMENTS

35-5

ATT

25 PR

300 PR FIBER

36 PR FIBER

400 PR

 

106 PR FIBER

600 PR

SM

3
0
0
 
P

A
I
R

36 PR FIBER

106 PR FIBER

400 PR

SNOW SHOES

36 PR FIBER

106 PR FIBER

400 PR

2 ATTACHMENTS

50 PR

36 PR FIBER

106 PR FIBER

400 PR

NO BIRTH

ATT

IF NEEDED

LOWER CABLE

36 PR FIBER

106 PR FIBER

400 PR

TO BE REMOVED

36 PR FIBER

106 PR FIBER

400 PR

TO BE REMOVED

8" STL HP

ABANDON-IN-PLACE

STATION *

REGULATOR
SERVICE

2-SHORTSIDE

  REQUIRED FOR R.S.

* 20’ X 20’ EASEMENT

2" PE

3" STL LP

IN SERVICE

TO REMAIN

SERVICE

2-SHORTSIDE

SERVICE

SHORTSIDE
GAS MAIN

2" PLASTIC

GAS MAIN (PEPG-1)
4" PLASTIC

D-22

DI=7
72.4

5

I.E. 780.28
18" RCP

I.E. 782.71

18" 
RCP

I.E.
=766

.67

MP

I.E. 
763.1

5

24" 
RCP

I.E. 77
1.81

BARBED WIRE FENCE

2
4
"
 

R
C
P

( BOLTED )

DRAINAGE APPROXIMATE

P
A

V
E

D
 

D
R

A
I

N

DRAI
NAGE 

APPROXI
MATE

DRAI
NAGE 

APPROXI
MATE

PROPOSED COMCAST PLANT AERIAL
EXISTING COMCAST PLANT AERIAL
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EASEMENT FOR CONSTR

EASEMENT FOR CONSTR OF SLOPES

EASEMENT FOR CONSTR OF DRIVES

CONSTRUCTION LIMITS

 & MAINTENANCE OF SLOPES

C F

REQUIRED R/W LINE

PROPERTY AND EXISTING R/W LINE

LIMIT OF ACCESS

R/W AND LIMIT OF ACCESS

EXISTING R/W LINE

BEGIN LIMIT OF ACCESS............BLA

END LIMIT OF ACCESS..............ELA
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DRAWING No.

DEPARTMENT OF TRANSPORTATION
STATE OF GEORGIA

08-JUL-2015

donald

004915_24-021 G:\15937A\004915\Dgn\004915UT21.dgn PROJECT NUMBERCOUNTY TOTAL SHEETS

OFFICE: PROGRAM DELIVERY            

UTILITY PLANS

     

15:07

50 100 200

SCALE IN FEET

0

 24-   

SHEET NO.

Office:  (404) 237-2115

Atlanta, GA 30326-1087

Suite 2400, Tower Place 100

3340 Peachtree Rd, NE

SR 140 WIDENING

FLOYD / BARTOW COUNTY

FLOYD / BARTOW STP00-0004-00(915) 1176769

 EQUIPMENT WITHIN THE BOUNDARIES OF THE ESA"

 NOTES FOR CONSTRUCTION RESTRICTIONS.  NO STAGING OF

"SEE ENVIRONMENTAL RESOURCES IMPACT TABLE IN GENERAL

 ESA

CR 410 / TWIN BRIDGES RD.

W
E
S
T

O
V
E
R
 

D
R
.

1
1
0
+
0
0

100
+00

C
R
 
3
2
1
/
B
I
G
 
D
I
T
C
H
 
R
O
A
D

3
7
5
+
0
0

3
7
0
+
0
0

3
6
5
+
0
0

CONST CL

SR 140

STA. 103+60.00

LIMIT OF CONSTRUCTION

< = 66°39’13"

STA. 100+00.00 CR 410

STA. 369+36.25 SR 140 =

< = 90°00’01"

STA. 100+90.00 CR 321

STA. 369+64.78 SR 140 =

5
2
’

1
6
’

2
4
’

2
4
’

STA. 103+83.54

END MILL & OVERLAY

LIMIT OF CONSTRUCTION

151  

154  

153  

156  

159  157  

158  

160  

HOWARD KENTON HAMILTON

GLENDA BAILEY

HORACE &

155  

ADAIRSVILLE

CITY OF
BROCK BAXTER

DAVID LAMAR McCLURE

BOSWELL

SHARON S.

RICHARD S. &

REX A. WIDNER

HAMILTON

HOWARD KENTON

MACDONALD

JANET & SUSAN

KAREN H. HILL

WILLIAM T. HILL &

REX A. WIDNER

  
156R

  152R

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

APPROX. L.L.L. 103

APPROX. L.L.L. 102

APPROX. L.L.L. 108

APPROX. L.L.L. 109

A
P
P

R
O

X
.
 
L
.
L
.
L
.
 
1
0
9

A
P
P

R
O

X
.
 
L
.
L
.
L
.
 
1
0
2

A
P
P

R
O

X
.
 
L
.
L
.
L
.
 
1
0
8

A
P
P

R
O

X
.
 
L
.
L
.
L
.
 
1
0
3

PLUG

DITCH 

DA = 5.31 ac

 
@ 378+75 +/-

DA for ex 36" RCP

3
6
"

18"

30"

1
8
"

18"
F-099

M-090

F-100

F-101

M-091

F-102

F-215

F-214

F-104

M-093

F-105

1
8
"

1
8
"

1
8
"

8
’
x
8
’

R
C

B
C

F-103

M-092 36" RCP PIPE

REMOVE EXIST. 

STA 378+00 +/-

RDWY DITCH

END RIP RAP LINED

DITCH STA 377+25 +/-

RIP RAP  LINED RDWY 

BEGIN PERMANENT 

STA. 366+50

END RIP RAP

CONC FLUME
TYPE "A"

AND GRASS

GRADE TO DRAIN

PAVEMENT

REMOVE EXIST.

PARAPET

WINGWALLS &

REMOVE EX.

STA. 368+24

STA. 367+74

RIP RAP

F

FF

F
FF

F

FCCC
CCCCCC

C

CC
C

C
C

C

C

C

C

C

C
CCCC

C

C

C
C

C

C
C

C
C

F
F

F

C

C

C
C

F

F

F

F

F

F

F

F

F F
F

C
C

C
C

851

843

856

858

869

877
875

880

882

872

887
894 891

895

854

862

8" STL HP

5515

�
"
 
S
T
L
 

H
P

6" DIP
2�" STL HP

�
"
 

P
E

6" DIP

8" STL HP

2�
" STL HP

12" DIP

�
"
 

P
E

�
"
 

S
V

C
12" DIP

8"
 S

TL 
HP

3-1/0A & 1/0AN

245.1
246.1

T#2819

GPC/45’

IN:

249

251.2

GPC/40’

IN:

GPC/50’

IN:

G

248.1

GPC/55’

T#1273

IN:

253.1

GPC/50’

IN:

3
-
1
/
0

A
+
1
/
0

A
N

249.1

T#417041

GPC/50’

IN:

250.1

GPC/50’

T#10762

IN:
251.1

3-1/0A & 1/0AN
3-1/0A & 1/0AN

3-1/0A & 1/0AN

245.1
246.1

T#2819

GPC/45’

IN:

249

251.2

GPC/40’

IN:

GPC/50’

IN:

G

248.1

GPC/55’

T#1273

IN:

253.1

GPC/50’

IN:

3
-
1
/
0

A
+
1
/
0

A
N

249.1

T#417041

GPC/50’

IN:

250.1

GPC/50’

T#10762

IN:
251.1

3-1/0A & 1/0AN
3-1/0A & 1/0AN

50 PR

36 PR FIBER

106 PR FIBER

400 PR

50 PR

36 PR FIBER

106 PR FIBER

400 PR

NO BIRTH

ATT

 35-5

ATT

50 PR

300 PR

300 PR

36 PR FIBER

106 PR FIBER

400 PR

300 PR

300 PR

36 PR FIBER

106 PR FIBER

400 PR

TO BE REMOVED

EXISTING CABLES

TIE INTO 
IN SERVICE

TO REMAIN

8" HP STL MAINS

CONNECT 2�" AND

END 3" STL LP

IN SERVICE

TO REMAIN

-PLACE

ABANDON-IN

GAS MAIN

4" PLASTIC

2" PE

SERVICE

SHORTSIDE

CB=743.26

CB=743.26

I.E. 754.30

I.E. 756.70

I.E. 765.82

1
2
"
R
C
P

I.E. 764.35

CLD

CLD

1
8
"
 
C

M
P

I.E. 737.41

I.E. 734.64

I.E. 734.62 72" CMP

I.E. 734.14

I.E. 734.25I.E. 735.96

I.E. 725.95

I.E. 725.79

84
" 

CMP

I.E. 725.25

I.E. 725.40I.E. 725.47

72" CMP

18
" 

CMP

D-23

OUT=739.86

OUT=739.96

18" CMP

I.E.=746.29
I.E.=746.88

I.E.=742.27

3
6
"
 

R
C
P

I.E.=739.31

BARBED 
WI

RE 
FENCE BARBED WIRE FENCE

P
A

V
E

D
 

D
R

A
I

N

DRAINAGE APPROXIMATE

DRAINAGE APPROXIMATE

DRAINAGE APPROXIMATE

D
R

A
I

N
A

G
E
 

A
P

P
R

O
X
I

M
A

T
E

DRAINAGE APPROXIMATE

DRAINAGE APPROXIMATE DRAINAGE APPROXIMATE

D
R

A
I

N
A

G
E
 

A
P

P
R

O
X
I

M
A

T
E

D
R

A
I

N
A

G
E
 

A
P
P
R

O
X
I

M
A
T
E

I.E.=752.81

24" RCP

I.E.=752.61

SILTED
I.E.=747.06

I.E.=745.86

I.E.=741.12

8
’
 
x
 
8
’
 

B
O

X
 

C
U
L

V
E

R
T

I.E.=742.31

ESA-25’ BUFFER

ESA-IS 25

PROPOSED COMCAST PLANT AERIALEXISTING COMCAST PLANT AERIAL

EXISTING COMCAST PLANT UNDERGROUND
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EASEMENT FOR CONSTR

EASEMENT FOR CONSTR OF SLOPES

EASEMENT FOR CONSTR OF DRIVES

CONSTRUCTION LIMITS

 & MAINTENANCE OF SLOPES

C F

REQUIRED R/W LINE

PROPERTY AND EXISTING R/W LINE

LIMIT OF ACCESS

R/W AND LIMIT OF ACCESS

EXISTING R/W LINE

BEGIN LIMIT OF ACCESS............BLA

END LIMIT OF ACCESS..............ELA
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STATE OF GEORGIA
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UTILITY PLANS
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50 100 200

SCALE IN FEET

0

 24-   

SHEET NO.

Office:  (404) 237-2115

Atlanta, GA 30326-1087

Suite 2400, Tower Place 100

3340 Peachtree Rd, NE

SR 140 WIDENING

FLOYD / BARTOW COUNTY

FLOYD / BARTOW STP00-0004-00(915) 1176770

 EQUIPMENT WITHIN THE BOUNDARIES OF THE ESA"

 NOTES FOR CONSTRUCTION RESTRICTIONS.  NO STAGING OF

"SEE ENVIRONMENTAL RESOURCES IMPACT TABLE IN GENERAL

 ESA

CR 410 / TWIN BRIDGES RD.

1
1
5
+
0
0

100+00

3
9
0
+
0
03
8
5
+
0
0

3
8
0
+
0
0

 
 

C
R
 
4
6
0
 
/
 

R
I

D
G

E
 

V
I

E
W
 

R
D
.

CONST CL

SR 140

< = 89°56’26"

STA. 116+16.64 CR 410

STA. 98+28.38 CR 460 =

< = 87°08’56"

STA. 101+10.00 CR 460

STA. 384+90.93 SR 140  =

x x x x x x x x x x x x x
x

x
x

x
x

x

x
x

x
x

x
x

x

STA. 98+76.84

BEGIN MILL & OVERLAY

LIMIT OF CONSTRUCTION

158  

160  
161  

HOWARD KENTON HAMILTON

HOWARD KENTON HAMILTON
HOWARD KENTON HAMILTON

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

PL

2
-
2
4
"

3
0
"

F

F
F

FF
F

FF
F

F
F

FFF
FF

FF
F

F
F

F
F

F
F

C
C

C

C
C

C
CC

C
CCC

CC
C

CC
CCCCC

C

CC
C

F

C

F

F

FF
F

F

F

897 905

909

914

911

907

400 PAIR

400 PAIR

5521

5519

6" DIP

8" STL HP

6" DIP

8" STL HP

�
"
 

S
T

L

200 PAIR

UNK SIZE
/ MAT

�
" 

STL

6
"
 

D
I

P

257.1

GPC/45’

IN:
258.1

GPC/50’

IN:

259.1

3-1/0A & 1/0AN

1-
1/

0
A
 

&
 
1/

0
A

N

1-1/0A & 1/0AN260.1 GPC/45’

IN:

261.1GPC/45’

IN:

262.1

GPC/45’

T#3256

IN:

3-1/0A & 1/0ANGPC/45’

IN:

257.1

GPC/45’

IN:
258.1

GPC/50’

IN:

259.1

3-1/0A & 1/0AN

1-
1/

0
A
 

&
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0
A

N

1-1/0A & 1/0AN260.1 GPC/45’

IN:

261.1GPC/45’

IN:

262.1

GPC/45’

T#3256

IN:

3-1/0A & 1/0ANGPC/45’

IN:

6 BURIED

2 AERIAL

 

200 PR

36 PR F/O

400 PR

300 PR

600 PR

300 PR

BURIED

400 PAIR

ABANDON

RT SITE

EASEMENT

ATT

RELOCATED

AERIAL

25 PR

8" STL HP

CAP

SERVICE

LONGSIDE

D-24

1
5
"

R
C
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5
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R
C
P

I
.
E
.
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8
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I
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.
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7
2
7
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I
.
E
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7
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7
.
6
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(
B

U
R

R
I
E

D
)

66" CMP
I.E. 717.76

I.E. 718.19

15"RCP
I.E. 724.02

I.E. 723.95

15"RCP

I.E. 722.48

I.E. 722.70

46" PINE

IE 30" RCP
726.41

1
5
"

R
C
P

I.E. 754.30

I.E. 756.70

I.E. 765.82

I.E. 764.35

I.E. 725.25
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I.E. 725.40

I.E. 725.47

8
4
"
 
C

M
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3
0
"
 

R
C
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ESA-25’ BUFFER

ESA-PS 26
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ORANGE BARRIER

WRESTED VEGETATION

LIMITS OF

FENCE

ORANGE BARRIER

EXISTING COMCAST PLANT AERIAL
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EASEMENT FOR CONSTR

EASEMENT FOR CONSTR OF SLOPES

EASEMENT FOR CONSTR OF DRIVES

CONSTRUCTION LIMITS

 & MAINTENANCE OF SLOPES

C F

REQUIRED R/W LINE

PROPERTY AND EXISTING R/W LINE

LIMIT OF ACCESS

R/W AND LIMIT OF ACCESS

EXISTING R/W LINE

BEGIN LIMIT OF ACCESS............BLA

END LIMIT OF ACCESS..............ELA
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 24-   

SHEET NO.

Office:  (404) 237-2115

Atlanta, GA 30326-1087

Suite 2400, Tower Place 100
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